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Docket No. 50-461

Illinois Power Company
ATTN: Mr. J. Cook

Vice President
Clinton Power Station
Mail Code V-275 4

Post Office Box 678 i
Clinton, IL 61727 j

SUBJECT: NRC INSPECTION REPORT NO. 50-461/94013(DRP)

Dear Mr. Cook:
1
'This refers to the inspection conducted by Messrs. P. Brochman, D.. Hills,

T. Taylor, J. Shapker, J. House, D. Nelson, and F. Brush of this. office on
June 21 through August 8, 1994. The inspection included a review of
authorized activities for your Clinton Power Station facility. At the
conclusion of the inspection, the findings were' discussed with those members
of your staff identified in the enclosed report.

Areas examined during the inspection are identified in the report. -Within
these areas, the inspection consisted of a selective examination of procedures .
and representative records, observations of activities in progress, and
interviews with personnel.

Overall, we found your conduct of activities during this period was good.
With the exception of drywell access control implementation weaknesses, your
performance during the August maintenance outage was outstanding.

However, we are concerned that two technical specification interpretations
made by plant personnel were incorrect and did not reflect the expected
conservative safety focus. Plant management and line organization overview of |
plant status did not identify entry into a shutdown limiting condition for
operation on one of these. On the other, plant management did not understand
the reason why technical specifications required a battery surveillance be
performed at shutdown conditions. j

During this inspection, certain of your activities appeared to be in violation |
of NRC requirements. However, the violation will not be subject to
enforcement action because your efforts in identifying and correcting the
violations meet the criteria 1pecified in Section VII.B of the " General
Statement of Policy and Procedure for NRC Enforcement Actions," (Enforcement
Policy, 10 CFR Part 2, Appendix C (1994)).
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In accordance with 10 CFR 2.790 of the Commission's regulations, a copy of
this letter and the enclosed inspection report will be placed in the NRC
Public Document Room.

We will gladly discuss any questions you have concerning this inspection. |

!

Sincerely, '

gSg.n ut. :: A % ?*2: "*

t

Edward G. Greenman, Director.

Division of Reactor Projects
,

|
Enclosure: Inspection report

No. 50-461/94013(DRP)

, cc w/ enclosure:
| R. Morgenstern, Plant Manager !

Clinton Power Station '

R. Phares, Director - Licensing
OC/LFDCB i

Resident Inspector, Clinton, i
'Dresden, LaSalle, Quad Cities

,

| Project Manager, NRR
Nathan Schloss, Economist

| Office of the Attorney General
K. K. Berry, Licensing Services Manageri

General Electric Company
Chairman, DeWitt County Board
State Liaison Officer
Chairman, Illinois Commerce

Commission
IPAS (E-Mail)

,

i

|
|
I

L

I

Vc6 V6
-RIII iI RFI . RIII/c. RII' RI

| @ (t l' Ms !

Hills Ja son F erson Clayton LaTqrre Grey 1

flw '* o So Y0 e/3794 Qb\fh

i


