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Septenber 19, 1983
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Mr. Janes P. O'Reilly
Regional Administrator, Region II
U. S. Nuclear Regulatory Canmission
101 Mari ett a Street N.W. , Sui te 2900
Atlanta, Georgi a 30303

Dear Mr. O'Reilly:

REPORTABLE OCCURREtCE 389-83-46

ST. LUCIE UNIT 2

DATE OF OCCURREfCE: AUGUS T 19, 1983

TECHNICAL SPECIFICATION 3.7.12

FIRE DOORS

The attached Licensee Event Report is being submitted in accordance with
Technical Specification 6.9 to provide 30-day notification of the subject
occurrence.

Very truly yours,

,

J. W. Willi ans, Jr.

Vice President
Nuclear Energy

JWW/PLP/mpc

Att achment

cc: Di rector, Office of Inspection and Enforcenent (30)
Harold F. Reis, Esquire
File 933.1 SL
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