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f SLB Leak Rate and Tube Burst Probability Analysis
I Methods for ODSCC at TSP Intersections
X

|

1.0. Introduction i
|

The purpose of this report is to document the methods! used for the analyses !
'supporting application of alternate plugging criteria (APC), also known as alternate

repair criteria (ARC), for the disposition of outside diameter stress corrosion '

cracking (OD5CC) indications detected in steam generator (SG) tubes at locations ;

corresponding to the elevations of the tube support plates (TSPs). Using this report. ;

as a reference for the analysis of the indications in a specific plant's SGs obviates
,

the need to document the analysis methods in the plant specific report. These t

methods are intended to be in accord with the Nuclear Regulatory Commission's '

(NRC) generic letter entitled " Voltage-Based Repair Criteria for the Repair of
'

Westinghouse Steam Generator Tubes Affected by Outside Diameter Stress
Corrosion Cracking."2 :

:

The eddy current inspection (ECT) of the SG tubes may identify a significant
|

| number of bobbin coil indications at the intersections of the tubes with the TSPs, of :

which, several may be confirmed as being axial crack-like ODSCC indications using |

rotating pancake coil (RPC) inspection techniques. Using traditional plugging
,

criteria could result in significant tube repairs that would not be required to meet
the NRC's draft Regulatory Guide (RG) 1.121 guidelines for tube repair. Specific '

plants may request a change to their Technical Specification to implement an
,

alternate plugging criteria (APC)s for the disposition of those indications. This !

alternate criteria consists of a bobbin amplitude, i.e., voltage, based repair limit in
lieu of a depth based repair limit. .

L

The methodology to support the implementation of APC consists of establishing
correlations between the expected burst pressure, the probability ofleak, and the
expected leak rate to the bobbin voltage of the indication. The correlations are then
used in conjunction with a measured or calculated end-of; cycle (EOC) distribution

1 The simulation methods described in this document were previously described
in WCAP-14046 (Proprietary), Revision 1, "Braidwood Unit 1 Technical Support for
Cycle 5 Steam Generator Interim Plugging Criteria," Westinghouse Electric
Corporation, August 1994.

2 The text of the proposed communication was published by the United States
Nuclear Regulatory Comminaion (NRC) as a notice in the Federal Register, volume
59, number 155, on pages 41520 through 41529.

8 This is also known as an interim plugging criteria (IPC) when submitted for
',

implementation for a limited time period, e.g., one fuel cycle.

s arcsotstarctotNszcot.wes 1-1 Januuy 2, im
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- ofindications to estimite ths lid::lihood of a tube burst and ths primary-to ;'

secondary total leak rcte for tha SG during a postultted steam lins break (SLB) a'

event. If the probability of burst is sufficiently small, and if the total estimated ;

leak rate, at a speci5ed confidence level, is less than acceptable limits the voltage .

criterion may be implemented. If either of the requirements is not met, additional
'

tubes would be repaired until both of the requirements would be projected to be j
met at the EOC.

The' data used in the correlations are to be based on the latest available Electric ]
Power Research Institute MPRI) database (including data obtained within

.

;

(-: approximately six months prior to the inspection outage at which the APC will be !
h applied) as evaluated ~against those EPRI data exclusion criteria approved by the- !

NRC. The actual database used should be referenced or documented in the plant i

specific APC report. Any departures from the EPRI database should be ,

documented. An example of a modification to the database is direction from the ' ,

NRC to include data which might otherwise be excluded, or newly developed data ' ;

which might not be formally incorporated into the EPRI database.
i

The evaluations supporting the application of plant specific APC are based upon
the bobbin coil voltage amplitude, which is correlated with tube burst capability ;

and leakage potential. For SLB leakage and burst analyses, the tube support plate ,
crevices are assumed to be free span or open crevices. This assumption leads to !

more conservative leak rates and burst probabilities when compared to rates and !

probabilities associated with expected packed crevices under normal and accident 1
conditions. If APC based on limited TSP displacement are implemented, future j
revisions of this report will include delineation of the analyses methods used to ;

support those criteria. ,

i

!

|
-

4

|

1
i

i

!
i
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a 2,0 Summary and Conclusions ;

This report presents methods used for the evaluation of data gathered'to support i

the application of APC to the tubes in the SGs at nuclear power plants. The ,

'methods dommented for the performance of correlation analyses are based on
standard methods described in references on statistics and regression analysis. The
correlations used to support APC are based on estimating the parameters of a |
correlating equation based on the prin::iples of maximum likelihood. ;

.

Methods presented herein for the performance of Monte Carlo simulations reflect |
'

the conclusions reached from discussion with the NRC and its advisors on the
appropriate techniques to be employed to properly account for the variances and i

covariances of the parameters of the correlations used. The simulations thus
performed are expected to lead to conservative and reliable estimates of the total- :
EOC SG leak rate and of the probability of burst of EOC indications during a i

postulated SLB. ;
;

Per the NRC generic letter, the estimation of voltage growth rates for the next |
cycle of operation is to be based on the voltage growth rates for previous cycles of
operation. If only one cycle of previous operating data is available, it may be used
to estimate the growth during the next cycle of operation. If two cycles of previous
operating data are available, the data for the cycle with the higher growth rates
should be used, however, there may be technical justification for using the most
recent growth rate ifit can be shown to be lower for cause. Growth rates may be
SG specific. Growth rates observed at prior cycles are used to create a cumulative |
percentage distribution of growth rates. The distribution is linearly scaled to the |
length of the cycle to be projected. ;

!

EOC voltage distributions are obtained from the BOC distributions by Monte Carlo i

simulation of the NDE uncertainties and the voltage growth rates. The simulation
of many thousands of distributions for a single SG are combined to provide a single
predicted distribution to be expected at the EOC. Comparisons of predicted
distributions with actual distributions after a cycle of operation has shown the
ability of the simulation technique to result in conservative estimates of the EOC
indications.

,

i

!

|

{
!
h

i
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3.0 - M:ithods far Projection of EOC Voltaga Distributions !4

i-

EOC voltage distributions are projected from an estimated BOC voltage distribu- |
tion using a voltage growth model developed from tracking the growth ofindica-
tions during previous cycles. This section is to describes the methods used to

'

estimate the BOC distribution, the techniques for specifying the voltage growth
distribution, the estimation of NDE uncertainties relative to the BOC distribution
ofindications, the methods employed to simulate growth, and the development of a j
final EOC distribution from the simulation results.

3.1 General E44'== cf MM

The progression of ODSCC indications at the TSPs is determined by reevaluation of
prior inspection ECT records at the locations identified with indications in the prior
inspection. In most cases, some element of a precursor is identified as correspond- e

ing to the flaw signal reported in the prior inspection. However, it should be noted
that rather conservative analysis criteria are invoked to accomplish this task. In
this process, analysts are required to forego the behavior criteria they may have
employed to ' screen out low signal-to noise indications, and to report possible flaw- -

like behavior in the TSP mix residual regardless of clarity. Review of the growth !

data identifies any anomalous growth data, and these are subjected to further
'

scrutiny to eliminate spurious data.
f

3.2 BOC Voltage Distr =he

The bobbin voltage distribution for the beginning of the next cycle (BOC) following |

the everent outage is developed by applying a probability of detection (POD) to all i

indications found at the end of the previous cycle (EOC), relative to the current ,

'

outage. This method of accounting for probability of detection is per the direction
of the NRC draft NUREG-1477, the draft generic letter, and the January 18,1995,
NRC/ industry meeting on the resolution of comments to the draft generic letter.
This methodology divides the EOC voltage distribution by the POD, and then
subtracts the repaired indications to define the BOC distribution. The number of i

indications that are to be considered as being returned to service, N, is, i

.

- POD NaN=N+Nad - N " Nd+ yd _ y, , _ N, , (3.1) fd r POD POD ,

,

where, ;

Ng = N,, + N,,i + F,,; N,,aa , (3.2) ;

,

i
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and,L N, = number of repaired indicati:ns, ,
.

.

:

Ng = number ofindic:tirns not d:tected by th3 bobbin inspection, . ,

POD = probability of detection, specified as 0.6, ;

number of detected bobbin indications that were con 6rmed by RPC, 'N =y

Ng = number of detected bobbin indications that were not inspected by ,

1
RPC,

Fg = fraction of RPC NDD indications called NDD at one inspection and i
~

E found to be RPC confirmed indications at the subsequent inspec-
,

tion,

Na = number of detected bobbin indications not confirmed as flaw indica- |
tions by RPC inspection.

!

The above adjustments for POD are incorporated in the BOC and EOC voltage -

distributions so that no further adjustments are required for the leakage calcula- !
,

tion.
!

The value used for the POD in equation (3.1) is 0.6 unless an alternate value or a i
voltage dependent POD is approved by the NRC for APC applications. This is ,

consistent with the requirements given in the NRC generic letter. It is noted that
when voltage indications above a few volts are found from the inspection, for which |
the POD would be expected to be significantly greater than 0.6, this methodology- |
becomes very conservative for determining the BOC distribution. This is' because it;
leaves 0.7 of an indication to be simulated as in service for each indication found |

from the inspection, independent of the voltage level of the indication. !

The value for Fg should be based on plant specific inspection results, except as i

noted below, when data to evaluate Fg are available for at least two cycles of
operation with inspections performed using ECT analysis guidelines consistent with:
those used for APC inspections. The value used for Fg on a plant specific basis ;

must be obtained with reasonable conservatism. An nample of reasonable conser-
vatism is to apply the largest value obtained for any SG over the last two operating]
cycles. A population ofit50 RPC NDD indications is judged to be necessary to |
reasonably estimate Fg . If adequate plant specific data _are not available, the .

'

value used for Fg should be selected to bound results obtained from assessments of
APC/IPC inspections at other domestic plants with the same tube size. Based on
four APC/IPC assessments conducted through 1994, a minimum, plant non-specific j
value for Fg would be 0.25. Plant speciSc reports should clearly identify the value {
and basis for the value of Fg used in the analyses. |

-1.

u
3.3 Voltage G wwth Rates |

|

The plant specific report should identify the operational periods for which growth
values were determined. The distribution of the growth rate data, expressed as
volts difference in the amplitude readings for two inspections, are usually tabulated
in 0.1 volt bins. The width of a bin may be increased to 0.2 volts at some voltage

l
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lev;1, and mcy be furth:r increased to 0.5 velts f:r v ltages chova a c:rtain -
thresh:ld, up to tha maximum cbserved changa. For each. bin th3 number of
indications is entered cl ng with the corresponding cumulativs probability of
occurrence value. The bin identi6 cation value represents the highest voltage level
in the bin. For example, an amplitude of 1.35 volts would be included in the next
highest 0.1 volt bin, i.e.,1.4 volts. The cumulative probability is calculated as the
sum ofindications up to and including the bin value divided by the total number of
indications. While the raw data used in developing the voltage growth distribution
may contain indications for which negative growth would be calculated, the
developed growth distribution is not permitted to exhibit any negative growth !

characteristics. This is achieved by considering all indications with calculated
negative growth as zero growth. For use in the Monte Carlo analyses, the voltage
growth distributions may be normalized to a growth per EFPY basis by assuming !

growth is linear with time. In general, the cycle time to be projected is similar to
that for which the growth rates were calculated and normalization is not considered
significant. ,

l

The voltage growth histograms for each of the operational periods evaluated should
,

j]be presented in the plant specific APC report. These may appear as composite, i.e.,
all SGs, for the prior cycles, but should be presented for each SG for the most |

recent cycle. For indications with appreciable BOC amplitude readings, i.e., greater )
than or equal to 0.75 volt, average growth rates may be calculated and compared to .|
the overall growth rates. In addition, information may be presented relative to

3

growth as a function of position in the SG, e.g., the dominance of the incidence of ;

ODSSC indications at the elevations of the lower TSPs may also be reflected in the |
growth rates. j

In developing the voltage growth distribution, only NDE indications with flaw
,

|

indication characteristics in both cycles are to be included in the analysis. A mini- !

mum of 200 indications are required to define a voltage distribution. SG speciSc
distributions also require a minimum of 200 indications for application to projecting
EOC voltages. For projections of a speciSc SG, the more conservative (relative to
projecting leakage and burst) growth between the distributions for the specific SG,
and for all SGs collectively, should be used. If two cycles of growth distributions
obtained with APC/IPC ECT guidelines are available, the larger distribution of the

'

last two cycles should be used for the projections. If two cycles of data are not
available, the prior cycle growth distribution may be used. If the last cycle of |
growth is significantly lower than the prior cycle, and can be attributed to enhance-
ments in secondary chemistry affecting only the last cycle, the last cycle growth
rates may be used for the APC/IPC analyses. The plant specific APC report should
include a discussion of the speci6c justification the basis for the lower growth rates.
When an APC is being applied without 200 indications to define the growth
distributicns, a bounding growth distribution from other domestic plants may be
applied.

surcsozwzarctozxsrcos.wPs 3-3 J==ry m ms
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3A NDE Unces*=W |

|

For APC applications, NDE uncertainties must be accounted for in projecting the
distribution of the BOC indications to the EOC. This is accounted for by using

.|Monte Carlo techniques. The database supporting NDE uncertainties is described
in' Reference 5-1, and NDE uncertainties for APC applications are given in the |
EPRI repair criteria report, Reference 5-2. From Reference 5-2, the NDE uncer- !

tainties are comprised of uncertainties >

1

1) due to the data acquisition technique, which is based on use of the probe !
wear standard, and f

!

2) due to analyst interpretation, which is sometimes called the analyst
variability uncertainty. [

,[
If a transfer standard is not employed, manufacturing tolerances in the probe .

calibration standards would be expected to constitute an additional source of f
uncertainty in the NDE results, and should be accounted for in the plant specific - i

computations. j
;

The data acquisition, or probe wear, uncertainty has a standard deviation of 7.0% ;

about a mean of zero. Variation due to probe wear is restricted to $15% of the i

bobbin amplitude, contingent on the implementation of the probe wear standard i

requiring probe replacement at 15% differences between new and worn probes.
'

ASME standards cross-calibrated against the reference laboratory standard and the |
probe wear standard should be implemented during the inspection to avoid the |

| additional consideration of manufacturing tolerances. i
}
:

The analyst interpretation (analyst variability) uncertainty has a standard devia- !

tion of 10.3% about a mean of zero. Typically, this uncertainty would have a !

computational cutoff at 20% based on requiring resolution of analyst voltage calls !
,

differing by more than 20%, however, the NRC has not accepted the 20% limitation ;1

i on the analyst interpretation uncertainty. Pending a further resolution of this .|
issue with the NRC, the analyst interpretation uncertainty is applied without a |
cutoff. Thus, for EOC voltage projections, separate distributions are applied for |
probe wear with a cutoff at 15%, and for analyst interpretation with no cutoff. |

! !

3.5 Monte Carlo Ma*had= !

.i
The Monte Carlo simulations to estimate the EOC voltage distribution begin with :

the BOC distribution as described previously. The EOC distribution ofindications !
is calculated several thousand times, accounting for the uncertainties in the NDE !:

L and in the voltage growth. The cumulative distribution ofindications from all of i

the simulations is calculated, then adjusted to reflect the total number ofindica- |
'

tions in the BOC distribution. The methods used to account for the uncertainties'

Ja=ry u. 2m !s urcscarnicscuszcos.wn 3-4
:

!
'

|
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are dis:.tissed in the f:llowing subsecti:ns. Th3 calculttien cf a single represente-
tiva SOC distributi:n is discussed in ths f:llowing sectirn cf this report. i

!

3.5.1 NDE Uncertainties I

!The method of accounting for NDE uncertainties in the Monte Carlo analyses is to
adjust the field measured voltage by multiplying the standard deviation of the ;

uncertainty under consideration by a standardized normal distribution deviate. !
The uncertainty' associated with probe wear is assumed to be characterized by a i
normal distribution with a mean of zero and standard deviation expressed as a .|
percentage of the true, but unknown, voltage of the indication. The uncertainty of

,

the analyst is assumed to be characterized by a normal distribution with a mean of >

zero and a standard deviation expressed as a percentage of the true probe voltage i

of the indication. '

Assuming no analyst variability, the distribution of voltages read by a probe, V,,
corresponding to a true indication voltage of V would be simulated as, *

V, = V(1 + Z,4,) , (3.3) !

where V4, is the standard deviation of the probe error about the true voltage of the
indication and 2 is the distribution of standard normal deviates. The measured ;7

voltages, V , accounting for analyst variability, would then be distributed as a
function of the probe voltage as,

i

V, = V,( 1 + Z,( ) , (3.4) I

:

where V,dication, and 2, is the distribution of standard normal deviates. Combin-
( is the standard deviation of the analyst error about the probe voltage ;

of the in |
ing equations (3.3) and (3.4), the distribution of true voltage of an indication about j
the measured voltage of the indication is then,

.

V* i

V= (3.5) j.

(1 + Z 4,)(1 + Z,()r

Thus, the simulation of the true voltage of an indication at the BOC is based on :

two independent draws from a standard normal distribution. To account for the
limit on probe wear, the values of Z, are limited to an absolute value no larger than
15/7, i.e., 2.143.

,

f

I

:
|

'
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Alternativ:ly, if th2 analyst vari bility was assumed to be distributed about'the '

.

true v:ltaga of tha indicati:n, equatinn (3.5) would be repl ced by, ,'
;V"V= (3.6) :.

(1 + Z,4, + Z,() - |

The difference between the two expressions is the addition of a term, Z 4,ZA , in7

the denominator of equation (3.5) relative to equation (3.6). Since the product of 4, '
with 4, is on the order of 0.007, this would be expected to be a second order effect. ,

Hence, equation (3.6) is used in the Monte Carlo simulations. ]
L

3.5.2 Voltage Growth
!

To account for voltage growth during an operating cycle, the cumulative distribu- !
tion of voltage growth is entered with a random number, U,,' drawn from a uniform

,

distribution, i.e., 0 < U; s 1. The growth is then obtained as a linear interpolation
between the discrete values used for the cumulative growth distribution. For- :

example, if growth values were specified only at cumulative probability values of ;

0.0,0.5, and 1.0, the growth corresponding to a value of U, of 0.75 would be midway |
between the growth values corresponding to 0.5 and 1.0 respectively.

3.6 Patiedad EOC Voltage Dista4hn&na

'Monte Carlo simulations are then performed to develop the EOC voltage distribu-
tions from the BOC distributions. The BOC voltages are increased by allowances :

for NDE uncertainties and voltage growth to obtain the EOC values. In the Monte '
Carlo analyses, each voltage bin of the BOC distributions is increased by a random
sample of the NDE uncertainty and growth distributions to obtain an EOC voltage --|
sample. Each sample is weighted by the number ofindications in the voltage bin.
The sampling process is repeated at least 100,000 times for each BOC voltage bin ,

and then repeated for each voltage bin of the voltage distribution. Since the Monte '
Carlo analyses yield a cumulative probability distribution of EOC voltages, a |
method must be defined to obtain a discrete maximum EOC voltage value. The ;

method adopted in this report is to integrate the tail of the Monte Carlo distribu- |
'

tion over the largest 1/3 of an indication to define a discrete value with an occur-
,

rence of 0.33 indication. For N indications in the distribution, this is equivalent to ,
evaluating the cumulative probability of voltages at a probability of(N-0.33)/N. ;

The largest voltages for all distributions developed by Monte Carlo in this report |
have been obtained with this definition for the maximum EOC discrete voltage. i

The next largest discrete EOC voltage indication is obtained by integrating the tail |
of the Monte Carlo distribution to one indication and assigning the occurrence of S

0.67 indication. This process for developing the largest EOC voltage indications i

provides appropriate emphasis to the high voltage tail of the distribution and ,

permits discrete EOC voltages for deterministic tube integrity analyses. !

|
t
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3,7 Suppiser==tary Nhtions Relative to Growth Rates

It is recognized that cpecific ections m2y be tak:n et an cperating plant aimed et
slowing the progression of Alloy 600 ODSCC, i.e., there is a relationship between
operating chemistry and ODSCC growth. For example, a plant could initiate molar |
ratio chemistry control and boric acid addition. Operating with elevated sodium to
chloride molar ratios enhances the possibility of developing caustic crevice condi- 1

tions conducive to initiation and propagation of Alloy 600 alkaline stress corrosion
cracking. Hideout return chemistry data can be used to measure the success of the
molar ratio control program in modifying the steam generator environment.
Laboratory and operating PWR plant data indicate the usefulness of boric acid as a
contributor to the overall corrosion control program.

The success of such efforts has not been quantified to the extent that adjustment of
prior cycle growth data for chemistry enhancements is justified for projecting
growth rates for the next cycle. Should such data become available, their use
would have to be documented and justified in a plant specific report, or in a future
revision to this report. Current analyses do not include consideration of retarding
future ODSCC growth via chemistry control.

.
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4.0- Burst Pressure and SLB Leak Rate Correlaticns
|1

- The purpose of this section is to provide information and justification for all of the !
correlations developed in support of the application of alternate plugging criteria

|

_

(APC) for the disposition of ODSCC indications in the SG tubes at the elevations of
|the TSPs at nuclear power plant.
;
;

4.1 General Carral=* Inn Cn==inta ations !
~!

To support the implementation of APC at nuclear power plants, correlations have
been developed for tubes containing ODSCC indications at TSP locations between !

the bobbin amp?itude, expressed in volts, of those indications and the free-span
'

burst pressure, the p=bability ofleak, and the free-span leak rate for indications
;

that leak, References 4.1 and 4.2. In 1993, the NRC issued draft NUREG-1477, !
Reference 4.3, for. public comment. The draA NUREG delineated a set of guidelines !

for criteria to be met for the application ofInterim Plugging Criteria (IPC) for j
ODSCC indications. The criteria guidelines permitted the use of, with adequate !
justi6 cation, a burst pressure to bobbin' amplitude correlation and a probability of - !
leak to bobbin amplitude correlation. The criteria guidelines did not permit the use -
of a leak rate to bobbin amplitude correlation for the estimation of end of cycle

s
(EOC) total leak rates. In essence, References 4.1 and 4.2 provided comments on
the Reference 4.3 guidelines. Reference 4.4 provided an NRC response and position !
relative to resolving the differences between References 4.1 and 4.2, and Reference

|
4.3, along with responses to other public comments. Of signi6cance to this report, |
is that Refemnce 4.4 indicated that a correlation between leak rate and bobbin
amplitude could be employed if the correlation could be statisticallyjustified at a |j
95% con 6dence level, and provided direction for the development of guidelines, e.g., !
Reference 4.5, that could then be employed for the identification and exclusion of

|
outlying experimental data. Further delineation of the NRC's position was pub- i

lished as a draft generic ktter, Reference 4.6. NRC resolution of public comments
on the draft generic letter are given in Reference 4.7. The methods of this report
are intended to be consistent with the methodology of References 4.1 to 4.7 with
emphasis on the generic letter of References 4.6 and 4.7, and with prior use of these
methods as described in Reference 4.10.

Discussions with NRC personnel reviewed potential issues associated with the
manner in which the leak rate to bobbin amplitude correlation was being used, and
questioned the ability of a deterministic model of the total leak rate to accurately
account for the variability due to the uncertainties in the parameters of the
correlation model. Thus, the potential leak rate during a postulated steam line
break (SLB) is estimated by utilizing both deterministic and Monte Carlo methods.
The deterministic method is used tp screen potential leak rates, and the Monte
Carlo method is used for the final determination of potential EOC leak rates.
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Informati n is presented in th3 f;110 wing secti:ns en tida database f:r the c:rrelt-
ti:ns, material properties as rel:ted to burst pressure considerati ns, tha corr:lt- i

,

tion of burst pressure to bobbin amplitude, i.e., indication voltage, the correlation
.

'

between the probability ofleak of an indication and the indication voltage, and
lastly a discussion of the correlation ofleak rate to volts. The use of each of the ,

correlations is also discussed. A general discussion of the linear regression tech- :

niques employed is contained in Appendix A to this report. .!

|
All of the techniques described for the support of APC implement:: tion are in accord;

- with the requirements of the NRC draft generic letter. i

_
4.2 n=*=h=== Used Ar the Cerrd=*h

The baseline database used for the development of the correlations should be -
presented or properly referenced in the plant specific mport(s) supporting the
implementation of APC. One such database is presented and discussed in Refer- -
ence 4.2. Future development of APC criteria for specific plants may include
additional data as it becomes available, hence, no referenceable database is includ-
ed in this report. It is noted that not all additional data may be included in future
correlations.

The priorities for identifying the appropriate database are a plant speciSc NRC
Safety Evaluation Report (SER) if used for the cycle ofimplementation of an APC/
IPC, or the guidance of the NRC generic letter if applicable to the plant specific
APC/IPC. When new data, such as testing results from recently pulled tube
sections, are to be added to the database, the data shall be evaluated against the
EPRI data exclusion criteria, Reference 4.5, as approved by the NRC at the time of
the APC/IPC assessment. Reference 4.7, includes the status of NRC concurrence
with Reference 4.5 at the time of this report.

Any other special circumstances related to data used for the correlations should be
discussed or referenced in the plant specific APC report.

CAUTION: The database used in the regression analyses performed for this
report was randomly generated and analyzed specifically for this mport.
Sample correlation results presented herein are for illustration purposes
only and are not intended for plant specific APC evaluations.

4.3 Matadal L '- Candd==*h

The variation of material properties between tubes is a significant factor in
determining the burst pressure. The rupture of tubes fabricated from Alloy 600
material is an elastic-plastic fracture process. A rigorous analysis of the process
would require knowledge of the strain hardening characteristics of the material.
However, reasonably accurate predictions may be obtained by empirically correlat-
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ing the burst pressures obtained from tubes with diffirent material properties by i

normalizing tha results to ths flow strength, S , cf ths m terin1. Th3 cone:pt cf af :
flow stress allows the material to be approximated by elastic-perfectly plastic - !

behavior,i.e., at some critical pressure the flanks of the crack detbrm without
bound and the tube ruptures. For a material with no strain hardening capability
the flow stress would correspond to the yield strength, S , of the material. Inr
practice the flow strength is taken as some value between the yield stress and the
ultimate tensile strength, S . For Alloy 600 SG tube material, a flow stress of one-U

half of the sum of the yield and ultimate strengths has been widely used, thus,

S= (Sy + S )- (41)f U

l
i

Alloy 600 material typically exhibits a flow stress on the order of 75 kai at ambient
!

conditions, hence, test results are usually adjusted to this value for the presenta- (
tion of the data and the development of the regression equation. Once the correla-
tion has been obtained, it can be scaled by the flow stress to estimate the burst

;
pressure at other temperatures, e.g., ;

|

f*|S '

P | =P,|
S (4.2) :3 .

f |'F
,

600'F 70*F
70 j

!

Tube material properties for APC applications are summarized in Table 4-1. While
the values presented an not from on a randomized database, they are represen- !
tative of Westinghouse . till annealed tubing only. i

'

4.4 Burst Pmssum Venus Bahhin Valtage Carid=*ian .

The bobbin coil voltage amplitude and burst pressure data presented in the EPRI :

database, Reference 4.2, have been used to estimate the degree of correlation ;
between the burst pressure and bobbin voltage amplitude. The details of perform- !

ing the regression analysis to determine the degree of correlation and,to estimate
the parameters of a log-linear relationship between the burst pressure and the

;

;
bobbin amplitude, are provided in the EPRI database report. General techniques

[for the performance ofregression analysis are described in Appendix A. to this ;

report. The evaluations examined the scale factors for the coordinate system to be
employed, e.g., linear versus logarithmic, the detection and treatment of outliers,

|

,

the order of the regression equation, the potential influence of measurement errors
}

in the variables, and the evaluation of the residuals following the development of a ;
mlation by inst squares regression analysis. The results of the analyses indicated

!
that an optimum linear, first order relation could be obtained from the regression of

!
the burst pressure on the common logarithm (base 10) of the bobbin voltage

!amplitude..,

!
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c, Th2 equation form relating ths burst pressure, P ,'efindicati:n i to ths logarithm !3
- of th2 bobbin amplitud3, V , is given by, )- f

!
.

P , = ai f a2 oE(V ), (4.3fl-
4 3 i

g j

i

and a are least squares estimates of coef5cients ai and a2 that would be !.where a3 s
obtained if the entire population of tubes with indications were tested. Here, the ' I

'

burst pressure is usually measured in kai and the bobbin amplitude is in volts. !
i

. . ;

A typical value for the index of determination of the regression of the burst ~ !

pressure on the bobbin amplitude is 80%. The corresponding correlation coefficient!
would be 0.90, which is signi6 cant at a >99.999% level. This means that.the
typicalp-value for the slope of the line is < 0.001%. Hence, equation (4.3) provides

an excellent functional form for the prediction of the burst pressure from the bobbirq
amplitude. ' ' :

:
!

The estimated standarti deviation of the residuals, i.e., the error of the estimate, sp,!
of the burst pressure is typically on the order of ~0.95 kai. h==ination of the !

'residuals from the regression analyses for 3/4" and 7/8" diameter tubes indicated
that they are normally distributed, thus verifying the assumption of normality . j
inherent in the use ofleast squares regression. !

- .l
A typical format for reporting the results of the regression analysis is illustrated in i
Table 4-2. The database used for the analysis and the regression results are shown'
on Figure 4-1.

|
!

Using the regression relationship, a lower 95% prediction bound for the burst !

pressure as a function of bobbin amplitude is then developed. These values are j
further reduced to account for the lower 95%/95% tolerance bound for the Westing- |
house database of tubing material properties at 650'F. Using the reduced lower 1
prediction bound curve, the bobbin amplitude corresponding to a free-span burst i

pressure of 3657 psi is found.1 This is the structural limit as reported in plant - ;

specific APC supporting analyses. A typical value for 3/4" diameter tubes is on the !'

order of 5V. An additional limit corresponding to the actual SLB differential
pressure is also calculated and reported. j

!

4.5 PambabGity ofImakage Corral =Hana ;

!

Historically, the probability ofleakage has been evaluated by segregating the moded
boiler and field data into two categories, i.e., specimens that would not leak during |
a SLB and those that would leak during a SLB. These data were analyzed to fit a '

!
'

2 The value of 3657 psi results from considering a SLB differential pressure of
2560 psi divided by 0.7 in accord with the guidelines of RG 1.121, Reference 4.8.
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sigmoid type equatirn to establish an'alg;braic rel:ti nship between the bobbin
amplituds and ths probrbility ofleak. The cpeci6c alg:braic f:rm used to dets has
been th3 logistic function with the common logarithm of the bobbin amplitude
employed as the regressor variable, i.e., letting P be the probability ofleak, and
considering a logarithmic scale for volts, V, the logistic expression is:

P(leak |V) = 1

1+e dO2 * E8W .
(4'4)

This is then rearranged as:

'# '

In = $1 + p2 og(V), (4.5) jl-

,1-P,

;

to permit an iterative, linear, least squares regression to be performed to End the
maximum likelihood estimators, b and b,, of the coefficients, and p3y y

The use of the logistic function for the analysis of dichotomous data is standard in
;

;
many Selds. The differential form assumes that the rate of change of the probabih-

,

ty ofleak is proportional to the product of the probability ofleak and the probabili-
|

ty of no leak. As noted, the function is sigmoidal in shape, and is similar to the . i
cumulative normal function, and likewise similar to using a probit model (which is
a normal function with the deviate axis shifted to avoid dealing with negative
values). In principle, any distribution function that has a cumulative area of unity
could be fit as the distribution function, a limitless number of possibilities. Trying :
to identify a latent, or physically based, distribution for the probability ofleak

i

would be considered to be unrealistic and unnecessary. For most purposes the 'i
logistic and normal functions will agree closely over the.mid-range of the data being
fitted. The tails of the distributions do not agree as well, with the normal function
approaching the limiting probabilities of 0 and 1 more rapidly than the logistic
function. Thus, relative to the use of the normal distribution, the use of the logistic
function is conservative. -

-

In addition, consideration was given as to whether the bobbin amplitude or the
logarithm of the bobbin amplitude should be used. Since the logistic, normal and
Cauchy distribution functions are unbounded, the use of volts would result in a
finite probability ofleak from non-degraded tubes, and would be zero only for V=- .

By contrast, the use of the logarithm of the voltage results in a probability ofleak
for non-degraded tubes of zero. Clearly, the second situation is more realistic than
the first, especially in light of the fact that a voltage threshold is a likely possibil-
ity.

The log-logistic function falls into a category of models referred to as Generalized
Linear Afodels (GLMs). This simply means that the model can be transformed into
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a linear firm, e.g., equati:n (4.5). . Th21:ft sids of equati:n (4.5) is ref:rred to as
tha link functirn f r ths modtl. The parameters of tha equati:n cre estimr.ttd by
fitting the data using an iterative least squares technique, resulting in the maxi-
mum likelihood estimate of the parameters.

.

The results of a typical regression analysis are siimmarized in Table 4-3. The
coefficients of the equation are provided along with the elements of the variance-
covariance matrix for the coefficients. In addition, the deviance for the solution is
also given. One accepted measure of the goodness of the solution or fit for GLMs is
the deviance, given by,

-
,

P 4

4

*
P' 1 - P'. (4.6)

D=2{. P, in + (1 - Pg)ln
g.i P(V,) 1 - P(Vg)

, ,

where P, is the probability associated with data pair i and P(V) is the calculated
probability from V. The deviance is used similar to the maidual sum of squares ing

linear regression analysis and is equal to the error, or residual, sum of squares
(SSE) for linear regression. For the probability ofleak evaluation Pg is either zero
or one, so Equation (4.6) may be written

n

D = -2 { {P,In[P(vg)] + (1 - Pg)ln[1 - P(vg))) .
(47)

i=1

Since the deviance is similar to the SSE, lower values indicate a better fit, i.e., for a -
lower the residual sum of squares, more variation of the data is considered to be
explained by the regression equation. Prior to the preparation of this report,a

analyses were performed to investigate the NUREG-1477. recommended forms for
the POL function. The differences in the deviances from the analyses performed
were judged to be not numerically significant relative to selecting the best form of a
fitting function.

.

A signi6 cant outcome of performing the additional regression analyses was the
finding that, taken in conjunction with the leak rate versus soltage correlation, the
choice of a probability ofleak function is relatively imimportant. For typical APC/
IPC voltage distributions, the final totalleak rate values obtained using all of the-
functions tend to differ by only a few percent across the spectrum of POL functions.

An example of the format of reporting the results from the POL regression analysis
is provided as Table 4-3. The Pearson standard deviation, a_ , in the table is
discussed in Section 5.0 of this report. A plot of the POL database used for the -
example regression is shown on Figure 4-2, along with the agression curve,

obtained from the GLM analysis of the data.
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\4,6 SLB 1mak Rate Versus Voltage Coredatlan
|

I
The bobbin coil and leakage data previously reported were used to determine a
correlation function between the SLB leak rate and the bobbin amplitude voltage. ;

,

Since the bobbin amplitude and the leak rate would be expected to be functions of
;

the crack morphology, it is to be expected that a correlation between these vari-
!

ables would exist. Previous plots of the data on linear and logarithmic scales . |
indicated that a linear relationship between the logarithm of the leak rate and the ;

logarithm of the bobbin amplitude would be an appropriate choice for establishing a
correlating function via least squares regression analysis. Thus, the functional

iform of the correlation is

log (Q) = b + b log (V), (4.8)3 4

where Q is the leak rate, Vis the bobbin voltage, and b and b, are estimates3
obtained from the data of some coefBeients, $3 and p, . The final selection of the
form of the variable scales, i.e., log-log, was based on performing least squares
regression analysis on each possible combination and namining the square of the
correlation coefHeient for each case. The results of the analyses, using the EPRI
database, indicated the appropriate choice of scales to be log-log.

,

A format for reporting the results from the regression analysis is provided as
Table 4-4. The data used for the analysis and regression curve obtained from the
analysis are illustrated on Figure 4-3. The example value of r of 59.4% is signifi-

|
2

cant at a level of >99.99% based on an F distribution test of the ratio of the mean *

square of the regression to the mean square of the error. This can also be inter-
,

preted as the probability that the log of the leak rate is correlated to the log of the
bobbin amplitude. The p value for the illustrated slope parameter is 1.510 . The !

,

4

conclusion to be drawn from these results is that it is very likely that the variables
are correlated. Per the draft generic letter, the validity of the regression is judged
by the p value associated with the slope. Since this is signi6cantly less than the
0.05 value stipulated in the draft generic letter, the regression would be concluded
to be valid, and the use of the linear regression results would be acceptable.

The expected, or arithmetic average (AA), leak rate, Q, corresponding to a voltage ;

level, V, was also determined from the above expressions. Since the regression was
i

performed as log (Q) on log (V) the regression line represents the mean of log (Q) as a '

function of bobbin amplitude. This is not the mean of Q as a function of V. The
residuals oflog(Q) are expected to be normally distributed about the regression '

line. Thus, the median and mode of the log (Q) residuals are also estimated by the
regression line. However, Q is then expected to be distributed about the regression
line as a log-normal distribution. The regression line still estimates the median of
Q, but the mode and mean are displaced. The corresponding adjustment to the
normal distribution to obtain the AA of Q for a log-normal distribution is
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Q = E(Q |V) = 10 2.
,

s -for a given V, where o is the estimated variance oflog(Q) about the regression
line. The variance of the expected leak rate about the regression mean is then .
obtained from

(4.10),10 *(20'' - 1 .
12Var (Q) = Q

.

To complete the analysis for the leak rate, the aWM leak rate as a function of
log (V) was determined by multiplying the AA leak rate by the probability ofleak as
a function oflog(V). The results of this calculation for an example database are
also depicted on Figure 4-3 for a steam line break differential pressure of 2560 psi.

Leak Rate Model when the p-Value is Greater than 5%*

The NRC generic letter requires that the dependence of the leak rate to the bobbin
amplitude be demonstrated by a rigorous statistical analysis. If the p value ob-
tained from the regression for the slope parameter is less than or equal to 5%, the
dependence of the leak rate on the bobbin amplitude is considered to have been
demonstrated. There is the potential for the 7/8" tube data to exhibit a p_value in
excess of 5% depending on the level of application of the data exclusion criteria
permitted for a plant specific APC implementation.' The p value can be thought of
as sne probability that the true slope of the cormlation is zero even though the
value obtained from the regression analysis is other than zero. If the p value is

.

greater than 5%, it must be assumed that a correlation does not exist between the
leak rate and the bobbin' amplitude.

If the leak rate is considered to be independent of the bobbin amplitude, the leak
rate model is,

.

Q, = 3 + e , (4.11)
,

when Q, again represents the common logarithm of the leak rate. The mean of the
data in the database, ba , is used to estimate $3, and e is the estimated error about
the mean of the logarithm of the leak rates in the database. Again, e is assumed to
be distributed such that it has a mean of zero. The' standard deviation of the errors
is estimated by the standard deviation of the data. For both dnbNes, statistical
analyses have been performed that demonstrate, at a greate Gud 05% confidence
level, that the leak rate data are log-normally distributed., independent of correla-
tion considerations. Hence, the errors about the mean of the log leak rate are

.

assumed to be log-normally distributed.
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Isak Rate versus Bobbin Amplitude when the p Value is greater than 5%
}.

If the p value from the regression analysis is greater than 5%, it is still possible to !
;

rigorously demonstrate a dependence of the leak rate on the bobbin amplitude. In
this case, it is assumed that the model is either invalid or may not apply over the

4

entire range of the data. Analyses have been performed by segregating the data at !
!

the median value of the voltage range. Using the model of equation (4.11), it has ,

been shown at a greater than 95% con 6dence level that the leak rates for the lower
half of the voltages are not from the same population as the leak rates for the ;

'

upper half of the voltages. This has been demonctrated for the 3/4" and 7/8" tube
data. Thus,it would be possible to select an upper bound voltage to be expected at-

j

the EOC, and to use an equation (4.11) model based only on the leak rate data from !
j

indications with bobbin amplitudes less than the upper bound. While not currently !
approved for use if the p value is greater than 5%, this approach may be pursued in

{the future, in which case it should be documented as a revision to this report. ;

4.7 Induska of Futum Data in the h f

The initial analyses performed for the implementation of APC verified the validity (
1

of the regressions for the burst pmssure, the POL, and the leak rate. For each of
!

the correlations, additional veri 6 cation of the appropriateness of the regression was
obtained by analyzing the regression residuals,i.e., the actual variable value minus ;

!
the predicted variable value from the regression equation.' Plots of the residuals as

i
a function of the predicted values was found to be nondescript, indicating no appar- '

ent correlation between the residuals and the predicted values. Cumulative
probability plots of the residuals on normal probability paper approximated a

!
straight line, thus verifying the assumption inherent in the regression analysis that

!the residuals are normally distributed. Based on the results of the residuals
i

scatter plots and the normal probability plota, it was concluded that the regression
|

curves and statistics could be used for the prediction of the burst pressure, the 1

POL, and leak rate as functions of the bobbin amplitude of the indications, and for
the establishment of statistical inference bounds.

As additional data become available they may be incorporated into the reference
database utilizing the approved outlier criteria. Verification of continued use of the
speci6ed equations may be based on a visual inspection of the data relative to the
database and the correlation equations. Analyses of additional data since the
original determination of the regression equations has revealed no circumstances
where the form of the equations should be questioned. In these cases, the analyses
of the residuals does not have to be repeated to justify the use of the equation
forms speci6ed in this report. As new data is added to the database and new
correlation parameters calculated for the implementation of APC at specific plants,
the appropriate tests on the data relative to incorporation should be performed and
documented in the report for that plant.
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Sampla new burst data and tha regressi:n curva obtained by including tha d:ta in
tha d:tabase are shown en Figure 4-1. Tha results of tha regressi:n cnnlysis

.

performed with the new data included in the database are summarized in

ab Th new a be by on to fi with=

the reference database. It is also noted that the slope of the reference database
regression curve is only about one standard deviation different from the slope of ths
line using the new data only. Hence, the new data could be statistically demon--
strated at a high level of confidence to be from the same population as the data in ;
the reference database.

Sample new POL data and the agression curve obtained by including the data in
the database are shown on Figure 4-2. The results of the regression analysis
performed with the new data included in the database are summarized in
Table 4-7. By inspection, the data are similar to that in the reference database.
The regression curve obtained by including the new data in the analysis is not

; signi6cantly different from that obtained using the reference data only.

Sample new leak rate data and the regression curve obtained by including the data
in the database are shown on Figure 4-3. The results of the regression analysis
performed with the new data included in the database are summarized in
Table 4-8. The new data would be judged by inspection to belong to the same

- population as the data from the reference database. The inclusion of the data in
the regression analysis has an insignificant effect on the regression line.

It should be noted that for the examples analyzed herein, demonstrating that the .
~

new data should be included in the mference database was straightforward. This
may not always be the case with real data. Thus, additional analyses may have to

i be performed for plant specific reports if the reference database is to be expanded.

_
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i

TR-100407, Revision 1 (draR), "PWR Steam Generator Tube Repair Limits -
-I

4.1

Technical Support Document for Outside Diameter Stress Corrosion Crack at !

Tube Support Plates," Electric Power Research Institute, August 1993.

4.2 NP-7480-L, Volume 2, " Steam Generator Tubing Outside Diameter Stress -
- Corrosion Cracking at Tube Support Plates - Database for Alternate Repair
Limits, Volume 2: 3/4 Inch Diameter Tubing," Electric Power Research Insti- !jtute, October,1993.

'

4.3 NUREG-1477 (draR), " Voltage-Based Interim Plugging Criteria for Steam
!Generator Tubes - Task Group Report," United States Nuclear Regulatory
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Table 4-1: Tube Materal Properties |

for APC Applications (Westinghouse) |

LWi Value at RT Value at 650*F
,
,

Aller 800 MDI An=w 3/4" x 0.048" SG Tubes !

Sample Size 635 627 :
!

Yield Strength Mean 53.05 45.78 i

Yield Strength St. Dev. 4.8602 3.9081 !

Tensile Strength Mean 101.29 97.35

Tensile Strength St. Dev. 4.2173 3.9676 j

Flow Stress Mean 77.17 71.57 !

Flow Stress St. Dev. 4.1422 3.5668 |.

95%/95% LTL Flow 69.925 65.325 ;
;

Alley 800 MDI Annaalant 7/8" x 0.050" SG Tubes |
!

Sample Size 361 360
.

Yield Strength Mean 50.98 41.89 |
.

Yield Strength St. Dev. 4.2068 3.5856 1

1

Tensile Strength Mean 99.96 95.67 -|

Tensile Strength St. Dev. 3.6123 3.4196'

Flow Stress Mean 75.47 68.78 i

Flow Stress St. Dev. 3.5002 3.1725

95%/95% LTL Flow 69.225 63.115

I
'

i

f
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Table 4-2: Regression Analysis Results -
Burst Pressure vs. log (Bobbin Amplitude)

Alloy 600 MA SG Tubes

(Reference o = 75 kai)r

CAUTION: P== dam da*m1== used,
for illustr=*ian only.

Parameter Value Value Parameter
b -3.126 7.832 bo

y

SE b 0.168 0.129 SE by
orr 81.2% 0.946 SE P,

F 346.5 80 DoF
SS, 310.04 71.58 SS.
Pr(F) 8.3E-31 31.72 SSyn

Pi-value 8.3E-31 8.5E-69 po-value

.
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Table 4-3: Results of
POL Regression Analysis |

@ 620*F and AP = 2560 psi .!

CAUTION: Bandr== d=*=1==a,
for m ustratk a only.

|

Parameter. Values
,

by -4.947

b 8.337 :2

V;; 1.369

V -1.932y2

V 3.106 -

22

Deviance 40.37 ,

Pearson o_ 0.77
_

!

!

!

!

I
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Table 4-4: Regression Analysis Results:
log (Leak Rate) vs log (Volts)

for Alloy 600 SG Tubes
@ 620*F and AP = 2560 psi

CAUTION: Randam ' =F--
,

forillustantian only.
;

s'Parameter Value Value Parameter
b, 3.259 -2.000 b

,

3
SE b, 0.421 0.410 SE b

-

3 :zr 59.4% 0.707 SE log (Q)
>

F 60.1 41 DoF
|t SS, 30.01 20.48 SS,

Pr(F) 1.5E-09 2.825 SSun
pi-value 1.5E-09 1.67E-05 po-value

.
i

i

,

!

,

I
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Table 4-5: Regrecsion Analysis Results -
Burst Pressure vs. log (Bobbin Amplitude)

NEW DATA ADDED
Alloy 600 MA SG Tubes
(Reference o = 75 kai)r

i
CAUTION: B==dann d=*=h== used, '

Ar mushution only.

Parameter Value Value Parameter !

Ib -3.145 7.832 bo1

SE b 0.153 0.116 SE b |y o
/ 83.0% 0.915 SE P3
F 423.3 87 DoF

SS, 354.51 72.86 SS,
Pr(F) 3.5E-35 35.83 SS w

p3-value 3.5E-35 6.2E-77 po-value
,

e
g

I

;

i

.I

i

I
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Table 4-6: Regression Analysis Results - i

Burst Pressure vs. log (Bobbin Amplitude)
NEW DATA ONLY

Alloy 600 MA SG Tubes
!

(Reference o = 75 kai)r
.

CAUTION: R== dam d=*=h==a used,
er mustathm only.

,

Parameter Value Value Parameter
by -3.420 7.749 bo iSE 6, 0.246 0.166 SE b Iozr 97.5 % 0.437 SE Ps !

F 194.03 5 DoF
-

i,SS, 36.98 0.953 SS,
!Pr(F) 3.4E-07 3.16 SSw ]pi-value 3.4E-07 8.4E-08 po-value
|

- ;

|
1
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Table 4-7: Results of t

POL Regression Analysis
with New Data Added

@ 620*F and AP = 2560 psi

I
CAUTION: R=ndam d=*mham for

innstration only.

:.
.

Parameter Values |
by -5.091 :

b, 8.582 -

V,, 1.399
;,

V,3 -1.987 |
;

V, 3.1973 ;

Deviance 41.14 !
1

Pearson o m,. 0.80 ;

t

I

|

,|

I

i

!
.

|
6

i
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Table 4-8: Regression Analysis Results:
i
|

log (Leak Rate) vs log (Volts)
i

with New Data Added
ifor Alloy 600 SG Tubes
:

@ 620*F and AP = 2560 psi

CAUTION: Randam database,
sur niustratka anty. '

iParameter Value Value Parameter
!b, 3.244 -1.981 b3

SE b, 0.408 0.397 SE b3 ;8r 59.6% 0.691 SE log (Q)
F 63.2 43 DoF

,

jSS, 30.19 20.53 SS. j
Pr(F) 5.5E-10 2.868 SSun

pi-value 5.5E-10 1.03E-06 po-value J

i
.

7
.

.;

!
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Figure 4-1: Burst Pressure vs Bobbin Amplitude
3/4" x 0.043" Alloy 600 MA SG Tubes (Random Database @ 650 F)
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Figure 4-2: Probability of Lena for 3/4" SG Tubes @ 650 F, AP = 2560 psi
Comparison of New Data with Random Database1.0
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Figure 4-3: SLB Leak Rate vs. Bobbin Amplitude, Random Database
3/4" x 0.043" Alloy 600 SG Tubes @ 650 F, AP = 2560 psi
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5.0 SLB Leak Rate & Tube Burst Probability Analysis Methodology

LI
-p 5.1 General Mdhada C= " '=% '

|
-

1

The purpose of this section is to provide information on the use of the correlations?

described in Section 4.0 of this report in support of the application of APC toh specific indications in tubes in SGs at nuclear power plants. Information is !

[ presented on the use of deterministic models used for sensitivity analyses, and on )
the use of statistical simulation methods, i.e., Monte Carlo analyses, to estimate thej

'

total leak rate of all indications in the SG and the probability of burst of one or
. i

more of the indications in the SG.
I

The NRC generic letter requires calculations of SLB SG total leak rates and tube
t

burst probabilities from both the actual, i.e., as measured, EOC voltage distribution!!-

!

and for the projected next EOC voltage distribution. The methods of this section j

! may be applied to either voltage distribution. i
i

I !
j.

5.2 Deterndni=He Mdhada for R===iHvity P",,.;
i

!
i

i

.

The leak rate versus voltage correlation can be simulated in conjunction with the
fEOC voltage distributions obtained by Monte Carlo methods, or by applying the!

-POL and leak rate correlations to the EOC voltage distribution obtained by Monte!

Carlo methods as applied for the draft NUREG methodology. This second approach
is a hybrid that joins Monte Carlo and deterministic calculations. Parallel analyses

'

verified that the full Monte Carlo leak rates and the direct application of the
:

correlations to the EOC voltage distribution yield essentially the same results. -)

Thus, it is adequate to apply the correlations to the EOC voltage distributions. :
t

5.2.1 Deterministic Estimation of the Total Leak Rate,

'

\

IThe determination of the end of cycle leak rate estimate proceeds as follows. The
beginning of cycle voltages are estimated using the methodology described in
Section 3.0 of this report. The distribution ofindications is binned in 0.1V incre-i

ments. The number ofindications in each bin is divided by the POD. The result-
ing number ofindications in each bin is reduced by the number ofindications
plugged in each bin. The final result is the beginning of cycle distribution used for
the Monte Carlo simulations. The NDE uncertainty and growth rate distributions
are then independently sampled to estimate an end of cycle distribution, also
reported in bins of 0.1V increment. Given the EOC voltage distribution the[ calculational steps to obtain an estimate of the total leak rate are as follows:

(1)
For each voltage bin, the leak rate versus bobbin amplitude correlation.is

si
used to estimate an expected, or average, leak rate for indications in that
bin.

s secsozxzarcsczwsrcos wn 5-1
J==ry 2s. ms
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(2) The probability of1:akaga correl: tion is th:n used to catim;te ths m=n |
. probability cf1:ak f;r tha indicati:ns in each bin. |

(3) The relationships derived in Appendix C of draft NUREG-1477 for the i

variance of the product of the probability ofleak with the leak rate and !
'for the total leak rate are then used to estimate the expected total leak-

age and variance for the sum of the indications in each bin as a function '

of the correlation means and estimated variances for the leak rate and
probability ofleak. |

Recall from Section 4.0 that the expression used for the probability ofleak of an -

indication, i, with a bobbin amplitude V, is, !

.

1
'

P(leak |V,) = (5.1) |-Ipi+ pi og w,H ,> l1+e

and the expression for the expected, or AA, leak rate, Qg , from indication i as a
function of volts, V, , is given by,

6 + 6 1os( v,). I d 10) o' (5.2)3 4

Qg = E(Q, |Vg) = 10 2
,

.

with a variance of the expected leak rate about the regression mean of,

2 I#IU)" (5.3)
Var (Q,) = Qg 10 - 1, .

i
To account for the variances of the coefficients of the regression equation for the
leak rate, the og used in equations (5.2) and (5.3) is that from the predictive distri-
bution for the logarithm of the leak rate as a function of bobbin amplitude, i.e., for
each voltage, V, , an effective standard deviation of the regression error, og , is
calculated as _

log (V )-log (V)
2

'

1+1+ g (5.4)e, = o ,

# { log (V ) - log (V)j

S i

where N is the number of data pairs in the regression analysis, and o, is an
unbiased estimate of a for the population.

SAAPC\ GENERIC \GENSEC05.WP5 5-2 a==ry 2s.1995
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The ag=+=i total 1:ak rate from cll of ths indicati ns in'all of tha bins is

N,
6 + 6 1og(V,)+ In(10),'an' 3 4T={ 10 2 (5.5)4 6 + 6 lag ( g ,

i-1 1+e 3

where N is the number of bins, and ng is the number ofindications in the bin,3

which is not necessarily an integer number, with bobbin amplitude V,.Thus, the
, expected total leakage for the entire distribution is obtained as the sum of the

expected leak rates for each bin.

In order to estimate an upper confidence bound for the total leak rate an expression'

is needed for the variance of the total leak rate. There are two sources of variance
to be considered, the variance about the predicted expected value and the variance
of the predicted expected value; the estimated total variance about the predicted
expected value being the sum of the two. Moreover, the variance of the probability
ofleak must be considered in the variance about the predicted value. The variance

,

of the total leak rate about the predicted expected value, including consideration of
the variance of the probability ofleak, is

Ng

V(T) = { ng <7P,Q,2',In(Io)of_1,+q2p (1_ p,)f ,i
(5.6); 4-1i

j
where Pg is the probability ofleak from equation (5.1). Equation (5.6) is based on

i

an application of the standard expression for the biased estimate of the variance of
a product. As noted, an additional variance term is added in order to estimate the

i

!

contribution to the variance from the correlation between the individual leak rates,
i.e., from the covariance, which arises as a consequence of using the regression

-

!

| equations. Thus, the second term accounts for the variances of the positions of the'

regression equations. A linearized approximation (via Taylor's Theorem) of the
variance of the mean of the regression prediction, T,, is given by,

.

Na I' 2
dTV(T ) = { ng- 0 [Cou( 3, 4)] O dT (5.7)

'

p'

- 1 dpj'' dp
,

; 0 0 V(o,2)
j ,.,

,

-

where the derivative of the total leak rate vector contains five elements forj=1,...,5,
and the Covariance Matrix is a square 5x5 matrix consisting of the estimated
variances and covariances of the estimated individual regression coefficients and
of . Note that here (Cov( 3, @2 )] and [Cov(pa , E4 )] are each 2x2 matrices, where1

I
i

'i SAAPC\ GENERIC \GENSEC06 WP5 5-3
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the $'s are estiented by bj through b,, and recall thct og s an estimtte cf $3 The .i
varianca of ths varianca is estim ted as

V(o,2)
2 o'-

i (5.8)
-

n-2,

where n is the number of data pairs used in the leak rate regression analysis. The f
standard deviation of the total leak rate is then taken as the square root of the j

variance of the total leak rate. The upper bound 95% confidence limit on the total. !

leak rate is then obtained as the expected total leak rate plus 1.645 times the i
standard deviation of the total leak rate. The results obtained with this approach- :

2

have been compared to results obtained from the Monte Carlo simulations without
significant differences being observed for total leak rates at a 95% confidence level 1

when leak rates in excess of 1 GPM are predicted. At higher con 6dence levels, e.g., |
199%, the differences could be significant. Because of this uncertainty the determin-

istic analyses are limited to sensitivity studies.
I

5.2.2 Deterministic Estimation of the Probability of Burst'as a Function of Volts :

Using BOC or EOC dirtributions and the regression results for the correlation of |

burst pressure to bobbin amplitude, an estimate of the probability burst of one or ;
more tubes in the SG can be estimated. The regression curve was given in Sec- |

.

tion 4.0 as,
,

L ?

(5.9) |P , = at + a log (Vg)3 s
'

i
s

where the burst pressure is measured in kai and the bobbin amplitude is in volts. ;

Here, a; and a are estimates of unknown parameters a1 and a of the relation. |s s
The value obtained from equation (5.9) applies to tubes with a flow stress equal to
the reference flow stress, Sg, used in estimating the equation parameters. A |

normalized value of the burst pressure can then be found as, |

- |
Pa' (5.10) |Py, = .

< t
|

The burst pressure for any single indication is then given by, |
!

(5.11)P4 = Py, S .f
i
|

|

i

|

!

i

i
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and th2 variance of tha burst pressure cecounting f:r tha varianes cf ths residuels
;

chout tha regressitn curva and tha varitti:n in S can be calculsted as I
f '

!r ,

'

Pd,V(S ) + F y(pk,) _ y(p ,)y(g )
,

V(P ) = 2
(5.12) f

3
f f k fm,,

,

:

where Vis used to represent an unbiased estimate of the variance of the respective,

variable in parentheses. The standard deviation of the burst pmssure is then taken}j

as the square root of the variance of the burst pressure. For any voltage level, the
'

number of standard deviations difference between the predicted burst pressure and:

the SLB differential pressure can be calculated. The probability of burst, Pr,, is
i

then obtained from a Student's t distribution. For n indications in a voltage bin
>

i
the probability that none of the indications in the bin burst is then,

,

;
.

Pr3 = (1 - Pr,)" . (5.13)

For all of the indications in all of the bins, the probability of burst of one or moreindications is then,;
,

I
,

'
i N ,

Pr = 1 - { (1 - Pr3 )"' , (5.14) ',
,

k1

e

where n3 s the number ofindications in bin k, not necessarily an integer number,
i

and Pr3 s the probability of burst of a single indication in bin k.i

5.3 Deterministic Analysis Results
> 1

An example of the results from a deterministic analysis of a sample data set is
,

presented in Section 6.0 of this report.
.

5.4 Monte Cado Analysis Methcdology:

The estimated, total end of cycle leak rate can also be calculated using Monte Carlo|
techniques, e.g., the method documented in the EPRI ODSCC report (TR-10047
Rev.1). In the Monte Carlo analysis, the variation in the parameters, i.e., coeffi-

,

cients, and the variation of the dependent variable about the regression line are
;

|
simulated. A 95% confidence bound on the total leak rate from the SG is calculated!

using a Monte Carlo simulation. The results from the deterministic analyses are
used as an order of magnitude verification of the Monte Carlo results. The ap-
proach used for the simulation is different from that discussed in the EPRI ODSCC
report (see the Section 4.0 reference list). While both methods simulate the varia.

SAAPC\ GENERIC \GMSEC06 WP5 5-5.
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~ - ti:n of each parameter of th3 correlati:n equati:ns, th3 m:thod discussed'h: rein - j
"

also simulated tha effect of tha covarianca of tha individual indicati:n leak rates.
In ord:r to rimplify th3 discussi:n of the Mente Carls techniqu s, diff: rent nem:n-

| clature is used from that of the previous section, i.e., Q, is used to represent the -
common logarithm of the leak rate, and V, is used to represent the common
logarithm of the bobbin amplitude. Thus, the following model is used to describe a -
working relationship between the logarithm of the leak rate and the logarithm of
the bobbin amplitude,,

|

Qg = b + b V, + e , (5.15)
.

3 4
;

:
|

- )
where c is the estimated error of the residuals, assumed to be from a population -

.

that has a zero mean, and a variance that is not dependent on the magnitude of V. |g

The coefficients, b and b, are the estimates from the regression analysis of some j3
true coefficients, 3 and $4, representing the intercept and slope of the equation, j

respectively. j
t

The method used by Westinghouse for simulating the total leak rate is the outcome __ !
of a series of technical discussions held with the NRC. The method differs from }
that reported in some prior WCAP reports, wherein the predictive distribution was j
simulated and covariance terms were ignored. It is noted that, although both j
methods yielded similar results (within ~3%) for one domestic plant analyzed, the !

method described herein is more statistically accurate. This small difference in the !
total leak rate results is because the contribution of the covariance terms relative to . j

the variance terms is relatively small for the correlations used herein. In summa ~
'

ry, random versions of the POL and leak rate correlations are generated and used i

to calculate the sum of the leak rates for all of the indications in a SG to obtain a :

single simulated value of the total leak rate. This process is repeated to obtain a :

distribution of the total leak rate from at least 10,000 simulations of the correlation !
equations. A non-parametric 95% con 6dence bound on the total leak rate is then j
estimated from the distribution of total leak rates. !

!
'

1

At the start of each SG simulation, i.e., the calculation of a single total leak rate, a !

random value for the standard deviation of the errors for the population is calculat- I
2ed from~the x distribution, the degrees of freedom from the data, and the standard i

deviation of the regression errors. This is used to calculate random values for the i

parameters of the regression equation, which remain constant for the' entire SG i

simulation. The variation of the regression predictions are accounted for by !
randomly estimating the POL from a uniform distribution, and by adding the i

product of a random normal deviate and the standard deviation of the errors for the i

population to the predicted logarithm of the leak rate, for each individual indication j
in the SG distribution. The total leak rate for the SG simulation is calculated as

~~

!
i
i

SWC\GENEMC\GENBEC05 WP5 5-6 Jan=7 m. m5
i

. . . . - - _. _ _ _ _

d



r the cum of the leak rctes from all cf tha indications in th2 SG. Tha expre:sion for
|

tha total 1:ak rate is-
i|.

N
T = { q,Rg(pi,p2)Qi(03,04.Es), (5.16) {i1 '

|where N = the total number of whole or partial indications in the SG at !

EOC,

G, = the proportion of the indication, e.g.,1 for a whole indication,
R (pi, P2) = 0 or 1 is the POL for a single indication, i, in a tube,j

Q,(pa 04. Es) = is the conditional leak rate ofindication i, i.e., the leak rate if

I
the indication is leaking,

1, 2= the coefficients of the POL equation,
3 04 = the coefIicients of the leak rate versus bobbin amplitude equa-

tion, and

3= the standard error of the log of the leak rate about the correla-
tion line, also referred to herein as o.

|

To simulate the total leak rate from all of the indications in the generator, random
;

coefficients for the probability ofleak, POL, and leak rate correlation equations are
generated, and then those coefficients are used to simulate the POL and leak rate
for each indication. The POL, Rg , for each indication, i, is simulated as,

if U <l sit (01 + @2 og(V )) (5.17)
1 i lRj( )= i

,0 otherwise

where U, is an independent draw from a uniform distribution. The step of deter-
mining an integer value for the POL accounts for the variation of the distribution of
probabilities about the log-logistic regression line. Discussion of the generation of
p1 and p2 s left until after the discussion of the coefficients for the leak ratei
equation.

_

5.4.1 Probability of Leak Simulation

The generation of the coefficients of the POL relation to be used in the simulation
of the total leak rate proceeds in the same manner as for the coefficients of the leak
rate relation. The elements of the covariance matrix are obtained from the GLM
regression analysis and used with the estimated coefficients in equations like (5.21)
and (5.22) to obtain 1and f2 or a random population POL equation. However, for
the simulation of the POL, there is no term of the form Z o in the simulation of theg

total leak rate. This exception is due to the fact that the data are binary. In effect,
this additional term is being simulated through the use of the random sampling to
determine if R, is 0 or 1 in equation (5.17).
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~ It is noted that the clem:nts of tha covariance matrix ebtained from ths GLM
regression are scaled to s mean square error (mse) of 1. This is because ths mas ;

for the binary variables is asymptotically 1. A check of this assumption can be j
i- made by calculating an estimate of the square root of the mee, also referred to as

the Pearson standard deviation, from the regression results as ;
;

. 'l

1 (## ~ PI } (5.18)
n-2[g pg(1 - pg) , j

b=
$

:

- where they/s are the observed probabilities ofleak, either zero or one, from the '!
leak and burst testing, and the p/s are the calculated probabilities ofleak from the '

logistic regression equation. A significant departure from 1 for this quantity could i

be indicative of an inadequate model.

5.4.2 Leak Rate versus Bobbin Amplitude Simulation j

!

To simulate the leak rate from the regression line, random coefficients 3 and pg j

must be simulated. Each of these has a variance that is dependent on the variance ,

of the error of the log of the leak rate about the regression line. Thus, the first step
is to simulate a random error variance by picking a random x deviate for n-2 |

2

2degrees of freedom and then calculating si random error variance, o , for the |
correlation equation from the regmssion error variance as !

02, (n - 2) b2 = fy b . (5.'19)
2

% (,n - 2), random

~

where n is the number of data pairs used to calculate the regression coefficients,
and fy is defined by equation (5.19). This is now one possible varian::e for the
population oflog-leak rates about a correlation equation. Thus, it is appropriate to
use the normal distribution to obtain random values for the parameters of the :

correlation equation. The distribution of $3 and $4 will be bivariate normal. Since
they are correlated, although each is normally distributed marginally, they are not a

, free to vary independently. If a value for the slope is determined first, then the
,

'
distribution of the intercept values will be conditional on that value of the slope.
The degree of correlation is indicated by the off-diagonal entry in the parameter i
covariance matrix calculated from the regression analysis. The entries of the'
covariance matrix of the parameters, V;;, V , and V,3, for the correlation equation12
to be used for a SG simulation are obtained from the corresponding estimated
matrix obtained from the regression analysis as

V = fy 9 , A5 20)
n fj
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where the caret, "^", is used to indicate an estim:te from th3 regressi:n d:ta. A
bivaricte normal intercept for tha simul:ti:n correl:ti:n is th:n eclcul:ted from the
regressi:n equati:n intere:pt as

3 = b + Z /V (5.21)
3 i ii ,

i

and the bivariate normal slope is calculated from the regression slope as !

!

+2 V 21 (5.22)12p4 = b + Zi4
22 _ Y

2 ,

/V S 11
ii

where Z and 2 are random univariate normal deviates, i.e., from a populationi 2

with a mean of zero and a variance of one. We now have 3, p4, and a for use in
simulating all of the leak rates from each of the indications in the SG for one
simulation of the total leak rate. For each simulation of an individual indication, i,
the leak rate from an indication with a proportion, Gj , of unity will be,

p) = 10 3 + pel gW + ps A , (5.23)Qj(

with Z representing the i* value from N independent draws from a standardj

normal distribution. Once the probabilities ofleak have been calculated, the total
leak rate for one simulation is then calculated using equation (5.16). It is noted
that each simulation of T requires the generation of one vector, N binomial
variates R , and a maximum ofN log-normal variates Qj. In practice, a value forj

the leak rate only needs to be generated for each indication that is leaking, i.e.,
when R, = 1.

Simulation When the p-Value is Greater than 5%

If the p value from the regression analysis is greater than 5%, it is assumed that
the leak rate is independent of the bobbin amplitude and the leak rate model, as
discussed in Section 4.0, is,

Qj = b + c , (5.24)3

where Qj again represents the common logarithm of the leak rate, and b is the
a

mean of the leak rate data. The simulation proceeds similar to that when the leak
rate correlation is used. For each simulation of total leak rate from a SG, a
random estimate of the population standard error, 3, is obtained using equation
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L (5.19) with the numerator of the fracti:n and the degrees of freed:m for th3 raid:m
2selecti:n of x being (n-1). A rand:m valua cf 3 s then calcul;ted from b C8i

a

5
3 = ba + Z (5.25),

/n

where 2 is a random normal deviate, - N(0,1). An individual simulation of the leak
rate from indication i with a proportion of unity is then given by,

Q, = 10 80 # E8 (5.26)

The total leak rate from all of the indications in the SG is then calculated as per
equation (5.16), except that the leak rate is a function of a and 3 on'.y.

5.4.3 SLB Tube Burst Pressure Simulation

The simulation of the burst pressure is performed in a manner similar to that for
simulating the leak rate. For the burst pressure, however, an additional simulation
must be made of the flow strength of the material of the tube containing the
indication. This is because the correlation of the burst pressure to the bobbin
amplitude was performed for test burst pressures which were adjusted to corre-
spond to a reference flow stress. I

For each simulation of the SG, a random estimate of the standard deviation of the
residuals of the regression errors about the regression line is generated. This is
followed by generating random estimates of the parametera cf the regression
equation. The burst pressure, Pyf, for each individual indication in the SG is then
calculated as,

P 1yf = n + a2 og(Vg) + Z,a3, (5.27)o

'

where a is the estimated standard error of the population of the residuals, ot and '

3 o
a being the bivariate normal estimates of the parameters of the correlation, and Zi j
being a random standardized normal variate. The result thus obtained is valid for
the reference flow stress, Syf, of the adjusted data used to calculate the estimates
of the parameters of the burst pressure correlation. A random estiniate of the flow
stress of the tube material is then made as,

Sg = S +ta , (5.28)m s

where S, and a are the mean and standard deviation rspectively of the flows
stress from a database of the materials of fabrication of the tubes in the SG or from
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an expanded d tabase for tubes from a popul:ti:n of SGs. The finnl c'timtta of the
burst pressure is th:n calculrted as,

S
#P, = P,,f (5.29) {

.

S,,f

The value of the burst pressure is then compared to the SLB differential pressure
to determine if the tube would be likely to burst during a postulated SLB event.

5.5 SLB Leak Rate Analysis Methodology

Once the simulations have been performed it is necessary to estimate the total leak
rate from the SG during a postulated SLB event. The ouput from the simulations
is a distribution of total leak rates that might be expected. The current accepted
methodology is to estimate a 95% confidence bound on the total leak rate and
compare that value to accepted limits. The total leak rate values from the Monte
Carlo simulation are ordered from the lowest to the highest. A one-sided distribu-
tion-free 95% confidence bound for the 95* percentile of the population of total leak
rates is then calculated. Thus, there is a 95% confidence that at least 95% of the
potential population of total leak rates will be less than the estimated value.

A confidence interval for value,4,, bounding the 100 p'h percentile of the distribu-
tion from a drawn sample of size n is constructed by means of the binomial
distribution. A one-sided conservative upper 100-(1-a)% confidence bound for the
100p'^ percentile of the sampled population is obtained as 4, = x, , where u is
chosen as the smallest integer such that

u-1, 4

P( x, > 4,) = { )"
ip (1 p)"-i 21-n. (5.30)

j-0 u >

Since the binomial distribution is computationally difficult for the extremely large
number of simulations performed, an equivalent approach using the F-distribution
is to find the smallest value of n such that,

1
P (5.31)1+N-n+1 F - a,2(N - n + 1).2n1

where N is the total number of simulations performed. Note that for equation
(5.31), the index is found such that the desired confidence is maintained constant
while the actual percentile will be greater than or equal to that desired. The result

! obtained using equation (5.30) maintains the percentile constant so the actual
; confidence level will be greater than or equal to that desired. For example, if the
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1 Inumber of SG simul:tions perf;rmed was 1,000, a cne-sided upper 95% confid:nca
bound cn tha 95* pere:ntila cf tha total 1:ak rates cf tha popul ti:n cf possibla 1:ak
rates w:uld be giv:n by th) 962"d ordered (from cmallest to largest) total leak rate.
This value is a 95.7% confidence value for the 95.0 percentile by equation (5.30), or
a 95% confidence value for the 95.1 percentile by equation (5.31).

5.6 SLB Tube Burst Probability Analysis Methodology

|
During the simulation of the burst pressures, the number of tubes, based on the
indication proportion, with burst pressures less than the SLB differential pressure
is counted. The value for each SG simulation is retained. Thus, at the end of the
simulation the number of SGs experiencing zero bursts is known, the number of i
SGs experiencing one burst is known, et cetera. The method of accounting for |
fractional tubes is to add the fractional part to the next integer number of tubes.
Thus, if 1.3 bursts result from the simulation, it is reported as 1 occurrence of 1

,

burst tube, and 0.3 occurrences of two burst tubes. Using these results, confidence
bounds are determined for the likelihood of one, two, or more bursts to occur, i.e., a
one-sided 100-(1-a)% upper confidence bound for the Monte Carlo results is found i
from the following equation:

i
1Pru= t

N-n (5.32)
|+1

(n + 1)F - a,2(n + 1),2(N - n)1 '

where N is the total number of Monte Carlo trials, n is the number of observed
, occurrences of P s P3t3, i.e., predicted bursts, and F is from the F-distribution for i3
the specified number of degrees of freedom for the numerator and denominator
respectively. For zero occurrences in the Monte Carlo simulation, equation (5.32)
can still be used to find an upper confidence bound on the probability. The value of !
the upper confidence bound relative to the observed fraction of occurrences is larger |
when fewer occurrences are predicted. If nN is significant, e.g., on the order of |
10 2, and n is large, the upper bound might be only a few percent higher than the ;

4 'mean result. However, if nN is not significant, say 10 , and n is very small, the
upper bound could be an order of magnitude greater than the mean estimate. '

Since the probability, i.e., relative frequency, of multiple ruptures is expected to be
,

very low, the upper confidence bound on the probability will be relatively higher '

than that for a single barst. '

I
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For inf;rmiti:n, since it w:uld rarely be cfinterest relttiva to ths prob bility of j
burst, a 100-(1-a)% en;-sided 1:w:r confid:nce bound en ths Mcnte C:rlo results
can be found as -

1
Prt = .

' N - n + 1 '
F - a,2(N - n + 1),2n

(5.33)1+
1

For zero occurrences in the Monte Carlo simulation, the limit of equation (5.33) is
also zero,

t

"

l
.

|

|

l

|

|
|

!
i

i
!

i
!
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Figure 5-1: Probability of Burst vs, Bobbin Amplitude
3/4" OD x 0.043" Thick, Alloy 600 MA, SG Tubes @ 650 F
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6.0 Exampla Analysis Results

The purpose of this section is to provide illustrative example results from the
analyses described in the previous sections. Since the database u' ed for thes
examples is not to be kept up to date by continuously revising this document, the
numerical results are not applicable to any one plant and should not be used to
perform plant specific APC analyses.

6.1 Simulation Code Desaiption

In order to estimate the probability of burst (PoB) and the total leak rate during a
postulated SLB event two Westinghouse proprietary computer codes, EOC_VQB
and LEAKTOTL, were initially written. These were later combined into a single
Westinghouse proprietary code named SIMCYCLE to perform the same calcula-
tions. Input to the code consists of a beginning of cycle distribution ofindications,
the length of the cycle to be simulated, a distribution ofindication growth rates,
and the length of the cycle used to datermine the growth rate distribution. The
parameters of the burst versus volts correlations (for 3/4" and 7/8" diameter tubes),
limiting material properties, the POL versus volts correlations, and the leak rate
versus volts correlations are coded into the program. The regression standard
error, the values of the variance-covariance matrices, and other values pertinent to
the regressions are also contained witidn the code.

Several options for running the code are also provided, e.g., inputting the EOC
distribution ofindications, the plugging distribution, followed by the application of
the POD as described in section 3.0. In practice, the program may be first run to
develop a projected EOC distribution ofindications. This is achieved by simulating
the EOC distribution of the indications in the SG several thousand times. Once the
EOC distribution is obtained, it is used as a basis for simulating the total leak rate
and for estimating the probability of burst during a postulated SLB event. The
simulation methodology is described in Section 5.0 of this report.

An alternative to specifically developing the EOC distribution followed by the
simulation of the total leak rate and the distribution of the burst pressures is to
base the entire simulation on the BOC distribution ofindications. In this case the
simulation proceeds as follows. The parameters of the POL, the leak rate, and the
burst pressure correlations to the bobbin amplitude are randomly established using
the methodology described in Section 5.0. Once the set of correlating equations is
established, the entire distribution ofindications in the SG is sampled to obtain for
each indication, a random BOC voltage, a random NDE uncertainty, a random
growth, a random POL, a random leak rate if the POL is 1, and a random burst
pressure. The total leak rate for the entire SG is calculated as the sum of the leak
rates of all of the indications in the SG. Again, the leak rate from a partial

| indications is weighted by the proportion of an indication being simulated. The
!
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number ofindicatiins cxhibiting an EOC burst pressure less than th7 SLB differsn- i

tial pressure is counted.' The resultant values from each SG simulati:n are I

retained.1 - '
'

,

'

6.2 Rwangh CarNatia== and Distr =dia==e
,

. . . :

Regression analyses results were given in Section 4.0 for randomized data sets.
For those examples, a reference set of data was randomly a4usted to develop new |
data sets. The results of the analyses were that the burst pressure can be' predict- !
ed as a function of the bobbin amplitude by the relation, j

;

P , = 7.832 - 3.126 log (V,) . (6.1) |3

|
1

Likewise, the POL of an indication as a function of the bobbin amplitude was
]

estimated as, '

)

P(leak |V ) = 1
(6.2)4

y , , -[-4.947 + 8.3371og(V,)] ,
.

j
and the equation for predicting the leak rate as a function of bobbin amplitude was i

estimated as,
|

-2.000 + 3.2591og(V,) + W10) ,t (6.3)
s

2Qg = 10 ,

where og s estimated from the predictive distribution as discussed in Section 5.0.i
F The other parameters associated with the estimated correlating functions were

provided in tables in Section 4.0.

A typical BOC distribution ofindications is illustrated as Figure 6-1. A typical
growth distribution for the indications is illustrated as Figure 6-2. Finally, a
typical EOC distribution ofindications is illustrated as Figure 6-3.

6.3 Deter ==laidie Analysis Results

As discussed in Section 5.0 of this report, deterministic analyses may be performed
for screening purposes. The estimation of total leak rate from the SG at a 95%
con 6dence level may be expected to be reasonably accurate, e.g., within about 5% of.

1 The total number of simulations of the SG is a function of tho particular
result desired, e.g., for the total leak rate the number of simulations might be on
the order of 50,000 to 100,000. The number of simulations to characterize the burst
pressure distribution would likely be signi6cantly larger.
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the values obtained from M:nte Carlo cimul:tions, howev:r, the estimrte2 f:r
high r confid:nce lev Is m y div:rg2 rapidly from those obtained by cimul tion.
Tha d:terministic values are based cn only n first ord:r cpproximrtion of tha
covariance that exists between the estimated leak rates for the individual indica-
tions. Releatively good agreement with the simulation results at a 95% confidence
level has been observed for all analyses performed to date. There is, however, no
rigorous theoretical justification for the efficacy of the results obtained, hence, the
restriction on usage to scoping analyses only.

A BOC deterministic leak rate estimate is illustrated in Table 6-1, and an EOC
estimate is illustrated in Table 6-2. For the case illustrated the estimated BOC
leak rate during a postulated SLB is 2.6 gpm and the estimate EOC leak rate is
4.6 gpm. For this level ofleak rate, the deterministic estimate at a 95% confidence
level would be expected to match the Monte Carlo result within about 25 to 30%.
For some specific distributions the agreement has been within 3%. If the EOC leak
rate was predicted to be on the order of 0.5 gpm, the deterministic estimate could
be in error on the order of 50% or more. For even lower values the error can
increase to an order of 100%. However, the relative magnitude of the error
becomes less important for the lower values since they would be expected to be
significantly less than the allowable leak rate.

An EOC deterministic estimate of the probability of burst of one or more tubes is
illustrated in Table 6-3. For the example shown the POB is greater than 110-2 ,

thus, the result would require reporting to the NRC ifit was obtained from a
Monte Carlo simulation. For low probabilities of burst, as in the example, the POB
obtained from a simulation using the same data will generally result in an estimate
about two orders of magnitude less. This is because the random estimate of the
POB is the product of two assumed normal distributions. The resulting distribu-
tion is not normal, although it is treated as such for the deterministic estimate. An
examination of the actual distribution as obtained from Monte Carlo simulations
indicates it to be skewed right, i.e., the upper tail is longer than the lower tail.
Hence, the probability of a burst pressure being lower than a specified value is less
in the tail than would be estimated assuming the distribution to be symmetric.

6.4 SLB Leak Rate Analysis Results
r

The output from the Monte Carlo simulation code consists of a check of the input'

data, a deterministic estimate of the total leak rate (a check value), statistics of the
simulated NDE uncertainties and voltage growth rates, statistics of the simulated
leak rate distrigution and the 95% confidence estimate of the 95* percentile value
of the leak rate. An example of the deterministic check of the analysis in provided
as Table 6-4. The descriptive statistics of the simulated SG total leak rate distribu-
tion is provided as Table 6-5. A check value of the 95% confidence value of the
total leak rate during a postulated SLB event is calculated based on assuming a
log-normal distribution. The example cited this value was 2.37 gpm. The mini-
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mum and maximum total leak rates cimulcted are reported as chown in Tcble 6-6
cl:ng with th2 cppropriate sorted index number and tho 95% confid::nce total 1:ak
rate. These represent the cxtrema tails cf the distribution and are n:t ctatistically
significant. For the case shown, the leak rate from the simulation, 2.87 gpm, was
about 30% less than the deterministic estimate. Finally, a representative listing of..
the sorted leak rates is printed, see Table 6-7, to gain an understanding of the

'magnitude of the leak rates in the upper tail of the distribution. If the values in
| the tail are found to vary significantly, it would be an indicator that the analysis

should be repeated with the number of simulations increased. The example results
|

presented do not indicate that a repeat of the analysis is necessary.

6.5 SLB Tube Burst Penhability Analysis Results;

The output from the simulation of the burst pressures of the tubes for the example
,

L case is illustrated in Table 6-8. The results are based on estimating the probabili- i
l ties of one, two, three, etc., bursts in a single SG as the fraction of occurrences

divided by the number of simulations. A 95% upper confidence bound on the
respective probabilities of burst is also calculated and reported. Finally, the
statistics of the simulated burst pressure distribution are calculated and reported
as shown in Table 6-9. For the example distribution, the 95% upper confidence
bound probability of a single tube burst was found to be 2.910 2. The correspond-
ing estimate from the deterministic analysis was 3.610 2. The probability of two
bursts in the same SG during a SLB was e' timated to be 7.310 . Finally the4s

probability of three bursts was 7.810'8 at an upper bound 95% confidence. This
was however for 0.3 tubes, hence the probability would be expected to be about 1/3
of this value for a whole indicadon.

l

:

i

|

|

!

!
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Table 6-1: Example of SG BOC Volts & Deterministic Leak Rate
REGRESSION Leek Rate Calculation

BOC Number of Number POD No. POL Expected Variance of Variance ofp N, V(P Q,)Volts Indications Plugged N, P. Leak Rate Leak Rate P, Q,

0.2 3 1 4.0 7.38E-06 3.45E-04 2.21E-05 1.02E-08 1.64E-10 6.57E-10
0.3 31 0 51.7 4.69E-05 1.29E-03 1.85E-04 3.13E-06 8.78E-09 4.54E-07
0.4 83 1 137.3 1.59E-04 3.16E-03 7.97E-04 6.89E-05 1.28E-07 1.76E-05
0.5 112 6 180.7 3.94E-04 6.26E-03 2.46E-03 4.45E-04 9.84E-07 1.78E-04
0.6 107 6 172.3 8.14E-04 1.09E-02 6.19E-03 1.52E-03 5.14E-06 8.85E-04
0.7 93 12 143.0 1.49E-03 1.73E-02 1.36E-02 3.69E-03 2.07E-05 2.%E-03
0.8 69 1 114.0 2.50E-03 2.59E-02 2.70E-02 7.37E-03 6.91E-05 7.87E-03
0.9 38 1 62.3 3.93E-03 3.69E-02 4.97E-02 9.03E-03 2.00E-04 1.25E-02
1.0 34 1 55.7 5.86E-03 5.07E-02 8.61E-02 1.66E-02 5.20E-04 2.90E-02
1.1 41 35 33.3 8.40E-03 6.76E-02 1.42E-01 1.89E-02 1.23E-03 4.nlE-02
1.2 18 17 13.0 1.16E-02 8.80E-02 2.26E-01 1.33E-02 2.72E-03 3.53E-02
1.3 14 13 10.3 1.57E-02 1.12E-01 3.46E-01 1.81E-02 5.63E-03 5.79E-02
1.4 9 9 6.0 2.06E-02 1.40E-01 5.16E-01 1.74E-02 1.10E-02 6.62E-02
1.5 6 5 5.0 2.65E-02 1.73E-01 7.51E-01 2.30E-02 2.07E-02 1.03E-01
1.6 4 3 3.7 3.35E-02 2.11E-01 1.07E+00 2.62E-02 3.72E-02 1.38E-01
1.7 6 6 4.0 4.17E-02 2.54E-01 1.49E 40 4.23E-02 6.47E-02 2.59E-01
1.8 3 2 3.0 5.1IE-02 3.02E-01 2.04E+00 4.63E-02 1.09E-01 3.26E-01
1.9 4 4 2.7 6.18E-02 3.57E-01 2.76E+00 5.95E-02 1.78E-01 4.80E-01
2.0 3 3 2.0 7.38E-02 4.17E-01 3.67E+00 6.16E-02 2.83E-01 5.66E-01
2.2 4 4 2.7 1.02E-01 5.60E-01 6.27E+00 1.54E-01 6.68E-01 1.80E40
2.3 1 1 0.7 1.18E-01 6.42E-01 8.07E+00 5.30E-02 9.95E-01 6.96E-01
2.5 1 1 0.7 1.54E-01 8.31E-01 1.30E+01 8.96E-02 2.09E+00 1.46E+00
2.6 1 1 0.7 1.74E-01 9.38E-01 1.63E+01 1.14E-01 2.95E+00 2.07E+00
2.8 1 1 0.7 2.17E-01 1.18E+00 2.49E+01 1.79E-01 5.64E+00 3.95E+00
2.9 1 1 0.7 2.39E-01 1.32E+00 3.06E+01 2.21E-01 7.64E+00 5.35E+00
3.2 1 1 0.7 3.1IE-01 1.79E+00 5.44E+01 3.90E-01 1.76E+01 1.23E41
3.3 1 1 0.7 3.36E-01 1.97E+00 6.52E+01 4.64E-01 2.28E+01 1.60E+0!
3.7 1 1 0.7 4.35E-01 2.82E+00 1.29E+02 8.61E-01 5.79E+01 4.06E+01
3.9 1 1 0.7 4.83E-01 3.33E+00 1.76E+02 1.13E+00 8.80E+01 6.16E+01 ,

4.0 1 1 0.7 5.07E-01 3.61E+00 2.05E+02 1.28E+00 1.07E+02 7.51E+0!
4.3 1 1 0.7 5.72E-01 4.54E+00 3.18E+02 1.82E+00 1.87E+02 1.31E+02

'

5.1 1 1 0.7 7.14E-01 7.81E+00 9.04E+02 3.91E+00 6.58E+02 4.61E+02
8.9 1 1 0.7 9.50E-01 4.74E+01 3.15E+04 3.15E+01 3.00E+04 2.10E+04
10.5 1 1 0.7 9.72E-01 8.16E+01 9.41E+04 5.56E+01 9.17E+04 6.42E+04

Regression Equatwns Analysis
mn ,EQ,) M = 98.081CAUTION: Equations used for this

"'"
Effective S Dena o 3

Confidence = 95.0 %

Z - Deviate = 1.645

Q total (LPH) = 580.42
Q total (GPM) = 2.6i

tsosoctoc.ns) so noc 6-5 m suos.3.irpu

-



Table 6 2: Example of SG EOC Volts n Deterministic Leak Rate
IEOC Cumulauve Tubes mth Expected Q, Vanance of Vanance ofp*

Vohs Probabihty >= Volts @2560 psi Q, P, Q,
'

0.2 0.000984 1016.00 1.0 738E-06 3.45E-04 330E-05 2.55E-09 2.45E-10
03 0.010827 101533 10.0 4 69E-05 1.29E-03 232E-04 6.06E-07 1.10E-08

_0.4 0.049213 1005.09 39.0 1.59E44 3.16E-03 9.27E 04 196E-05 1.49E-07
0.5 0.123031 966.28 75.0 3.94E-04 6.26E-03 2.74E-03 1.85E-04 1.10E-06
0.6 0.222441 89135 101.0 8.14E-04 1.09E-02 6.74E-03 8.94E-04 5.58E-06
0.7 0 334646 790.25 114.0 1.49E-03 1.73E-02 1.45E-02 2.94E-03 2.21E-05
0.8 0,447835 675.79 115.0 2.50E-03 2.59E-02 2.85E-02 7.44E-03 730E-05
0.9 0.550197 561.22 104.0 3.93E-03 3.69E-02 5.21E-02 1.51E-02 2.10E-04
1.0 0.639764 456.55 91.0 5.86E-03 5.07E-02 8.97E-02 2.71E-02 5.41E-04
1.1 0.712598 36630 74.0 8.40E-03 6.76E-02 1.47E-01 4.21E-02 1.28E-03
1.2 0.771654 291.82 60.0 1.16E-02 8.80E-02 233E-01 6.15E 02 2.80E-03
1.3 0.817913 231.92 47.0 1.57E-02 1.12E-01 3.56E-01 8.27E-U2 S.78E-03
1.4 0.853346 184.% 36.0 2.06E-02 1.40E-01 5.29E-01 1.04E-01 1.13E-02
1.5 0.880906 148.63 28.0 2.65E-02 1.73E-01 7.67E-01 1.29E-01 2.l l E-02
1.6 0.902559 120.69 22.0 335E-02 2.1 IF-01 1.09E+00 1.56E.01 3.80E-02
1.7 0.919291 99.09 17.0 4.17E-02 2.54E-01 1.52E+00 1.80E 01 6.58E-02
1.8 0.932087 82.01 13.0 5.I IE-02 3.02E-01 2.08E+00 2.01E-01 1.10E-01
1.9 0.942913 69.04 11.0 6.18E-02 3.57E-01 2.80E+00 2.42E-01 1.80E-01
2.0 0.950787 58.50 8.0 738E-02 4.17E-01 3.72E+00 2.46E-01 2.87E-01
2.1 0.956693 $0.34 6.0 8.72E-02 4.85E-01 4.89E+00 2.54E-01 4.45E-01
2.2 0 961614 43.86 5.0 1.02E-01 5.60E-01 635E+00 2.85E-01 6.76E-01
2.3 0 965551 38.83 4.0 1.18E-01 6.42E-01 8.16E+00 3.03E-01 1.01E+00
2.4 0.968504 34.97 3.0 135E-01 732E-01 1.04E+01 2.97E-01 1.47E+00
2.5 0.971457 31.96 3.0 1.54E-01 831E-01 131E+01 3.84E-01 2.l lE+00
2.6 0.973425 29 39 2.0 1.74E 01 938E.01 1.64E+01 3.26E-01 2.98E+00
2.7 0.975394 27.19 2.0 1.95E-01 1.05E+00 2.04E+0! 4.llE-01 4.14E+00
2,8 0.976378 25.24 1.0 2.17E-OI 1.18E+00 2.51E+0i 2.56E.01 5.6SE+00
2.9 0.978346 23.55 2.0 239E-01 132E+00 3.08E+01 631E-01 7.69E+00
3.0 0.979333 21.99 1.0 2.63E-01 1.46E+00 3.75E+01 3.85E.Ol 1.03E+01
3.1 0.981299 20.58 2.0 2.87E-01 1.62E400 4.54E+01 931E-01 136E+01
3.2 0.982283 1934 1.0 3.IIE-01 1.79E+00 5.47E+01 538E-01 1.77E+01
33 0.983268 18.25 1.0 336E-01 1.97E+00 6.56E+01 6.63E-01 2.29E+01
3.4 0 984252 1735 1.0 3.61 E-01 2.17E+00 7.82E+01 7.82E-01 2.93E+01
1.6 0.985236 15.74 1.0 4.llE-01 2.59E+00 1.10E+02 1.06E+00 4.67E+0i
3.7 0.086220 15.01 1.0 4 35E-01 2.82E+00 1.29E+02 1.23E+00 5.82E+01
3.9 0.987205 13.56 1.0 4.83E-01 333E+00 1.77E+02 1.61E+00 8.83E+01
4.0 0.988189 12.83 1.0 5.07E-01 3.61E+00 2.06E+02 1.83E+00 1.08E+02
4.1 0.989173 12.08 1.0 5.29E-01 3.90E+00 239E+02 2.07E+00 130E+02
4.3 0.990157 10.55 1.0 5.72E-01 434E+00 3.19E+02 2.60E+00 1.88E+02
4.4 0.991142 9.71 1.0 5.93E-01 4.88E+00 3.67E+02 2.89E+00 2.23E+02
4.5 0.992126 8.94 1.0 6.12E-01 5.24E+00 4.20E+02 3.21E+00 2.64E+02
4.7 0.993110 7.51 1.0 630E-01 6.02E+00 5.48E+02 3.91E+00 3.64E+02
4.8 0.994094 6.90 1.0 6.67E-01 6.44E+00 6.24E+02 4.29E+00 4.25E+02
5.1 0.995079 5.62 1.0 7.14E 01 7.81 E+00 9.06E+02 5.58E400 6.60E+02
5.7 0.996063 4.60 1.0 7.90E-01 1.12E+01 1.81E+03 8.81E+00 1.45E+03
7.4 0.997047 3.52 1.0 9.07E-Oi 2.59E+01 9.48E+03 235E+01 8.65E+03
8.9 0.998031 2.52 1.0 9.50E-01 4.74E+01 3.15E+04 4.50E+01 3.00E+04
9.7 0 999016 1.53 1.0 9.63E-01 6.29E+01 5.55E+04 6.05E+01 5.36E+04
10.5 0.999705 0.65 0.7 9.72E-01 8.16E+01 9.41E+04 536E+01 9.16E+04
11.2 1.000000 033 0.3 9.78E 01 1.01E+02 1.45E+05 2.97E+01 1,42E+05

Regression Equanons Analysis

Sum [ N6 E(Q) P ) = 261.314
i Sum [ Var + Cov J = 2 23E+05M : EWs M W | Effective Standard Deviation = 4.72E+02thIS eXefnple were hosed on a

, gg
Z - Deviate = 1.645

QlotaHIIH)= 1838.2

Q fatal (GPM) . 4.6
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Table 6-3; Example EOC Deterministic Probability of Burst Estimate

0.750" x 0.043" Alloy 600 MA SG Tubes
Predicted Burst Adjusted DeviatesNurnber ofyg Burst Pressure Burst Above SI.B Probability of

Indications BurstPressure Variance Variance Pressure
0.20 1 10.018 0.943 1.041 7.166 1.70E-10
0.30 10 9.467 0.932 1.024 6.743 1.10E-08
0.40 39 9.076 0.926 1.013 6.430 1.68E-07
0.50 75 8.773 0.921 1.005 6.180 9.52E-07
0.60 101 8.526 0.918 0.999 5.971 3.12E-06
0.70 114 8.317 0.916 0.994 5.791 7.53E-06
0.80 115 8.135 0.914 0.990 5.632 1.47E-05
0.90 104 7.975 0.912 0.986 5.491 2.38E-05
1.00 91 7.832 0.911 0.983 5.363 3.52E-05
1.10 74 7.703 0.910 0.980 5.246 4.60E-05
1.20 60 7.585 0.909 0.978 5.139 5.74E-05
1.30 47 7.476 0.909 0.976 5.039 6.69E-05
1.40 36 7.375 0.908 0.974 4.946 7.39E-05
1.50 28 7.282 0.908 0.972 4.859 8.09E-05
1.60 22 7.194 0.907 0.970 4 777 8.73E-05
1.70 17 7.112 0.907 0.%9 4.699 9.09E-05
1.80 13 7.034 0.907 0.%7 4.626 9.20E-05
1.90 11 6.961 0.906 0.966 4.556 1.01E-04
2.00 8 6.891 0.906 0.965 4.490 9.47E-05
2.10 6 6 825 0.906 0.963 4.426 9.00E-05
2.20 5 6.762 0.906 0.%2 4.366 9.39E-05
2.30 4 6.701 0.906 0.961 4.308 9.30E-05
2.40 3 6.644 0.906 0.960 4.252 8.56E-05
2.50 3 6.588 0.906 0.960 4.198 1.04E-04
2.60 2 6.535 0.906 0.959 4.146 8.36E-05
2.70 2 6.484 0.906 0.958 4.096 1.00E-04
2.80 1 6.434 0.906 0.957 4.048 5.94E-05.

2.90 2 6.387 0.906 0.956 4.001 1.40E-04
3.00 1 6.341 0.906 0.956 3.955 8.21E-05
3.10 2 6.2% 0.906 0.955 3.912 1.91E-04
3.20 1 6.253 0.906 0.955 3.869 1.11E-04
3.30 1 6.211 0.906 0.954 3.828 1.28E-04
3.40 1 6.171 0.906 0.953 3.787 1.47E-04
3.60 1 6.093 0.906 0.952 3.710 1.91E-04
3.70 1 6.056 0.906 0.952 3.673 2.16E-04
3.90 1 5.984 0,906 0.951 3.601 2.74E-04
4.00 1 5.950 0.906 0.950 3.567 3.07E-04
4.10 1 5.916 0.906 0.950 3.533 3.43E-04
4.30 1 5.852 0.907 0.949 3.468 4.23E-G4
4.40 1 5.820 0.907 0.949 3.437 4.69E-04
4.50 1 5.790 0.907 0.948 3.406 5.17E-04
4.70 1 5.731 0.907 0.948 3.346 6.26E-G4

! 4.80 1 5.702 0.907 0.947 3.317 6.85E-04
5.10 I 5.620 0.908 0.946 3.233 8.90E-G4
5.70 1 5.469 0.908 0.945 3.079 1.42E-03
7.40 1 5.115 0.911 0.941 2.713 4.08E-03
8.90 1 4.864 0.913 0.939 2.452 8.18E-03
9.70 1 4.747 0.914 0.939 2.330 1.12E-02
10.50 0.7 4.639 0.915 0.938 2.217 1.03E-02
11.20 0.3 4.552 0.916 0.937 2.125 5.54E-03

Total: i 4.71 E-02

[SGDOCEOC.XLS] SG NB 6-7 MicL M S.3R PM
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Table 6-4: Deterministic Estimate of the Total
| Leak Rate
|

| Parameter Value

2 2I N, E(Q:) P, 1.48510 1ph
5 2V[ N V( P, Qi ) ] 2.00210 1phi

4 2Cov[ N V( P Qi )] 1.93510 1phi i

5 2V + Coy 2.19510 1ph
2Standard Deviation 4.68610 1ph

Z - Deviate 1.645

Qw 919.3 lph (4.05 gpm)

Covariance Contribution 3.8 %

Table 6-5: Descriptive Statistics of the
Monte Carlo EOC Leak Rate Distribution

Parameter Value

Maximum Qsum 91.62D gpm

4Minimum Qsum 6.475 10 gpm
4Sum of Qsum 4.11210 gpm

t

Average Qsum 0.8223 gpm f

Std Dev Qsum 2.716 gpm

Avg log (Qsum) -0.4297

StD log (Qsuns) 0.4885

Approx. Bound 2.366 gpm

i
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Table 6-6: Monte Carlo Total Leak Rate
50,000 Simulations of the SG

95% Confidence

Minimum Total Leak Rate 6.50 10-3 epm

Maximum Total Leak Rate 91.4 gpm

Confidence Index Number 47580

Bounding Total Leak Rate 2.87 gpm

Table 6-7: Monte Carlo Estimates of the
Total Leak Rate

Bin Sorted Number Leak Rate
Index Index in Bin (GPM)

649 47566 48 2.871

650 47614 25 2.900

651 47639 49 2.929

652 47688 25 2.959

653 47713 73 2.988

654 47786 24 3.019

655 47810 24 3.049

656 47834 74 3.079

657 47908 24 3.110

659 47932 74 3.173

. 660 48006 24 3.205
I

j 661 48030 25 3.237

663 480fs5 1 3.303

665 48056 72 3.370

666 48128 24 3.403

669 48152 48 3.507

|

|
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Table 6-8: Monte Carlo Results for the Simulation of Tube Burst - !
(Upper bound at 95% conSdence.) |

Number of Frequency of Probability of Upper Bound Upper Bound
'

l

!
Bursts Occurrence Burst Pr(Burst) Cumulative

'

Pr(Burst)

1 1397.8 2.796 10-2 2.920 10-2 2.920 10 2

|
4 42 26.6 5.320 10 7.356 10 2.974 10-2 .)
4 23 0.3 6.000 10 7.851 10-8 2.975 10

Table 6-9: Statistics of Simulated Burst
Pressures

Parameter Value (ksi)

Minimum 0.582

Maximum 14.854

Mean 7.677

Mode 7.650

Median 7.750

Standard Deviation 1.187

Mode to SLB Margin 5.090

i
;

1

l

|
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Figure 6-1: Example BOC Distribution ofIndications
Indications Adjusted for pod = 0.6
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Figure 6-2: Example Cumulative Growth Distribution
Used for Monte Carlo Analyses
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Appendix A: Regression Analysis

A.1 Introduction

The analysis of the relationship between two variables is generally termed either
regression analysis or correlation analysis. In addition, one may also find the term

11,2,3,4,5,6,71confluence analysis in the literature For each, the objective is to

| establish a mathematical model describing a predictive relationship between the
variables. The use of the term regression is frequently interpreted to imply thati

some sort of causal relationship exists while correlation has been reserved for non-
causal relationships. Other differentiations between the two terms involve the
nature of the variables, i.e., whether or not one or both is stochastic, In addition,
the term regression is also frequently used to mean the process by which the
parameters of a relationship are determined.

For the purposes of the evaluations reported herein the name regression analysis is
'

used in the broad sense of covering the aspects of the fitting of a curve, i.e, equa-
tion, referred to as the regression curve or line, to observed data points, where
concern is with the slope and position of the curve that best fits the data, and to
the analysis of how well the data points can be represented by the curve, i.e., the

! correlation analysis. The correlation analysis has two aspects, one is a measure of
the degree of covariability between two variables, and the second is as a measure of
the closeness of fit of a regression line to the distribution of the observations. The
statistical analysis is performed for the purpose of establishing a stochastic depen-
dence, and does not, nor does it have to, demonstrate the existence of a causal
dependence.

For the analyses dealing with the APC it is desired that models be developed
relating the burst strength and leak rate of degraded tubes to the morphology of
the degradation. Unfortunately, the degradation morphology is only known exactly

,

for tubes which have been destructively examined. However, a third variable, |
based on the non-destructive examination of the tubes, is available which is also
directly related to the morphology of the degradation. Each degradation state is
talren to correspond to a set of quantifiable characteristics or variables, such as the
burst strength (measured by a burst pressure test), the leak rate (measured as a
ful.ction of differential pressure), and a non-destructive aramination (NDE)
resi.onse, e.g., eddy current bobbin coil signal amplitude in either an absolute or
differential mode. Since the field examination of the tubes is based on the NDE

,

response it is appropriate to examine the relationships between the first two i

variables and the third. |
;

|

|
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1 1

Th3 experim:ntal and fitld d ta f;r cutsida diameter ctress corrosinn crccking
(ODSCC) ct tube support pl tes (TSPs) c:nsi-ts cf bobbin coil v ltages and m=-
sured tube burst pressure, and leak rates at differential pressures corresponding to
normal operating conditions and steam line break (SLB) conditions. As noted,
these data are correlated, but not causally related. For example, high burst
pressures correlate with low voltages but high burst pressure does not cause low
voltage. Similarly, low leak rates are correlated with low voltage, but low leak
rates do not cause low voltage.

The degradation process determines the magnitude of the evolution of each vari-
able, however, the degradation process is complex and the morphology and time
history will vary even under conditions which would normally be termed identical. ;
Thus, it is expected that the correlation between any pair of the three variables
may have significant scatter. This is expected even if each of the variables is
measured with perfect accuracy and contains no measurement error.

In order to predict burst pressures and leak rates under postulated conditions for
degraded tubing, confirmed by field inspection by eddy current test, it is necessary
to develop regression lines which relate average burst pressure to measured voltage
and average leak rate to measured voltage. The " conventional" regression lines are
usually determined by considering the variable which is to be predicted in the
future, e.g., burst pressure, as the regressed variable, and the variable which will
be measured in the future, i.e., voltage, as the regressor variable. While regression :

lines can also be established to predict voltages from measured burst pressures or
leak rates, there is no particular reason to do so as these " inverse" correlations do
not usually provide useful information beyond that which is obtained by the ;

conventional regression lines.
i

It is to be noted that the causative factor relative to the magnitude of each variable
is the crack morphology, and that none of the three characteristic variables can be
considered to be the cause of the other. This means that for any pair, either may
be treated as the predictor and the remaining variable treated as the response.
Once a correlating relationship has been established, either variable may be used to
predict an expected value for the other. For example, a correlating relationship
may be mathematically determined using burst pressure as the response and
bobbin amplitude as the predictor. Once the relationship is known, a mean bobbin
amplitude associated with a given burst pressure or leak rate can be calculated.

.

Confidence limits for predicted burst pressure or for predicted leak rate can then be 1

established about the regression line using standard statistical methods. The confi-
dence limits which are determined directly from the regressions of burst pressure
or leak rate on voltage will be narrower, for a fixed probability level, than the
corresponding limits which could be deduced from the inverse regression lines.
these correlations can then be used to determine high confidence values for the

crastcoms A.2 ov2ms
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Ir
ctructural limit or 1:ak rate, corresponding to th postul:ted SLB diff;r:ntini pres-
sure.

A.2 The Linear Regmssion Model

!
The general, linear (meaning linear in the coefEcients), first order regression
analysis model relating two variables is given by

y, - ao + a1x, + c , (A.1)

where yi s taken here as the response or predicted variable, and xi as the predictor,i
or regressor. The e, or error, term accounts for deviations from a perfect predic-
tion. In order to establish confidence and prediction limits on yg, the error is
assumed to be normally distributed with a mean value of zero and a variance that
is uniform over the range ofinterest. An analysis is then performed to determine

o and at to use in equation (A.1). Three methods are commonlythe best values of s
used for the analysis, maximum likelihood estimation, least squares (LS), and
weighted least squares (WLS). For mnrimum likelihood analysis the values of ao
and at are found that marimize the probability of obtaining the observed responses.
The use of mnrimum likelihood analysis is formally correct, however, if the errors
are normally distributed, the maximum likelihood estimators (MLE) will be
identical the estimators obtained using least squares. If both variables are stochas-
tic and the errors are normally distributed, the application ofleast squares still
leads to the maximum likelihood estimators of s and a1o

The LS method is based on minimizing the sum of the squares of the errors, also
referred to as residuals, between the observed and predicted values, thus, the best
values of og and a1 are those that make

n

E (Yg - f,)2 (A.2)
i-1

a minimum, where the caret indicates the predicted value,

(A.3)f=ao + a1xg.f

Expression (A.2) is differentiated with respect to a and a1 and the resulting io
'

expressions set equal to zero and solved for the coefHeients. For WLS, the same
expression for the errors is established by considering the error term, e, to be
weighted non-uniformly, i.e., the error distribution is

eg - N(0,I c ) (A.4)2
f

cznszcor wrs A.3 o2/27/9s
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and thh cxpressi:n to be minimized becomes

n 1

{ wi(Y - fg )2, (A.5) |i
i=1 |

I
where the I and hence the wg are known. In situations where the variance of the [i
response is not uniform it is possible to find appropriate weights such that the [
resulting estimators are MLEs. Such a case is the dependence of the probbility of
leak on the bobbin voltage. In this case the response is either 0 for no leak, or 1 for J{
leak. A predictive model based on the logistic function can be fitted by transform-
ing the variables and iteratively solving the resulting weight least squares problem. 4[

i h

For the unweighted IE analysis the slope of the regression or correlation line is
found to be 1;

ii

a3 = { ({ (x, - 1)2
xj - i)(yf - ) <

(A.6),

,

,

where the summation limits are understood. The intercept is then found as
-

a0 * I ~ G i (A.7)l i
i
tify has been regressed on x. If x is regressed on y the slope will be j

{ (x, - 2 )(yg - )
(A.8)

{ (y, - p )2 |
'

. .

relative to the ordinate, or y, axis. If this is reckoned to the x axis, i.e., the
abscissa of the original coordinates, the slope is

b(#'~I} (A.9)
a3 = { (xg - 2 )(y, -

.

)

>

If the data used for the analysis contains significant scatter the values found by
(A.6) and (A.9) can be quite different. A rough visualization of this can be obtained
by picturing the smallest ellipse that can be drawn that envelopes all of the data
points. A line connecting the largest and smallest abscissa values of the ellipse will
approximate the regression of the y variable on the x variable, while the line
connecting the maximum and minimum ordinate values will approximate the
regression of the x variable on the y variable.

ozuszcawes A.4 omms
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' Fcr ths APC analyses, the objectivs is to relate burst pressure and 1:ak rate to
:

!y
. bobbin vcitags. This means that bobbin amplitude is depicted as the abscissaj
variable while burst pressure and leak rate are depicted as ordinate variables
respectively. For the conventional regression analysis, these are the corresponding!

choices for the regressor and regressed variables. However, if conditions dictate, ani

inverse regression may be performed, thus the depiction does not necessarily imply
.

!'

the direction of the regression analysis performed. The considerations discussed in
the introduction indicate that the inverse regression is only worthwhile if addition-

!

!
al useful information can be gained from such an analysis.

The expansion of the model to include more terms, e.g., considering burst pressure
to be related to the logarithm of the bobbin amplitude by a second order polynomial
is still linear regression analysis. If the assumption of constant variance of the

;

residuals is verified, the application ofleast squares still results in the maximum
'

likelihood estimators of the coefficients of the equation. If the prediction equation
'

is non-linear in the coefficients, e.g., exponential, a transformation may be made to
"

result in a linear equation, or non-linear regression techniques may be necessary.'
'

The use of a logarithmic transformation is common, and may result in a stabiliza--!

tion of the variance, i.e., a non-uniform variance before the transformation mayi

become uniform as a result of the transformation. - Consideration of a non-linearregression model, e.g., logistic regression i118 " 10, which can be transformed into a
!linear model, is contained in the body of this report relative to determining the

probability ofleak as a function of bobbin amplitude. i

A 3 C=-' ' M'=- of Vadable h
i

If the values of the regressed variable, say y, are subject to error, but the regressori

x, is free from error, no bias will be introduced into the mean, i.e., regression pre-{,

dicted mean value ofy for a given x, although the variance will be greater due to
'

the errors in the measurement ofy. The calculated values ofy are then unbiased
estimates of the true values ofy, assuming the error to also be normally distribut-i

ed. The only eff' ct of the errors in the measurement ofy is to increase the vari-e
:

ance of the residuals and render the estimate ofy less reliable, i.e., the estimate3

will have larger inference bounds. If now x is also subject to measurement error
the regression will be of observed values on observed values instead of true values

.

!

on true values. If there is measurement error present in the predictor variable, thei

slope obtained from the regression analysis will be biased (2,3,s,7,sA10,111, but theI

regression line will still pass through the centroid of the data. The standard. j

regression analysis assumes that the regressor variable is known without error andj'

that the regressed variable is a measured value subject to uncertainty. Thus for<

nample, the regression of burst strength, P on the logarithm of the bobbin ampli
,

-

tude, log (V), estimates the mean value P for which the observed value of bobbin
-

a

amplitude is log (V ). If the bobbin examination and evaluation technique were to3

cawsscaws.
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be changed in tha future to reduce the measurem:nt crrors th3 correlztiens' based
cn current techn: logy might hava to be repeated.

If there is significant error present in the measurement of the variables, the i,

regression analysis may be performed using what is. termed as the error in vari-
;

ables model. In this case, it is assumed that the data measurements are of the '

form
;

X=x+y and Y =y + 6, (A.10) ;

;
where X and Y are the measurements corresponding to the true values of the

{variables x and y, and y and 5 are their corresponding errors of measurement. For '

the predictor, say X, the total variance will be

s
et"0 +O. (A.11)

n
>
,

It can be shown that when the measurement error is independent of the true value, f
the expected value of the calculated slope, ai, will be

[
ag ,

ai = '
2,

a (A.12)1+
k

where a , is the true value cf the slope, or the value that would result if no mea-i
.

surement error was present, and !

,*2 , [ (xi - * )* (A.13),

n-1

It is noted that a3 would be found from equation (A.7) as-before. A key point to
note is that the calculated slope under predicts the true slope (without measure-
ment error). If the measurement ermr is known, and is uniform, its effect on the ;

analysis slope can be calculated directly and the appropriate slope to be used for j
prediction would be~

!
;

'

1 |2

(A.14)
'

o}
ai = ai 1+ .

, ,, 1

i

l

When the error variance is known and can be expressed as a fraction of the i
variable variance the slore will be affected by a like amount.
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When tho error varianca is not known, which is usu-lly th3 case, en etimete of the
tru3 sl:pe can be mrda using tha partiti:ning techniqus developed by Wald Il I and
subsequently improved upon by Bartlett Illi. The technique consists of partitioning
the data into three groups based upon the ordered regressor variable. The line
joining the centroids of the upper and lower groups is an unbiased and consistent ;

estimator of the true slope. If the slope thus found is close to the slope determined
without considering measurement errors then the measurement errors are consid-
ered to be not significant. The application of this technique must be done with
caution since the order of the true values of the regressor variable (s) is not known,
only the order of the measured variables. For the APC analyses the application of
the Wald-Bartlett technique is restricted to estimating whether or not significant
measurement error is present. For the correlations examined through the writing
of this report, it has been concluded that the measurement errors are not signifi-
cant. Moreover, it may be assumed that the measurement errors are not sigmfi-
cant, and a standard regression analysis performed. If the residuals are normally
distributed about the regression line, inference bounds may be determined using
the standard inference methods.

It is noted that if the magnitudes of the measurement errors associated with each
of the variables, or their ratio, is not known, an " errors-in-variables" analysis does
not lead to a criterion for the selection of the best regression direction. In general,
the need for performing an "iuverse" regression can be based on the determination
of whether or not useful information beyond the conventional regression analysis
will result.

A.4 Detedian of Outliers

If the errors are normally distributed the application of LS to determine the coeffi-
cients of the regression equation minimizes the variance of these estimators. The
coefficients are also the MLEs. A drawback of the LS technique is that it is not
very robust. This means that the fitted line may not be the best estimator of the
correct relationship because it can be signi6cantly influenced by potentially
outlying data. In addition, the resulting fit may be such that potential outliers
become hidden if examined after the analysis is performed. There are established
methods for identifying influential data that may result in a distortion of the
regression line. Such methods fall into the categories of regression diagnostics and
robust regression. Robust regression methods are designed to be insensitive to
potential outliers, and can be used to identify outliers based on the residual errors
from the robust regression line. A rather simple example ofimproving the robust-
ness of the fit would be simply minimize the sum of the absolute values of the
residuals instead of the sum of the squares. This provides significant improvement '

if the outlier is in the y-direction for a y on x regression, but is not resistant to
outliers in the x-direction.

i

|
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|
Ong very robust techniqu3 is termed ths "l:ast medi m of squares," cr LMS n2)
regressi:n. Tha be:t regression lina (cr polyn:mial) is ths ons for which the
median of the squared residuals is a minimum. The drawbacks to this techniquei

are that there is no closed form solution and techniques for the determination of
,

i inference regions would be difficult to apply. However, the determination of a
'

reasonable solution is quite easy using a computer. The algorithm proceeds bye

i drawing sub-samples of a given size from the data set. For each sub-sample,
regression line coefBeients and the median of the squared residuals are calculated.
The coefficients of the minimum median solution are designated as the LMS
solution. A median based scale estimate (analogous to the standard deviation) is
determined for the identification of outliers at a two-sided 98% confidence level, or
a one-sided 99% confidence level.

The data for the APC were enmined using the LMS robust regression program
PROGRESS by Rousseeuw and Leroy. It is noted that the application of robust
regression is not intended to be used for the justification of the deletion ofimproba-

, ble data points, only for the identification of potential outliers. The rejection of any
} data must be based on an evaluation of the circumstances surrounding the data

collection to search for possible sources of error.
,

4

I A.5 Selection of a Regression Coordinate System

1
j For the analysis of continuous variable data four, alternatives were examined for

fi cach correlation. These choices are listed in Table A.1. For each case, the correla-
.j

*

:| Table A.1: Fitting Options Considered for LS Regression

n
M Abscissa Ordinate Relation
1

Linear Linear yf = ao + a; x;

Logarithmic Linear y, = ao + a, log (x,)
Linear Logarithmic log (yg ) = ao + a; x; }

( Logarithmic Logarithmic log (y, ) = ao + a; log (xj )
4
$

i

H |

t tion coefficient, r, measuring the " goodness-of-fit" of the regression hne was
% calculated. The correlation coefHeient is a measure of the variation of the data '

T explained by the regression line, thus the largest value is indicative of the best fit. |$
!'

'

4
2
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!
Tin expressi:n f:r thm squars cf the c:rrel ti:n coeffici::nt, kn:wn as th2 index of
determination, is

2 = ESN. (A.15)r

{(yj- )2

The index of determination is the proportion of the total variation about the mean
of the predicted variable that is explained by the regression line. The scale combi-
nation yielding the largest index of determination, and, hence, correlation coeffi-
cient, was selected for the analysis. In the event that the predicted variable for the
regression is the logarithmic transformation of a physical variable, the above
calculation is performed on the untransformed variable. It is readily apparent,
however, that for data with a range of several orders of magnitude, e.g., bobbin
amplitudes ranging from O(0.1 volt) to O(100 volts), the use of a logarithmic scale
is appropriate. It is also to be expected that the variation of observed voltages
would be normally distributed about the log of the voltage. The same is true for
the leak rate which ranged from O(0.021/hr) to O(5001/hr) for specimens for which
leaking was observed. It is to be noted that the use of a logarithmic transformation
is commonly used for data with a large range as a variance stabilizing technique.
If the dependent variable has be logarithmically transformed, regression line
predictions will be of the expected median of future values, not the expected mean
of future values.

A.6 Selection of a Regression Direction

As noted in the introduction to this appendix, the bobbin amplitude does not cause
the observed burst pressure and vice versa. The same is true for the relation
between bobbin voltage and leak rate. Thus, the regression direction is not
specified by the choice cf variates.

The objective of performing the regression analysis is prediction. For all practical
purposes the bobbin voltage will be used as a predictor of burst pressure and leak
rate. However, the intended use does not automatically dictate the designation of
the predictor and response variable roles for the regression analysis. The LS fit
simply finds the line such that the variance of the responses is minimized relative
to the regression line. As previously noted, once the LS fit has been performed

,

either variable can be predicted from the other. In addition, inference regions or'

bands established for prediction in one direction may be similarly use in the reverse i
'

direction (although the terminology is changed to discrimination).
i

For a regression ofy on x, the mean of future values ofyo for a given x is boundedo
(confidence) with a level of confidence of 2(1-a).100% by

otuszco m s A.9 omms
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*2 '!-

2 2[yo - a - a1x ]2 (A.16)2 t - es.n- 2 s oo o 3
.

{ (xj _ g)2n

2 "
Where s is the" standard error of regression," i.e., !

,2 . E (Ji~I'i) (A.17)
'

n-2 ;,

i

and t .e,. 2 s found from the Student's t-distribution. Similarly, an individuali
i

future value ofyo for a given x is bounded (prediction) with a level of confidence ofo
2(1-a)100% by

1

-
'

(* *22 2 (A.18)[yo - a - a1x ]2 2 t - e,n - 2 s 1+ +o o 3 ,

{(x,_3)2n ; j

!'

However, for a given yo, the bounds on x , referred to as discrimination bounds, are {o
found by solving equation (A.18) for the values of x that satisfy the equality,o
although care must be taken relative to the solution, since real roots of equation j
(A.18) may not exist depending on the results of the data analysis. ,

t
1

If the scatter of the data is small, as for the burst pressure to bobbin amplitude i
correlation, the regressions of x on y and y on x will yield slopes that are similar. I
However, for APC analyses the data exhibit significant scatter for the leak rate to |
bobbin amplitude correlation and the two regression lines have significantly j
different slopes. In this case it is appropriate to select the regression line based on
non-statistical considerations. Such considerations may be known end points of the
regression line, e.g., burst pressure for non-degraded tubes, or comparison of the

,.

slope with theory based results. For either regression direction, inference regions r

can be determined.

As noted, equation (A.18) can be used to determine inference bounds regardless of
the direction of the regression. In general the magnitudes of the inference bounds
will not be identical. However, the confidence level statements are true for both
bounds, i.e., one bound is not invalidated by the other. Thus, if a 2(1-a) 100% lower
bound on the burst pressure from the regression of the burst pressure on the
logarithm of the bobbin amplitude is higher than the corresponding lower bound
from the inverse regression, it simply means that the confidence level of the inverse
regression is >(1-a)100%. Thus, if the residuals are verified to be normally
distributed, the lower prediction bound may be taken as the higher of the predic-
tion bounds established by performing the regression analysis in each directions.

GENSEC0A.WP5 A.10 ov27ss
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A.7 Significance of the Regression

The significance of the regression is evaluated by calculating the improvement in
the estimate of the predicted variable based on knowledge of the regressor variable.
For the APC analyses this is the same as determining whether or not the estimate
of the burst pressure or leak rate for a tube is improved by knowing the bobbin coil
voltage amplitude. For a linear,1** order regression this is-the same as testing to
determine if a zero slope is probable. If the confidence interval for the slope
includes zero then the relationship between the predicted variable and the regres-
sor could be accidental, i.e., due to random error. The actual determination may be

~
made by calculating the confidence interval on the slope, a , to see ifit includes

t

zero, or by testing the null hypothesis that the true slope is zero. In practice this is
stated as

Ho : a1 = 0
(A.19)

H : at t 0.1

If the null hypothesis, H , is true, then ratio of the mean square due to regressiono

(SSR) to the mean square due to error (SSE), i.e., the mean square of the residuals,
follows an "F" distribution with the regression degrees of freedom (DOF) in the
numerator and the residuals degrees of freedom in the denominator. For a linear
analysis with k regressor variables and n data points, then

MS Regression
=F-"'**"~*~** (A.20)IMS Error

where 100.(1-a)% is the associated confidence level. (Note that a is the area in the
tail of the distribution.) If the true value of the slope is zero then both mean
square (MS) Regression and MS Error are independent estimators of the true value
of the error variance. Since they are both estimates they would not be expected to
be exactly equal, however, it would be expected that they would be nearly equal so
that their ratio would not be too far from unity. It is noted that the F ratio and the

2Index of Determination, r , are both calculated from the sums of squares of the
variables, so

2SSR/k r n-k-1
y1 - a,k, n - & - 1 , SSE/(n - k - 1) (A'21),

'

2 k1-r

2and a critical value of r for a selected critical a can be found as

N E - a.k.n - k - 12 1 g gg)
T''d = ( n - k - 1 ) + k F . , 3 3 _1

,

1 , ,
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If the valua of r f:und from tha regressi:n is greater than th2 critical vr.lus from l2

(A.22) tha null hypothesis,-H , i.e, that ths slope is zero, w uld be~ rejected, and the - !
'

o'

alternate hypothesis, H ~, that the true slope is not zero would be accepted. Fori

arample, consider k=1, n=15, and a=0.01. Then, from equation (A.22) we End a '|
2critical value of r of 0.411 and a critical value of r of *0.641. ~ If the regression : ;

2l f d h i i.va ue o r excee s 0.411 t e regression s s gnificant at a level greater' than 99%. .j

For a 1** order regression, equation (A.21) can be rearranged as f
!
!r

t - a/2,n - 2 * !i ,

(A.23)y 2

$ n-2 1

;;

i.e., a t distribution with n-2 DOF's. Given a value of r from the regression ;

analysis, a value of t can be calculated and a significance level determined. For the
2same example as above, we consider r -0.411 and n=15. Fmm equation (A.23) we j

- find t=3.013, and a signi6cance level of 100-(1-a)=99.1%, which agrees with the i
*

above determination. It is to be noted that for a small number of regressor
variables and a large number of data points, the square of the correlation coeffi-- i

cient does not have to be very close to one to reject the null hypothesis and accept i

the alternate hypothesis that the slope is not equal to zem, thus implying that a
correlation does exist. This test is identical to testing the hypothesis of equation {
M.19) by calculating t as |

.

6 i
1

I - a/2, n - 2 = (A.24) ;l ,

b
l ;

where the denominator is the estimated standard deviation of the slope parameter, I

and then determining the probability of obtaining i at random. The probability
thus obtained, i.e., the probability that the slope of the equation for the entire '

population is zero, is referrod to as the p value for the coefficient. If the p value is i
less than a selected criterion value, e.g., 5%, use of the regression equation is j
considered justi6ed.

,

A.8 Analysis of Regressian Be=Mumin'

1
'

To use the moults of the least squares analysis, it is assumed that"

1. the expectation function is correct, that the response is given by the,

expectation function plus a disturbance,
.

' 2. that the disturbance is independent of the response function,
:
4

J
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,

3. that each disturbanc3 has e normal distributi:n bout the response func-
ti:n value, th t ccch disturbance has zero m:an,

4. that the disturbances (or weighted disturbances) have equal variances, and

5. that the disturbances are independently distributed.

The purpose of analyzing the residuals, i.e., the differences between the actual
variable value and the predicted variable value, is to verify each of the assumptions
inherent in performing the least squares analysis. There are a variety of plots that
can be used for the analysis of the residuals, although not all may bejudged
necessary for each analysis. A plot of the residual values against the predicted
values should be nondescript since the residuals should not be correlated with the
predicted values. Such results indicate that the variance is approximately constant
(as assumed), that there is no systematic departure from the regression curve, and
that the number of terms in the regression equation is adequate. A frequency plot
(histogram) of the residual values should appear to be similar to a normal distribu-
tion. A plot of the ordered residuals on normal probability paper should approxi-
mate a straight line. Any of these plots may be used to verify that the regression
residuals are normally distributed, although the results are not obvious from the
scatter plot. The normal probability plot offers the advantages that it can easily be
used to determine if the mean is approximately zero, and a reasonable estimate of
the standard deviation of the residuals may be read directly.

To prepare the cumulative normal probability plot, the residuals are sorted in
ascending order and then plotted against an ordinate cumulative percent probabili-
ty value given by

' 1'.

N, (A35)100
n

where n is the number of data points used in the regression and i is an index
ranging from 1 to n. If a small number of outliers have been omitted from the i
regression analysis, but the depiction of their residuals is desired, n may be taken I

as the total number of data points and the residuals of the outliers included
accordingly. This has the effect of compressing the spread of the outliers along the
probability axis, but generally will not affect the conclusions relative to the linear-
ity of the plot. The rationale for the cumulative probability values used is if the l

unit area under the normal curve is divided into n equal segments, it can be expect- I

ed, if the distribution is normal, that one observation (residual) lies in each section. I
Thus, the i * observation in order is plotted against the cumulative area to the
middle of the i * section. The factor of 100 is used to convert the scale to percent
probabilities.
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If th2 plotted residuals _cpproximate a vi:ually fitted straight lins,' it mcy be ;
- concluded thtt th:y are n:rmally distributed ebout th3 regression curva. The i

residual value where the line crosses the 50% probability value is an estimation of
the mean of the residuals, and can be used to verify that the mean is approximately

_

zero. The residual distance from the 50% point to the 84% point is an approxi-
mation for the standard deviation of the residuals. If the residuals for the outliers
have been included in the plot they will distort the results obtained for the mean
and standard deviation, with the mean value being less affected. For this type of !

plot, the outliers in the data, if any, will tend to appear on the far left in the lower j
half of the residual normal plot and on the far right in the upper half, i.e., large '

negative and positive residual values. The results from the normal probability plot *

may be used to determine the need for preparing any of the other plots, i.e., it may
be apparent that no additional information would be available from a scatter plot.

,

I
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