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EVENT DESCRIPTION AND PROSABLE CONSEQUENCES 10
| During Mode 2 operation at 0900. wt i a High Pressure Safety Injection ;o2

l o j a | | Pump running, a 200 GPM leak into 11 A Safety Injection Tank (T.S.3.5. '|

|o |4 | | 2.c.) was discovered. This leakage past the tank outlet check valve was |

| 015 | | immediately isolated by placing the 2 header valves in override to ptb- J
j o |6 l | vent their opening in the event of a SIAS signal. The Unit was shutdown |

*

j o | 7 | | and depressurized to less than 1750 psia at 0035 on 7-2-82. Similar j

|C|s[| cvents: NONE. |
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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS h [,

lil0ll Leakane through 1-SI-215 was a result of deterioration cI the disc |
, ,

'| 1 | 1 | | scaling 0-ring. An FCR was initiated to replace the 0-ring with a , [
y.: . - " ,

[ t | 2 | | material with better temperature and radiation resistance qualicies. "L |
'

;,7 .

. '

| ' | 3 I [_Ibese disc 0-rings were replaced in all' Unit I and Unit 2 Safety _ ,| '

| i | 4 | | Injection Tank swing check valves. ;
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I'LeakSge thIough'1-SI-215 was a result of deteriferation of the disc
sealf.ng# -r'iky'.:h A Facility 1 Change Request was indt.iated to replace

' 0
'

,

the E-540 8 6 ting matefial with E-696-75". Ethylene Propylene due to2:- 7

{ the latter'mdieriais'Mett5r temperature and radiation resistance
tr qualities. Since ther,,thh 0-ring material has been changed to,, ,

Eth'f ene Propylendi type' E-832-9 which is equal to or-better than'

l7
'* '//type 2-692,-75. .f 7
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.Thes,e disc 0-rings have been replaced in all', Unit I and Unit 2
Atwood aid Morrill Sg(ety' Injection Tank swing check valves,
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B ALTIMORE G AS AND ELECTRIC COMPANY
P. O . B O X 1475

B A LTIM O R E. M A R Y L A N D 21203

HUCLEAR POWER DEPARTMENT
CALVERT CLIF FS NUCLE A R Po nER PL AN T
LUSBY. M ARYLAND 20657

September 27, 1983

Dr. Thomas E. Murley Docket No. 50-317
Regional Administrator License No. DPR-53
U.S. Nuclear Regulatory Commission4

Region 1
631 Park Avenue
King of Prussia, PA 19406

Dear Dr. Murley,

In accordance with Technical Specification 6.9.1.9.b, please find
the attached update report for LER 82-33/3X.

Should you have any questions regarding this report, we would be
pleased to discuss them with you.

Very truly yours,

, a-

4, L.B. Russell
} Plant Superintendent

LBR:EVF:jes
att:

,

cc: Director, Office of Management Information
and Program Control

Messrs: A.E. Lundvall, Jr.
J.A. Tiernan
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