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May 27,1970

NOTE 'f0 DR. MANN

CAROLIMA DER AND LENT COMPANY (pnames 2)
FAILtRtE OF SAFETY VALVE MtEELE

Attached are, copies of two very rosest reports
which contain the inforuntion you requested on
May 25

I have been informed that the pressuriser heaters
were autountiaally turned off when the pressuriser
water resobed a level of ~ 12 percent. As a pre-
eautionary measure, the heaters were also maa m ily
turned off by the operators.

j Please return the reports to me when you are
finished with them. Also, plasse let me know if
you need any additional information.
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