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U.S. NUCLEAR REGULATORY COMMISSION
REGION I

Report No. 50-322/84-34

Docket No. 50-322 -

,

License No. CPPR-95

Licensee: Long Island Lighting Company
175 East Old Country Road
Hicksville, New York 11801

Facility Name: Shoreham Nuclear' Power Station, Unit 1

Inspection At: Wading River, New York

Inspection Conducted: September 17-21, 1984

Date of Last Physical Security Inspection: April 30 - May 4, 1984

Type of Inspection: Preoperational-Security Program Review t

Inspector: / // M- e
R. J. Bailey ''' date
Physical Securit nspector

_// -[ MApproved by:
_R. R. Kelmig, Chie

^_ _

date '-

Safeguards Secti

Inspection Summary: Preoperational Security Program Review on September 17-21,
1984 (Inspection Report No. 50-322/84-34)

Areas Inspected: Preoperational review of the Security Program Implementation:
Security Plan and Implementing Procedures; Records and Reports; Locks,-Keys,
and Combinations; Physical Barrier-Protected Area; Security-System Power _ Supply;
Alarm Stations; and follow-up on previously identified inspector concerns. The
. security program review involved 36 inspector hours onsite by on'e region-based
inspector.

Results: Implementation of the licensee's security program is progressing as
scheduled.
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DETAILS.

1. Key Persons Contacted

W. Steiger,' Plant Manager
~ J. Smith, . Manager, Nuclear Operations-Support
J. Morin,- Supervisor, Administration and Security,' Nuclear Services
R. Grunseich, Supervisor, Nuclear. Licensing
G. Rhoads, Operations and Compliance Engineer
J. Molini, Security.0perations Supervisor
K. King,' Security Organization Engineer
R. Fisher, Security Administrator, Yoh Security

~
N. Hudson, Security Computer Officer, Yoh Security
B. Kesner, Screening and Badging, Yoh Security
C. Sharpe, Security Supervisor,-Yoh Security
C. Petrone, NRC Resident Inspector

All were present'at the exit interview.

The inspector also interviewed other licensee personnel and members of
the Yoh Contract Guard Force.

2. 30703 - Exit Interview

The inspector met with the licensee representatives (denoted in paragraph 1)
'; at the conclusion of the inspection on September 21, 1984. At that time,

the purpose and scope of the inspection were reviewed and the findings
presented. At no time during this inspection was written material
provided to the licensee by the inspector.

3. 92701 - Inspector Follow-up Items

Items that require no further action by the licensee are identified as
closed in this report. They are addressed by paragraph title in this
report as they were identified in NRC Region I Inspectior. Report' Number
50-322/82-09.

4. 81018 - Security Plan and Implementing Procedures

The inspector reviewed the status of the Final Security Settlement
Agreement (Attachment A to the Physical Security Plan) that the licensee
negotiated with Suffolk County cuthorities. A total of seven issues-which
are'part of security' contentions II'and IV remain open. The licensee will
submit a security plan revision to NRC proposing mcdifications that address-
this. issue.
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In August 1984, the licensee reorganized the plant staff and realigned
l' the various departments under different department managers. In doing so,

the description of the Security Organization and how the various security
managers will function was altered.

During the exit interview, the Plant Superintendent and Manager, Nuclear
Operations Support stated that even though the onsite management staff
had been reorganized, they will continue to manage the security
organization as it is described in the approved physical security plan;
However, a change reflecting the new organization will be submitted to
" ~ ~ I within 60 days after receipt of a license to operate. This is ;_...,..able to Region I. Inspector follow-up item 50-322/84-34-01.
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5. 81038 - Records and Reports '
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[ 7. 81052 - Physical Barriers - Protected Area

The licensee stated that they will re-establish the protected area fence
i adjacent to the construction area for the COLT diesel generators and the
| fuel oil supply complex prior to being granted a low power license. The

licensee was advised that the new barrier will be inspected during a future
visit.

.

8. 81058 - Security System power Supply
~~

ThT. N.I'9!9..'t: cpr.'!.3!;:s 3vfa;ng3,
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LEFTBLANX.

* C0FI: Withheld as Commercial or Financial Information in accordance with
10 CFR 9.5(a)(4) and 10 CFR 2.790(d).

* SGI: Withheld as Safeguards Information in accordance with 10 CFR 73.21. -
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9. 81084 - Alarm Stations

The inspector observed that the licensee had added a portable fan for use
in the Central Alarm Station (CAS) and implemented security procedures to
ensure that the door to the CAS remains locked at all times, except
during periods of entry and exit. Inspector followup item 50-322/84-19-04
is considered closed.
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