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ENCLOSURE 1

NOTICE OF VIOLATION

South Carolina Electric and Gas Company Docket No. 50-395
V. C. Summer License No. NPF-12

The following violations were identified during an inspection conducted on
September 1 - October 1,1984. The Severity Levels were assigned in accordance
with the NRC Enforcement Policy (10 CFR Part 2, Appendix C).

1. 10 CFR Part 50, Appendix R, Criterion XVI requires measures be established
to assure that conditions adverse to quality such as failures, malfunctions,
deficiencies, etc. are promptly identified and corrected.

Contrary to this requirement, on September 25, 1984, licensee personnel
failed to promptly identify and correct a deficiency in main control panel
instrument ITI-422B, which is utilized to inform the operator of the trip
setpoint of the associated overpower delta temperature protection channel.

This is a Severity Level IV violation (Supplement I).

2. Technical Specification 6.8.1 requires written procedures be established,
implemented, and maintained for refueling operations. Fuel Handling
Procedure (FHP) 607 is the licensee procedure governing receipt, inspection,
and storage of new fuel assemblies. FHP 607 requires a 2000 pound load cell
be attached between the fuel handling tool and the crane during removal of
fuel from its shipping container. FHP 607 also requires that a Fuel
Handling Building Logbook be maintained in which pertinent information about
shift activities are recorded.

Contrary to these requirements, on October 1, 1984, during receipt
inspection and storage of new fuel assemblies, a 5000 pound spring scale was
substituted for the specified load cell without an approved change to
FHP 607. Additionally, a Fuel Handling Building Logbook was not maintained.

This is a Severity Level V violation (Supplement I).

Pursuant to 10 CFR 2.201, you are required to submit to this office within 30
da." . of the date of this Notice, a written statement or explanation in reply,
including: (1) admission or denial of the alleged violations; (2) the reasons
for the violations if admitted; (3) the corrective steps which have been taken
and the results achieved; (4) corrective steps which will be taken to avoid
further violations; and (5) the date when full compliance will be achieved.

8412260114 e41104 -

PDR ADOCK 05000395
G PM

,
- .. . . . .. . . . . . .-

_ _ _ _ _



.-_ __ .. _ _ _ . ._.

_ o . , : . -. .

.'
.:.

South' Carolina Electric and Gas 2 Docket No. 50-395
- Company

' V. C. Summer. License No. NPF-12

Security or safeguards information should be submitted as an enclosure to
facilitate withholding it from _ public disclosure as required by 10 CFR 2.790(d)
or 10 CFR 73.21.
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