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NOTICE OF VIOLATION
|

1 Tennessee Valley Authority Docket Nos. 50-259, 50-260, and 50-296 !
Browns Ferry Units 1, 2, and 3 License Nos. DPR-33, DPR-52, and DPR-68

EA 84-82

As a result of an inspection conducted on April 26 - May 25,1984, four violations
of NRC requirements were confirmed. The underlying cause of these violations
appears to be inadequate design reviews. In accordance with the General Statement
of Policy and Procedure for Enforcement Actions, 10 CFR Part 2, Appendix C

,

'

(49 FR 8583 (March 8, 1984)), the particular violations are set forth below:

1. 10 CFR Part 50, Appendix B, Criterion III requires that measures shall be
established to assure that applicable regulatory requirements and the design
basis, as defined in 10 CFR 50.2 and as specified in the license application,
for those structures, systems, and components to which Appendix B applies,
are correctly translated into specifications, drawings, procedures, and.

instructions.>

.

a. Contrary to the above, this requirement was not met in that if an
. accident signal had been present, the diesel generators would have
{ been inhibited from working in parallel operation to supply all

required loads for the long term (greater than 10 minutes) safe
; shutdown:and cooldown of all three units in the event of loss of

off-site power and a design basis accident in any one unit, as called
for in the Safety Design Basis (FSAR, Section 8.5).

'
b. Contrary to the above, the exhaust fans and recirculating air

i conditioning units for cooling the shutdown board coms for Units 1, 2,
and 3 were designed such that sufficient support -ipment'might not 8

have been available to cool the shutdown boards during an accident with
a coincident loss of offsite power.

"i c. Contrary to the above, the Engineered Safeguard System independence
criteria and design basis for electrical cable separation criteria
(FSAR, Section 8.9) for the installation of electrical cables for the -

automatic depressurization system (ADS) and the high pressure coolant
injection (HPCI) system were not met.

d. Facility operating licenses of Units 1 and 2, as amended respectively by
Amendment 27 for paragraph 2.C(4) and Amendment 24 for paragraph 2.C(5),,

permit the facilities to be modified as described in Section X of " Plani
-

for Evaluation, Repair, and Return to Service of Browns Ferry Units 1 and 2
(March 22, 1975)" dated April 13, 1975, and revisions therato.;
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Notice of Violation -2- |
'

" Plan for Evaluation, Repair, and Return to Service of Browns Ferry Units 1
and 2 (March 22, 1975)" dated April 13, 1975, Part X, Section A.3.1.2, as
revised, requires that cables' associated with valves assigned to the ADS be
separated from cables associated with manual relief valves by rerouting as
necessary in separate conduits and cable trays.

Contrary to the above, initial modification to achieve the required
separation for Units 1 and 2 was inadequate and subsequently made worse

*
by later modifications.

This is a Severity Level III problem (Supplement I).
I

Pursuant to the provisions of 10 CFR 2.201, Tennessee Valley Authority is hereby
required to submit'to this office within thirty days of the date of this Notice,,

a written statement or explanation in reply, including: (1) the reasons.for the
violation; (2) the corrective steps which have been taken and the results

,

achieved; (3) corrective step; which will be taken to avoid further violations;
and (4) the date when full ccipliance will be achieved. Consideration may be
given to extending your respoase time for good cause shown.
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