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APPENDIX A

NOTICE OF VIOLATION

Boston Edison Company Docket No. 50-293
Pilgrim Nuclear Power Station License No. DPR-35

As a result of the inspection conducted on November 1, 2, and 7, 1984, and in ac-
cordance with the NRC Enforcement Policy (10 CFR 2, Appendix C), the following
violations were identified:

A. Technical Specification 6.8 and Regulatory Guide 1.33 require that procedures
for shift turnover be implemented. Station Procedure 1.3.34, " Conduct of
Operations," Revision 4, May 31, 1983 requires that control room personnel

-(i.e., Nuclear Watch Engineer, Nuclear Operation Supervisor, and Nuclear Plant
Operator) ensure that adequate shift turnover is given and received. Proce-
dure 1.3.34 also requires that shift turnover sheets for the Nuclear Watch
Engineer, Nuclear Operation Supervisor, and Nuclear Plant Operator (OPER38B,
~38C, and 380, respectively) be completed prior to shift turnover to indicate
bypassed or out of service equipment. This procedure requires the Nuclear
Plant Operator to maintain an awareness of plant status and changes in plant
conditions.

Cc,e.rary to the above, on November 1,1984, control room personnel did not
ensure that adequate shift turnovers were given and received between the first
(midnight to'8:00 a.m.) and second (8:00 a.m. to 4:00 p.m.) shifts. The by-
passed "B" Source Range Monitor (SRM) was not recorded on OPER388, 38C, or
380 prior to shift turnover between the first and second shift on November
1, 1984. The Nuclear Plant Operator was not aware that.the "B" SRM was by-

'

passed. As a result, personnel on the second shift moved fuel assemblies and
control rods in tle reactor vessel while unaware that the "B" SRM was by-
passed.

This is a Severity Level IV Violation (Supplement I). >

B. Technical Specification 6.8 and Regulatory Guide 1.33 requires that procedures
be implemented for refueling and core alterations. Station Procedure 4.3,-
" Fuel Handling," Revision 31, dated October 17, 1984 requires that during
refueling the SRM's be continuously monitored from the time a fuel-assembly
is about to enter the core until the refueling platform returns to the spent
fuel pool.

*
Contrary to the above, on November 7, 1984 at approximately 8:45 a.m., the
SRM's were not continuously monitored while a fuel assembly was loaded into

- the core.

This is a Severity Level IV Violation (Supplement I).

Pursuant to the provisions of 10 CFR 2.201, Boston Edison Company is hereby re-
quired to submit to this-office within thirty days of the date of the letter which
transmitted this Notice, a written statement or explanation in reply, including:
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(1) the corrective steps which have been taken and the results achieved; (2) cor-
rective steps which will be taken to avoid further violations; and (3) the date
when full compliance will be achieved. .Where good cause is shown, consideration- y. ..
will be given~to extending the response time.
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