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APPENDIX A

NOTICE OF VIOLATION

Vermont Yankee Nuclear Power Corporation Docket No. 50-271
Vermont Yankee Nuclear Power Station License No. DPR-28

As a result of the inspection conducted on February 5 - March 4,1985, and in ac-
cordance with the revised NRC Enforcement Policy (10 CFR 2, Appendix C), published
in the Federal Register on March 8, 1984 (49 FR 8583), the violations discussed
below were identified.

A. Technical Specification (TS) 6.5.A requires that detailed written procedures,
including applicable check-off lists, be prepared, implemented and followed.
Procedure AP 6000 was written pursuant to the above and requires that the
procedures required for the operation of modified systems be revised and re-
issued prior to initial operation of the system following installation of the
design change. AP 6000 further requires that surveillance procedures be re-
vised and reissued within 30 days of the installation, or prior to the next

' scheduled use of the procedures, whichever is earlier.

Contrary to the above, upon completion of modifications for PDCR 84-03, the
sprinkler system for the NW corner of the Reactor' Building was returned to
service and declared operable at 1:10 p.m. on January 18, 1985, and operating
and surveillance procedures OP 2190, OP 2186, and OP 4020 were not revised
and reissued until February 13, 1985 as' required to reflect the plant con-
figuration effected by the modifications. The failure to revise OP 4020 con-
tributed to an inadvertent actuation of the NW sprinkler system. deluge valve
DV-301 on February 12, 1985, when the surveillance test-was performed.

ThisisaSeverityLevelIVViolation(Supplement'i.D).

B. Technical Specification 4.13.B requires that each testable valve in the flow
path of the vital fire water system be fully cycled at~1 east once p'er 12
months while the system is operable'.
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Contrary to the above, between July 1983 and December 1984, valve FP 302, a
testable valve in the flow path of the vital fire water system, was not fully
cycled while the system was operable.
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This is a Severity Level V Violation (Supplement I.E).

Pursuant to the provisions of 10 CFR 2.201, Vermont Yankee Nuclear Power Corpora-
tion of Vernon, Vermont, is hereby required to submit to this effice within thirty
days of the date of the letter transmitting this Notice, a written statement of
explanation in reply, including for each violation: (1) corrective steps which
have been taken and the results achieved; (2) corrective steps that will be taken
to avoid further violations; and (3) the date when corrective actions will be com-
pleted. Where good cause is shown, consideration will be given to extending your
response time.

8504190363 850415
gDR ADOCK 05000271

PDR

t

_ _ _ _ _ _ _ _ _ _ . _ . _ _ _ _ _ _ _


