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During unit startup, the unit Operator did not perform the 0000 hour drywell
sump pumpdown until 0101, in excess of the 325 percent limit for three
successive intervals. Technical Specification 4.6.D.1 requires that the
sumps be pumped every four hours.

Because of couputer software problems, a computer alarm which is utilized to
remind the unit Operator to pump the sumps did not alarm at 0000. At 0101
the Operator realized that he had not pumped the sumps, and immediately
proceeded to do so. The software has been reprogrammed to activate an
additional alarm if the timer alarm fails to annunciate as required.

The safety significance of this event is considered minimal, since when the
sumps were pumped, the reactor coolant leakage rate was determined to be
2.02 GPM, which is less than the Technical Specification limit. The last
occurrence of this type was reported by LER 85-16 on Docket 50-237.
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During unit startup, the unit Operator did not perform the 0000 hour drywell
sump pumpdown until 0101, which is in excess of the 325 percent limit for
three successive intervals. Technical Specification section 4.6.D.1 requires
that the sumps be pumped every four hours and the leakage rate be computed. The
previous three pumpings were at 1200, 1600, and 2001.

At 0000 a computer alarm designed to remind the unit Operator to pump the sumps
did not annunciate due to software problems. The Operator later realized
that he had not pumped the sumps per Technical Specification requirements. At
0101 he immediately began the process. As a result of this occurrence the
software that controls the alarm has been reprogrammed such that if the timer
alarm fails to actuate, a different audio and visual alarm will inform the
Operator that the timer alarm did not annunciate, the sumps must be pumped, and
the timer must be reset. The back-up alarm is required only for those times
when the computer is down at the time when the timer alarm is supposed
to annunciate. The revised program has been extensively tested, and is
believed to have solved the problem of missed alarms.

The safety significance of this event is considered minimal, since when the
sumps were pumped, the reactor coolant leakage rate was determined to be
2.02 GPM, which is less than the Technical Specification limit of 25 GPM.
The last occurrence of this type was reported by LER 85-16 on Docket 50-237.
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Commonwealth Edison

C Dresden Nuclear Power Station,

Q R.R. #1.e
Morris, Illinois 60450
Telephone 815/942-2920

.

June 5, 1985

DJS Ltr #85-621

U.S. Nuclear Regulatory Commission
Document Control Desk
Washington, D.C. 20555

Licensee Event Report #85-025-0, Docket #050237 is being submitted as I

required by Technical Specification 6.6, NUREG 1022 and 10 CFR 50.73
(a)(2)(1)(B).
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D. Scott
Station Manager
Dresden Nuclear Power Station
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