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 August 15, 1972

J. G. Keppler, Chief
R actor Testing and Operations Branch
Directorate of Regulatory Operations, Headquarters

RO INQUIRY REPORT NO. 050-0133/72-07
PACIFIC GAS & ELECTRIC COMPANY (HUMBOLDT BAY)
LOSS OF ONE SOURCE OF OFFSITE POWER

The subject inquiry report is forwarded for information.

We consider the actions taken by thc licensee to be adequate, and

plan no further action by this office.
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RO:V:JLC G. S. Spencer, Chief, Reactor
Construction & Operations Branch

Enclosure:

RO Inquiry Rpt No 050-0133/72-07
by J. L. Crews

ded 8/15/72

ce w/encl:
RS, AD for Safety and Security Stds. (3)
L AD for Boil., Water Reactors (2)
L AD for Press, Water Reactors (2)
L AD for Operating Reactors (3)
L. AD for Site Safety (2)
RO Office of Operations Evaluation
RO AD for Procedures
RO AD for Inspection & Enforcement
RO Files
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August 15, 1972
RO Inquiry Report No. 050-0133/72-07

Subject: Pacific Gas & Electr‘c Company
Eureka, California
License No. DPR-7
Humboldt Bay Power Plant
LOSS OF OQFSITE ELECTRICAL POWER SOURCE
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Prepared by: AT Wl i R W 5,144'/;ﬂ?
J. L. Crews, Reactor Inspector / Date
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A, ate and Manner AEC was Informed

Mr. N. L. Scherrer, Senior Steam Generation Engineer, PG&E, notified
R. T. Dodds by telephone on August 11, 1972. Mr, Scherrer was contacted
by telephone by J., L. Crews on August 14, 1972,

B. Description of Event

A timber fire approximately 100 miles east of the Humboldt Bay site

caused the loss of the No. 1 Cottonwood 115 Kv power line at approximately
1545 hours on August 11, 1972,

A second source of offsite power, the No., 2 Cottonwood 115 Kv line, was
available during the period the No. 1 line was out of service. The Unit
No. 1 conventional plant was operating as an onsite power source, and

the enpine-pencrator was a second onsite source of available power during
the entire period.

C. Act.on by Licenses

The Unit No. ? conventional plant vas broupht into service as an additional

available source of onsite power at approximately 2200 hours on August
11, 1972,

The Cottonwood No. 1 lir> was repaired and returned to service at
approximately 1700 hours on August 13, 1972,

A telegraphic report of the occurrence was submitted to AEC on August
14, 1972, in accordance with technical specification VI.B.7.A.
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