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Public Service of Indiana Q1 1, .

ATTN Mr. 5. W. Shields %[ 2 pi
Senior Vice President :< :.Gi
Nuclear Division IQ sPost Office Box 190 * q m-

Bow Washington, IN 47162

Centlemen:

Thaak you for your interim report dated October 23, 1980, pursuant to
10 CFR 50.55(e) regarding the substitution of certain types of materials
for those allowed by the specification for Stainless Steel Liner Work.
We will review your final report on this matter upon receipt.

Your cooperation with us is appreciated.

Sincerely,

Caston Fiore111, Chief
Reactor Construction and

Engineering Support Branch

cc: Director, RCI/II
Director AEOD
Chief, OEB/MPA
IE Piles
Mr. C. N. Brown, Fredect

Director <-

C. Essenerer. CA

cc w/itr dtd 10/23/80:
Central Files
FDR
tocal FDR
ESIC
TIC
LaRoeuf. Lamb, Leiby 8 MacRae
lir. Desve Martin, Office of -

Attorney General THIS DOCUMENT CONTAINS
Mr. John R. hMaway, Staff

POOR QUAUTY PAGESDirector. Environment, Energy *

and Natural Resources Subcommittee
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S. W. Shields
Senior Vice President .

Nuclear Division October 23, 1980

.

Mr.' James G. Keppler, Directer Do'cket Nos.: STN 50-546
STN 50-547U. S. Nuclear Regulatory Commission

Region III Construction Permit Nos.:
~

799 Roosevelt Road CPPR - 170-
Glen Ellyn, Illinois 60137 CPPR - 171

Marble Hill Nuclear Generating Station - Units 1 and 2

Dear Mr. Keppler:

'

On September 23, 1980, Mr. T. D. Geib of Public Service Company of
Indiana, Inc., (PSI) notified your. office of a potenuially reportable
item as required by 10 CFR 50.55 (e) . Review of documentation packages ;

associated with specification Y-2766, Stainless Steel Liner Work,
revea.'ed the substitution of certain types of materials for those i

allowed by the specification. It was not apparent upon preliminary
investigation whether or not these material substitutions were allowed '

by previous review and approval of the architect-engineer or through
reference in the material standards specified in Y-2766. ,

PSI is presently conducting a more thorough investigation of this ;

matter through its architect-engineer and the contractor involved !
!with specification Y-2766. This investigation involves research through

correspondence over the past several years and possibly an evaluation
of the acceptability cf the materials substituted if such was not '

'

performed previously. This investigation will require more time to
complete. PSI anticipates the information necessary for a final *

report will be available on or before November 21, 1980. If you !

have any questions on this matwer, please feel free to contact me.

Sincerely,
.

i

.

S. W. Shields

TDG/cg

i
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. James.G. Keppler' -2 .
October 23, 1980-' Letter
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cc: Director,of. Inspection and Enforcement.' '

'

U. S.' Nuclear Regulatory Commission
Washington,'D..C. - 20555

.

.
'

. E.'R. Schweibinz, P. E.
J. J. Harrison
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