
Dave Morey Sruthern Nuclear
, ,Vice Pres,ident Operating Comp ny

farley Project P0. Box 1295.g
Birmingham. Alabama 35201

Tel 205.992.5131

kSOUTHERN h
July 25,1997 COARPANY

Energy to Serve Your World"

Docket Nos.: 50-348
50-364

U.S. Nuclear Regulatory Commission
ATTN: Document Control Desk
Washington, DC 20555

Joseph M. Farley Nuclear Plant
10 CFR Part 50.55a(a)(3) Proposed Alternative Request to IEEE 279-1971,

Section 4.7 3. " Control and Protection System Interaction-Single Random Failure"

Ladies and Gentlemen:
y

By letter dated April 29,1997, SNC requested that the NRC approve a " proposed alternative" per 10
CFR 50.55a(a)(3) to IEEE 279-1971, Section 4.7.3 for FNP Units I and 2 on an interim basis until
necessary protection / control system hardware changes can be implemented. In that letter, it was stated
that FNP plans to be in compliance prior to Mode 3 entry following the Unit i 15* refueling outage
(Fall 1998) and the Unit 212* refueling outage (Spring 1998). r

SNC has made the decision to replace the steam generators in both Unit I and Unit 2. As a result,
. complying with the previously stated dates for completing the modifications to the steam generators
would cause SNC to expend the funds for the modifications twice, once for the current steam
generators and once for the replacement steam generators. Therefore, it is requested that the approval
for the " proposed alternative" be extended to the steam generator replacement outages currently l

schAuled for the Unit i 16* refueling outage (Spring 2000) and the Unit 214* refueling outage ;

(Spring 2001).

Respectfully submitted,

f1 |}lr4 |

|

0\
Dave Morey

. -

WAS/ cit:sgmssrev. doc

I
cc: Mr. L. A. Reyes, Region II Administrator

'

Mr. J.1. Zimme: man, NRR Project Manager i

Mr. T. M. Ross, Plant Sr. Resident inspector
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