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.

The Cleveland F.h Ctric Illuminatina'
Company

ATTN: Mr. Alvin kaplan
Vice President
Nuclear Group

10 Center Road<

Perry, OH 44081

- Gentlemen:

This is to formally transmit to you a copy of Revision A of HRC Draft Inspection
Procedure 82412 "Emergency Response Facilities Evaluation," which will be
utilized by the team evaluating your emergency facilities during the week of
May 2-6, 1988. This docurrent was previously provided to Mr. D. Hulbert of
your emergency response organization.

It is important that the documentation referred to in Appendix 3 of the procedure
be readily available for r6 view by the toam so that they can complete their
evaluations within the allotted time. We will not be perfctming the portions
of the procedure related to meteorological information or dose assessment, so
those documents will not be required.

,

If you have any questicns concerning this letter, please contact Mr. J. Foster
of my staff at (312) 790-5655. -

:

! Sincerely,
!

.9fe', Ch e. ..

Emergency Preparedness and

j Radiological Protection Branch

Enclosure: As stated
,
,

See_ Attached Distribution
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-Distribution-

cc w/ enclosure:
F. R. Stead, Director, Perry'

. Plant Technical Departmentc
~M..D. Lyster, Gendral Manager,

;g Perry Plant.0perations Department-
'

Ms. E. M. Buzzelli.. Manager,-
Licensing and Compliance Section

DCD/DCB'(RIDS)
Licensing Fee Management Branch

,

Resident inspector, RIII
Harold W. Kohn, Ohio EPA
Terry J.~ Lodge, Esq.
James W. Hurris, State of Ohio ;

Robert M.' Quillin, Ohio
Department of Health

State of Ohio, Public
Utilities Comission

Murray R. Edelman

cc w/o encicsure:
D. Matthews/ NRR,EPB
W. Weaver, FEMA V
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INSPECTION PROCEDURE 82412

EMERGENCY RESPONSE FACILITIES EVALUATION
4 .

PROGRAM APPLICABII.ITY 2515

This inspection procedure is applic0ble to evaluation of emergency response
facilities requirtd for licensed nuclear power plants.

82412-01 INSPECTION OBJECTIVE
.

To determine if the Emergency Response Facilities (ERFs) at licensed nuclear

power plants meet the requirements of 10 CFR 50.47(b), Appendix E, Paragraph|

IV.E, 8 of 10 CFR Part 50 and the orders and license conditions issued to
implacent Supplement I to NltREG-0737 Requirementc: 6.1 b (2nd paragraph), 6.1

c, 6.1 d, 8.2.1 a , 8.2.1 f, 8.2.1 h , 8.4.1 a , 8.4. ' and 8.4.1 g.

82412-02 INSPECTION REQijlREMENTS

~ 02.01 General. Perfom an onsite inspection of the licensee's ERFs, including

( the data and infomation systems and equipment in the Technical Support Center

- (TSC) and the Emergency Operations Facility (EOF) to detemine if these
facilities provide adequate and reliable support to the principal emergency ,

,

managers during radiological accidents. This inspection shall be conducted
during the licensee's annual emergency preparedness exercise by a special team

|
I of NRC and contractor personnel.

02.02 Assessment of Radioactive Releases. Evaluate whether the ERFs are

adequately equipped to detemine the magnitude of and for continuously
assessing the impact of a release of radioactive materh1 to the environment.

02.03 Meteorology. Determine if the meteorological measurements provide a
reliable indication of.the meteorological variables ( wind direction, wind
speed and atmospheric stability) specified in RG 1.97 (Rov. 2) for site

|
1 Issue Date: 10/01/87
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meteorology. Evaluate whether the data system and any appropriate modeling

provide a reliable indication of these variables that are representa'.ive of
meteorological conditions in the vicinity (up to about 10 miles) of the plant
site. Detemine if infomation on meteorological conditions for the region in
which the site is located are available via communications with the National
Weather Service or equivalent meteorological service organization.

02.04 TSC Data Availability. Detannine if the RG 1.97 (Rev. 2 or 3) Type A,
,

B. C, D and E variables that are essentici for the TSC managers to perfonn
their functions are available in the ISC. Principally those data must be
available that would enable the TSC managers to evaluate incident sequence,
determine mitigating actions, evaluate damage, estimate actual and potential'

radioactive releases and deter'nine plant status as v.11 as the met.eorological

data and systems as described in 02.03 above.

02.05 ,TSC Functions. During periods of activation, determine if the TSC will
operate uninterrupted to. provide TSC and plant managers with the capability to

|
technically support p4nt operations personnel and relieve them of peripheral
duties and comunications not directly related to reactor systems manipulations.
Determine whether the TSC is equipped to provide the TSC managers with the

[~" capability to perform the EOF functions during Alert, Site Area Emergency and
General Emergency classifications until the EOF becomes functional.

02.06 TSC Habitability. Determine whether the TSC is equipped to assure that
'

| the radiation exposure to any person working in it would not exceed 5 rem
'

whole-body dose, or its equivalent to any part of the body, for the duration
of an accident.

| 02.07 TSC Data Systems. Determine whether the data systems in the TSC will

provide the TSC managers with reliable data collection, storage, analysis,
display and comunications sufficient to determine plant site and regional
status and forecast status to take appropriate actions. -

02.08 , EOF Functions. When the EOF is activated, determine if it is equipped
to provide the EOF managers with the capability for management of the overall

2 Issue Date: 10/01/87
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licensee emergency response, coordine. tion of radiological and environmental
assessments, development of reconmendations for public protective actions and
coordination of emergency response activities with Federal, State and local
agencies.

02.09 EOF Data Availability. Detennine if the primary indicators needed for
the EOF managers to monitor containment conditions and releases of radioactiv-
ity from the plant are available in the EOF. Acquisition, display and evalua-
tion of the radiological data, meteorological infomation (including the data
and systems described in 02.03 above) and containment condition parameters
must be adequate to evaluate the magnitude and effects of actual or potential
radioactive releases from the plant and to detemine projected dose onsite and
offsite. Detennine if these data are adequate for the EOF managers to make

proper protective action detenninations and reconsnendations.

02.10 EOF Locations And Habitability. Detennine if the EOF location and
habitability meet the requirements of Table 1 of Supplement 1 to NUREG-0737.

02.11 EOF Data Systems. Determine whether the data systems in the EOF will

provide the EOF managers with reliable data collection, storage, analysis,
display and comu^ications sufficient to determine plant site and regional~ - -

status and forecast status to take appropriate actions.~~

r

| 82412-03 INSPECTION GUIDANCE
| r.

| 03.01 Inspection procedure. The inspection shall be conducted at the
licensee's plant site after the final physical facilities, data acquisition
and other equipment systems, software programs, and procedures for the ERFs
have been developed and installed. The inspection procedures and techniques

to be used are as follows:

a. The inspection shall be conducted using a team consisting of the
following individuais:

3 Issue Date: 10/01/87
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1. Regional Team Leader

2. Reactor Systems Engineer

3. Meteorologist

4. Dose Assessment Specialist

5. Computer Systems Specialist (only when a computerized data
acquisitionisusedintheERFS).

b. The inspection shall be conducted during the licensee's annual exercise
using this procedure rather than Inspection Procedure 6?301. The usual
observation of the licensee's activities will not be perfonned under
this procedure. The NRC Regions may determine that the licensee's
exercise must be observed using Inspection Procedure 82301 if special
circumstances justify its observation (e.g., significant deficiencies or

| open items from previous exercise). In this case the ERF evaluation may
l be deferred until the next annual exercise or performed separately

during scheduled drills involving the ERFs. If the exercise is a full
participation exercise to be conducted in conjunction with offsite
authorities, the Federal Emergency Management Agency should be advised

that an NRC critique of its exercise observations will not be provided.
The exercise must.be scheduled to take place between Monday afternoon

[ and Wednesday evening to ensure that the inspection team has adequate
time to gain entrance to the site, observe the annual exercise and

H evaluate the capability of the licensee's ERFs to support the emergency
managers and prepare a sunnary of findings to be used by the Regional ,

team letder during his exit meeting with the licensee. It is

anticipated that this inspection can be conducted during a four day
peri 7d onsite.

I
During the inspection the team will evaluate the licensee's ERFs byc.

| observing the functioning of the ERFs during the exercise, by reviewing
ERF systems and by interviewing key personnel. The following areas will
be reviewed during the inspection; the hardware and software design of
the emergency data acquisition system, the models and techniques use to
detennine the source tenn, transport, and dispersion of radioactive

4 Issue Date: 10/01/87
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materials releases to the environment. The inspectors will also
interview the engineering and design personnel that developed the
systems, procedures and techniques. During the exercise the inspectors
will observe the capabilities of these facilities and their supporting
data and equipment systems to meet the needs of emergency managers. The
licensee should be requested to operate data acquisition systems, run

computer models, demonstrate software designs and operate emergency
ventilation and lighting equipment for the inspection team to verify
compliance with the requirements and comnitments for these systems,

d. A matrix recomending the inspection astignments of each team member is

provided'in Appendix 1 of this procedure. A blank assignment matrix is
also provided for use by the Regional team leader. Assignments for the

various team members provide specific areas to be inspected on an inde-

pendent basis. Although the procedure provides guidance for conducting
the evaluation, reasonable flexibility will be allowed each member to
account for the plant specific character of the ERF design. At the
discretion of the team leader, an indepth review greater than defined by
the scope of the guidance may be pursued for areas where weaknesses are

suspected. Each onsite inspection will be preceded by dedicated advanced
~~ preparation anc familiarization of site-specifics such as plant design

and layout, final ERF conceptual design, and emergency preparedness
appraisal findings. During this period a major portion of the review of5

the structures, equipment, models, hardware design, and emergency pro-
t

cedures for the ERFs should be performed.

Upon completion of the inspection of the final ERFs, a fonnat inspectione.
report will be written by the NRC Region. This report will be developed
from the individual written inputs from the team members assigned to the

I various areas to be evaluated. Discussions and coordination of the report

! findings may necessitate the team leader conferring with the team members.
The team members are responsible for providing a written evaluation and

findings for each inspection item assigned. It should be noted that
some of these items or inspection areas are assigned to more than one

1
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team member. However, the team member responsible for preparing the
evaluation is designated in the assignment matrix with the other team
members providing supporting inputs on an observed or requested basis
depending on the team leader's judgement and the needs of the team member
responsible for evaluating the item for the report. Should any support-

| ing or other team member observe any potential problem area (s) warrant-

( ing further evaluation by the team member responsible for preparing the
applicable portion of the report, the item should be discussed with the

|
responsible team member. Should team members responsible for preparing

! specific sections of the report find they may not be able to complete
all assigned sections, the team leader will be alerted.

| f. Team members will coordinate their activities to minimize the need for
i the licensee to operate or demonstrate the same equipment or process

more than once (e.g., demonstrations of data acquisition systems, and
dose assessment systems, and discussions of complex programs or

documents.) See item 03.01.d. above.

| g. The inspection findings shall specify if there is reasonable assurance

I that the licensee's ERFs, including the data and infonnation systems and
equipment provide adequate and reliable support to the principal:-- -

|
emergency managers during radiological accidents. Identified violations-

|_
of requirements must be related directly to Supplement 1 to NUREG-0737,
to the standards of 10 CFR 50.47(b) and 10 CFR Part 50, Appendix E, or

|
'

the ability to perfonn intended functions. Deviations must be
referenced to specific comitments by the licensee in the FSAR or other
documentation. Open items shall include incomplete systems or areas~

where the licensee agrees to make changes prior to the issuance of the
inspection report. Although the ERF Evaluation Report mcy recomend
improvements in the ERFs to enhance their operational capabilities, only
violations, deviations, and open items shall be included in the report
findings. Deviations, and open items will be handled in accordance with
regional policy and violations will be handled under nonnal inspection
and enforcement procedures.

6 Issue Date: 10/01/87
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h. The following schedule should be adhered to in initiating the ERF
Evaluation Inspection:

1. The team leader should provide the following to the licensee
approximately six weeks prior to the scheduled inspection:
(a) Appendix 2 of this procedure which provides a form to be

completed by the licensee that will provide the team with the
names, organization and telephone numbers of persons to be
contacted and reference documentation for each area to be
evaluated. The licensee should assure the availability of
these individuals during the last three days of the onsite
inspection in order for the team to complete its evaluation'

within the allotted inspection period.

(b) Appendix 3 of this procedure which provides a list of various
documents and other infonnation that are needed to conduct
the inspection and should be provided to the team when it
arrives onsite.

2. At least 15 working days prior to the projected onsite inspection,

[ the team leader will contact plant management and the Resident
Inspector to arrange for team access and workspace. This will be

- confirmed in writing by the Region, including detailing the
schedule for inspection activities, team composition (by name,

,,

affiliation and assignment) and other appropriate logistical
details. A form is provided in Appendix IC to assist in
transmitting the names and assignments of team members.

3. A meeting of the inspection team should be scheduled prior to the
inspection to familiarize them with the site specific conditions.
This meeting should be scheduled in the geographical location of
the plant site. The specific time and place of the meeting should
be set at the discretion of the team leader. The infonnation
covered during this meeting should include the following:

7 Issue Date: 10/01/87
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(a) discussion of the licensee's management and emergency
organization.

(b) coordination of the team inspection assignments including the
preparation of the written evaluations and findings for the
various portions of the inspection report.

(c) relationship of the emergency functions among the various
ERFs for the specific site.

(d) site specific aspects of the licensee's Emergency Plan and
EPIPs.

(e) time phasing of the accident scenario for the exercise.

\

(f) work space and arrangements provided for the team by the
licensee.

(g) review past or existing facility related problem areas.
- . .

4. A meeting between the team members and the personnel listed by the-

licensee in Appendix 2 should be scheduled at the earliest time
~

available after the team arrives onsite. This meeting will offer
- the team members an early oppcrtunity to meet their primary *

licensee contacts, schedule interviews and identify additional
personnel or resources needad for infonnauon.

|

1. Preparation of the Inspection Report

1

1. The inspection team will provide the Regional team leader with a
sumary of their findings before the exit meeting scheduled prior
to the team leaving the site. No later than ten working days after
leaving the site all team members will provide a final evaluation

8 Issue Date: 10/01/87
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and findings report to the Regional team leader and the NRC
Headquarters technical coordinator evaluating the areas assigned
and should include a list of licensee personnel with whom they had
contact by name and title. The findings must provide the facts to
justify any violation, deviation or open item. These reports shall
be used by the team leader to prepare the final ERF evaluation
report.

2. No later than ten working days after receiving the last report from
'

the individual team members, the Region will provide the final ERF
evaluation report to the Chief, Emergency Preparedness Branch,
Division of Radiological Protection and Emergency Preparedness,
Office of Nuclear Reactor Regulation (PEPB/NRR) for review and
concurrence. The Chief, PEPB/NRR will provide a concurrence by

|
telephone to the Region within five working days after receipt of
the ERF evaluation report.

t

| 3. No later than 30 working days after leaving the site or within 20
working days after receiving the last report from the team members,
the Region will provide the final ERF evaluation report to the

[ licensee signed by the appropriate Regional management and the team

leader. If the report contains identified violations or deviations
- that require the licensee to remove or rip out ERFs or equipment

that had been installed in good faith to meet previous guidance in,
.

I
order to meet the requirements of Supplement I to NUREG-0737, the
concurrence of the Director, Office of Nuclear Reactor Regulation
(NRR) will be obtained prior to the issuance of the report.

4. The inspection report will follow standards and guidelines given in
Manual Chapter No. 0610. "Inspection Reports - Fonnat and Content."
The report will clearly identify all violations, deviations, and
open items observed during the ERF evaluation in the findings.
These items and any other items which the licensee has agreed to
correct anytime prior to the issuance of the final ERF Evaluation

9 Issue Date: 10/01/87
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Report will be tracked for correction within a schedule to be
negotiated between the licensee or applicant, Regional management

.and the Project Manager, NRR. When corrections cannot be agreed
to, recommendations for possible further regulatory action will be
forwarded to the Director of the appropriate project division of
NRR. If the correction of any violation or deviation requires the
licensee to remove or rip out ERFs or equipment that were installed
in good faith to meet previous guidance in order to meet the require-
ments of Supplement I to NUREG-0737, the approval of any such orders
will be obtained from the Director, NRR.

5. The exercise report should be prepared and issued in accordance
with current inspection guidance and Regional policy.

03.02 Assessment of Radiological Releases. Evaluate whether the ERFs are

adequately equipped to determine the magnitude of and for continuously
assessing the impact of a release of radioactive material to the environment
using the guidance to determine adequacy in this area as presented below.
This guidance is applicable to both the TSC and EOF unless otherwise noted,

r-- a. Evaluate methods available for determining radioactive release rates

(source term) to the environment in an accident situation.-~

_

Review precalculated relationships of variables to accident1.
*

conditions. Typical relationships to review' include:

(a) Containment radiation exposure rates, coolant radioactivity
concentrations, and coolant chemistry to core conditions

.

(b) Hydrogen concentration in containment to containment and fuel
clad failure

.

(c) Area radiation monitor readings outside containment to
containment high radiation monitor readings

10 Issue Date: 10/01/87
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(d) Letdown line and main steam line process radiation monitor
readings to coolant radioactivity concentration

(e) Affect on stack monitor readings of gamma radiation shine
from containment.

2. Evaluate the variables available and the calculation methods used
to determine source terms for all potential release pathways (e.g.,
effluent monitors, containment monitors, containment leak rate,
fuel damage monitors, real time environmental monitoring, post-
accident sampling results, in-plant radiological monitoring). Eval-
uate methods for dealing with inoperable or offscale monitoring
instruments,

b. Determine whether the dose assessment method (s) used are adequate for

I calculating thyroid inhalation dose comitment and whole body dose for
applicable release pathways (both ground level and elevated releases) in

|

| the plume exposure pathway.

- 1. Evaluate the capability of the primary dose assessment model to make
timely dose projections for variable release durations, variable--

distances in the plume EPZ, variable meteorological conditions, and
for variable and/or multiple source term (s).

g

*

2. Review the dose assessment model(s) capability for calculating'

current dose rates, integrated doses, and projected doses for
periods up to 24 hours for specific points in the plume EPZ.'

3. Evaluate the adequacy of source term information entered into the

model.

.

11 Issue Date: 10/01/87
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(a) Detennine the adequacy of any default isotopic mixes used in
the model (e.g., consideration of isotopic mix changes based
on the time after shutdown, appropriate use of dose
equivalentvalues).

(b) If individual radionuclide concentrations (e.g., from
effluent grab sample results or post-accident sampling
results) can be input into the model, evaluate the adequacy
of the radionuclides which the model will accept.

4. Evaluate the capability for entering meteorological and source tenn
data into the model.

(a) Detennine the adequacy of the primary method for obtaining
meteorological and source tenn data to input into the dose!

model in the ERFs.

|
(b) Assure that a backup capability exists for obtaining source

term and meteorological data if this data is automatically--

entered into the model.
~;. ..

5. Detennine whether the sensitivity and uncertainty inherent in dose

r assessment have been established and factored into the dose
projections. ,.

6. Review the systematic validation and verification analysis
perfonned by the licensee or a contractor on the dose assessment

model.

(a) Review any comparisons the licensee has made with other

documented dose assessment models.
,

|

|

| 12 Issue Date: 10/01/87
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(b) If comparisons to other models are not available, compare the
licensee's model to the extent practical to a straight line
Gaussian plume projection model.

(c) Determine the adequacy of whole body and thyroid dose

conversion factors used in the licensee's model.

7. Review how field monitoring data is used to correct or modify the
dose projections (e.g., the use of the dose assessment model to
backcalculate from field readings to release rate, how differences
are interpreted if field readings and model estimates are not the

same).

8. Detemine the adequacy of the backup dose calculation method which
would be used if the primary method where unavailable in the TSC or

EOF.

9. If dose projections are used in decisionmaking (e.g., EAL
determination), evaluate the adequacy of the rapid dose projection
capability on-shift, in either the. Control Room or the TSC.

r_ . .

D3.03 Meteorological Infomation. The inspection shall detemine if the~

meteorological information available in the Control Room, TSC and EOF is-

adequate for continuously assessing the impact of the release of radioactive ,
,

material to the environment. In making this detemination, the inspector

shall:

Detemine if recorded indications of wind direction, wind speed, anda.
atmospheric stability are provided in the Control Room.

b. Determine if the indications of wind direction, wind speed and
atmospheric stability provided in the ERFs are representatite of the
meteorological conditions in the vicinity of the plant site. In making

this determination, consider factors such as: the exposure of the

13 Issue Date: 10/01/87
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sensors, their location relative to topographic features, r.nd their
location relative to potential release points (e.g., ground-level or

elevated). If the site-specific indications of wind direction, wind
speed, and atmospheric stability provided are not representative of .the
conditions in the vicinity of the plant site, detemine if other
reliable meteorological infomation is provided that is representative
of conditions in the vicinity of the plant site.

c. Detemine if the meteorological system provides reliable indications of
wind direction, wind speed and atmospheric stability. The following
steps should be followed in establishing reliability:

1. Evaluate historical records of the availability of wind direction,
wind speed, and atmospheric stability infomation (e.g.,
approximately 0.90 availability).

2. Determine if the instrumentation used to make the wind direction,
wind speed, and atmospheric stability measurements meet the

specifications set forth in RG 1.97.

| 3. Determine if instrument inspection, maintenance, and calibration"~

~

procedures exist and are adequate.
-

4.. Detemine if the meteorological instrumentation has been designed
to facilitate the recognition, location, and repair, replacement or
adjustment of malfunctioning modules.

5. Detemine if the instruments and their signal processing modules
are in administratively controlled areas.

6. Other factors that have a bearing on the reliability of the
indications provided should be considered (e.g., redundant sensors,
backup systems and data from other locations).

14 Issue Date: 10/01/87

|



.

..
DRAFT

REVISION A
..

,

d. Detennine what other site-specific meteorological ufoma*. ion is
provided that might be used in assessing the impacts of the release of
radioactive material (e.g., wind direction variability, precipitation,
solar radiation, humidity),

e. Detennine if a method of voice coninunications has been established with
the National Weather Service (or equivalent meteorological service) to
obtain infonnation on regional meteorological conditions and forecast
capability.

f. Detennine if adequate facilities exist in the ERFs for the acquisition,
display, and evaluation of meteorological data for detennining
protective measures.

g. Detennine if the ERFs have the capability to store, analyze, display
sufficient meteorological infonnation to detennine changes in status,I

f forecast status, and take appropriate actions. In detennining if
sufficient meteorological infonnation is available, the data requirements
of all ERF functions should be considered. For example, data on

meteorological variables, such as precipitation, that might affect

[~ protective action recomendations should be available, as well as all
data needed by the dose assessment model. In addition, there should be

|- provision for obtaining meteorological data for use in dose assessment
in the event that the data are unavailable from the primary data

,
,

sources. The alternate sources of infonnation may include backup

|
meteorological systems and default values. If default values are

( provided, the basis of the values should be detennined.

|

h. Determine if the methods of collecting, storing, analyzing, displaying
and comunicating meteorological infonnation in the ERFs are reliable.

03.04 TSC Variable Availability. ThevariablesavailableintheTSC(by
computer system display, status board or other means) are to *>e reviewed to

i
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detemine their adequacy for allowing the TSC managers to perfom their
function. The inspection procedures and techniques to be used are as follows:

Obtain copies of documentation submitted by the licensee to NRCa.
concerning comitments and progress on meeting the requirements of
RG 1.97 (e.g., FSAR comitments and Safety Analysis Reports),

b. Determine which of the RG 1.97 variables are available in the TSC.
After determining which RG 1.97 variables are available and which are
missing, detemine if the TSC variable set provided is sufficient to
allow the TSC managers to perfom their designated functions. The
variables provided should be sufficient to allow detemination of the
following plant and environmental status:

.

! 1. The continuous removal of heat from the core and associated cooling

systems (e.g., RHR, component cooling water, emergency service
water and auxiliary feedwater system status).

2. The threat to or actual degradation of the fuel and fuel cladding
(e.g., as indicated by subcooling margin, radioactivity in reactor
coolant and core exit themocouple data).

- 3. The integrity of the reactor coolant system (e.g., as indicated by
pressurizer level, reactor vessel level, relief valve position and

'

|
PWR steamline radioactivity).

|

4. The integrity of the containment structure (e.g., as indicated by
isolation valve status or by threats to containment such as
increased hydrogen concentrations, temperature and pressure).

5. The status and integrity of the liquid, solid and gaseous rad waste
'

systems (e.g., radiation monitors and alarms associated with waste
gas holdup tanks, liquid effluent lines, etc.).

16 Issue Date: 10/01/87
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6. Indications of damage resulting from a fueling or fuel pool
accident (e.g., alarms and monitors associated with fuel pool water
level, and fuel handling area radiation levels).

P

c. If a computer based data acquisition system is used to transmit and
display vcriables in the TSC, a complete computer point list should be
obtained from the licensee and used to verify the availability of
RG 1.97 variables.

d. If telephones (or radios) and status boards are used as the primary
means of obtaining any RG 1.97 variables, the adequacy of the status
boards as well as the qualification, numbers and assignment of
comunicators., and quality of the comunication link to the Control Room
must be verified. Where a video data transmission system is used, the

,

system captbility to accurately obtain Control Room RG 1.97 instrument
data must be verified,

t

e. The data detemined to be available in item b above, is reviewed for its
adequacy to evaluate the existing and projected status of the core,

! coolant system and containment to support adequate determination of

f[~ proper protective action recomendations (e.g., as in NUREG-0654,
Appendix 1, General Emergency example initiating condition No. 4).

_

03.05 TSC Functional Capabilities. Detemine if during periods of activatio,n
,

the TSC will operate uninterrupted and whether the TSC is equipped to provide
the TSC managers with the capability to perfom EOF functions until the EOF

becomes functional. In order to make this detemination the inspector should

evaluate the following areas:

a. Determine whether the power supplies will assure that the TSC will
function without interruption during an emergency (i.e., nomal power,
UPS systems, emergency diesel, emergency battery supplies, ind alternate
sources of offsite power). Individual systems and components for which

reliable power is important include telephones, radios, data acquisition

17 Issue Date: 10/01/87
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systems, data display systems, computerized dose assessment systems,
facility lighting, ventilation systems, microfiech card readers, and
radiation monitoring systems.

b. Determine if data analysis is adequate to support the TSC functions by
evaluating the following areas:

1. Determine whether current system status is available (e.g., valve
position,equipmentoperation,pumpstatus).

2. Determine whether data analysis will facilitate detennination of
reactor status past, present, and future. For example, evaluate

trending capability to determine if trends of the following
parameters are maintained versus time: containment pressure,
containment temperature, containment radiation exposure rates,
containment hydrogen concentrations, primary coolant temperature,
offgas radioactivity, primary coolant pressure, primary coolant

'

inventory, power level, plant radiation exposure rates and
concentrations, and makeup water inventory.

=-- 3. Determine whether precalculated relationships of variables to
accidentconditionshavebeenestablished(e.g., Containment-

radiation levels vs fuel damage, containment pressure to
(

containmentfailure).
C

*

j 4. Determine whether Vata analysis is performed in a manner easily
related to EAL criteria (i.e., data displays should contain the
parameters and relationships required to allow a clear association
with EAL criteria).

03.06 TSC Habitability. Evaluate the habitability of the TSC to detennine if

the radiological protection provided is adequate to ensure that any person
working in the TSC would not receive a radiation exposure in excess of 5 rem
whole body or its equivalent (e.g., 25 rem to the thyroid) for the duration of

18 Issue Date: 10/01/87
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an accident. Severe accident conditions where the control room would not be
habitable, should not be used to evaluate TSC habitability (see GDC 19). The
evaluation should include the TSC gama radiation shielding and the emergency
ventilation system (i.e., ventilation filtration, positive pressure isolation,
acceptance / surveillance / maintenance records). In addition the bases for
detennining the adequacy of TSC habitability should also be examined (i.e.,
designbasis,documentationofcalculationsandmeasurements).

03.07 TSC Data Collection. Storage, Analysis and Display. Careful reviews of
licensee documentation and corresponding system hardware are required to estab-
lish whether TSC data systems will provide the TSC managers with reliable data
collection, storage, display and comunications such that correct plant site
and regional status can be determined in time to take appropriate actions.

a. The inspector should perfonn a review of the TSC systems:

1. Methods fe,r data collection will need to be established. Data
acquisition may be done using, digital / analog instrumentation,
voice comunication, etc. Once it is established how data are
gathered, evaluate if the methods used will provide timely plant

___

status infonnation.._.

- 2. Identify and characterize the use of data displays in the TSC.
Typical displays would include: analog and digital meters; ,

. .

catahode ray tubes (crt's); hard copy devices; chart recorders;
status boards; and other manual displays. After identifying
display devices detennine: 1) if displayed data are appropriately
labeled, legible, updated in a timely manner, and properly
organized; 2) if TSC displays are adequate in number, easily
updated, and facilitate user access; 3) if trending displays
supporttheintendedfunctionsoftheTSC;and4)ifuser
documentation is readily available to explain the use of displays.

19 Issue Date: 10/01/87
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3. Ascertain the time resolution of the data to detennine if plant
parameter changes can be detected and reported without the loss of
significant information (e.g., pressure spike in containment due to
a hydrogen burn).

4. Review signal isolation effects of installed systems.
Specifically, review the system interface design and any system
isolation verification / validation documentation to assure that
significant signal degradation of installed systems is not
occurring and that interference, degradation or damage to any
element of the safety system is prevented (see GDC 24).

5. Established whether: 1) the data comunications capacity of the
data acquisition system (s) is sufficient to access all data to be
transmitted to the TSC; 2) the time resolution for data
transmission of each of the variables is adequate to assure that no
significant data are lost; 3) the data transmidon is accurate;
and 4) the means of transmission are technically adequate.

6. Determine if the processing system capacity of the central
processor is adequate to support data acquisition analysis,

_.

display, and storage requirements for the TSC. Other computaticnal
- requirements will need to be identified along with total projected

processor resources utilized at peak loads to identify probable i
.

system degradation during an accident situation. If the central
processor is using multitasking, it will need to be established
whether essential TSC tasks would be degraded by concurrent tasks

supporting other non-TSC functions

7. Data storage capacity will require review. This will include: 1)

detennining if data storage is adequate to support necessary data
'

handling such as trending and analytical requirements; and 2)
determining if data storage is adequate to allow analytical review
of the plant response to transients for TSC management.
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8. Model and system reliability and validity will need to be reviewed
to find out .iow the verification was done and whether the
verification was an independent effort.

9. The reliability of computer systems supporting TSC functions should
be established by reviewing unavailability records,
maintenance logs, vendor technical specifications, similar system
comparison, or end-to-end tests. The syste.m should exceed an
overall availability of 0.95 to be considered reliable.

.

10. Manual systems need to be identified and reviewed to assure that
any data gathered, processed, or displayed in the TSC are reliable.
Checks to suppo'rt this review may include: independent sources of

information; crosschecks; confimation between source and
destination; and use of fomal procedures or checklists.

11. Specifications of environmental control systems (i.e., air
conditioning and humidity control systems) need to be reviewed to

| determine if they meet the requirements of vendor supplied

{ computers and peripherals used in the TSC.

| -..
|~~ b. As a part of evaluating the information management and data acquisition

l_ system for the TSC and the EOF, the availability of the report on the
implementation of RG 1.97 should be detemined. This report is required
for each site by Supplement 1 of MUREG-0737 and must be submitted by th*e

"

licensee describing how the requirements are to be met. Deviations from
the guidance are explicitly shown and a supporting justification or
alternatives are presented in this report. The NRC H'eadquarters
Technical Coordinator will detemine the availability of this report or

| any other SER or NRC evaluations of the licensee's submittal. Copies

! will be provided to the individuals perfoming reactor operations,
I dose assessment, meteorology evaluations, and regional team leader to

assist them in evaluating the adequacy of the TSC and EOF database.

!
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In addition, if the licensee states that the Safety Parameter Display
System (SPDS) is a part of the emergency data acquisition system for the
TSC and/or,the EOF, an evaluation will be performed of the SPDS as a

part of this ERF inspection. This SPDS evaluation will be perfomed
only for its adequacy as a part of the emergency data acquisition system
for the use of TSC and/or the EOF and not as an operator aid in the
Control Room. The adequacy of the SPDS as a part of the emergency data
acquisition system will have no bearing on its acceptability as an oper-
ator aid (reference Supplement 1 to NUREG-0737, item 4).

03.08 EOF Location and Habitability. Determine if tha EOF location and
habitability meet the requirements of Table 1 of Supplement 1 to NUREG-0737.
To make this determination the inspector should evaluate the following areas:

a. Determine if the EOF is located as described in Table 1 in 3upplement 1

to NUREG-0737.

b. Identify which option as specified in the Supplement was chosen and
detemine if the EOF meets all the criteria for that option.

[ c. If the EOF is located within the 10 mile EPZ detemine if the
appropriate habitability requirements have been met. Evaluate the gama

- protection factor (PF) for areas used for connunications, dose
assessment, and decisionmaking to ensure that it is at least a PF of

,
,

5 for 0.7 MeV gama. The ventilation system HEPA filtration, facility
isolation and the acceptance / surveillance / maintenance records should

also be evaluated.

OLO9 EOF Functional Capabilities. Detemine if the EOF is equipped to pro-'

vide the EDF managers with the capability for management of the overall licen-
see emergency response, coordination of radiological and environmental assess-
ments, development of protective action reconnendations and coordination of

22 Issue Date: 10/01/87.
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emergency response activities with Federal, State, and local agencies. In

order to make this determination the inspector should evaluate the following
areas:

a. Determine if data analysis is adequate to support the EOF functions by
evaluating the following areas:

1. Determine whether data analysis will facilitate determination of
reactor status past, present, and future. For example, evaluate

,

trending capability to detemine if trends of the following
parameters are maintained versus time: containment pressure,

containment radiation exposure rates, containment temperature,
containment hydrogen concentrations, offgas radioactivity, and
plant radiation exposure rates.,

'

2. Detemine whether precalculated relationships of variables to
accident conditions have been established (e.g., containment
radiation levels vs fuel damage, containment pressure vs

! containmentleakage).
i

|

3. Detemine whether data analysis is perfonned in a manner easily

I related to EAL criteria (i.e., data displays should contain the
I- paraneters and relationships required to allow a clear association

with classification and protective action decisionmaking criteria),.
,

4. Detemine if parameters are displayed in a manner that makes it
easy to detemine deviations in parameters from normal (e.g.,

| superimposed curves, nonnal ranges also displayed, displayed in

i percent of normal),

b. If a backup EOF is provided detemine if it is adequate to accept the
transfer of the dose assessment, coninunications, and decisionmaking

| functions of the EOF if the primary F0F must be evacutted (e.g.,
conrnunications capability, data availability).

|

.
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c. If the licensee has a primary EOF within 10 miles of the plant site and ;

a backup EOF outside of the 10 mile radius, a degree of reliability is !

provided by the redundant locations. EOF power supplies need only be

evaluated if one of the following two situations is encountered: 1)

there is a single EOF outside the 10 mile plant radius or 2) the primary
and backup EOFs are on a common power grid which has a high probability
of causing a power failure affecting both EOFs. If either situation
exists, detennine whether the power supplies will assure that the EOF
will function reliability during an emergency using the same procedure
described in item 03.05a. for the TSC.

03.10 EOF Variable Availability. The variables available in the EOF (by
computer system display, status board or other means) are to be reviewed to
determine their adequacy for allowing EOF managers to perfonn their function.
In contrast to the more all inclusive set of variables expected to be
available in the TSC, the set of variables required in the EOF are limited to
those necessary to monitor actual or potential containment conditions and
releases of radioactivity from the plant. The inspection procedures and
techniques to be used are as follows:

f 7- a. Obtain copies of documentation submitted by the iicensee the NRC
concerning connitments and progress on meeting the requirements of-

RG 1.97 (e.g., FSAR commitments,.

b. Determine which of the RG 1.97 variables are available in the EOF and '
~

which are missing. Detennine if the EOF variable set provided is
sufficient to allow the EOF managers to perfonn their dasignated
functions. The variables provided should be sufficient to allow
detennination of the following containment, radiological and

environmental status:

I .

I
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1. The integrity of the containment structure (e.g., as indicated by
isolation valve status or by threats to containment such as
increased hydrogen concentrations, temperature and pressure).,

2. The release of radioactivity from the plant (e.g., as indicated by
i process radiation monitors on release points, building area and

containment radiation monitors, and ventilation system flowrates).

3. Meteorological variables. (Note: meteorological variables are
covered in Section 03.03 of this procedure),

c. If a computer based data acquisition system is used to transmit and
display variables in the EOF, a complete computer point list should be
obtained from the licensee and used to verify the availability of RG
1.97 variables.

|

| d. If telephones (or radios) and status boards are used as the primary
means of obtaining any RG 1.97 variables, the adequacy of the status
boards as well as the qualification, numbers and assignment of

__,
comunicators, and quality of the communication link to the EOF must be
verified. Where a video data transmission system is used, the system_.

capability to accurately obtain Control Room RG 1.97 instrument data
-

must be verified.
s.

e. The data detennined to be available in item b above is reviewed for its
adequacy to evaluate the existing and projected status of the
containment and the actual or potential releases of radioactive material
from the plant.

|

03.11 EOF Data Collection, Storage, Analysis and Display. In-depth reviews
of licensee documentation and corresponding system hardware are required to

,

establish whether data systems supporting the EOF will provide the EOF
managers with reliable data collection, storage, display and comunications
such that correct plant site and regional status can be detennined in time to

|

!
|
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take appropriate actions. The review methods described in Section 03.07 for
the TSC data acquisition system should be repeated in the evaluation of the
EOF data acquisition system. The EOF evaluation should be considered from the
perspective of the needs of the EOF managers. The necessity to complete a
reparate review or to repeat all the steps in the evalaution is dependent on
whether these data syste.ns use the same acquisition hardware, finnware and
software as well as whether they use a comon data base.

82412-04 - INSPECTION RESOURCES

04.01 The estimated resources need to complete a typical ERF evaluation at a

nuclear power plant site are:

a. The estimated manhours for each specialist team member:

1. Preparation time for the inspection = 16
2, Travel time to and from the site = 16

3. Conducting the inspection onsite = 32

4. Writing a report of results and = 40

i findings

[~' S. Total 104 Manhours

1
- b. The estimated manhours for the Regional team leader:

:.

1. Preparation time for the inspection = 20
82. Travel time to and from the site =

3. Conducting the inspection onsite = 32

| 4. Writing and staffing the inspection = 48
| report

5. Total 108 Manhours

| The total estimated resources needed for an ERF evaluation are (104c.

| x 4 + 108 = 524) 524 Manhours.
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APPENDIX 1A

RECOMMENDED IN3PECTION ASSIGNMENT MATRIX

Inspection Items Technical Area Assigned

6

%m

E Eb
*|* se

h N 4E. m

5 u --

h 2 2 3 g

k 3! 8
a a m --

03.02 Assessment of Radiological
Releases

(a) Source Tenn X e
~ ~ ~ ~

(b) Dose Assessment e X X

03.03 Meteorological Tnfonnation

(a) _ C' trol Room Information e

(b i - Representive Data e

Lc j Data Rel1 ability e

(d;l Other DGtafvailability e

Le;l NW5 Data Availability e

(f) Data Adequacy e' ~ ~

~ Lg) Data storage, Dis' play,
Analysis e X-

(h) Data Handling Reliability e X

03.04 T5C Variable Availability ..

(a) Documentation for Reg Guide 1.97
Variables e

"
~

(b) Reg Gu;de 1.97 Variable
Availability & Sufficiency e X X

_7 c ) Computer Data e X
~ ~

~~~* (di Manual Data e

fe) Data adequacy e X

,0_3.05 YSCFunctional'Capabili{e[,
~

(a) TSC "ower Supplies ,e
(b) T5C Data Analysis |e X

* - Responsible for write-up of item
X - Should provide input for item
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Inspection Items Technical Area Assigned
4

:

6

4.,

| Eb
"| t IE

h E h
y "e -|

m
2 *

3 u[ g,
a a a n

03.06 TSC Habitabilit:r e - x

03.07 T5C Data Collec';1on

Storage, Analyses and ,

|Display

(a) Review TSC S:rstems X e
:(b) Data Acquis1<;1on Systems X X X e

;

03.05 EDF Variable Availability

(a) Documentation for Reg Guide 1.97"
'

Variables e

(b) Reg. Sulde 1.97 Variable
Availability and sufficiency e X X

(c) Computer Data e X
"~ (d) Manual Data e

(e) Data Adequacy e X-

03.09 EOF Location and Habitability

(a) location e
e(b) Meets Criteria of Supp.1 ,

.

(c) Habitability e K
'

D3.10 EOF Functional Capabilities
|

(a) Data Analysis Adequecy e X

(b) Backup EOF K K K e
eI (c) EOF Reliabili g ,

03.11 EOF Data Collection, X e

Storage, Analysis and
; Display

e - Responsible for write-up of item' .

X - Should provide input for item

1

i

!
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| RECOPNENDED INSPECTION ASSIGNMENT MATRIX -

Inspection Items Technical Area Assigned

> g.

%a

| 'E8 "D

|e t * *:: 5: e

5
( , a y

.-|g < ~

u s & f g
| a a a m ..
L
l 03.0Z Assessment of Radiological

Releases

(a) Sourca Ter1 '~

(b) Dose Assessment
03.03 'wteorological Infonnation

(a) Ccatrol Room Infonnation
(b) Represent 1ve Data ,

(c) Data Reliability
(d) Other Data Availability __- _ . .
fe) NW5 Data Availability
1,f) Data Adequacy

(g) Data Storage, Display,
Analysis-

(n) Data Handling Reliability
~ 803.04 T5G Variable Availability-

(a) Documentation for Reg Guide 1.97 ,

Variables
(b) Reg Guide 1.97 Variable

Availability & Sufficiency
|

j (c) Computer Data

| (d? Manual Data
' (ej Data Adequacy

03.05 T5G Functional Capab111tes
..

(a) TSC Power Supplies -

,

(b) T5G Data Analysisi

l 03.05 T5G Habitability
d

|
|
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Inspection Items Technical Area Assigned

|

6

j| a
8 g .s-

| s~

i c e s e
c 5 j E 'E

8S * *

W R $ k Tn
a 2 E &v

,

! 03.07 TSC Data Collection
Storage, Analyses and
Display

I (a) Review TSC Systems
(b) Data Acquisition systems

03.08 EOF Variable Availability

(a) Documentation for Reg Guide 1.97
I Variables

(h) Reg. Guide 1.97 Variable
Availability and Sufficiency

| (c) Computer Data

(d) Manual Data
(e) Data Adequacy-.

[ U.'09 EOF Location and Habitability

(al Location
- (bJ Meets Criteria of Supp.1

(c ) Habitability
*03.10 EOF Functional Capabilities-

(a) Data Analysis Adequacy
_

(b) Backup EOF
(c) EOF Reliability

03.11 EOF Data Collection, i
Storage, Analysis and
Display

.

T
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Team Assignments -

Team Member ERF Assignment * Exercise Assignment

.

.

.

.

:

|
|

|
. . . . . .

,

8.

I
I

.
P

,

| -

Specific appraisal assignments are as specified in Appendix 1A.*
,
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-

Inspection items Licensoe Contest _Parsomwl Re ference/Coments

itse Orcani zation Individuat(s) Phone No.

D3.02 Assessment of Radiolocical
Releases

(a) Source form
(b) Dose Assessment

03.03 Meteorological information

(a) Control Room Information
(b) Representive Data
(c) Data Rollability

(d) Other Data Availability
(e) NWS Data Availability
(f) Data Adequacy
(g) Data Storage, Display,

Analysis
(h) EDF Data Handling Reltobility

03.04 TSC Veetable Availability

(a) Documentattom for Reg Culde 1.97
Variables

(b) Reg Guide 1.97 Vari: ele
Availability and Sufficiency

(c) Computer Data
(d) Manual Data
(e) Data Adequacy

%. ,

03.05 TSC Funettenal Capablittles
_

(a) TSC Power Suppites
(b) TSC Data Analysis

-

03.06 TSC Habttablitty
r

.

03.07 TSC Data Collection Storace.
Analyses and Display

(a) Review TSC Systems
(b) Data Acquisition Systems

03.08 EOF Vertable Availability

(a) Documentation for Reg Cuf de 1.97
Vert abl es

(b) Reg. Guide 1.97 Vari:M w
Availability and Suf ficioney

.
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Inspection items Lfconsee Contact Personnel Reference /Co w nts

item Oreantastion Individual (s) Phone No.

(c) Computer Data
(d) Manual Data
(e) Data Adequacy

03.09 EOF Location and Habitability

(a) Location
(b) Neeta Cr{teria of Supp.1
(c) Habitability

.

E0F F Met {onal Capabilities03.10 U

(a) Data Anaysis Adequacy
(b) Backup EOF
(c) EOF Reliabilf t'y

03.11 E0F Data Collection. Storace.
Analysis and Ofsplay
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APPENDIX 3

Documentation needed to conduct the ERF appraisal. -

Documentation for all team members:

Emergency Plan*

e EPIPs
e FSAR

Description and location of alternate ERFse
Plant Systems Description Manuals*
Listing of types and quantities of equipment maintained in ERFse

protective clothing-

dosimeters-

survey instruments-

SCBAs-

procedures-

reference material
-

-

Dose Assessment Documentation:

Implementing procedures for both computerized and manual dose assessment.e
,

User's guide for computerized dose assessment model.*

Technical basis document for dose assessment moG1.*

Documentation of any comparative studies done between the licensee's*

model and the state model(s).j
::.. Documentation of any verification studies done on the licensee's DA*y

|
program.

L Maps of the area (10 and 50 mi radius).e

*
Computer Systems Documentation:-

Computer configuration specification for Emergency Data Acquisition*
System, Plant Computer, and SPDS

Descriptionofdatasystemoperation(i.e.,"user'sguides")*

Records of system availabilitye

Documentation of computer code verification*
..

Examples of hard copy output for routine reports and graphical displays| *

Block diagram of comput?r systems showing interfaces.*

|
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Reactor Operations Documentation:

Electrical one line diagrams from off-site to the TSC, normal power,*
energency power, lighting, phones, comunication systems, station PBX,
micro-wave, plant process computer, data acquisition systems. Same for
EOF if near-site; if far-site, power feeds to the building.

EP'lPs covering classification, core-damage assessment TSC Manager*
responsibility and EOF Manager responsibilities,

Integrated, living schedule for all ERF related items, R.G.1.97 itemse

e R. G. 1.97 submittal, EG&G review, final SER

SAR by licensee on its Data Acquisition System and SPDSe

Plant Infonnation Manual on Plant Process Computer, SPDS, Radiation*

Monitoring System Electrical Distribution-

Inventory of TSC and EOF documents and references.e

Meteorological Documentation:
!

A block diagram of the meteorological system showing the path data takes*

i from sensor to storage and display, identifying the main components in
the system e.g., sensors, sige.31 conditioning, data acquisition systems,

j data processing, data storage, and data displays and their locations.
t

Technical specifications for system sensors and other system components,'

! *
and a list of their special features, such as heaters for wind= , .

instruments.
i

A detailed description of the tower and sensor mounts, and a plan-view| *

F drawing, preferably to scale'.

Description of power sources for the sensors, signal conditioning, data :*-

acquisition systems and recorders including power conditioning, lightning
protection and backup sources of power.

Environmental controls for areas in which signal conditioning, data| *

i acquisition systons, recorders and other critical system components are
located.

All written procedures for meteorological system operations, maintenance*
and calibration.|

! ..

Documentation on meteorological data availability.| * .

A copy of the most recent joint frequency distribution of wind direction,*
wind speed and atmospheric stability. .
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A list of the locations where onsite meteorological data would be*
available during an emergency.

* A list of sources of regional meteorological data and forecasts. noting
formal agreements and contracts.

Written procedures related to dose assessment and activation of the ERFs.*

A generic description of the methods used to evaluate transport,*
diffusion, deposition and other atmospheric processes in all ERFs.

Listings of computer codes used in dose assessment.e

Supporting documentation for atmospheric models including those in thee -

dose assessment codes, e.g., theoretical bases, code verifications,
user's guides.

Maps of the area (10 and 50 mi radiur).e

Source Tenn Documentation:

One line drawings of plant's ventilation system showing the following:*

- vent flow rates
- points monitored and descript'in of monitors
- fan and damper line-ups for nonnal and accident modes

Any studies / evaluation made of potential unmonitored release paths.*

Effluent monitor calibration procedures and calibration data.*
.

Description of methods used to verify manufacturers primary calibration.=-

Core damage estimate procedures.*
,

Description of plant radiation monitoring systems (process monitors,-

e
ARMS,andCAMs). One line drawing for these systems and a list of ,

,

monitors powered from vital power.

Description of the plants post accident monitoring system and its*

capabilities.

Listing of and rationt.1 for nuclide library used by dose assessment*

procedures or computer programs.

A description of the basic source tenn assumptions used for accident*

scenarios treated by manus 1 and computerized dose assessment methods, and
the rationale behind each. ,
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