
'
.

3 Ente gy Oper tirns,Inc..

Killona, LA 70066-0751
Tel 504 464 3120

*.

''

T.R. "Ted" Leonard

a?O ?a$
Waterford 3

W3F1-97-0199
A4.05
PR

! July 18,1997

U.S. Nuclear Reguiatory Commission
; Attn: Document Control Desk
: Washington, D.C. 20555
^

Subject: Waterford 3 SES
'

Docket No. 50-382
License No. NPF-38
Reporting of Licensee Event Report

,

Gentlemen:'

j
Attached is Licensee Event Report (LER) Number 97-011-01 for Waterford Steam
Electric Station Unit 3. The LER revises our previous submira regarding the water
level maintained in the Containment Spray Risers, which may aave been less than
required by the Technical Specifications. This condition has been reclassified as g
reportable pursuant to 10 CFR 50.73(a)(2)(i)(B).

LER-97-011-00 identified that while investigating this event for past operability,
Waterford 3 Design Engineering re-ran the design basis containment maximum
pressure and temperature analysis. The re-run identified that assuming two
Containment Fan Coolers (CFC) and a CS riser level of 140 feet MSL, a peak
containment pressure of 44.05 psig would result. A subsequent 10CFR50.72
notification was made to report this determination as a condition that alone could have
prevented th fulfillment of a safety function.

Waterford 3 has since performed calculation EC-S97-011, "W3 Containment P&T
Response Following Design Basis LOCA & MSLB". This calculation has identified
that the previously identified peak containment pressure of 44.05 psig was incorrect.
The correct value is 43.93 psig, which is less than the containment design pressure of
44.0 psig. Therefore, we are retracting this part of the reportable event and have
removed all references to this condition.
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Waterford 3 has confirmed that the root cause of this event is failure to consider
instrument uncertainty when establishing an indicated instrument value. Based on this
conclusion, there were no further corrective measures beyond those previously
identified in LER-97-011-00. Please note that some minor format changes have also
been made.

For ease of identification, the revised information in the text of the LER has been
identified by a verticalline in the right-hand margin.

Very truly yours,

I
T.R. Leonard
General Manager
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Plant Operations
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cc: E.W. Merschoff (NRC Region IV)
C.P. Patel (NRC-NRR)
A.L. Garibaldi
J.T. Wheelock - INPO Records Center ;

J. Smith
N.S. Reynolds
NRC Resident inspectors Office
Administrator - LRPD


