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On April 7,1986, in response to a question from the Resident Inspector, it was
determined that four covered floor openings in the Auxiliary Building do imt
satisfy the three-hour fire rating requirement as specified in the Fire Hazards
Analysis of the Final Safety Analysis Report. This condition is considered to be
outside the design basis and also a violation of Technical Specification 3.7.11
since hourly fire watch patrols of the area were not performed between receipt of
the facility license (March 11, 1985) and identification of this condition ( April
7, 1986). During this time period, plant conditions have varied from Mode 6,
during initial fuel loading, through Mode 1, Power Operation, at 100 percent
Reactor power.

Subsequently it was determined that the covers of the openings were installed in
accordance with the original design, but this design was inadequate to maintain
the three-hour fire rating. Kansas Gas and Electric Company was notified of the jnecessity to install additional fireproofing to the existing covers in June of
1985. Through a cognitive personnel error, the importance of this design change
was not recognized at the time and, consequently, the design change was not
implemented. Hourly fire watch patrols of the affected penetrations were
established on April 7, 1986, and preparations to install the required
fireproofing are in progress.

There was no damage to plant equipment or threat to the health and safety of the p
'public as a result of this event. Previous reportable events occurring as a (

result of design oversights / omissions are discussed in Licensee Event Reports /
hk85-078-01, 85-083-00, and 85-086-00.
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On April 7,1986, it was determined that four covered flcur openings in the
Auxiliary Building [NF] did not satisfy the three-hour fire rating requirement
between floors in the Auxiliary Building. This condition is considered a
condition outside the design basis and reportable per 10CFR 50.73(a>(2)(ii) since
in the Fire Hazards Analysis in the Final Safety Analysis Report it was assumed
that different fire areas in the Auxiliary Building are separated by three-hour
fire barriers. In addition, this condition is a violation of Technical
Specification 3.7.11, reportable per 10CFR 50.73(a)(2)(1), because hourly fire
watch patrols of the area were not performed during the time period between
receipt of the facility license (March 11, 1985) and identification of this
condition (April 7, 1986). Technical Specification 3.7.11 requires, in part,
that hourly fire watch patrols be established for areas containing inoperable
fire barrier penetrations. During this time period, plant conditions have varied
from Mode 6, during initial fuel loading, through Mode 1, Power Operation, at
Reactor power levels of 100 percent.

The identification of this condition on April 7 resulted from the Resident
Inspector questioning the status of the openings after he had toured a similar
plant. These openings are located on the 2026' and 2047' elevations of the
Auxiliary Building, one on each side of Containment buttress "C", and are
designed to permit access to the Containment post tensioning system tendons
located at the same elevations. Each opening is covered with a 1/4 inch steel
checker plate cover as required by the original design. However, this cover is
insufficient to maintain the required three-hour fire rating of the floor.

Upon confirmation of this unsatisfactory condition, hourly fire watch patrols
were established in accordance with Technical Specification 3.7.11. Preparations
to install the required fireproofing are in progress.

Subsequent investigations revealed that Kansas Gas and Electric Company was
notified of the necessity of adding fireproofing to the existing covers by the
Architect / Engineer in June of 1985. Shortly after this notification, a Plant
Modification Request was initiated to add the required fireproofing, but during
the initial review of this information, the Fire Hazards Analysis impact and
Technical Specification applicability of this situation were not recognized.
Consequently, the Plant Modification Request was assigned a relatively low
priority, and had not yet been implemented.

It is believed that this occurrence was the result of a cognitive personnel error
(deficiency in the original design), although specific details could not be
completely reconstructed. The failure to install the required fireproofing when
notified of the deficiency is also attributed to a cognitive personnel error. A
contributing factor may have been that the personnel who reviewed the information
were not completely familiar with all Technical Specification requirements in
June of 1985. Since that time, the Plant Modification Request process has been
substantially revised, including a provision for appropriate supervisory

personnel to assist in the determination of Technical Specification applicability
of proposed design changes. In addition, personnel have gained familiarity with
Technical Specification and Final Safety Analysis Report requirements.
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There was no damage to plant equipment or release of radioactivity as a result of
this event, and at no time did conditions develop that may have posed a threat to
the health and safety of the public.

Previous reportable events occurring as a result of design oversights / omissions
are discussed in Licensee Event Reports 85-078-01, 85483-00, and 85-086-00.
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U.S. Nuclear Regulatory Conmission
Document Control Desi
Washington, D.C. 20555

Mr. E.H. Johnson, Director
Division of Reactor Safety and Projects
U.S. Nuclear Regulatory Cmmission
Region IV
611 Ryan Plaza Drive, Suite 1000
Arlington, Texas 76011

KMLNRC 86-083
Re: Docket No. STN 50-482
Subj: License Event Report 86-017-00

Gentlemen:

The attached Licensee Event Report is subnitted pursuant to 10 CFR 50.73
(a) (2) (i) and 10 CFR 50.73 (a) (2) (ii).

Yours very truly,

Glenn L. Koester
Vice President - Nuclear
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