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UNITED STATES NUCLEAR REGUL ATORY COMMISSION
Attention: Document Control Desk
Washington,DC 20555

Reference: (a) License No. DPR 36 (Docket No. 50 309)
(b) Maine Yankee Letter to the NRC, MN 94 104, dated November 14,1994

Subject: Summary Repon of Maine Yankee July / August,1994, Stearq Generator inspcetion

Gentlemen:

This letter is to notify you of corrected analysis results previously reponed to the NRC in Reference
(b). The change is an increase in the magnitude of force a whipping steam generator tube,
completely severed at the top of the tubesheet, may impart on neighboring tubes. This value was
referred to the NRC in the Reference (b) enclosure which confirms that a whipping severed tube
would not cause the surrounding tubes (accounting for the maximum circumferential degradation
detected in the Maine Yankee July / August,1994 Steam Generator inspection) to fail.

Maine Yankee was made aware of the increased loads by the original tube whip load analysis
vendor. '

The affected pages of the enclosure to Reference (b), evaluating the impact load on a neighboring
degraded tube, have been revised to reflect the larger whip load and are included as an enclosure to
this letter.

-The conclusion that the July / August,1994 degraded tubes could withstand the impact from a
neighboring severed tube remains unchanged when considering the newly identified larger impact
load.

Please feel free to contact me if additionan mfonnation is desired.

Very truly yours,

>c-q . Mk ~

James R. liebert, Manager
Regulatory Affairs Department
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A o' D /c: Mr.11ubert Miller /Mr. R. A. Rasmussen
Mr. Daniel 11. Dorman
Mr. Patrick J. Dostie
Mr. Uldis Vanags
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