APPENDIX A
NOTICE OF DEVIATION

Omaha Public Power District Docket: 50-285/86-18
Fort Calhoun Station License: DPR-40

Based on the results of an NRC inspection conducted on June 1-30, 1986, a
deviation from your commitments made to the NRC was identified. The deviation
consisted of the failure to provide certain parameters on the safety parameter
display system. In accordance with the "General Statement of Folicy and
Procedure for NRC Enforcement Actions," 10 CFR Part 2, Appendix C (1985), the
deviation is listed below:

In a letter to the NRC dated October 28, 1983, the licensee committed to
implementation of a safety parameter display system (SPDS) for monitoring
selected safety system parameters.

In deviation from the above, the licensee failed to include all of the
parameters on the SPDS specified in the letter. The parameters that were
not monitored are reactor coolant system average temperature, boronometer
reading, and the temperature of the containment. (285/8618-01)

Omaha Public Power District is hereby requested to submit to this office,
within 30 days of the date of the letter transmitting this Notice, a written
statement or explanation in reply, including for each deviation: (1) the
reason for the deviation if admitted, (2) the corrective steps which have been
taken and the results achieved, (3) the corrective steps which will be taken to
avoid further deviations, and (4) the date when full compliance will be
achieved. Where good cause is shown, consideration will be given to extending
the response time.

Dated at ArJington, Texas,
this 234d day of cb“'“'& 1986
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