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On December 19, 1986, with Unit 2 at 100Z power, a Quality Assurance audit determined
that an 18 month interval surveillance of the fire water deluge system (EIIS System Code
KP) inside containment, had become delinquent on December 7, 1986, including the 25%

extension allowed by Technical Specification (TS) 4.0.2.

- TS surveillance requirements 4.7.8.2.d.2 and d.3 require a visual inspection of the
spray and sprinkler headers to verify their integrity, aud the spray/sprinkler nozzies

to verify the spray pattern is not obstructed.

January 24, 1985.
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This surveillance was last performed on

Access to the nozzles during the 1986 refueling outage could not be
obtained during the period the surveillance was originally scheduled.

Failure to

reschedule the surveillance during the outage resulted in missing the surveillance.
This occurred due to improper implementation of Administrative Controls established for

that purpose.

available outage of sufficient duration.

The surveillance is currently scheduled to be performed during the next

As corrective action, fire protection surveillance scheduling is being revised to

improve the system for rescheduling of required surveillances.

The individuals

involved have been counseled on the importance for attention to detail and on the
significance of the surveillance requirements.

There is no safety significance to this event since all fire detection and automatic
actuation equipment inside containment remained otherwise operable.
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: Southern California Edison Company

SAN ONOFRE NUCLEAR GENERATING STATION
P O 8BOx 128

SAN CLEMENTE CALIFORNIA 92672
H E MORGAN TELEPHONE
STATION MANAGER (714) 368 6241

January 19, 1987

J. S. Nuclear Regulatory Commission
Document Control Desk
Washingtor, D.C. 20555

Subject: Locket No. 50-361
30-Day Report
Licensee Event Report No. 86-031
San Onofre Nuclear Generating Station, Unit 2

Pursuant to 10 CFR 50.73(a)(2)(i), this submittal provides the required 30-day
written Licensee Event Report (LER) for an occurrence involving a delinquent
Technical Specification surveillance. Neither the health and safety of plant
personnel nor the health and safety of the public was affected by this event.
If you require any additional information, please so advise.

Sincerely,

Enclosure: LER No. 86-031

cc: F. R. Huey (USNRC Senior Resident Inspector, Units 1, 2 and 3)
J. B. Martin (Regional Administrator, USNRC Region V)

Institute of Nuclear Power Operations (INPO)
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