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le ast119,i1998

- Mr. Gary J. Taylor
Vice President, Nuclear Operations
South Carolina Electric & Gas Company
Virgil C. Summer Nuclear Station
Post Office Box 88
Jenkinsville, South Carolina 29065

SUBJECT: COMPLETION OF LICENSING ACTION FOR GENERIC LETTER 97-05-
VIRGIL C. SUMMER NUCLEAR STATION (TAC NO. MA0500)

Dear Mr. Tayior:

The U.S. Nuclear Regulatory Commission (NRC) issued Generic Letter (GL) 97-05, " Steam
Generator Tube inspection Techniques," to all holders of operating licenses or construction
permits on December 17,1997. The focus of GL 97-05 was to verify that licensee steam
generator tube inspection practices were consistent with existing regulatory and plant licensing
basis.

Your March 13,1998, response to GL 97-05 included a description and your technical basis for
inspection techniques used to size the depth of steam generator tube degradation at V. C.
Summer. We reviewed your response and did not identify any concems with your inspection
techniques that would indicate that you were not in compliance with Summer's current licensing
basis. Therefore, GL 97-05 is closed for your facility. Please contact me if you have any
questions about this.

|
Sincerely, !

Original Signed by:
L. Mark Padovan, Project Manager
Project Directorate ||-1
Division of Reactor Projects - t/II
Office of Nuclear Reactor Regulation

. Docket No. 50-395

cc: See next page
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,' August 19. 1998

y

Mr. Gary J. Taylor
Vice President, Nuclear Operations
South Carolina Electric & Gas Company
Virgil C. Summer Nuclear Station
Post Office Box 88
Jenkinsville, South Carolina 29065

SUBJECT: COMPLETION OF LICENSING ACTION FOR GENERIC LETTER 97-05-
VIRGIL C. SUMMER NUCLEAR STATION (TAC NO. MA0500)

Dear Mr. Taylor:

The U.S. Nuclear. Regulatory Commissior: (NRC) issued Generic Letter (GL) 97-05, " Steam
Generator Tube inspection Techniques," to all holders of operating licenses or construction
permits on December 17,1997. The focus of GL 97-05 was to verify that licensee steam
generater tube inspection practices were consistent with existing regulatory and plant licer. sing i

basis. I

|
Your March 13,1998, response to GL 97-05 included a description and your technical basis for
inspection techniques used to size the depth of steam generator tube degradation at V. C. |: Summer. We reviewed your response and did not identify any concems with your inspection

|techniques that would indicate that you were not in compliance with Summer's current licensing i

basis. Therefore, GL 97-05 is closed for your facility. Please contact me if you have any
- questions about this,

i

Sincerely,

Original Signed by:
L. Mark Padovan, Project Manager
Project Directorate 11-1
Division of Reactor Projects - t/11
Office of Nuclear Reactor Regulation
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&eg WASHINGTON, D.C. 30086-0001

%y # August 19, 1998

Mr. Gary J. Taylor
Vice President, Nuclear Operations
South Carolina Electric & Gas Company
Virgil C. Summer Nuclear Station |

Post Office Box 88
fJenkinsville, South Carolina 29065
j

SUBJECT: COMPLETION OF LICENSING ACTION FOR GENERIC LETTER 97-05-
VIRGIL C. SUMMER NUCLEAR STATION (TAC NO. MA0500)

1Dear Mr. Taylor: 1

The U.S. Nuclear Regulatory Commission (NRC) issued Generic Letter (GL) 97-05, " Steam
Generator Tube inspection Techniques," to all holders of operating licenses or construction
permits on December 17,1997. The focus of GL 97-05 was to verify that licensee steam
generator tube inspection practices were consistent with existing regulatory and plant licensing
basis.

Your March 13,1998, response to GL 97-05 included a description and your technical basis for
inspection techniques used to size the depth of steam generator tube degradation at V. C.
Summer. We reviewed your response and did not identify any concems with your inspection
techniques that would indicate that you were net in compliance with Summer's current licensing
basis. Therefore, GL 97-05 is closed for your facility. Please contact me if yoa have any
questions about this.

Sincerely,

M.

L. Mark Padovan, Project Manager
Project Directorate 11-1
Division of Reactor Projects - 1/II
Office of Nuclear Reactor Regulation

Docket No 50-395
1

cc: See next page
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Mr. Grry J. Tcylor VIRGIL C. SUMMER NUCLEAR STATION..

South Carolina Electric & Gas Company,

| cc:

| Mr. R. J. White J. B. Knotts, Jr., Esquire
! Nuclear Coordinator Winston & Strawn Law Firm
| S.C. Public Service Authority 1400 L Street, N.W.

)
! c/o Virgil C. Summer Nuclear Station Washington, D.C. 20005-3502 lPost Office Box 88, Mail Code 802,

'

Jenkinsville, South Carolina 29065
1

Resident inspector / Summer NPS
c/o U.S. Nuclear Regulatory Commission
Route 1, Box 64
Jenkinsville, South Carolina 29065'

Regional Administrator, Region ||
U.S. Nuclear Regulatory Commission
Atlanta Federal Center
61 Forsyth Street, SW, Suite 23T85
Atlanta, Georgia 30303

Chairman, Fairfield County Council
Drawer 60
Winnsboro, South Carolina 29180

Mr. Virgil R. Autry
Director of Radioactive Waste Management
Bureau of Solid & Hazardous Waste Management
Department of Health & Environmental Control
2600 Bull Street
Columbia, South Carolina 29201

Mr. Robert M. Fowlkes, Manager
Operations
South Carolina Electric & Gas Company
Virgil C. Summer Nuclear Station, Mail Code 303
Post Office Box 88
Jenkinsville, South Carolina 20065

<

t Ms. April R. Rice, Manager
Nuclear Licensing & Operating Experience
South Carolina Electric & Gas Company

; Virgil C. Summer Nuclear Station, Mail Code 830
| Post Office Box 88
| Jenkinsville, South Carolina 29065
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