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ENCLOSURE 1

NCTICE OF VIOLATION
.

Virginia Electric and Power Company Docket Nos. 50-338, 50-339
North Anna Units 1 and 2 License Nos. NPF-4, NPF-7

During the Nuclear Regulatory Commission (NRC) inspection conducted on
March 21 - April 17 and April 25 - May 3, 1989, violations of NRC requirements
were identified. In accordance with the " General Statement of Policy and
Procedure for NRC Enforcement Actions," 10 CFR Part 2, Appendix C (1989), the
violations are listed below:

A. Technical Specification 6.8.1.a requires that written procedures shall be
established, implemented and maintained covering the procedures recom-
mended in Appendix A of Regulatory Guide 1.33, Revision 2, February 1978.
Section 9 of Regulatory Guide 1.33 recommends procedures be established
for maintenance on safety related equioment.

Contrary to the above, on December 5, 1988, the 480 volt breaker for the A
inside recirculation spray pump (1-RS-P-1A) failed to close within the
time allowed by Technical Specifications, and on December 13, if88, the
480 volt breaker for the B quench spray pump (1-QS-P-1B) was delayed in
closing due to inappropriate maintenance resulting from an inadequate
maintenance procedure (EMp-P-PL-01). The procedure was inadequate in that
it did not specify the type of lubricant to be used on the breakers during
maintenance. Consequently, improper lubricant and solvents were used on
the breakers resulting in sluggish operation of the breakers and potential
inoperability of safety-related equipment.

This is a Severity Level IV violation (Supplement I) Unit 1 only.

B. Technical Specification 4.6.1.1.a states in part that primary containment
integrity shall be demonstrated at least once per 31 days by verifying
that all penetrations not capable of being closed by operable containment
automatic isolation valves and required to be closed during accident
conditions are closed by valve, blind flange or deactivated automatic
valves secured in their positions.

Contrary to the above, the inspector discovered based on discussion with
the licensee and a review of surveillance test 1-PT-60.1 and 2-PT-60,1,
Containment Integrity, that, as of May 3, 1989, all capped vent and drain
valves located between their main containment isolation valve and the
containment penetration have not been verified closed every 31 days.
These valves are checked in the closed position once every 18 months or
during the refueling outage.

This is a Severity Level IV violation (Supplement I). " '
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' Virginia Electric and Power Company 2 Docket Nos. 50-338, 50-339
North Anna Units I and 2 License Nos. NPF-4, NPF-7

Pursuant to the provisions of 10 CFR 2.201, North Anna is hereby required to
submit a written statement or explanation to the Nuclear Regulatory Commission,
ATTN: Document Control Desk, Washington, DC 20555, with a copy to the
Regional Administrator, Region II, and a ccpy to the NRC Resident Inspector,
within 30 days of the date of the letter transmitting this Notice. This reply
should be clearly marked as a " Reply to a Notice of Violation" and should
include [for each violation): (1) admission or denial of the violation,
(2) the reason for the violation if admitted, (3) the corrective steps which
have been taken and the results achieved, (4) the corrective steps which w'111
be taken to avoid further violations, and (5) the date when full compliance
will be achieved. Where good cause is shown, consideration will be given to
extending the response time. If an adequate reply is not received within the
time specified in this Notice, an order may be issued to show cause why the
license should not be modified, suspended, or revoked or why such other action
as may be proper should not be taken.

FOR THE NUCLEAR REGULATORY COMMISSION

--

Stewart D. Ebneter
Regional Administrator

Dated at Atlanta, Georgia
this lirt day of May 1989
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