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C O 11 P O R A T I O N

August 9, 1989
3F0889-05

Ih'= ant Control Desk
U.S. Nuclear Regulatory Ocunission
Washington, D.C. 20555

Subject: , Crystal River Unit 3
Docket No. 50-302
Operatirq License No. DPR-72
Technical Specification Change Regaest No.167
Diesel Generator 18 Month Icad Test

Dear Sir:

Florida Power Corporation (FFC) hereby submits Technical Specification Change
Request No. (TSCRN) 167, requestirg , amendment' to Appendix A of Operating
License No. DPR-72. -As. part of this request, the proposed technical
specification pages for Appendix A are provided.

FPC is requesting a charge to diesel generator surveillance requirements- to
allow a one-time extension to the 18 month surveillance for diesel generator
full load test. 'Ihese tests were last. performed during Refuel 6. The next
performance of this surveillance was scheduled to be pdorned during Refuel
7. Due to the. length of reactor. coolant punp outages, Refuel 7 was extended
until March, 1990.- The 18 month surveillance period will expire before the
start of Refuel 7. 'Iherefore, an extension for these surveillance
requirements is requested until Refuel 7. ,

FIC requests approval for this request by October 21, 1989. Approval by this
date is num=7 to support our continued operation past the respective due
dates of these surveillance.
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- FPC requests - this sii=rAimnt be ; hiplemented within 30 days after issuance to

. allow for. ru-Mare revisions and training.

h.a - Sincere: y,
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- W.S. Wil ice President,

* Nuclear tions-
'

|g xc: Regional Administ.rator,\ Region II

Senior Resident Irptur

!
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UNITED S'IATES OF AMERICA'

NUCLEAR REGUIATORY COMMISSION

IN THE MATIER ) ,

) DCCKEF NO. 50-302 |
FLORIDA IMER CORIGATION )

CERTIFICATE OF SERVICE

W.S. Wilgus depxes ard says that the followirg has been served on the
Designated State Representative and Chief Executive of Citrus County,
Florida, by deposit in the United States rail, addressed as follows:

Chairman, Administrator
Boarti of County Commissioners Radiological Health Services

of Citrus County Department of Health and
Citrus County Courthouse Rehabilitative Services
Inverness, FL 32650 1323 Winewood Blvd.

Tallahme, FL 32301

A copy of Technical Specification Charge Request No.167, requesting
- Amendment to Appendix A of Operating Licensirg No. DPR-72.

FLORIDA POWER CDRIGATION

w
W.S. Wil ice President
Nuclear ions

SWORN 'IO AND SUBSCRIBED BEFORE ME THIS 9th DAY OF AUGUST 1989.

|

|
.Cotary Public

Notary Public, State of Florida at large
/o 6y[f t. -.My Commission Expires: j

ICTARY PU$LC. $TATI 0F fl0PS)A At LAfGT
Wf CIES: SON t Wl$ OCT. ta, %C
untame esn as.aw sw.c, x

I

_ _ _ _ __________-____-_________w
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STATE OF FIDRIDA.

000NIY OF CITRUS:
i
1

'

.

-W.S. Wilgus states that he is the Vice President, Nuclear Production
for Florida Power Corporation;.that he is authorized on the part of

,

said company to sign and file with the Nuclear Regulatory Commission
the .information attached hereto; and that all such statements made

and natters set forth therein are true and correct to the best of
his knowledge, information, ard belief.

W.S. Wilgus ice President
Nuclear tions

Subscribed and sworn to before me, a Notary Public in and for the
State and County above named, this 9th day of August, 1989.

flotary Public

Notary Public, State of Florida at large
.My Commission Expires: fo/ff[91-

rMMt PUBUC. STATE OF FLDACA AT ULEI
Mt C0%4SSO4 Lt?Aik DC1.1L 1%
rmo n,=w uwu>.u20sev wc
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FLORIDA POWER CORPORATION
CRYSTAL RIVER UNIT 3.-

c

L DOCKET NO. 50-302/ LICENSE NO. DPR-72
" REQUEST NO. 167, REVISION 0

DIESEL GENERATOR 18 HONTH LOAD TEST
,

LICENSE DOCUMENT INVOLVED: Technical Specifications

PORTIONS: Surveillance 4.8.1.1.2.d.4, Page 3/4 8-5
Surveillance 4.8.1.2.2.d.4, Page 3/4 8-6c

DESCRIPTION OF REQUEST:

This submittal requests that the surveillance interval for the full load test
of the diesel generators (surveillance 4.8.1.1.2.d.4 and 4.8.1.2.2.d.4) be
extended on a one time only basis until the end of the current fuel cycle (Cycle
7).

Additionally, the ** note applying to 4.8.1.2.2.d.4 has been revised to delete
"shall become effective upon approval of the licensee's final test report and
supporting documentation".

REASON FOR REQUECT:

Surveillance 4.8.1.1.2.d.4 and 4.8.1.2.2.d.4 are full load tests of the diesel
generators on an 18 month frequency. This test currently requires the diesel
generators to operate in their 30 minute rating (load >3000KW). The
surveillance were intended to be performed one time during the last refueling
outage. However, due to the duration of the recent reactor coolant pump outage,
the surveillance interval runs out prior to the end of the current fuel cycle.
Surveillance 4.8.1.1.2.d.4 and 4.8.1.2.2,d.4 are required to be completed by
October 21, 1989. The fuel cycle is not scheduled to end until March 1990.

FPC requests that the 18 month frequency for the full load diesel generator tests
be waived until the end of Cycle 7. This change will eliminate the need to
operate the diesel generators in their 30 minute rating prior to the next
refueling outage. Operation in the 30 minute rating would reduce the available
operating time the diesels could carry the maximum engineered safeguards loads
during an emergency event. Therefore, this change will help assure the greatest
time is available should the diesels be required to supply the maximum ES Loads
during the remainder of the fuel cycle.

The change to the ** note applying to surveillance 4.8.1.2.2.d.4 achieves
consistency with the ** note applying to surveillance 4.8.1.1.2.d.4.

EVALUATION OF REQUEST:

The full load tests of the diesel generators were last performed on 12/7/87.
Subsequent tests have all been performed successfully. The loading information

: ,
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resulting from 'the tests for each of the diesel generators since 12/7/87 is
p provided as follows:

a) - Diesel generator EGDG-1A has been operated for less than 200 hours at
.approximately 2500 KW and

b) Diesel generator EGDG-1B has been operated less than 170 hours at
approximately 2500 kw, and 2 hours at approximately 2900 kw.

Inspections . of both diesel generators in accordance with the manufacturers
recommendations were also performed in March 1989.

As a result of these tests and inspections, it is expected that the diesel
. generators will remain caoable of supplying their required engineered safeguards
loads until the end of Cycle 7. Therefore, this -one time extension of the
surveillance requirement is considered to have no impact on safety.

I
Additionally during Refuel 7, capacity upgrades of the diesel generators will
be completed. A revised Technical Specification which considers the upgraded
capability of the machines will be submitted for NRC approval prior to the start
of-the refueling outage. The: surveillance dictated by this revised Technical
Specification will demonstrate that the upgraded diesel generators are capable
of supplying their required engineered safeguards loads. The extension to these
surveillance will not- be necessary after that time as the upgraded diesel
generators will be cnpable of operating 'under full load conditions for the time
periods required - by - surveillance without affecting their capabilities to
mitigate the consequences of design basis accidents.

The change to the ** note applying to surveillance 4.8.1.2.2.d.4 is considered
administrative in nature as the NRC has approved the FPC final' diesel generator
test report and supporting documentation. Therefore, the phrase "shall become
effective upon approval of the licensees' final test report' and supporting
documentation" is unnecessary.
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.SH0LLY EVALUATION OF REQUEST:

Florida Power. Corporation (FPC) proposes that this change does not involve a
significant hazards consideration. The change to the surveillance frequency for
the full load diesel generator tests is a one-time only extension. Since the
last full load test of the diesel generators, the run times and loads have been
limited. Additionally, the manufacturer recommended inspections were performed
in March 1989. As a result of these tests and inspections, it is expected that
the. diesel generators will remain capable of supplying their engineered
safeguards loads until'the end of Cycle VII.

Based on the above, FPC finds that the change will not:

1. Involve a significant-increase in the probability or consequence of
an accident previously evaluated because the diesel generator run times
and loading have Les l m. Th ucfore, the diesel generators are
expected to be able to perform their intended function for the
remainder of the fuel cycle.

2. Create the possibility of a new or different kind of accident from any
accident previously evaluated because the proposed change introduces
no new mode of plant operation nor does it require physical
modification to the plant.

3. Involve a significant reduction in the margin of safety. Any reduction
in the margin of safety will be insignificant since'' based on
inspections and testing the diesel generators are still expected to
be able to carry their engineered safeguards loads.

Florida Power Corporation (FPC) proposes that the change to the ** note applying
to surveillance 4.8.1.2.2.d.4 does not involve a significant hazards
consideration. This' change does not impact plant operation or safety. It is
considered administrative in nature and achieves consistency with the ** note in
4.8.1.1.2.d.4.

Based on the above, FPC finds the change will not:
.

1. Involve a significant increase in the probability or consequence of
an accident previously evaluated as the change is administrative in
nature and is being made to reflect the NRC approval of the report |

addressed in the note. i

2. Create the possibility of a new or different kind of accident from any
accident previously evaluated because the proposed change introduces
no new mode of plant operation nor does it require physical
modification to the plant.

3. Involve a significant reduction in the margin of safety. No reduction
in the margin of safety is involved as the change is administrative
in nature and achieves consistency with the note in Surveillance
4.8.1.1.2.d.4.


