NOTES

| -FOR SHEET ISSUE RECORC ¢ SHEET INDEX
SEE THIS DRAWING SHEET #

2-FOR COMPLETE SCHEMATIC SEE DELAVAL
TURBINE INC DWG*09-500-7600! SH#3

3-0M EMERGENCV START ALL SHUTDONN
FEATURES EXCEPT DIFFERENTIAL ¢ OVER
SPEED TRIP ARE DEACTIVATED

4-ON NORMAL START ALL SHUTDOWN FEATURES
ARE ACTIVE

S-CONTACT CLOSES ON SAFETY INJECTION

227 (LOCA)

G-SWITCH CONTACT CLOSES IN LOCAL MODE

7-SHITCH CONTACT CLOSES IN LOCAL ,
MAINTENANCE MODE

8- SWITCH CONTACT CLOSES IN MAINTENANCE
MODE

AUTOMATIC START MANUAL START AUTO STOP
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9-KEY OPERATED NGRMAL MAINTENANCE
SWITCH IS PROVIDED AT ENGINE CONTROL
PANEL THIS SWITCH IS ALWAYS IN
NORMAL MODE. _

10-FOR SWITGH CS/ICGIE ¢ CS/IDGIN
DEVELOPMENTS SEE DNG EI-0030,SH 52

I1- CONTACT CLOSURE DEACTIVATES SHUTDOWNS
ON EMERGENCY MANUAL START
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REFERENCE DRANINGS
I-E1-0030,5H. 21.
2-E1-0030, SH. 45.

3- ¥ SOLID STATE PROT. SYSTEM INTERCONNECTION
DIAGRAM #8760 DGO, SH##20.

4-E|-0033 , SH*G9.
S-EI-0030,SH#*5).
GEI-0031, SH¥2I.
T-DELTA SWITCHBOARD CO. DWG¥ D54925-3.

ICI") 26

== keo9 1 IKXA mﬁ G 4
(e T FL Ree e s

SEE NOTE S5f aysis \5/555»2431510

IC"‘" 27
L DX- NOR
SioGE . Oli e ©Luan
REF. DWG. orsmr L)q;REC E'm, So }_srm

5
SEE NCTEI| SEE NOTE 10

®179

178

—©TB3-92

#RX/IB-G

[
4l

TERA
APERTURE
CARDY

186214

£J108

RY/1B-4 174 I 374 |
Al 29,

RA4

TRAIN A"
TEXAS UTILITIES SERVICES IRC.

DALLAS POWE R & LIGH'I COMPANY
TEXAS ELECTRIC SERVICE COMPANY
TEXAS POWER. & LIGHT COMPANY

COMANCHE PEAK S.ES.
1980-82 —2300 MW INSTALLATION

DIESEL GENERATOR IDGI
START STOP CIRCUIT

CHANNEL IT
SCHEMATIC DIAGRAM

3176

RX/:?"7
AT

Y21
¥

a3
3179

U CTURES AMECHANICACANDIETECTRICAT EQUIEMENT AND. STSTEMS
THAT ARE ESSEN

_SYMBOLS
O-INDICATES TERMINAL AT BOP AUX RELAY RACK*G, I-CR-I5,
©-INDICATES TERMINAL AT SOLID STATE PROT. SYSTEM OUTPUT CAB A"
R-INDICATES TERMINAL AT HOT SHUTDOWN PNL. I-LV-0l.
®-INDICATES TERMIMAL AT G9 KV SWGR. BUS IEAI, CUB, *9,
©-INDICATES TERMINAL AT BOP AUX. RELAY RACK #, -CR-03,

AL/SIS- INDICATES SAFETY INJECTION SEQUENCER AUTO LOCK OUT

CI-INDICATES WIRE PREFIX IDGIAZ.

O-INDICATES TERMINAL AT ENGINE CONTROL PNL (DGIA.
B-INDICATES TERMINAL AT DIESEL SENERATOR LOCAL PNL IDGIB .
O-INDICATES TERMINAL AV G.9 KV SWGR BUS IEAI, CUB#|5,
©-INDICATES TERMINAL AT G.9 KV SWGR. BUS IEAI, CUB®14,
@-INDICATES TERMINAL AT TERM. RACK I-TC-19.

WHICH COULD RESULT IN POTENTIAL OFFSITE EXPOSURES COMPARABLE
T0 THE GUIDELINE EXPOSURES:

b

2

CONSTRUCTION

= e

215 JM |05
o o e

i

“[NucLesR

ISSUED FOR

sTRUCTI | &

Cibbs & Hill, Inc.

ENGINEERS. DESIGNERS. CONSTRUCTORS
New Youx

JOB NO. 2323

2323-E|-0067

SHeeT No.42

NATEONAL BLUE PRINT COMPANY, NEW ORY

80092205t %




|

l




