
From: Rogers, Bill
To: Robert.Coffey@fpl.com
Cc: Clark, Phyllis; Gibson, Lauren; Elliott, Robert; Bradford, Anna; Caldwell, Bob; Young, Mitzi; Wachutka, Jeremy;

Jones, Travis; Venkataraman, Booma; "Salgado, Nancy"; "Maher, William"; RidsNrrDnrl Resource;
RidsNrrDnrlNlrp Resource; Burnell, Scott; Wolf, Carolyn; Franzone, Steve; Orthen, Richard; Vasavada, Shilp;
Vettori, Robert; Bloom, Steven; Gavula, James

Bcc: Rogers, Bill
Subject: Point Beach SLRA Draft Safety RAI Set 8
Date: Monday, August 23, 2021 3:32:00 PM
Attachments: Point Beach SLRA Draft Safety RAI Set 8.pdf

Bob Coffey
Executive Vice President, Nuclear and
Chief Nuclear Officer
Florida Power & Light Company
700 Universe Blvd
Mail Stop: EX/JB
Juno Beach, Florida 33408
 
Mr. Coffey:
 
By letter dated November 16, 2020 (Agencywide Documents Access and
Management System (ADAMS) Package Accession No. ML20329A292), NextEra
Energy Point Beach, LLC (NextEra) submitted an application for subsequent renewal
of Renewed Facility Operating License Nos. DPR-24 and DPR-27 for Point Beach
Nuclear Plant, Units 1 and 2 (Point Beach), respectively, to the U.S. Nuclear
Regulatory Commission (NRC).  
 
The NRC staff in the PRA Licensing Branch B (APLB), in the Division of Risk
Assessment (DRA), is in the process of reviewing your application.  Based on our
review, the NRC staff has identified the attached draft request for additional
information (RAI).
 
Please have your staff contact me at your earliest convenience to schedule a
clarification call, if needed.
 
If you have any questions, please contact me by e-mail bill.rogers@nrc.gov.
 
Sincerely,
Bill Rogers
 
Bill Rogers
Sr. Project Manager – Point Beach SLRA (Safety)
License Renewal Projects Branch
Division of New and Renewed Licenses
Office of Nuclear Reactor Regulation
301-415-2945
bill.rogers@nrc.gov
 
Docket Nos. 50-266 and 50-301
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POINT BEACH NUCLEAR PLANT, UNITS 1 AND 2 (PBN) 
SUBSEQUENT LICENSE RENEWAL APPLICATION (SLRA) 
DRAFT REQUEST FOR ADDITIONAL INFORMATION (RAI) 


SAFETY - SET 8 
 
 
SLRA Section 2.3.3.6, “Fire Protection” 
 
DRAI 2.3.3.6-2 
 
Regulatory Basis 
 
The plant-specific current licensing basis (CLB) must be maintained during the subsequent 
renewal term in the same manner and to the same extent as during the first renewal and original 
licensing terms.  Title 10 of the Code of Federal Regulations (10 CFR) Section  54.4, “Scope,” 
states that plant systems, structures, and components (SSCs) within the scope of license 
renewal (and, therefore, potentially subject to an aging management review (AMR) per 10 CFR 
54.21(a)(1)) are:  (a) SSCs that are safety-related; (b) nonsafety-related SSCs whose failure 
could affect safety-related functions; and (c) SSCs that are relied on to demonstrate compliance 
with the NRC’s regulations for fire protection, environmental qualification, pressurized thermal 
shock, anticipated transients without scram, and station blackout.  The NRC’s regulations for fire 
protection are at 10 CFR 50.48, “Fire protection.”  
 
In accordance with the criteria of 10 CFR 54.29(a), the NRC staff must evaluate, in part, 
whether actions have been identified and have been or will be taken with respect to managing 
the effects of aging during the period of extended operation, such that there is reasonable 
assurance that the activities authorized by the subsequent renewed licenses will continue to be 
conducted in accordance with the CLB.  In order to complete its review and enable it to make a 
finding under 10 CFR 54.29(a), the staff requires additional information in regard to the matters 
described below. 
 
Background 
 
The screening methodology for complex assemblies as described in NUREG-2192, “Standard 
Review Plan for Review of Subsequent License Renewal Applications for Nuclear Power 
Plants,” Table 2.1-2, “Specific Staff Guidance on Scoping,” states that for purposes of 
performing an AMR, it is important to clearly establish the boundaries of complex assemblies.  
The guidance discusses that an applicant should establish the boundaries for a complex 
assembly, such as a diesel driven fire pump engine, by identifying each component that makes 
up the complex assembly and determining whether or not each component is subject to an 
AMR. 
 
Section 2.3.3.6, “Fire Protection” (FP), of the Point Beach Nuclear Plant (PBN), Units 1 and 2, 
subsequent license renewal application (SLRA) states, in part:  
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The FP system boundaries are reflected on the SLR [subsequent license renewal] 
boundary drawings listed below. The only significant difference between the SLR 
boundaries and the boundaries identified as part of the original PBN license renewal 
effort is that due to replacement of the diesel driven fire pump engine, the old heat 
exchanger was removed and replaced by a cooler that is now integral to the engine skid 
rather than being a separate unit. This heat exchanger is now considered to be a part of 
the engine complex assembly and is not subject to AMR. There are no changes to other 
passive components that are subject to AMR associated with the engine. 
 


The statements in SLRA Section 2.3.3.6 indicate that the diesel driven fire pump engine 
cooler/heat exchanger and associated components are within the scope of license renewal but 
are not subject to an AMR.   


However, the screening of the diesel driven fire pump engine cooler/heat exchanger for the 
SLRA appears to not follow the guidance in NUREG-2192.  Specifically, NUREG-2192, Table 
2.3-2, “Examples of Mechanical Components Screening and Basis for Disposition,” provides 
examples of mechanical components screening developed from lessons learned during the 
review of the initial license renewal applications and bases for their disposition.  Table 2.3-2 
states, in part, that diesel engine heat exchangers are “‘passive,’ ‘long-lived’ components having 
intended functions” and “are subject to an AMR for SLR even though the diesel generator is 
considered ‘active.’”  Further, the NRC staff considers an attached diesel driven fire pump 
engine cooler/heat exchanger to be functionally equivalent to a skid-mounted diesel engine heat 
exchanger and, therefore, subject to an AMR. 


 
Request 
 
The NRC staff requests that the applicant justify its determination for not considering the diesel 
engine driven fire pump cooler/heat exchanger subject to an AMR considering the guidance in 
NUREG-2192, Tables 2.1-2  and 2.3-2. 







 
Attachment:
As stated
 


