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Dear Commissioners and Staff:  
 
Pursuant to 10 CFR 50.46, Pacific Gas and Electric Company (PG&E) hereby 
submits this annual report of changes in the Westinghouse emergency core cooling 
system evaluation model that affects peak cladding temperature (PCT) calculations 
for Diablo Canyon Power Plant (DCPP), Units 1 and 2.   
 
There are no changes from the PCT results provided in Reference 1; therefore, 
there are no enclosures provided in this letter.  The sum of the PCT from the most 
recent analysis of record, using the acceptable evaluation model approved for DCPP 
in Reference 2, and the estimates of the net PCT effect for changes and errors 
remains well within the 2200°F limit specified in 10 CFR 50.46.   
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There is one general code maintenance related change to the 2016 Westinghouse 
FULL SPECTRUMTM LOCA Evaluation Model applicable for DCPP.  Various 
changes have been made to enhance the usability of codes and to streamline future 
analyses.  Examples of these changes include improving the input diagnostic 
checks, enhancing the code output, optimizing active coding, and eliminating 
inactive coding.  These changes represent discretionary changes that will be 
implemented on a forward-fit basis in accordance with Section 4.1.1 of Reference 3.  
The nature of these changes has an estimated PCT impact of 0°F. 

PG&E makes no new or revised regulatory commitments (as defined by NEI 99-04) 
in this letter. 

If you have questions regarding this submittal, please contact Mr. James R. Morris, 
Regulatory Services Manager, at (805) 545-4609. 

Sincerely, 

Adam S. Peck 
Senior Director, Engineering, Technical and Emergency Services 

______________
Date  

kjse/50871345-12 

 cc:  Samson S. Lee, NRR Senior Project Manager 
Scott A. Morris, NRC Region IV Administrator
Winston C. Smith, NRC Acting Senior Resident Inspector 
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