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March 7, 2022 
 
Ms. Kim Maza 
Site Vice President 
Shearon Harris Nuclear Power Plant 
5413 Shearon Harris Road 
Mail Code NHP01 
New Hill, NC  27562-9300 
 
SUBJECT: SHEARON HARRIS NUCLEAR POWER PLANT, UNIT 1 – SUMMARY OF 

SAFETY INSPECTION OF THE SERVICE WATER RESERVOIR DAM 
(CAC NO. 05000400-001370; EPID L-2017-LNS-0015) 

 
Dear Ms. Maza: 
 
The Federal Energy Regulatory Commission (FERC) conducted an inspection on July 12, 2021, 
of the Auxiliary Reservoir Dam at the Shearon Harris Nuclear Power Plant, Unit No. 2 for the 
U.S. Nuclear Regulatory Commission (NRC).  The inspectors found that the Shearon Harris 
Auxiliary Reservoir Dam and appurtenant structures were in satisfactory condition and 
adequately maintained.  In addition, there are five recommendations for you to consider that 
have the potential to impact the safety of the dam if left unattended for long periods. 
 
The finding and recommendations are based on field observations, review of the data submitted 
by the owner via electronic reading room, and discussions with NRC and owner representatives.  
The inspection included the main section of the auxiliary earth dam, the concrete spillway, the 
spillway outlet channel, the right section of the auxiliary earth dam, the separating dike, and the 
topographic features around the auxiliary dam and appurtenant structures.  The inspectors did 
not observe any conditions which would adversely affect the safety, permanence, and 
operational reliability of the reservoir.   
 
Enclosed is a copy of the Dam Safety Inspection Report prepared by FERC for the NRC.  The 
information in the report is considered Critical Energy Infrastructure Information (CEII).  Thus, 
the Enclosure is considered sensitive security-related information, official use only, and is being 
withheld from public disclosure.   
 
 
 
 
  

The enclosure transmitted herewith contains security-related information.  When 
separated from the enclosure, this document is decontrolled. 
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If you have any questions regarding this matter, I may be reached at (301) 415-8480, or by 
e-mail at Andrew.Hon@nrc.gov.  
 

Sincerely, 
 
 /RA/ 
 
 
Andrew Hon, Project Manager 
Plant Licensing Branch II-1 
Division of Operating Reactor Licensing  
Office of Nuclear Reactor Regulation 

 
 
Docket Nos. 50-400 
 
Enclosure: 
FERC Inspection Report 
 
cc: Listserv 
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