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NOTESo 

I. NON-0 DRAIN ANO VENT LINES AND CAPPED ENDS EXTENDING FROM 
SEISMIC CATEGORY I PIPING ARE SEISMIC CATEGORY llA DOWNSTREAM 
OF THE LAST ISOLATION VALVE. 

2- CHANNEL AIBI !SD.A Tlc:tl SIGNALS TO ELECTRO-HYDRAULIC OPERATED 
VALVES, FANS AND SCLENOIO VALVES ARE SAFEGUARD CHANNEL C 10>. 

3. ALL CONTROL STRUCTURE SYSTEMS ARE SEISMIC CLASS I EXCEPT 
AS NOTED. 

4_ OELETED-
5. A/S MEANS 22" INSTRUMENT AIR SUPPLY UNLESS OTHERWISE 

INDICATED. 
6. FOR PNEUMATIC TUBING SIZES, SEE DWG M-1218, SHEET 11. 
7_ FOR CHECK VALVES 0007A, 0007B,0052A, 0052B,0053A ANO 00538, 

REMOVE SPRING TO ACHIEVE OPENING AT LOW DIFFERENTIAL 
PRESSURE-

S. DELETED. 

9. DELETED. 
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10. BACKUP NITROGEN ZERO GAS BOTTLES IHIGH PURITY CYLINDER 
SIZE Kl ARE SUPPLIED BY PECO. 
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11. THE DIFFERENTIAL MOVEMENT LOOPS !PIGTAILS> IN TUBING ASSOCIATED 
WITH THE BACKUP NITROGEN GAS BOTTLES SHALL EACH CONSIST OF 
720" SPIRAL. THE SPIRAL SHALL HAVE A MINIMUM DIAMETER OF 6 
INCHES ANO POINTS ON THE SPIRAL THAT ARE 360° APART SHALL 
BE SEPARATED BY A GAP CS' APPROXIMATELY I INCH. 

12. DELETED. 

13. DELETED. 

14. THE BLIND FLANGE AND THE DAMPER LEVER IN THE SPARE RECOMBINER 
ROOM "153 ARE LOCKED IN POSITION. 

15. SMOKE DAMPERS SD-78-098 AND S0-78-099 ARE MAINTAINED 
IN OPEN POSITION, OPERATOR ACTION IS REQUIRED TO CLOSE THEM 
MANUALLY WHEN REQUIRED. 

16. MOBILE DIESEL GENERATOR TO SUPPLY POWER TO PORTABLE HVAC FANS 
IN ACCORDANCE WITH SPECIAL EVENT PROCEDURE SE-I. APPENDIX C. 
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PARTIAL INCORP. ECR 15-000!M REV. 0 PER WO C0256865. 
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PARTIAL INCORP. ECR 15-000!M REV. 0 PER WO C0257461. 
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EXELON NUCLEAR CORP. 

SCALE DRAWN IGDS CHECKED INSPECTED APPROVED DATE 
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APPROVED _BE_CH_T_E_L ______ APPROYED ---------
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