
Constellation, 

November 11, 2022 

U.S. Nuclear Regulatory Commission 
ATTN: Document Control Desk 
Washington, DC 20555 

Subject: 

Calvert Cl iffs Nuclear Power Plant, Unit No. 2 
Renewed Facility Operating License Nos. DPR-69 
NRC Docket No. 50-318 

Licensee Event Report 318-2022-002, Revision 00 

Peter F. Moodie 
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10 CFR 50.73 

Unplanned Safety Injection Actuation Signal due to Human Error 

The attached report is being sent to you as required by 10 CFR 50. 73. 

There are no regulatory commitments contained in this correspondence. 

Should you have questions regarding this report, please contact Mr. Larry D. Smith at 
(410) 495-5219. 

Respectfully, 

Peter F. Moodie 
Plant Manager 

PFM/MJF/aj 

Attachment: LER 318-2022-002, Rev 00 

cc: NRC Project Manager, Calvert Cliffs 
NRC Regional Administrator, Region I 

NRC Resident Inspector, Calvert Cliffs 
S. Seaman, DNR 


