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TEXT LOES 99 01/03/2019

Title: LIST OF EFFECTIVE SECTIONS

TEXT TOC 28 12/13/2022
Title: TABLE OF CONTENTS

TEXT 1.1 0 11/19/2002
Title: USE AND APPLICATION DEFINITIONS

TEXT 2.1 1 02/04/2005
Title: PLANT PROGRAMS AND SETPOINTS PLANT PROGRAMS

TEXT 2.2 12 12/08/2022
Title: PLANT PROGRAMS AND SETPOINTS INSTRUMENT.TRIP SETPOINT TABLE

TEXT 3.0 8 03/18/2021
Title: APPLICABILITY TECHNICAL REQUIREMENT FOR OPERATION (TRO) APPLICABILITY

TEXT 3.1.1 1 11/09/2007
Title: REACTIVITY CONTROL SYSTEMS ANTICIPATED TRANSIENT WITHOUT SCRAM ALTERNATE ROD
INJECTION (ATWS-ARI) INSTRUMENTATION
TEXT 3.1.2 0 11/19/2002
Title: REACTIVITY CONTROL SYSTEMS CONTROL ROD DRIVE (CRD) HOUSING SUPPORT

TEXT 3.1.3 5 12/18/2017
Title: REACTIVITY CONTROL SYSTEMS CONTROL ROD BLOCK INSTRUMENTATION

TEXT 3.1.4 1 10/12/2020
Title: REACTIVITY CONTROL SYSTEMS CONTROL ROD SCRAM ACCUMULATORS INSTRUMENTATION AND
CHECK VALVE
TEXT 3.2.1 19 03/31/2021
Title: CORE OPERATING LIMITS REPORT (COLR)
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TEXT 3.3.1 0 11/19/2002
Title: INSTRUMENTATION RADIATION MONITORING INSTRUMENTATION

TEXT 3.3.2 3 03/31/2011
Title: INSTRUMENTATION SEISMIC MONITORING INSTRUMENTATION

TEXT 3.3.3 2 11/09/2007
Title: INSTRUMENTATION METEOROLOGICAL, MONITORING INSTRUMENTATION

TEXT 3.3.4 11 07/21/2017
Title: INSTRUMENTATION TRM POST-ACCIDENT MONITORING INSTRUMENTATION

TEXT 3.3.5 0 11/19/2002
Title: INSTRUMENTATION THIS PAGE INTENTIONALLY LEFT BLANK

TEXT 3.3.6 5 03/05/2019
Title: INSTRUMENTATION TRM ISOLATION ACTUATION INSTRUMENTATION

TEXT 3.3.7 4 01/17/2022
Title: INSTRUMENTATION MAIN TURBINE OVERSPEED PROTECTION SYSTEM

TEXT 3.3.8 1 10/22/2003
Title: INTENTIONALLY LEFT BLANK

TEXT 3.3.9 3 05/14/2009
Title: INSTRUMENTATION LPRM UPSCALE ALARM INSTRUMENTATION

TEXT 3.3.10 1 12/14/2004
Title: INSTRUMENTATION REACTOR RECIRCULATION PUMP MG SET STOPS

JEXT 3.3.11 1 10/22/2003
Title: INSTRUMENTATION MVP ISOLATION INSTRUMENTATION

TEXT 3.3.12 2 04/02/2019
Title: WATER MONITORING INSTRUMENTATION
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TEXT 3.4.1 1 04/26/2006
Title: REACTOR COOLANT SYSTEM REACTOR COOLANT SYSTEM CHEMISTRY

TEXT 3.4.2 1 04/16/2009
Title: INTENTIONALLY LEFT BLANK

TEXT 3.4.3 d 11/09/2007

Title: REACTOR COOLANT SYSTEM REACTOR COOLANT SYSTEM (RCS)

TEXT 3.4.4 2 05/147/20089
Title: REACTOR COOLANT SYSTEM REACTOR RECIRCULATION FLOW AND ROD LINE LIMIT

TEXT 3.4.5 1 04/26/2006
Title: REACTOR COOLANT SYSTEM REACTOR VESSEL MATERIALS

. TEXT 3.4.6 1 04/25/2013

Title: REACTOR RECIRCULATION SINGLE LOOP OPERATION SLO FLOW RATE RESTRICTION

TEXT 3.5.1 2 03/05/2019 -
Title: ECCS RPV WATER INVENTORY CONTROL AND RCIC SYSTEM ADS MANUAL INHIBIT

TEXT 3.5.2 2 03/05/2019

Title: ECCS RPV WATER INVENTORY CONTROL AND RCIC SYSTEM ECCS RPV WATER INVENTORY
CONTROL AND RCIC MONITORING INSTRUMENTATION

TEXT 3.5.3 1 03/05/2019
Title: ECCS RPV WATER INVENTORY CONTROL AND RCIC SYSTEM LONG TERM NITROGEN SUPPLY TO
ADS
TEXT 3.6.1 0 11/19/2002 f

Title: CONTAINMENT VENTING OR PURGING

TEXT 3.6.2 3 01/03/201%
Title: SUPPRESSION CHAMBER TO DRYWELL VACUUM BREAKER POSITION INDICATION

TEXT 3.6.3 0 11/19/2002
Title: CONTAINMENT SUPPRESSION POOL ALARM INSTRUMENTATION
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TEXT 3.6.4

0 11/19/2002

Title: CONTAINMENT PRIMARY CONTAINMENT CLOSED SYSTEM BOUNDARIES

TEXT 3.7.1
Title: PLANT

TEXT 3.7.2
Title: PLANT

TEXT 3.7.3.1
Title: PLANT

TEXT 3.7.3.2
Title: PLANT

TEXT 3.7.3.3
Title: PLANT

TEXT 3.7.3.4
Title: PLANT

TEXT 3.7.3.5
Title: PLANT

TEXT 3.7.3.6
Title: PLANT

TEXT 3.7.3.7
Title: PLANT

TEXT 3.7.3.8
Title: PLANT

TEXT 3.7.4
Title: PLANT

SYSTEMS

SYSTEMS

SYSTEMS

SYSTEMS

SYSTEMS

SYSTEMS

SYSTEMS

SYSTEMS

SYSTEMS

SYSTEMS

SYSTEMS

0 11/19/2002
EMERGENCY SERVICE WATER SYSTEM (ESW) SHUTDOWN

"0 11/19/2002
ULTIMATE HEAT SINK (UHS) AND -GROUND WATER LEVEL

7 04/21/2022
FIRE SUPPRESSION WATER SUPPLY SYSTEM

3 04/16/2009
SPRAY AND SPRINKLER SYSTEMS

4 05/16/2016
CO2 SYSTEMS

B 2 04/16/2009
HAT.ON SYSTEMS

2 04/16/2009
FIRE HOSE STATIONS

2 04/16/2009
YARD FIRE HYDRANTS AND HYDRANT HOSE HOUSES

1 04/26/2006
FIRE RATED ASSEMBLIES

15 08/02/2021
FIRE DETECTION INSTRUMENTATION

1 04/26/2006
SOLID RADWASTE SYSTEM
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TEXT 3.7.5.1 1 03/05/2015
Tit;p: PLANT SYSTEMS MAIN CONDENSER OFFGAS HYDROGEN MONITOR
TEXT 3.7.5.2 0 11/19/2002
Title: PLANT SYSTEMS MAIN CONDENSER OFFGAS EXPLOSIVE GAS MIXTURE

TEXT 3.7.5.3 1 04/26/2006
Title: PLANT SYSTEMS LIQUID HOLDUP TANKS

TEXT 3.7.6 3 06/04/2012
Title: PLANT SYSTEMS ESSW PUMPHOUSE VENTILATION

TEXT 3.7.7 2 09/05/2008
Title: PLANT SYSTEMS MAIN CONDENSER OFFGAS PRETREATMENT LOGARITHMIC RADIATION
MONITORING INSTRUMENTATION
TEXT 3.7.8 9 03/05/2015
Title: PLANT SYSTEMS SNUBBERS

TEXT 3.7.9 ’ 2 03/05/2019
Title: PLANT SYSTEMS CONTROL STRUCTURE HVAC

TEXT 3.7.10 2 04/29/2014
Title: PLANT SYSTEMS SPENT FUEL STORAGE POOLS (SFSPS)

TEXT 3.7.11 2 11/01/2018 .
Title: PLANT SYSTEMS )

TEXT 3.8.1 4 08/02/2021

Title: ELECTRICAL POWER PRIMARY CONTAINMENT PENETRATION CONDUCTOR OVERCURRENT
PROTECTIVE DEVICES

TEXT 3.8.2.1 2 11/09/2007
Title: ELECTRICAL: POWER MOTOR OPERATED VALVES (MOV) THERMAL OVERLOAD PROTECTION -
CONTINUOUS
TEXT 3.8.2.2 3 06/23/2021

Title: ELECTRICAL POWER MOTOR OPERATED VALVES (MOV).- THERMAL OVERLOAD PROTECTION -

’

AUTOMATIC
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TEXT 3.8.3 4 01/28/2020 i
Title: ELECTRICAL POWER DIESEL GENERATOR (DG) MAINTENANCE ACTIVITIES

TEXT 3.8.4 1 02/04/2005
Title: ELECTRICAT, POWER 24 VDC ELECTRICAL SUBSYSTEM

TEXT 3.8.5 1 11/14/2013
Title: ELECTRICAL POWER DEGRADED VOLTAGE PROTECTION !

TEXT 3.8.6 3 03/05/2019
Title: ELECTRICAL POWER EMERGENCY SWITCHGEAR ROOM COOLING

TEXT 3.8.7 3 02/25/2021
Title: BATTERY MAINTENANCE AND MONITORING PROGRAM

TEXT 3.9.1 "0 11/19/2002
Title: REFUELING OPERATIONS DECAY TIME

TEXT 3.9.2 0 11/19/2002
Title: REFUELING OPERATIONS COMMUNICATIONS

TEXT 3.9.3 1 03/12/2019°
Title: REFUELING OPERATIONS REFUELING PLATFORM

TEXT 3.10.1 | . 1 04/26/2006

'

Title: MISCELLANEOUS SEALED SOURCE CONTAMINATION

TEXT 3.10.2 1 04/09/2007
Title: MISCELLANEOUS SHUTDOWN MARGIN TEST RPS INSTRUMENTATION '

TEXT 3.10.3 ' , 4 10/05/2022
Title: MISCELLANEOUS INDEPENDENT SPENT FUEL STORAGE INSTALLATION (ISFSI)

TEXT 3.10.4 2 04/17/2009
Title: INTENTIONALLY LEFT BLANK
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TEXT 3.11.1.1 1 04/26/2006
Title: RADIOACTIVE EFFLUENTS LIQUID EFFLUENTS CONCENTRATION
TEXT 3.11.1.2 1 04/26/2006
Title: RADIOACTIVE EFFLUENTS LIQUID EFFLUENTS DOSE
— TEXT 3.11.1.3 1 04/26/2006
; Title: RADIOACTIVE EFFLUENTS LIQUID WASTE TREATMENT SYSTEM
TEXT 3.11.1.4 2 10/09/2012
Title: RADIOACTIVE EFFLUENTS LIQUID RADWASTE EFFLUENT MONITORING INSTRUMENTATION
TEXT 3.11.1.5 3 03/05/2015
Title: RADIOACTIVE EFFLUENTS RADIOACTIVE LIQUID PROCESS MONITORING INSTRUMENTATION
. TEXT 3.11.2.1 4 03/12/2019
Title: RADIOACTIVE EFFLUENTS DOSE RATE
TEXT 3.11.2.2 1 04/26/2006
Title: RADIOACTIVE EFFLUENTS DOSE - NOBLE GASES
TEXT 3.11.2.3 1 04/26/2006
Title: RADIOACTIVE EFFLUENTS DOSE - IODINE, TRITIUM, AND RADIONUCLIDES IN PARTICULATE
FORM
TEXT 3.11.2.4 0 11/19/2002
Title: RADIOACTIVE EFFLUENTS GASEOUS RADWASTE TREATMENT SYSTEM
TEXT 3.11.2.5 4 07/03/2013
Title: RADIOACTIVE EFFLUENTS VENTILATION EXHAUST TREATMENT SYSTEM
TEXT 3.11.2.6 8 07/21/2017
Title: RADICACTIVE EFFLUENTS RADIOACTIVE GASEOUS EFFLUENT MONITORING INSTRUMENTATION
\
TEXT 3.11.3 1 04/26/2006
| Title: RADIOACTIVE EFFLUENTS TOTAL DOSE
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TEXT 3.11.
Title:

TEXT 3.11.
Title:

TEXT 3.11.
Title:

TEXT 3.12.
Title:

TEXT 3.12.
Title:

TEXT 3.12
Title:

TEXT 4.1
Title:

TEXT 4.2
Titla:

TEXT 4.3
Title:

TEXT 4.4
Title:

TEXT 4.5
Title:

TEXT 4.6
Title:

4.1
RADIOACTIVE EFFLUENTS

4.2
RADIOACTIVE EFFLUENTS

4.3
RADIOACTIVE EFFLUENTS

1

LOADS CONTROL PROGRAM
7

2

LOADS CONTROL PROGRAM

.3

LOADS CONTROL PROGRAM

5 01/03/2022
MONITORING PROGRAM

2 04/26/2006 )
LAND USE CENSUS

1 04/26/2006
INTERLABORATORY COMPARISON PROGRAM

0 11/19/2002
CRANE TRAVEL-SPENT FUEL STORAGE POOL

4 04/17/2008
HEAVY LOADS REQUIREMENTS

0 11/19/2002
LIGHT LOADS REQUIREMENTS

0 09/27/2003

ADMINISTRATIVE CONTROLS ORGANIZATION

1 01/03/2019

ADMINISTRATIVE CONTROLS REPORTABLE EVENT ACTION

1 01/03/2019

ADMINISTRATIVE CONTROLS SAFETY LIMIT VIOLATION

1 ©12/18/2008

ADMINISTRATIVE CONTROLS PROCEDURES & PROGRAMS

1 07/01/2021

ADMINISTRATIVE CONTROLS REPORTING REQUIREMENTS

0 09/27/2003

ADMINISTRATIVE CONTROLS RADIATION PROTECTION PROGRAM
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TEXT B3.1.

TEXT B3.1.

TEXT B3.2.

TEXT B3.3.

TEXT B3.3.

TEXT B3.3.

TEXT B3.3.

TEXT B3.3.
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Title:

Title:
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Title:

Title:

Title:

Title:
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Title:

Title:
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1 12/13/2022

ADMINISTRATIVE CONTROLS TRAINING

7 03/18/2021

APPLICABILITY BASES TECHNICAL REQUIREMENT FOR OPERATION (TRO) APPLICABILITY

1

2 04/29/2014

REACTIVITY CONTROL SYSTEM BASES ANTICIPATED TRANSIENT WITHOUT SCRAM ALTERNATE
ROD INJECTION (ATWS-ARI) INSTRUMENTATION

2

0 11/19/2002

REACTFVITY CONTROL SYSTEM BASES CONTROL ROD DRIVE (CRD) HOUSING SUPPORT

3

4 12/18/2017

REACTIVITY CONTROL SYSTEM BASES CONTROL ROD BLOCK INSTRUMENTATION

4

1 10/12/2020

REACTIVITY CONTROL SYSTEM BASES CONTROL ROD SCRAM ACCUMULATORS INSTRUMENTATION

AND CHECK VALVE

1.
CORE OPERATING LIMITS

1
INSTRUMENTATION BASES

2
INSTRUMENTATION BASES

3
INSTRUMENTATION BASES

4
INSTRUMENTATION BASES

5
INSTRUMENTATION BASES

0 11/19/2002
BASES CORE OPERATING LIMITS REPORT (COLR)

1 01/31/2014
RADIATION MONITORING INSTRUMENTATION

2 03/31/2011
SEISMIC MONITORING INSTRUMENTATION

2 11/08/2007
METEOROLOGICAL MONITORING INSTRUMENTATION

7 07/21/2017
TRM POST ACCIDENT MONITORING (PAM) INSTRUMENTATION

2 11/09/2007
THIS PAGE INTENTIONALLY LEFT BLANK
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TEXT B3.3.6 6 03/05/2019
Title: INSTRUMENTATION BASES TRM ISOLATION ACTUATION INSTRUMENTATION

TEXT B3.3.7 4 01/17/2022
Title: INSTRUMENTATION BASES MAIN TURBINE OVERSPEED PROTECTION SYSTEM

TEXT B3.3.8 1 10/22/2003 \
Title: INTENTIONALLY BLANK

TEXT B3.3.9 4 01/03/2019
Title: INSTRUMENTATION BASES LPRM UPSCALE ALARM INSTRUMENTATION

TEXT B3.3.10 3 02/22/2012
Title: INSTRUMENTATION BASES REACTOR RECIRCULATION PUMP MG SET STOPS

TEXT B3.3.11 1 10/22/2003
Title: INSTRUMENTATION BASES MVP ISOLATION INSTRUMENTATION

TEXT B3.3.12 1 04/02/2019
Title: WATER MONITORING INSTRUMENTATION

TEXT B3.4.1 0 11/19/2002
Title: REACTOR COOLANT SYSTEM BASES REACTOR COOLANT SYSTEM CHEMISTRY

TEXT B3.4.2 1 04/16/2009
Title: REACTOR COOLANT SYSTEM BASES STRUCTURAL INTEGRITY

TEXT B3.4.3 ' 1 11/09/2007
Title: REACTOR COOLANT SYSTEM BASES HIGH/LOW PRESSURE INTERFACE LEAKAGE MONITOR
\
TEXT B3.4.4 1 01/03/2019
Title: REACTOR COOLANT SYSTEM BASES REACTOR RECIRCULATION FLOW AND ROD LINE LIMIT

TEXT B3.4.5 0 11/19/2002
Title: REACTOR COOLANT SYSTEM BASES REACTOR VESSEL MATERIALS
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TEXT B3.6.
Title:

TEXT B3.6.
Title:

’

TEXT B3.7.
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6 2 01/03/2019

REACTOR RECIRCULATION SINGLE LOOP OPERATION SLO FLOW RATE RESTRICTION

r
1 2 03/17/2020

ECCS RPV WATER INVENTORY CONTROL AND RCIC SYSTEM ADS MANUAL INHIBIT

2 2 03/05/2019

ECCS RPV WATER INVENTORY CONTROL AND RCIC SYSTEM ECCS RPV WATER INVENTORY

CONTROL AND RCIC MONITORING INSTRUMENTATION .

3 2 03/05/2019

ECCS RPV WATER INVENTORY CONTROL AND RCIC SYSTEM LONG TERM NITROGEN SUPPLY TO
ADS’

1 0 . 11/19/2002

CONTAINMENT BASES VENTING OR PURGING

2 0 11/19/2002

CONTAINMENT BASES SUPPRESSION CHAMBER-TO-DRYWELL VACUUM BREAKER POSITION
INDICATION

3 1 04/19/2007

CONTAINMENT BASES SUPPRESSION POOL ALARM INSTRUMENTATION

4 1 12/14/2004
CONTAINMENT BASES PRIMARY CONTAINMENT CLOSED SYSTEM BOUNDARIES

1 ) 0 11/19/2002
PLANT SYSTEMS BASES EMERGENCY SERVICE WATER SYSTEM (SHUTDOWN)

2 0 11/19/2002
PLANT SYSTEMS BASES ULTIMATE HEAT SINK (UHS) GROUND WATER LEVEL

4

3.1 ' 4 02/16/2017 ,
PLANT SYSTEMS BASES FIRE SUPPRESSION WATER SUPPLY SYSTEM

3.2 , 2 04/26/2006
PLANT SYSTEMS BASES SPRAY AND SPRINKLER SYSTEMS
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TEXT B3.7.3.3
Title: PLANT

TEXT B3.7.3.4
Title: PLANT

TEXT B3.7.3.5
Title: PLANT

TEXT B3.7.3.6
Titla: PLANT

TEXT B3.7.3.7
Title: PLANT

TEXT B3.7.3.8
Title: PLANT

TEXT B3.7.4
Title: PLANT

TEXT B3.7.5.1
Title: PLANT

TEXT B3.7.5.2
Title: PLANT

TEXT B3.7.5.3
Title: PLANT

TEXT B3.7.6
Title: PLANT

TEXT B3.7.7
Tltle: PLANT

MONITORING INSTRUMENTATION

SYSTEMS BASES

SYSTEMS BASES

SYSTEMS BASES

SYSTEMS BASES

SYSTEMS BASES

SYSTEMS BASES

SYSTEMS BASES

SYSTEMS BASES

SYSTEMS BASES

SYSTEMS BASES

SYSTEMS BASES

SYSTEMS BASES

0 11/19/2002

CO2 SYSTEMS

3 06/19/2019
HATON SYSTEMS

1 04/26/2006
FIRE HOSE STATIONS

1 04/26/2006
YARD FIRE HYDRANTS AND HYDRANT HOSE HOUSES

0 11/19/2002
FIRE RATED ASSEMBLIES

3 09/27/2012
FIRE DETECTION INSTRUMENTATION

0 11/19/2002
SOLID RADWASTE SYSTEM

0 11/19/2002 T A
MATN CONDENSER OFFGAS HYDROGEN MONITOR

0 11/19/2002
MAIN CONDENSER OFFGAS EXPLOSIVE GAS MIXTURE

0 11/19/2002
LIQUID HOLDUP TANKS

4 06/04/2013
FSSW PUMPHOUSE VENTILATION

2 01/31/2008
MAIN CONDENSER OFFGAS PRETREATMENT LOGARITHMIC RADIATION

’
/
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Title:
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Title:
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Title:
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4 01/31/2014

PLANT SYSTEMS BASES SNUBBERS

9

3 03/05/2019

PLANT SYSTEMS BASES CONTROL STRUCTURE HVAC

10

PLANT SYSTEMS BASES SPENT FUEL STORAGE POOLS

11
STRUCTURAL

1
ELECTRICAL
PROTECTIVE

2.1

ELECTRICAL
CONTINUOQOUS

2.2

ELECTRICAL
AUTOMATIC

3
ELECTRICAL

4
ELECTRICAL

5
ELECTRICAL

6
ELECTRICAL

7

1 12/14/2004

3 11/01/2018
INTEGRITY

2 03/10/2010

POWER BASES PRIMARY CONTAINMENT PENETRATION CONDUCTOR OVERCURRENT

DEVICES '
0 11/19/2002
POWER BASES MOTOR OPERATED VALVES

2 06/23/2021

(MOV) THERMAL OVERLOAD PROTECTION -

POWER BASES MOTOR OPERATED VALVES (MOV) THERMAL OVERLOAD PROTECTION -

0 11/19/2002

POWER BASES DIESEL GENERATOR (DG) MAINTENANCE ACTIVITIES

0 11/19/2002
POWER BASES 24 VDC ELECTRICAL POWER SUBSYSTEM

1 11/14/2013
POWER BASES DEGRADED VOLTAGE PROTECTION

~ -

4 03/05/2018
POWER BASES EMERGENCY SWITCHGEAR ROOM COOLING

3 02/25/2021

BATTERY MAINTENANCE AND MONITORING PROGRAM
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Title: REFUELING OPERATIONS BASES

TEXT B3.9.2 . 0
Title: REFUELING OPERATIONS BASES
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Title: REFUELING OPERATIONS BASES

TEXT B3.10.1 ~ 0
Title: MISCELLANEOUS BASES SEALED

TEXT B3.10.2 1
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11/19/2002
DECAY TIME

11/19/2002
COMMUNICATIONS

03/12/2019
REFUELING PLATFORM

11/19/2002
SOURCE CONTAMINATION

04/10/2007

Tltle: MISCELLANEOUS BASES SHUTDOWN MARGIN TEST RPS INSTRUMENTATION

TEXT B3.10.3 3

Title: MISCELLANEOUS BASES INDEPENDENT SPENT FUEL STORAGE INSTALLATION (ISFSI)

TEXT B3.11.1.1 . 1
Title: RADIOACTIVE EFFLUENTS BASES

TEXT B3.11.1.2 0

Title: RADIOACTIVE EFFLUENTS BASES

»

TEXT B3.11.1.3 0
Title: RADIOACTIVE EFFLUENTS BASES

TEXT B3(11.1.4 0
Title: RADIOACTIVE EFFLUENTS BASES

TEXT B3.11.1.5 0
Title: RADIOACTIVE EFFLUENTS BASES
INSTRUMENTATION
TEXT B3.11.2.1 1

Title: RADIOACTIVE EFFLUENTS BASES

10/05/2022
05/10/2016
LIQUID EFFLUENTS CONCENTRATION

11/19/2002
LIQUID EFFLUENTS DOSE

11/19/2002 ‘ ’ '
LIQUID WASTE TREATMENT SYSTEM

11/19/2002

~-

LIQUID RADWASTE EFFLUENT MONITORING INSTRUMENTATION

11/19/2002
RADIOACTIVE LIQUID PROCESS MONITORING

12/14/2004
DOSE RATE
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TEXT B3.11.2.2
Title: RADIOACTIVE EFFLUENTS
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