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•• 'EXT B3.ll.3 0 11/19/2002 

Title: RADIOACTIVE EFFLUENTS BASES TOTAL DOSE 

TEXT B3.ll.4.l 6 01/03/2022 

Title: RADIOACTIVE EFFLUENTS BASES MONITORING PROGRAM 

TEXT B3.ll.4.2 0 11/19/2002 

Title: RADIOACTIVE EFFLUENTS BASES LAND USE CENSUS 

TEXT B3.ll.4.3 0 11/19/2002 

Title: RADIOACTIVE EFFLUENTS BASES INTERLABORATORY COMPARISON PROGRAM 

TEXT B3.12.l 1 10/04/2007 

Title: LOADS CONTROL PROGRAM BASES CRANE TRAVEL-SPENT FUEL STORAGE POOL 

12/03/2010 
";"\ 

TEXT B3.12.2 1 

Title: LOADS CONTROL PROGRAM BASES HEAVY LOADS REQUIREMENTS 

TEXT B3.12.3 0 11/19/2002 

• Title: LOADS CONTROL PROGRAM BASES LIGHT LOADS REQUIREMENTS 
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Instrument Trip Setpoint Program 

2.2 

2.0 PLANT PROGRAMS AND SETPOINTS 

2.2 Instrument Trip Setpoint Table 

The Instrument Trip Setpoint Limits in Table 2.2-1 are the Trip Setpoint value limits that 
were contained in the Instrumentation Setpoint tables for protection systems and other 
functions important to safety that were included in the scope of the original Standard 
Technical Specifications. Actual instrument setpoints are established utilizing the 
Allowable Values specified in the Technical Specifications .and Technical Requirements. 
Allowable Values are established in the Reference LCOs and TROs identified in this 
Table. TRO references are enclosed in square brackets. 

Instrumentation process setpoints for the listed subsystems and trip functions are set 
consistent with the Trip Setpoint Limit Column of Table 2.2-1. Actual setpoints are 
established in accordance with engineering procedures. 

Alarm setpoints and other non-protection system tr~p settings as may be fourid in the 
Technical Specifications or in the Technical Requirements are not included in this table. 

Reference: MFP-QA-1220, Engineering Change Process Handbook 

SUSQUEHANNA - UNIT 2 TRM /2.0-5 
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Rev. 12 

2.2.1 

2.2,1.1 

2.2.1.2 

2.2.1.3 

2.2.1.4 

2.2.1.5 

2.2.1.6 

2.2.1.7 
2.2.1.8 
2.2.1.9 
2.2.1.10 
2.2.1.11 
2.2.1.12 

2.2.1.13 

2.2.1.14 
2.2.1.15 

SYSTEM/REFERENCE 
LCO [TRO 

Reactor Protection 

3.3.1.1 

3.3.1.1 

3.3.1.1 

3.3.1.1 

3.3.1.1 

3.3.1.1 

3.3.1.1 
3.3.1.1 
3.3.1.1 

3.3.1.1 
3.3.1.1 

3.3.1.1 

3.3.1.1 
3.3.1.1 

(s) See Figure 2.2-1. 

Instrument Trip Setpoint Program 
2.2 

TABLE 2.2-1 (Page 1 of 8) 
INSTRUMENTATION SETPOINTS 

TRIP FUNCTION 

Intermediate Range Monitor, Nei.!tror:r Flux -
High 
Average Power Range Monitor, Neutron 
Flux - High (Setdown) 
Average Power Range Monitor, Simulated 
Thermal Power - High Two Loop Operation 
Average Power Range Monitor, Simulated 
Thermal Power - High Single Loop Operation 
Average Power Range Monitor, Simulated 
Thermal Power - High flow Clamp 
Average Power Range Monitor, Neutron Flux -
High 
Reactor Vessel Stearn Dome Pressure - High 
Reactor Vessel Water Level - Low, Level 3 
Main Steam Isolation Valve - Clos1:1re 
This Section Not Used 
Drywell Pressure - High 
Scram Discharge Volume Water l:..evel -
High - Level Transmitter 
Scram Discharge Volume Water Level -
High - Float $witch 
T1:1rbine Stop Valve - Closure 
Turbine Control Valve Fast Closure, Trip 
Oil Pressure - Low 

TRIP SETPOINT 

::; 120/125 divisions of full scale 

::; 18% of RATED THERMAL POWER 

0.55 W + 58.7% 

0.55 0/v- l:!.W) + 58.7%(b) 

::; 113.5% of RATED THERMAL 
POWER 

::; 118% of RATED THERMAL 
PO'NER 

::; 1087 psig 
:?: 13.0 inches(a) 

::; 10% closed 

::; 1.72 psig 
::; 65 gallons 

::; 61 gallons 

:$; 5.5% closed 
:?: 500 pslg 

(bl For single loop operation, the value of l:!.W = 8.7. 

SUSQUEHANNA - UNIT 2 TRM / 2.a-6 
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Instrument Trip Setpoint Program 

2.2 

2.2.1.16 

2.2.1.16.1 
2.2.1.16.2 
2.2.1.16.3 
2.2.1.16.4 
2.2.1.16:5 
2.2.1.16.6 
2.2.1.16.7 

2.2.1.16.8 
2.2.1.16.9 
2.2.1.16.10 
2.2.1.16.11 

2.2.2 

2.2.2.1 

2.2.2.1.1 
2.2.2.1.2 
2.2.2.1.3 

2.2.2.1.4 
22.2.1.5 
2.22.1.6 

SYSTEM/REFERENCE 
LCO [TRO] 

TABLE 2.2-1, (Page 2 of 8) 
INSTRUMENTATION SETPOINTS 

TRIP FUNCTION 

OPRM Instrumentation 

3.3.1.1 
3.3.1.1 
[3'.3.9] 
[3.3.9] 
[3.3.9] 
[3.3.9] 
[3.3.9] 

[3.3.9] 
[3.3.9] 
[3.3.9] 
[3.3.9] 

Sp PBA Amplitude Trip 
Np PBA Successive Confirn,atJon Count Trip 
TOL (E) Period Tolerance 
fc Conditioning Filter Cutoff F:requency 
Tmin Oscillation Period Lower Time Limit 
Tmax Osallation Period Upper Time Limit 
LPRMmin Minimum LRPMs/Cell Required for 
Cell Operability 
S1 Peak Threshold Setpolnt/ABA & GRBA 
S2 Valley Threshold Setpo1nt/ABA & GRBA 
Smax Amplrtude Trip Setpoint/ABA 
DR3 Growth Rate Factor Setpolnt/GRBA 

Isolation Actuation Instrumentation 

Primary Cornainment Isolation 

3.3.6.1 
3.3.6.1 
3.3.6.1 

3.3.6.1 
3.3.6.1 
[3.3.6] 

Reactor Vessel Water Level LO'N, Level 3 
Reactor Vessel Water Level Low Low, Level 2 
Reactor Vessel Water Level Low Low Low, 
Level 1 
Drywall Pressure - High 
SGTS Exhaust Radiation - High 
Main Steam Line Radiati6n - High High 

(a) See Figure 2.2-1. 

SUSQUEHANNA - UNIT 2 TRM /2.0-7 

TRIP SETPOINT 

See COLR - TRO 3.2 
See COLR - TRO 3 2 

0.10 sec 
1.50 Hz 
1.00 sec 
3.50 sec 

2 

1.20 
0.85 
1.50 
1.60 

~ 13.0 inches<0 l 

~ -38.0 lnches<e) 
~ -129 lnches(e) 

;.:; 1.72 psig 
:5 23.0 mR/hr 

;.:; 15 x full power background 
wtthout hydrogen injection 
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Instrument Trip Setpoint Program 

2.2 

2.222 

2.2.2.2.1 

2.2.2.2.2 
2.2 2.2.3 

2.2.2.2.4 

2.2.2.2.5 

2.22 3 

2.2.2.3.1 

2.2 2.3.2 
2.2.2.3.3 

2.2.2 3.4 
2.2.2.3.5 

2.2.2.3.6 
2 2.2 3.7 
2.2.2.3.8 

2.2 2.4 

2.2.2.4.1 

2.2 2.4.2 
2.2.2.4 3 

2 2.2 4.4 
2 2.2.4.5 
2.2 2.4.6 
2.2 2.4 7 
2.2 2.4.8 

2 2.2 4.9 

SYSTEM/REFERENCE 
LCO [fRO] 

TABLE 2.2-1 (Page 3 of 8) 
INSTRUMENTATION SETPOINTS 

TRIP FUNCTION 

Secondary Containmem Isolation 

3.3 6.2 

3.3.6.2 
3.3 6.2 

3 3.6.2 

3 3.62 

Reactor Vessel Water Level - Low Low, 
Level2 
Drywall Pressure - High 
Refuel Floor High Exhaust Duct Radiation -
High 
Railroad Access Shaft Exhaust Duct Radiation -
High 
Refuel Floor Wall Exhaust Duct Rad1abon -
High 

Main Steam Line Isolation 

3.3.61 

3.3.6.1 
3 3 6.1 

3.3.6.1 
3.3.6.1 

[3 3.6] 

Reactor Vessel Water Level - Low Low Low, 
Level 1 
Main Steam Line Pressure - Low 

Main Steam Line Flow - High 

Condenser Vacuum - Low 
Reactor Building Mam Steam Lme Tunnel 
Temperature - High 
This Section Not lJsed 
This section is not used. 
Turt:Jme Building Main Steam Tunnel 
Temperature - High 

Reactor Water Cleanup System Isolation 

3.3 6.1 

3 3.6.1 
3.3.61 

3.3.61 

3.3.6.1 

3.3.6.1 

Reactor Vessel Water Level - Low Low, 
Level2 
RWCU 11 Flow - High 
RWCU Flow - High 

RWCU Penetration Area Temperature - High 

This sectJon Is not used 
RWCU Pump Area Temperature - High 
This section is not used 
RWCU Heat Exchanger Area Temperature -
High 
This section is not used. 

(al See Figure 2.2-1. 

SUSQUEHANNA - UNIT 2 TRM / 2.0-8 

TRIP SETPOINT 

~ -38.0 inches(a) 

s 1.72 psIg 
s 18 mR/hr 

s 5 mR/hr 

s 21 mR/hr 

~ -129 mches(a) 

~ 861 psig 
s 173 psid 

~ 9.0 inches Hg vacuum 
s 177°F 

s 197°F 

~ -38 inches(a) 

s 59 gpm 
s 462 gpm 

s 131°F 

s 147°F 

s 147°F 
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2.2 2.5 

2.2.2.5.1 
2.2.2.5.2 
2.2.2.5.3 

2.2.2.5.4 
2.2.2.5.5 
2.2.2.5.6 

2.2.2.5.7 
2.2.2.6.8 
2.2.2.5.9 

2.2.2.6 

2.2.2.6.1 
2.2.2.6.2 
2.2.2.6.3 

2.22.6.4 
2.2.2.6.5 

2.2.2.6.6 
2.2.2.6.7 
2.2.2.6.8 
2.2.2.6.9 

2.2.2.7 

2.2.2.7.1 
2.2.2.7.2 
2.2.2.7.3 

2.2.3 

2.2.3.1 

2.2.3.1.1 

2.2.3.1.2 
2 2.3.1.3 

Instrument Trip Setpoint Program 
2.2 

SYSTEM/REFERENCE 
LCO [fRO] 

TABLE 2.2-1 (Page 4 of 8) 
INSTRUMENTATION SETPOINTS 

TRIP FUNCTION 

Reactor Core Isolation Cooling System Isolation 

3.3.6.1 
3.3.6.1 
3.3.6.1 

3.3.61 
3.3.6.1 
3.3.6.1 

3.3.6.1 

RCIC Steam Line 11 Pressure - High 
RCIC Steam Supply Line Pressure - Low 
RCIC Turbine Exhaust Diaphragm Pressure -
High 
RCIC Equipment Room Temperature - High 
RCIC Pipe Routing Area Temperature - High 
RCIC Emergency Area Cooler Temperature -
High 
Drywall Pressure - High 
This section is not used. 
This section Is not used. 

High Pressure Coolant Injection System Isolation 

3.3.6.1 
3.3.6.1 
3.3.6.1 

3.3.6.1 
3.3.6.1 

3.3.6.1 
3.3.6.1 

HPCI Steam Line /1 Pressure - High 
HPCI Steam Supply Line Pressure - Low 
HPCI Turbine Exhaust Diaphragm Pressure -
High 
HPCI Equipment Room Temperature - High 
HPCI Emergency Area Cooler Temperature -
High 
HPCI Pipe Routing Area Temperature - High 
Drywall Pressure - High 
This section is not used. 
This section is not used. 

Shutdown Cooling/System Isolation 

3.3.6.1 
3.3.6.1 
[3.3.6] 

ECCS Actuation 

Core Spray System 

3.3.5.1 

3.3.5.1 
3.3.5.1 

Reactor Vessel Water Level - Low, Level 3 
Reactor Vessel Steam Dome Pressure - High 
RHR Flow - High 

Reactor Vessel Water Level - Low Low Low, 
Level 1 
Drywall Pressure - High 
Reactor Vessel Steam Dorne Pressure - Low 
injection permissive 

TRIP SETPOINT 

s 138 Inches H20 
~ 60 pslg 

s 10.0 pslg 

s 167°F 
s 167"F 
s 167°F 

s 1.72 psig 

s 370 inches H20 
~ 104 psig 
s 10 psig 

s 167°F 
s 167°F 

s 167°F 
s 1.72 psig 

~ 13.0 lnches<al 

s 98 psig 
s25,000 gpm 

~ -129 inches<al 

s 1.72 psig 
~ 396.5, s 428.5 psig 

{al See Figure .2.2-1. 

SUSQUEHANNA - UNIT 2 TRM / 2.0-9 



• 

,. 

• 

Rev. 12 
Instrument Trip Setpoint Program 

2.2 

2.2.3.2 

2.2.32.1 

2.2.32.2 
2.2 3.2.3 

2.2.3.2.4 

2.2.3.3 

.2 2.3.3.1 

2.2 3.3.2 
2.2.3.3.3 

2.2.3.3.4 

2.2.3.4 

2.2.3.4.1 

2.2.3.4.2 
2.2.3.4.3 
2.2.34.4 

2.2.3.4.5 

2.2.3.4.6 

2.2.3.4.7 

2.2.3.5 

2.2.3.5.1 

2.2.3.5.1.1 
2.2 3.5.1 2 

SYSTEM/REFERENCE 
LCO [TRO] 

TABLE 2.2-1 (Page 5 of 8) 
INSTRUMENTATION SETPOINTS 

TRIP FUNCTION 

LPCI Mode of RHR System 

3.3.5.1 

3.3.5.1 
3.3.5.1 

3.3.5.1 

HPCI System 

3.3.5.1 

3.3.5.1 
3.3.5.1 

3.3.5.1 

Reactor Vessel Water Level - Low Low Low, 
Level 1 
Drywall Pressure - High 
Reactor Vessel Steam Dome Pressure - Low, 
lnJectlon permissive 
Reactor Vessel Steam Dome Pressure - Low, 
Recirculation Discharge Valve pennlssive 

Reactor Vessel Water Level - Low Low, 
Level2 
Drywall Pressure - High. 

Condensate Storage Tank Level - Low 

Reactor Vessel Water Level - High, Level 8 

Automatic Depressurization System (ADS) 

3.3.5.1 

3.3.5.1 
3.3.5.1 
3.3.5.1 
3.3.5.1 

3.3.5.1 

3.3.5.1 

Reactor Vessel Water Level - Low Low Low, 
Level 1 
Drywall Pressure - High 

ADS llmer 
Core Spray Pump Discharge Pressure - High 

Low Pressure Coolant Injection Pump 
Discharge Pressure - High 
Reactor Vessel Water Level - Low, Level 3 
Confirmatory 
ADS Drywall Pressure Bypass "fimer 

Loss of Power - ECCS Actuation 

4.16kv ESS Bus Undervoltage (Loss of Voltage < 20%) 

3.3 8.1 
3.3.8.1 

Bus Undervottage 

Time delay 

(11) See Figure 2.2-1 . 

SUSQUEHANNA - UNIT 2 TRM / 2.0-10 

TRIP SETPOINT 

;::,: -129 inches(9 l 

~ 1.72 psig 
;::,: 396.5, ~ 428.5 psig 

;::,: 236 pslg, decreasing 

;::,: -38 lnches(a) 

~ 1.72 pslg 
;::,: 40.5 inches above tank bottom 

~ 54 Inches 

~ -129 inches 

~ 1.72 pslg 
~ 102 seconds 

;::,: 135, ~ 155 psig 
;::,: 121, ~ 129 psig 

;::,: 13 inches 

~ 420 seconds 

;::,: 823.2, ~ 856.8 Volts 

~ 0.4, ~ 0.6 seconds 
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Instrument Trip Setpoint Program 

2.2 

2.2.3.52 

2.2.3.5.21 
2.2.3.52 2 

22.3.5.3 

2.2.3.5.3.1 
2.2.3.5.3.2 

22.3.5.3.4 

2.2.3.5.4 

2.2.3.5.4.1 
2.2.3.5.4.2 

2.2.3.5 5 

2.2.3.5.5.1 

2.2.3.5.5.2 

2.2.4 

2.2.4.1 

2.2.4.1 

2.2.5 

2.2.5.1 
2.2.52 

2.2.6 

2.2.6.1 

2.2.6.2 

2.2.6.3 

SYSTEM/REFERENCE 
LCO [TRO] 

TABLE 2.2-1 (Page 6 of 8) 
INSTRUMENTATION SETPOINTS 

TRIP FUNCTION 

4.16kV ESS Bus Undervoltage (Degraded Voltage< 65%) 

3.3.8.1 
3.3.8.1 

Bus Undervoltage 
T1me delay 

4.16kV ESS Bus Undervoltage (Degraded Voltage,< 93%) 

3.3.8.1 
3.3 8.1 

3.3.8.1 

Bus Undervoltage 
Time Delay (Non-LOCA) 

Time Delay (LOCA) 

480V ESS Bus 08565 Undervoltage (Degraded Voltage,< 65%) 

[3.8.5] 
t3 8.5] 

480V Basis 
Tlme Delay 

480V ESS Bus 08565 Undervoltage (Degraded Voltage, < 92%) 

[3.8.5] 

[3.8.5] 

480V Basis 

Time Delay 

ATW$ Alternate Rod Injection and Rech:culation Pump Trip 

3.3.4.2/[3.1.1] 

3.3.4.2/[3.1.1] 

Reactor Vessel, Water Level - Low Low, 
Level2 
Reactor Vessel Steam Dome Pressure - High 

End of Cycle Recirculation Pump Trip 

3.3.4.1 
3.34.1 

Turbine Stop Valve-Closure 
Turbine Cor1trol Valve - Fast Closure 

Reactor Core Isolation Cooling System Actuation 

3.3.5.2 

3.3.5.2 

3.3.5.2 

Reactor Vessel Water Level - Low Low, 
Level2 
Reactor Vessel Water Level - High, Level 8 

Condensate Storage Tank Level- Low 

(el See Figure 2.2-1 . 

SUSQUEHANNA - UNIT 2 TRM / 2.0-11 

TRIP SETPOINT 

~ 2641.1,::;; 2748.9 Volts 
~ 2.7,:,; 3.3 seconds 

2 3829.3,::;; 3906.7 Volts 

2 4 minute, 30 seconds 
:,; 5 minute, 30 secomds 

2 9,:,; 11 seconds 

2 308.9,::;; 315.1 Volts 
2 4.5,:,; 5.5 seconds 

2 437.6, :,; 446.4 Volts 

2 9, :,; 11 seconds 

2 -38 Inches(&) 

::;; 1135 pslg 

::;; 5 5% closed 
2 500 pslg 

~ -38 inches(al 

::;; 54 lnches(aJ 

2 36.0 inches above tank bottom 
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Instrument Trip Setpoint Program 

2.2 

22.7 

2.2.7.1 

2 2.7.1.1 

2.2.7.1.2 

2.2.7.2 

2.2.72.1 

2.2.7.2.2 

2.2.7.2.3 

2.2.7.2.4 
2.2.7.2.5 

2.2.7.3 

2.2.7.3.1 
2.2.7.3.2 

2.2.7.4 

2.2.7.4.1 
2.2.7.4.2 

2.2.7.5 

2.2.7.5.1 

2.2.7.6 

2.2.7.6.1 

SYSTEM/REFERENCE 
LCO [TRO] 

Control Rod Block 

Rod Block Monitor 

3.3.2 
3.3.2 
3.3.2 
3.3.2 
3.3.2 
3.3.2 

APRM 

[3.1.3] 

[3.1.3] 

[3.1.3] 

[3.1.3] 
[3.1.3] 

Source Range Monitors 

[3.1.3] 
[3 1.3] 

TABLE 2.2-1 (Page 7 of 8) 
INSTRUMENTATION SETPOINTS 

TRIP FUNCTION 

Low Power Range - Upscale 
Intermediate PoWer Range - Upscale 
High Power Range - Upscale 
Low Power Range Setpoint 
Intermediate Power Range Setpolnt 
High Power Range Setpoint 

Simulated Thermal Power-High - Two Loop 
Operation 
Simulated Thermal Power-High - Single Loop 
Operation 
Simulated Thermal Power-High Clamp 

Downscale 
Neutron Flux - High (Setdown) 

Upscale 
Dovmscale 

Intermediate Range Monitors 

[3.t.3] 
[3.1.3] 

Upscale 
Downscale 

Scram Discharge Volume 

[3.1.3] Water level - High 

Reactor Coolant System Recirculation Flow 

[3.1.3] Upscale 

Cbl With a signal-to-noise ratio 2 2, or within the limits of Figure 2.2-2. 
(cl For single loop operation, the valve of !:iW = 8.7 . 

SUSQUEHANNA - UNIT 2 TRM / 2.0-12 

TRIP SETPOINT 

See COLR - TRO 3.2 
See COLR - TRO 3.2 
See COLR - TRO 3.2 
See COLR - TRO 3.2 
See COLR-TRO 3.2 
See COLR - TRO 3.2 

0.55 W + 54.2% 

0.55 0/11- [),,W) + 54.2%(c) 

:-; 108% of RATED THERMAL 
PO\o\lER 

:2: 5% of RATED THERMAL PO\/1/ER 

:-; 12% of RATED THERMAL POvVER 

:::2E5 cps 
2 3.0 cpsCbl 

:-; 108/125 divisions of full scale 
2 5/125 dMslons of full scale 

::: 35.9 gallons 

114% 



•• 

•• 

Rev. 12 

SYSTEM/REFERENCE 
LCO [TRO] 

2.2.8 CREOASS 

2.2.8.1 3.3.7.1 

2.2.8.1.1 3.3.7.1 

2.2.8.1.2 3.3.7.1 
2.2.8.1.3 3.3.7.1 

2.2.8.1.4 3.3.7.1 

2.2.8.1.5 3.3.7.1 

Instrument Trip Setpoint Program 
2.2 

TABLE 2.2-1 (Page 8 of 8) 
INSTRUMENTATION SETPOINTS 

TRIP FUNCTION 

Main Control Room Outside Air Intake 
Radiation Monitor 
Reactor Vessel Water Level - Low Low, 
Level2 
Drywell Pressure - High 
Refuel Floor High Exhaust Duct 
Radiation - High 
Railroad Access Shaft Exhaust Duct Radiation 
-High 
Refuel Floor Wall Exhaust Duct 
Radiation - High 

TRIP SETPOINT 

~ 5 mR/hr 

~ -38.0 lnches(a) 

~ 1.n pslg 
~ 18 mR/hr 

~ 5 mR/hr 

~ 21 mR/hr 

2.2.9 

2.2.9.1 

2.210 

2.2.10.1 

Feedwater/Maln Turbine Trip System AcitJatlon 

3.3.22 

MVP Isolation 

[3.3.11] 

(a) See Figure 2.2-1 

SUSQUEHANNA - UNIT 2 

Reactor Vessel Level - High 

Main Steam Line Radiation - High High 

TRM /2.0-13 

~ 54.0 inch~(a) 

~ 15 x full power background 
without hydrogen injection 
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800 

5- MAIN 
STEAM 
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BCJTTIJ4 CF STEAM 
DRYER SKIRT 

FEED 498. 
\!ATER 

=7 
~IVE 
FUEL 

... J 
181,0-RECIRC 

RECIRC 161. 
INLET 

llllTLET 
NlZZLE 

NJZZLE 

100 

50 

FIGURE 2. 2-1 

Instrument Trip Setpoint Program 
2.2 

WATER LEVEL NIIMENCLATLRE 

f£IGHT A]!(]VE 
NJ. VESSEL ZERll READit«i 

<IN.) 
(8) 581. 5 +54 
(7) 366. 5 +39 
(4) 'SS7, 5 +30 
(3) ~5 +13 
(2) 489. s -38 
< 1) 398. 5 -129 

WIDE NARROW RM&~ RAN'.iE 

+60 +60-+60::c:+60~ 
(8) ~ (7) 39 HI ' 

HFCI 'i ◄> >J !S' 
C < 13 

-0 

38 SCRAM 
CONTRIBUTE 

(2) INITIATE RCIC, mADS 
HPCI, ARI 
TRIP RECIRC PIMPS 

-129 
(1) INITIATE RHR, CS 

START DIESEL 
-150 CClfTRIBUTE m ADS 

CLOSE MS IV' S 

NOTE• SCALE IN INCt£S 
ABOVE VESSEL Z£RD 

REACTOR VESSEL WATER LEVEL 

SUSQUEHANNA - UNIT 2 TRM / 2.0-14 
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3 

2.8 

2.6 

2.4 

2.2 

2 

......... 1.8 CA 
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w 

~ 1.4 

~ 
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1.2 
0 
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