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1.0 GLOSSARY

I1.1.

Definitions

Accountability — The process of identifying personnel remaining in the Protected Area
following an assembly or site evacuation.

Affecting Safe Shutdown - Event in progress has adversely affected functions that are
necessary to bring the plant to and maintain it in the applicable HOT or COLD SHUTDOWN
condition. Plant condition applicability is determined by Technical Specification LCOs in
effect.

Example 1: Event causes damage that results in entry into an LCO that requires the plant to
be placed in HOT SHUTDOWN. HOT SHUTDOWN is achievable, but COLD SHUTDOWN
is not. This event is not “AFFECTING SAFE SHUTDOWN.”

Example 2: Event causes damage that results in entry into an LCO that requires the plant to
be placed in COLD SHUTDOWN. HOT SHUTDOWN is achievable, but COLD SHUTDOWN
is not. This event is “AFFECTING SAFE SHUTDOWN.”

ALERT - Events are in process or have occurred which involve an actual or potential
substantial degradation of the level of safety of the plant or a security event that involves
probable life-threatening risk to site personnel or damage to site equipment because of
HOSTILE ACTION. Any releases are expected to be limited to small fractions of the EPA
Protective Action Guide exposure levels. (COMN 50110, ULNRC-05189)

Assembly - The process of reporting to designated buildings outside the Protected Area to
evaluate personnel resources and accountability.

Assessment Actions - Steps taken during or after an accident to obtain and process
information necessary to make decisions in order to implement specific protective and/or
corrective actions.

Automated Calling System — Automated calling service provided by a vendor. This system
is used as the method for notifying selected ERO personnel.

Backup Emergency Operations Facility (BEOF) - Alternate facility for the EOF, set up in
the State’s Emergency Operations Center (EOC) at the Ike Skelton Training Site southeast of
Jefferson City, Missouri.

Bomb - Refers to an explosive device suspected of having sufficient force to damage plant
systems or structures.

Cellular Paging System - A commercially provided cellular notification service capable of
delivering alphanumeric messages to pre-designated personal notification devices (e.g.,
pagers, cell phones, etc.) carried by Emergency Response Duty Personnel. Messages are
initiated by on-shift personnel via the paging service.

Civil Disturbance — A group of people violently protesting station operations or activities at
the site.
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Committed Dose Equivalent (CDE) - The dose equivalent to organs or tissues of reference
that will be received from an intake of radioactive material by an individual during the
50-year period following the intake.

Committed Effective Dose Equivalent (CEDE) - The sum of the products of the weighting
factors applicable to each of the body organs or tissues that are irradiated and the committed
dose equivalent to these organs or tissues.

Confinement Boundary — The barrier(s) between areas containing radioactive substances
and the environment.

Containment Closure - Is the action to secure Containment as a functional barrier to fission

product release during cold shutdown conditions. Containment closure means that all

potential escape paths are closed or capable of being closed. Containment Closure exits if, for

each containment penetration.

1. The system associated with the penetration is in service providing pressure or providing
a water seal to prevent escape of Containment atmosphere to outside of containment, or

2. The inside containment isolations of a penetration are in their required state or the
outside Containment isolations of the penetrations are in the required state, or

3. Alternate means of isolating at least one side of a penetration have been established per
OSP-GT-00003 Attachment 6, or

4.  Administrative controls have been established to isolate a breached penetration when
required as described in OSP-GT-00003 Attachment 7.

Contiguous - Being in actual contact; touching along a boundary or at a point.

Control Room (CR) - The area located on the 2047'-6" elevation of the Control Building
from which the reactor and its auxiliary systems are controlled.

Corrective Actions - Emergency measures taken to mitigate or terminate an emergency
situation at or near the source of the problem.

Deep Dose Equivalent (DDE) - The dose equivalent at a tissue depth of 1 cm.

Department of Health (DOH) - A department of the State responsible for evaluating the
effects of a radiological emergency on the population at risk.

Desired Numbers — As this term appears in Table 5-2, it is the complete or full staffing of the
organization (all positions filled with the optimum number of responders) so as not to be
confused with minimum staffing or numbers.

Dose Equivalent (DE) - The product of the absorbed dose in tissue, quality factor, and all
other necessary modifying factors at the location of interest. The unit of dose equivalent is
the rem.

Drill - A supervised instruction period aimed at testing, developing, and improving skills.
Duty - Rotating on-call coverage, scheduled around the clock, to ensure response.

Duty Manager (DM) - A designated member of the Callaway Plant management staff who is
assigned the responsibility of being the initial contact for problems when the Shift Manager
needs guidance during normal plant operations.
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Emergency Action Levels (EAL)s - Predetermined conditions or values which, when
exceeded, require implementation of the Radiological Emergency Response Plan (RERP).

Emergency Classifications - The grouping of emergency situations into four (4) mutually
exclusive categories, allowing for proper emergency response. The four categories are
utilized industry-wide and in this RERP as follows: (1) UNUSUAL EVENT, (2) ALERT,
(3) SITE AREA EMERGENCY, and (4) GENERAL EMERGENCY.

Emergency Communications Center (ECC) - A designated facility designed and equipped
to handle incoming and outgoing communications for a County Emergency Operations
Center.

Emergency Coordinator (EC) - The designated on-site individual having the responsibility
and authority to implement the Callaway Plant RERP, and who will coordinate efforts to limit
consequences of the emergency and bring it under control. The Shift Manager is considered
the Emergency Coordinator (SM) until relieved by the Emergency Coordinator (TSC).
An Emergency Coordinator (TSC) is on-call 24 hours per day, 7 days a week.

Emergency Operations Center (EOC) - A State or county facility designed and equipped
coordination and control over emergency operations within their jurisdiction.

Emergency Operations Facility (EOF) - An off-site emergency response facility for
management of overall Callaway Plant emergency response. This response includes
coordination with off-site authorities, coordination of radiological and environmental
assessment, and determination of recommended protective actions for the public. The
personnel that respond to the EOF are mobilized at the ALERT (or higher) classification.

Emergency Planning Zone (EPZ) - The area around the Plant which is defined to facilitate
off-site emergency planning for a finite emergency response base. There are two areas for
which EPZs apply. These areas are: (1) Plume Exposure Pathway EPZ, and (2) Ingestion
Exposure Pathway EPZ.

Emergency Plan Implementing Procedures (EIP)s - Specific procedures providing actions
required to put into effect the provisions of the RERP in order to mitigate and/or terminate the
emergency situation. Procedures addressing maintenance of emergency preparedness are also
included. Emergency Plan Implementing Procedures are numbered as EIP-ZZ-XXXXX,
where X is an alphanumeric character.

Emergency Response Facility (ERF) - A collective name for specifically designated
locations which are equipped to facilitate the control and coordination of emergency activities
and assessment.

Emergency Response Organization - An organization that has been established to provide
technical and logistical direction in the event of a radiological emergency declaration at the
Callaway Plant. This organization is structured to provide Plant control and coordination of
on-site response, coordination of off-site response and dissemination of information to the
public.

Emergency Response Personnel - Pre-designated Personnel, including Minimum Staffing,
who staff the Emergency Response Facilities to make them capable of fulfilling all intended
emergency functions.
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ERF Activation — When the ERF is ready to accept respective functions from the Control
room (On-shift Emergency Response). These functions include classifications, notifications,
dose assessment, protective action recommendations, technical assessment, communications,
radiological controls, and emergency repairs.

Essential Personnel - Personnel who are filling an emergency response position or providing
support to an emergency response organization.

Event Closeout - The condition declared after Emergency Action Level (EAL) closeout
criteria has been met. This condition initiates the transition from emergency operations back
to normal operations. Event closeout is typically declared after response to an UNUSUAL
EVENT or ALERT has been completed.

Event Notification System - A notification system linked between the Callaway Plant, the
State Emergency Management Agency and the four (4) EPZ risk counties. It allows the
Communicator to fill out a notification form on screen and transmit the data simultaneously.
Notifications can be initiated from the Control Room, the Emergency Operations Facility
(EOF), or the Technical Support Center (TSC).

Exclusion Area - The area that encompasses the land surrounding the Plant to a radius of
1,200 meters (3,937 feet) from the midpoint of the Unit 1 Reactor Building and the canceled
Unit 2 Reactor Building. Control of access to this area is by virtue of ownership and in
accordance with 10CFR100.

Exclusion Area Boundary (EAB) - The border of the Exclusion Area.

Exercise - An observed evaluation that tests the integrated capability of the Emergency
Response Organization as well as a major portion of the basic elements of the Radiological
Emergency Response Plan.

Explosion - Is a rapid, violent, unconfined combustion, or catastrophic failure of
pressurized/energized equipment that imparts energy of sufficient force to potentially damage
permanent structures, systems, or components.

Faulted - In a steam generator, the existence of secondary side leakage that results in an
uncontrolled lowering in steam generator pressure or the steam generator being completely
depressurized.

Fire - Combustion characterized by heat and light. Sources of smoke such as slipping drive
belts or overheated electrical equipment do not constitute fires. Observation of flame is
preferred but is NOT required if large quantities of smoke and heat are observed.

Fission Product Barriers (FPB) - Multiple physical barriers any one of which, if maintained
intact, precludes the release of significant amounts of radioactive fission products to the
environment. The FPBs are the Reactor Fuel Clad (FC), Reactor Coolant System (RCS) and
Containment (CMT).

GENERAL EMERGENCY - Events are in progress or have occurred which involve actual
or imminent substantial core degradation or melting with the potential for loss of containment
integrity or hostile action that results in an actual loss of physical control of the facility.
Releases can be reasonably expected to exceed EPA Protective Action Guideline exposure
levels off-site for more than the immediate site area. (COMN 50110, ULNRC-05189)

Health Physics — The terms Health Physics and Radiation Protection have the same meaning
and may be used interchangeably in the RERP, EALs, and procedures.
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HI-TRAC - Is a Holtec term for the transfer cask used to house the Multi-Purpose Canister
(MPC) during MPC fuel loading, unloading, drying, sealing, and on-site transfer operations to
a HI-STORM storage module or HI-STAR storage/transportation overpack. The HI-TRAC
shields and protects the loaded MPC during short term operations.

HI-STORM VVM - Means the module that receives and contains the sealed MPC containing
spent nuclear fuel for long term storage. It provides the gamma and neutron shielding,
ventilation passages, missile protection, and protection against natural phenomena and
accidents for the loaded MPC.

HI-STORM UMAX System - Consists of loaded MPCs stored in the HI-STORM VVMs.

Hostage - Person(s) held as leverage against the station to ensure that demands will be met by
the station.

Hostile Action — An act toward a Nuclear Power Plant or its personnel that includes the use
of violent force to destroy equipment, take hostages, and/or intimidate the licensee to achieve
an end. This includes attack by air, land, or water using guns, explosives, projectiles,
vehicles, or other devices used to deliver destructive force. Other acts that satisfy the overall
intent may be included. Hostile Action should not be construed to include acts of civil
disobedience or felonious acts that are not a part of a concerted attack on the Nuclear Power
Plant. Non-terrorism based EALSs should be used to address such activities, (e.g. violent acts
between individuals in the owner controlled area). (COMN 50110, ULNRC-05189)

Hostile Force — One or more individuals who are engaged in a determined assault, overtly or
by stealth and deception, equipped with suitable weapons capable of killing, maiming, or
causing destruction.

Immediately Adjacent — Contiguous.

Immediately Dangerous to Life and Health (IDLH) - A condition that either poses an
immediate threat to life and health or an immediate threat of severe exposure to contaminants
which are likely to have adverse delayed effects on health.

Imminent - Mitigation actions have been ineffective, additional actions are not expected to be
successful, and trended information indicates that the event or condition will occur. Where
Imminent timeframes are specified, they shall apply.

Independent Spent Fuel Storage Installation (ISFSI) — A complex that is designed and
constructed for the interim storage of spent nuclear fuel and other radioactive materials
associated with spent fuel storage.

Ingestion Exposure Pathway EPZ - The area within a 50-mile radius of the Callaway Plant
in which people may be indirectly exposed to radiation by eating or drinking contaminated
food, milk, and water.

Inoperable - Not able to perform its intended function.

Integrated Public Alert and Warning System (IPAWS/EAS) - provides an integrated
gateway to send alert and warning messages to the public using the Emergency Alert System
(EAS)

Integrated Public Alert and Warning System (IPAWS/WEA) - provides an integrated
gateway to send alert and warning messages to the public using Wireless Emergency Alert
(WEA)
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Intruder - Person(s) present in a specified area without authorization.

Intrusion - The act of entering without authorization. Discovery of a bomb in a specified area
is indication of intrusion into that area by a hostile force.

Joint Information Center (JIC) - An off-site Emergency Response Facility from which
coordinated news releases can be issued and news media briefings can be held. The JIC is
normally mobilized at the ALERT or higher classification levels.

Low Population Zone (LPZ) — A 2 %2 mile circular area immediately surrounding the Plant
which contains residents, the total number and density of which are such that there is a
reasonable probability that appropriate protective actions could be taken on their behalf in the
event of a serious accident.

Lower Flammability Limit (LFL) - The minimum concentration of a combustible substance
that is capable of propagating a flame through a homogenous mixture of the combustible and
a gaseous oxidizer.

Maintain - Continuously control a parameter to some required guideline. Example:
MAINTAIN steam generator levels at 50% (45%-55%).

Minimum Staffing — Pre-designated Emergency Response Personnel assigned to activate the
Technical Support Center and the Emergency Operations Facility sufficiently to relieve
Control Room personnel of emergency functions not directly related to operation of the Plant.
Minimum Staffing personnel are designated on a rotating basis to be available for
mobilization via the Cellular Paging System. When designated on duty, personnel must
remain fit for duty and within their designated response time of the Plant.

Mobilization - The process of staffing the Emergency Response Facilities. This includes
announcements over the Plant Gaitronics system and activation of the Cellular Paging
System.

Multi-Purpose Canister (MPC) — MPCs are the sealed spent nuclear fuel canisters which
consist of a honeycombed fuel basket contained in a cylindrical canister shell which is welded
to a baseplate, lid with welded port cover plates, and closure ring. The MPC provides the
confinement boundary for the contained radioactive materials.

Non-Essential Personnel - All personnel who are not actively filling an emergency response
position or providing support to the Emergency Response Organization.

Normal Plant Operations - Activities at the plant site associated with routine testing,
maintenance, or equipment operations, in accordance with normal operating or administrative
procedures. Entry into abnormal or emergency operating procedures, or deviation from
normal security or radiological controls posture, is a departure from Normal Plant Operations.

Off-site - Any area outside of the Protected Area fencing.
On-site - Any area located within the Protected Area fencing.
Operable - Able to perform its intended function.

Owner Controlled Area - The fenced area contiguous to the Protected Area, designated by
Callaway Plant to be controlled for security purposes.
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Personnel Monitoring Devices - Any device designed to be worn or carried by an individual
for the purpose of measuring the radiation exposure received, such as film badges,
self-reading dosimeters, thermoluminescent dosimeters, optically stimulated luminescent
dosimeters, etc.

Physically Operable - Plant systems, equipment, or devices shall be physically operable
when they are capable of performing their specific function, regardless of Technical
Specifications criteria, and could be available for use during emergency operations.

Plant Operating Procedures - A set of procedures to be used to provide the guidance and
control of the Plant operation.

Plume Exposure Pathway EPZ - The area around the Plant where the principal exposure
would be from external and inhalation exposure of radioactive materials from a passing
plume. This area applies to an area around the Plant out to a radius of about 10 miles.

Projected Dose - A calculated or estimated total effective dose equivalent which affected
populations may potentially receive if protective actions are not taken.

Projectile - An object directed toward a NPP that could cause concern for its continued
operability, reliability, or personnel safety.

Protected Area - The area encompassed by physical barriers and to which access is
controlled by Security. The Callaway Plant Protected Area includes all areas within the
security fence that immediately surround the major Plant structures (i.e., Reactor Building,
Auxiliary Building, Turbine Building, Service Building, and Fuel Building) and ISFSI.

Protective Actions - Emergency measures taken to prevent or minimize radiological
exposure (i.e., sheltering, evacuation).

Protective Action Guides (PAG)s - Projected TEDE or CDE values to individuals in the
general population and to emergency workers that warrant protective action before or after a
release of radioactive material.

Radiation Protection — The terms Radiation Protection and Health Physics have the same
meaning and may be used interchangeably in the RERP, EALSs, and procedures.

Radiological Controlled Area (RCA) - The area of the Plant where access is controlled for
the purpose of protection of personnel from exposure to radiation and radioactive materials.
This area includes the Auxiliary Building, Containment Building, Radwaste Building, Fuel
Building, and Laundry and Decon Facility.

Radiological Emergency Response Plan (RERP) - The document which establishes
concepts and mechanisms that, when implemented during emergencies, provides safety and
dose savings measures for site personnel and the general public.

Recovery - The condition declared after the immediate hazards to life and safety due to the
emergency have been removed and efforts are directed to returning affected areas to normal
operations.

Recovery Operations - Actions taken after the emergency to restore the Plant as nearly as
possible to its pre-emergency condition.

Recovery Manager - The individual who has overall command and control of the entire
Callaway Plant emergency response.
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Reduced Inventory Condition - Plant condition when fuel is in the reactor vessel and
Reactor Coolant System level is lower than 3 feet below the Reactor Vessel flange
(<64.01in.). (OTG-ZZ-00007 Refueling Preparation, Performance and Recovery)

Reentry - Return of personnel into areas evacuated due to Plant conditions during a
radiological emergency.

Response Time Goal — The expected time that expires from emergency declaration to the
responder arriving at the Emergency Response Facility (ERF).

Restore - Return to a former original condition. Used to require the reinstatement of a system
or broad function to a pre-tripped or a ready/standby condition.

Route Alerting — A backup form of emergency notification used by the EPZ counties
whereby information is provided from county vehicles using a PA system.

Ruptured - In a steam generator, existence of primary-to-secondary leakage of a magnitude
sufficient to require or cause a reactor trip and safety injection.

Sabotage - Deliberate damage, misalignment, or mis-operation of plant equipment with the
intent to render the equipment inoperable. Equipment found tampered with or damaged due to
malicious mischief may not meet the definition of Sabotage until this determination is made
by security supervision.

Safe Plant Shutdown - Hot or cold shutdown (reactor subcritical) with control of coolant
inventory and decay heat removal.

Security Condition - Any Security Event as listed in the approved security contingency plan
that constitutes a threat/compromise to site security, threat/risk to site personnel, or a potential
degradation to the level of safety of the plant. A Security Condition does NOT involve a
Hostile Action.

Severe Accident Management Guidelines (SAMG) - Guidelines and aids that incorporate
strategies for decision making for responding to and recovering from a severe accident
condition beyond normal operating and emergency procedures.

Shift Manager — The terms Shift Manager and Shift Supervisor have the same meaning and
may be used interchangeably in the RERP, EALSs, and procedures.

Significant Transient - An unplanned event involving any of the following:

o Automatic turbine runback > 25% thermal reactor power
o Electrical load rejection > 25% full electrical load

o Reactor trip

o Safety injection activation

o Thermal power oscillations > 10%
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SITE AREA EMERGENCY (or SITE EMERGENCY) - The terms Site Emergency or
Site Area Emergency have the same meaning and may be used interchangeably in the RERP,
EALs and procedures. Events are in progress or have occurred which involve an actual or
likely major failure of plant functions needed for protection of the public or HOSTILE
ACTION that results in intentional damage or malicious acts; (1) toward site personnel or
equipment that could lead to the likely failure of or; (2) that prevent effective access to
equipment needed for the protection of the public. Any releases are not expected to result in
exposure levels which exceed EPA Protective Action Guideline exposure levels beyond the
site boundary. (COMN 50110, ULNRC-05189)

Site Boundary - Exclusion Area Boundary is a synonymous term for Site Boundary. The
Exclusion Area is defined as the area that encompasses the land surrounding the Plant to a
radius of 1,200 meters (3,937 feet) from the midpoint of the Unit 1 Reactor Building and the
canceled Unit 2 Reactor Building. Control of access to this is by virtue of ownership and in
accordance with 10CFR100.

Site Evacuation - A controlled, pre-planned evacuation, which can be initiated by the
Emergency Coordinator, that ensures all non-essential personnel are safely and expeditiously
evacuated from the Callaway Plant Exclusion Area.

Spent Fuel Storage Cask or Cask — All the components and systems associated with the
container in which spent fuel or other radioactive materials associated with spent fuel are
stored in an ISFSI.

State - The State of Missouri.

Strike Action - Work stoppage within the protected area by a body of workers to enforce
compliance with demands made on Callaway. The strike action must threaten to interrupt
Normal Plant Operations.

Support Area - Area of the Technical Support Center (TSC) used to assemble manpower for
emergency team formation.

Sustained - Prolonged. Not intermittent or of a transitory nature.

Technical Support Center (TSC) - An on-site Emergency Response Facility for centralized
control and coordination of on-site emergency response. This response includes the Support
Area. The personnel that respond to the TSC are mobilized at the ALERT (or higher)
classification.

Total Effective Dose Equivalent (TEDE) - The sum of the deep dose equivalent (for
external exposures) and the committed effective dose equivalent (for internal exposures).

Trip - Manually activate a semi-automatic feature. Direct the operator to manually actuate a
control which will cause the associated device to cease operation. Example: TRIP Breaker
NBO211.

Uncontrolled - An evolution lacking control but is not the result of operator action.
Unisolable - A breach or leak that cannot be promptly isolated.

Unplanned - A parameter change or an event that is not the result of an intended evolution
and requires corrective or mitigative actions.
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UNUSUAL EVENT (or NOTIFICATION OF UNUSUAL EVENT) — The terms Unusual
Event or Notification of Unusual Event have the same meaning and may be used
interchangeably in the RERP, EALs, and procedures. Events are in process or have occurred
which indicate a potential degradation of the level of safety of the plant or indicate a security
threat to facility protection have been initiated. No release of radioactive material requiring
off-site response or monitoring are expected unless further degradation of safety systems
occurs. (COMN 50110, ULNRC-05189)

Valid - An indication, report, or condition, is considered to be VALID when it is verified by
(1) an instrument channel check, or (2) indications on related or redundant indicators, or (3)
by direct observation by plant personnel, such that doubt related to the indicator’s operability,
the condition’s existence, or the report’s accuracy is removed. Implicit in this definition is the
need for timely assessment.

Visible Damage - Damage to equipment or structure that is readily observable without
measurements, testing, or analysis. Damage is sufficient to cause concern regarding the
continued operability or reliability of affected safety structure, system, or component.
Example damage includes: deformation due to heat or impact, denting, penetration, rupture,
cracking, paint blistering. Surface blemishes (e.g., paint chipping, scratches) should not be
included.

Vital Area - Any plant area which contains vital equipment. Any area, normally within the
protected area, which contains equipment, systems, components, or material, the failure,
destruction, or release of which could directly or indirectly endanger the public health and
safety by exposure to radiation.
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Acronyms and Abbreviations

American Nuclear Insurers

Committed Dose Equivalent

Committed Effective Dose Equivalent
Code of Federal Regulations

Control Room

Containment

Dose Assessment Coordinator

Deep Dose Equivalent

Dose Equivalent

Duty Manager

Department of Energy

Department of Health

Exclusion Area Boundary

Emergency Action Level

Emergency Alert System

Emergency Coordinator

Emergency Communications Center
Emergency Notification System
Emergency Operations Center
Emergency Operations Facility
Environmental Protection Agency
Emergency Plan Implementing Procedure
Emergency Planning Zone

Emergency Team Coordinator

Forward Command Post

Federal Emergency Management Agency
Final Safety Analysis Report

General Employee Training

Health Physics

Health Physics Coordinator

Health Physics Network

Instrumentation and Control

Institute for Nuclear Power Operations
Integrated Public Alert and Warning System
Independent Spent Fuel Storage Installation

Joint Information Center
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Kl Potassium Jodide

LAN .o Local Area Network

LOCA.. Loss of Coolant Accident

LPL.... Low Population Zone

MCA....... Multi Channel Analyzer

MCL... Management Counterpoint Link

MIDS ... Moveable Incore Detector System

MPC ........... Multi-Purpose Canister

NCRP...... National Council on Radiation Protection
NRC....co Nuclear Regulatory Commission

NSSS . Nuclear Steam Supply System
OSC...oen Operations Support Coordinator
OSLD...... Optically Stimulated Luminescent Dosimeter
PAC..... Plant Assessment Coordinator
PAG..... Protective Action Guide

PCS.. Plant Computer System

PMC...... Protective Measures Coordinator
PMCL..... Protective Measures Counterpoint Link
QA .o Quality Assurance

RCA .. Radiological Controlled Area
RCP..... Reactor Coolant Pump

RCS . Reactor Coolant System

RERP. ... Radiological Emergency Response Plan
RP . Radiation Protection

RSCL.....ooc. Reactor Safety Counterpoint Link
RWP....... Radiation Work Permit

SAMG.... Severe Accident Management Guidelines
SEMA ... State Emergency Management Agency (Missouri)
SPDS....cc Safety Parameter Display System

SMD ... Secondary Monitoring Device

STA .o Shift Technical Advisor

TAC .. Technical Assessment Coordinator
TEDE.... Total Effective Dose Equivalent
TLD.....ccce Thermoluminescent Dosimeter

TSC o Technical Support Center

USCG.... United States Coast Guard
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SCOPE AND APPLICABILITY

2.1.

2.2.

Purposes and Objectives

The purpose of emergency preparedness is to provide direction and control for response to
classified emergencies and to ensure that necessary equipment, supplies, and essential
services are available.

The primary objective of emergency preparedness is to develop and maintain a Radiological
Emergency Response Plan (RERP), Emergency Implementing Procedures (EIP)s, and Severe
Accident Management Guidelines (SAMG)s, to ensure a coordinated means for mitigating the
consequences of emergencies in order to provide safety and dose savings for the general
public and site personnel, and to prevent damage to property. As such, objectives of the
Callaway Plant Radiological Emergency Response Plan (RERP) are as follows:

o Establish a means to identify and classify emergency conditions.
o Establish a means to reclassify emergency conditions should the severity increase.
o Detail the on-shift emergency response and the Emergency Response Organization,

including assignment of responsibilities and authorities necessary to direct the
response in an emergency situation.

o Provide guidelines and specific details of off-site support organizations' assistance
(including governmental organizations) and availability.

o Provide guidance for evaluating protective action recommendations to protect the
general public and site personnel.

o Provide guidance for terminating or mitigating the consequences of an emergency,
both on-site and off-site.

o Establish and provide specific details on Emergency Response Facilities (ERF)s,
assessment equipment, communications equipment and their utilization during
normal and emergency conditions.

o Provide for the training of emergency response personnel.
o Outline the most effective course of action in order to protect site personnel and
recommend protective actions for the general public in the event of an emergency.

Planning Description

Callaway Plant, in defining the Emergency Planning Zones (EPZ)s, has taken into
consideration population densities, political and physical boundaries, and on-site and off-site
organizational capabilities, as well as the guidance given in NUREG 0654/FEMA REP 1,
Rev. 1.

Two primary zones have been identified for the purpose of development and implementation
of the RERP. The first EPZ has a radius of about 10 miles and is referred to as the "Plume
Exposure Pathway Emergency Planning Zone". Within this zone, evacuation and/or
sheltering may be used as immediate protective actions to protect the general public. The
principle concern with the Plume Exposure Pathway is that of external exposure and/or
exposure to the thyroid due to inhalation and ingestion from a radioactive plume passing over
the area.
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The second EPZ has a radius of about 50 miles and is referred to as the “Ingestion Exposure
Pathway Emergency Planning Zone”. The principal concern with the Ingestion Exposure
Pathway is from ingestion of contaminated water or foods such as milk or fresh vegetables.

Plan Interrelationships

The RERP should not be used alone in response to an emergency, but in conjunction and
coordination with procedures, other plans, and emergency arrangements.

These interrelationships are summarized as follows:

o Emergency Implementing Procedures (EIP)s provide detailed actions to be taken
by individuals in response to on-site emergency situations. These procedures direct
the implementation of the RERP.

o The Plant Operating Procedures include: Emergency Operating Procedures utilized
to control the Plant during abnormal and accident conditions; Administrative
Procedures; Radiation Protection Procedures; Chemistry Procedures; and
Operations Procedures. Pertinent information from this document has been either
incorporated into or referenced in the RERP and/or EIPs.

o Severe Accident Management Guidelines which provide strategies for decision
making for responding to a severe accident condition.

o Security Plan and Procedures have been coordinated to ensure that appropriate
emergency actions can be taken.

o Coordination and liaison with off-site organizations and agencies having
radiological emergency responsibilities ensures compatibility and proper interface
with the RERP. Governmental agency interrelationships with the Callaway Plant
RERP include:

e (Callaway County/City of Fulton
¢ Montgomery County

e Gasconade County

e Osage County

e State of Missouri

e Federal government

The development of Federal, State, County, and Callaway Plant Radiological Emergency
Response Plans has been closely coordinated. In addition, State, and local preferences for
reporting emergencies, providing information and data, recommending protective actions,
etc., have been integrated directly into the RERP and the associated EIPs.
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SUMMARY OF THE CALLAWAY PLANT EMERGENCY PREPAREDNESS PROGRAM

This chapter of the Radiological Emergency Response Plan provides a summary of the Callaway
Plant Emergency Preparedness Program. Information contained in this chapter is detailed in
subsequent chapters of this Plan.

3.1.

Radiological Emergency Response Plan (RERP)

This document establishes the concepts, evaluation and assessment criteria, and protective
actions necessary to limit and mitigate the consequences of potential or actual emergencies.
The RERP incorporates the necessary pre-arrangements, regulatory guidance and
requirements, and organizations necessary to provide dose savings for the protection of the
health and safety of the general public and site personnel. During the developmental stage of
this document, components of other planning documents were integrated into the RERP to
ensure proper coordination of actions required by all associated planning documents as listed
in Appendix I, List of Supporting Radiological Emergency Response Plans.

This RERP satisfies the requirements of 10CFR50.34, 10CFR50.47, and 10CFR50,
Appendix E. This document also satisfies the intent of the guidance stated in

NUREG 0654/FEMA REP 1, Rev. 1, as indicated in Appendix A, NUREG 0654/Callaway
Plant Radiological Emergency Response Plan Cross Reference.

Supplemental guidance has been provided by additional documents. A sample of these
documents is listed below:

J NUREG 0737

J NUREG 0696

o Regulatory Guide 1.97
o Regulatory Guide 1.101
o Regulatory Guide 1.145

3.1.1. Summary of RERP

3.1.1.1 Chapter 1 - Glossary

This chapter provides definitions of key words, terms, or phrases that are unique
and used throughout the RERP. In addition, a list of commonly used acronyms and
abbreviations and their meanings is provided.

3.1.1.2 Chapter 2 - Scope and Applicability

This chapter provides a basic discussion of the purposes and objectives of
emergency planning. Included in this chapter is a brief description of planning
considerations and the interrelationships of this Plan to other planning documents.
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3.1.1.3 Chapter 3 - Summary of the Callaway Plant Emergency Preparedness
Program
This chapter provides a brief synopsis of each chapter in the RERP, a summary of

the Emergency Plan Implementing Procedures, and a brief discussion of
maintaining emergency preparedness.

3.1.14 Chapter 4 - Emergency Conditions

This chapter establishes and defines the four classifications of emergencies utilized
at the Callaway Plant (UNUSUAL EVENT, ALERT, SITE AREA EMERGENCY,
and GENERAL EMERGENCY). Included in this chapter are the trigger
mechanisms or Emergency Action Levels (EAL)s used to determine which class of
emergency should be declared. In addition, this chapter provides a discussion of
postulated accidents in relation to the appropriate classification of that emergency.

3.1.1.5 Chapter 5 - Organizational Control of Emergencies

This chapter provides a discussion of how the normal Callaway Plant operating
organization and other Licensee organizations relate to the emergency response
organizations and agencies that are utilized to mitigate and/or terminate the
circumstances of an emergency. Each position within Callaway Plant Emergency
Response Organization is discussed with emphasis on positional authority,
responsibilities, and interrelationships with other factions of Callaway Plant’s or
off-site agencies' organizations. Levels of augmentation including definable points
where augmentation would occur are also included in this chapter.

3.1.1.6 Chapter 6 - Emergency Measures

This chapter establishes the methodology of emergency response, and is the basis
for the Emergency Plan Implementing Procedures which define emergency actions
to be taken. A discussion of the following topics is included:

e Recognition and evaluation

e (lassification and declaration
e Notification

e Assessment actions

e Corrective actions

e Protective actions

¢ Aid to affected personnel

e  Public Information
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3.1.1.7 Chapter 7 - Emergency Response Facilities and Equipment

This chapter provides general descriptions of Emergency Response Facilities,
communications equipment, assessment equipment, protective facilities and
equipment, decontamination facilities and equipment, medical and first aid
facilities, and damage control equipment and supplies that are available during an
emergency. Included in this chapter are the functions and anticipated use of the
facilities and assessment equipment located in the facilities.

3.1.1.8 Chapter 8 - Maintaining Emergency Preparedness

This chapter summarizes the emergency response training program; describes the
requirements for emergency drills and exercises (including joint exercises); details
the methods utilized to review and update the RERP, EIPs, and Emergency
Preparedness Program; describes the methods utilized to maintain an adequate
inventory of emergency equipment and supplies; and describes the Callaway Plant's
Emergency Preparedness Organization.

3.1.1.9 Chapter 9 - Recovery

This chapter defines, in general terms, post emergency reentry, and recovery plans
and organization.

Emergency Implementing Procedures (EIP)s

The EIPs provide detailed action steps, in procedure format, necessary to be performed to
implement the commitments/requirements as stated in the RERP. Information from other
related planning documents has been integrated into the EIPs to ensure a coordinated response
between and within organizations responding to an emergency at the Callaway Plant.

In general, the EIPs consist of the following:

The criteria or specific emergency action levels utilized to recognize, classify, and
declare an emergency;

The Callaway Plant initiated notifications and communications equipment utilized;

Emergency actions to be taken by appropriate personnel to assess emergency
conditions, and the steps taken to correct and/or mitigate the situation;

Duties and responsibilities of Emergency Response Organization members,
facilities, equipment, etc., necessary to implement the RERP;

Actions to be taken for emergency response assistance;

Actions to be performed in order to maintain emergency preparedness at the
Callaway Plant.
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Maintenance of the Emergency Preparedness Planning Program

Planning program maintenance consists of mechanisms designed to ensure a state of
emergency preparedness.

Various departments at the Callaway Plant are involved in the maintenance of the Emergency
Preparedness Planning Program. The Senior Vice President and Chief Nuclear Officer has
the ultimate responsibility for management and direction of the Emergency Preparedness
Program for Callaway Plant.

The maintenance of the Emergency Preparedness Program is described in detail in
Chapter 8.0.
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EMERGENCY CONDITIONS

Emergencies are classified into four classes: (1) UNUSUAL EVENT, (2) ALERT, (3) SITE AREA
EMERGENCY, and (4) GENERAL EMERGENCY. Section 4.1 describes the purpose of each
emergency classification level.

The possibility exists that particular situations may have characteristics in two or more classes. In
such an event, the emergency will be categorized in the more severe class to ensure a conservative
approach is taken.

A system of EALs that can be implemented in a timely and accurate manner was developed per
NEI-99-01 Rev. 6. The Callaway EAL categories are grouped by applicable operating mode and
listed with their subcategories below.
EAL Group / Category
Any Operating Mode
R - Abnormal Rad Levels / Rad Effluent
1. Radiological Effluent
2. Irradiated Fuel Event
3. Area Radiation Levels
E — ISFSI
1. Confinement Boundary

H - Hazards
1. Security

Seismic Event

Natural or Technological Hazard
Fire

Hazardous Gases

AN N

Control Room Evacuation

7. Emergency Coordinator Judgment
Hot Conditions
S - System Malfunctions

Loss of Emergency AC Power
Loss of Vital DC Power

Loss of Control Room Indications
RCS Activity

RCS Leakage

RTS Failure

Loss of Communications
Containment Isolation Failure

A S A

Hazardous Event Affecting Safety Systems

F - Fission Product Barrier Degradation
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Cold Conditions

C - Cold Shutdown / Refuel System Malfunction
1. RCS Level

Loss of Emergency AC Power

RCS Temperature
Loss of Vital DC Power
Loss of Communications

A

6. Hazardous Event Affecting Safety Systems

These initiating conditions and their indicators are depicted in the EAL Classification Matrix
(Table 4-1). The EAL Technical Bases Document is available for the EAL Matrix user to refer to
(but the user 1s not required to) in order to determine a classification declaration. The initiating
conditions are used for classifying events and are provided in the Emergency Plan Implementing
Procedures.

The initial assessment of plant conditions and classification of an emergency using the guidance of
the Emergency Implementing Procedures is performed by operating shift personnel under the
direction of the Shift Manager. This assessment is performed as quickly as possible. The goal is to
have the emergency classified within 15 minutes after recognition of the initiating condition.

4.1. Emergency Classifications

Each of the four emergency classes, represent distinct classes of events and have a genuine
purpose as described in the following sections.

4.1.1. UNUSUAL EVENT

This classification is characterized by events in progress, or which have occurred
indicating a potential degradation of the level of safety of the plant or indicate a
security threat to facility protection has been initiated. No releases of radioactive
material requiring off-site response or monitoring are expected unless further
degradation of safety systems occurs. This event status places the Plant in a
readiness position for possible cessation of routine activities and/or augmentation
of on-shift resources.

The purposes of this class are to:
1) Assure that the first step in any response has been carried out;
2) Inform the operating staff; and

3) Provide systematic handling of UNUSUAL EVENT information and decision
making.

Events in this class are selected based upon a potential to degrade to a more severe

situation rather than an actual public hazard.

Initiating Conditions that require an UNUSUAL EVENT declaration are given in
Table 4-1.
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ALERT

This classification is characterized by events in progress or that have occurred
which involve an actual or potential substantial degradation of the level of safety of
the Plant or a security event that involves probable life-threatening risk to site
personnel or damage to site equipment because of intentional malicious dedicated
efforts of a hostile act. Any releases are expected to be limited to small fractions of
the EPA Protective Action Guideline exposure levels. As in the case of an
UNUSUAL EVENT, the ALERT class includes emergency situations that are
expected to be minor in nature. The entire Emergency Response Organization is
mobilized. In addition, because of the nature of the ALERT class, broader
assessment actions will begin.

The purposes of the ALERT class are to:

1) Assure that emergency response personnel are readily available to respond if
the situation becomes more serious or to perform confirmatory radiation
monitoring if required; and

2) Provide off-site authorities current status information;
3) Provide updates for the public through off-site authorities.
Initiating Conditions that require an ALERT declaration are provided in Table 4-1.

SITE AREA EMERGENCY

The SITE AREA EMERGENCY class includes accidents in which major failures
of Plant functions needed for protection of the public have occurred or are likely to
occur. Events are in progress or have occurred which involve an actual or likely
major failures of plant functions needed for protection of the public or security
events that result in intentional damage or malicious acts; (1) toward site personnel
or equipment that could lead to the likely failure of or; (2) prevents effective access
to equipment needed for the protection of the public Any releases are not expected
to exceed EPA Protective Action Guideline exposure levels except near the site
boundary.

The purposes of this class are to:
1) Assure that response centers are manned;
2) Assure that monitoring teams are dispatched;

3) Assure that personnel required for evacuation of near site areas are at their duty
stations;

4) Provide current information to off-site authorities;
5) Provide updates for the public through off-site authorities.

Initiating Conditions that require a SITE AREA EMERGENCY declaration are
given in Table 4-1.
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GENERAL EMERGENCY

The GENERAL EMERGENCY class includes accidents which involve actual or
imminent substantial core degradation or melting with potential for loss of
containment integrity. Releases can be reasonably expected to exceed EPA
Protective Action Guideline exposure levels off-site for more than the immediate
site area.

The purposes of this class are to:
1) Initiate predetermined protective actions for the public;

2) Provide continuous assessment of information from the Callaway Plant and
off-site organization measurements;

3) Initiate additional measures as indicated by actual or potential releases;
4) Provide consultation with off-site authorities; and
5) Provide updates for the public through off-site authorities.

Initiating Conditions that require a GENERAL EMERGENCY declaration are
given in Table 4-1.

Spectrum of Postulated Accidents

This section of the RERP shows that each of the accidents that have been hypothesized for the
Plant can be properly evaluated using the preceding emergency characterization classes. A
summary analysis of their implications for emergency planning is included.

4.2.1.

Classification of Hypothetical Accidents

All of the events hypothesized in Chapter 15 of the Standardized Nuclear Unit
Power Plant Systems Final Safety Analysis Report (SNUPPS FSAR) fall into one
of the four emergency classes outlined in Section 4.1. Listed below is a spectrum
of these events and the emergency class into which each would likely fall. A
complete discussion of any of these hypothetical events may be found in

Chapter 15 of the Standard Plant FSAR. Conservative assumptions with respect to
the accidents described in Chapter 15 have been made. Therefore, occurrence of
some of these accidents (for example, with no failed fuel) may not result in as high
a class as noted. Also, equipment assumed to work in the Chapter 15 analysis was
assumed to successfully operate for the evaluation. Failures of required equipment
in any of the accident scenarios may result in higher classes of emergencies.

42.1.1 Leaks of Radioactive Materials Outside the Containment Building

Loss of radioactive materials (liquids) from the support systems or subsystems for
the reactor and the waste processing systems may occur. The components (piping,
valves, pumps, tanks, etc.) are located within the buildings in the Radiological
Controlled Area (RCA). The floor drain system in the RCA is designed to collect
any such leakage. The ventilation systems for the RCA are filtered and effluent
monitors sample the effluent discharge. The ventilation systems are designed for
the collection and removal of particulates and Iodine gas from the RCA that might
be released as a result of this leakage.
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If leakage should occur, the initial assessment would be performed by the operating
crew based on system indication, observation by personnel, area radiation monitors,
process monitors, or the building effluent monitors. If the effluent monitors
indicate a release level that would cause the declaration of an ALERT or higher
emergency classification, further assessment could be provided by radiological
surveys and field monitoring.

42.1.2 Loss of Coolant Accident

A loss of coolant accident results from the failure of the primary system pressure
boundary to contain the coolant. As the coolant is released to the containment, the
Reactor Coolant System (RCS) is depressurized, and the containment pressure
increases. The classification of this type of accident would be based on Fission
Product Barriers, Abnormal Radiation Events, Off-Site Events, and could include
classifications of Unusual Event, Alert, Site Area Emergency, or General
Emergency based on severity.

Initial assessment would be performed by the operating crew based on data from
RCS instrumentation (pressure, level, flow, etc.), containment monitoring system,
subcooling indications, and containment pressure indications. Further assessment
would be provided by radiological surveys.

42.1.3 Main Steam Line Break

A main steam line break outside containment could result in the loss of secondary
coolant from an entire steam generator. If there were any radioactivity in the
secondary coolant, it could be released to the atmosphere. The classification of this
type of accident would be based on Fission Product Barriers, and Abnormal
Radiation Events, Off-site Events, and could include classifications of Unusual
Event, Alert, Site Area Emergency, or General Emergency based on severity.

Assessment of a steam line break would be made by the operating crew based on
steam generator and reactor coolant parameters. Radiation levels would be
determined by radiological surveys and field monitoring.

42.14 Steam Generator Tube Rupture

In the event of a steam generator tube rupture, primary coolant is released to the
secondary system. Radioactive gases entering the condenser air removal system
discharge to the unit vent. Should the steam generator’s Power Operated Relief
Valves (PORV)s or safeties lift, radioactive gases would be released directly to the
environment. This incident may be classified as an ALERT, SITE AREA
EMERGENCY, or GENERAL EMERGENCY depending on the concentration of
radioactive materials in the primary coolant and the severity of steam generator
tube leakage. This classification would be based on Fission Product Barriers, and
Abnormal Radiation Events, Off-Site Events.

Initial assessment would be based on readouts in the Control Room from the
Condenser Air Discharge Monitoring System, Steam Generator Blowdown
Processing System Monitors, the Unit Vent Monitoring System, and the PORV
monitors.
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42.1.5 Reactor Coolant Pump Locked Rotor

The instantaneous seizure of a reactor coolant pump rotor results in a reactor trip on
low coolant flow signal. With the coincident loss of off-site power, the Plant
condenser is not available, so the excess heat is removed from the secondary
system by releasing steam through the main steam safety relief valves. Steam
generator tube leakage is assumed to occur and continue until the pressures in the
reactor coolant and secondary systems are equalized. This incident may be
classified as an ALERT or SITE AREA EMERGENCY depending on the
concentration of radioactive materials in the primary coolant and the severity of
steam generator tube leakage. This classification would be based on Fission
Product Barriers, and Abnormal Radiation Events, Off-Site Events.

Initial assessment would be performed by the operating crew based on data from
RCS instrumentation and radiation monitoring instrumentation. Further assessment
would be provided by radiological surveys and field monitoring.

4.2.1.6 Fuel Handling Accident

A fuel handling accident could occur if an irradiated fuel assembly is dropped, if an
object is dropped onto an irradiated fuel assembly, if a cask or MPC containing an
assembly is dropped, or if an assembly is deformed during any of the manipulations
of loading, unloading, or storage. An UNUSUAL EVENT or ALERT based on
Abnormal Radiation Events, On-Site Events, would be declared in the event of a
fuel handling accident in which the fuel clad was damaged and radioactivity was
released.

Area radiation monitors in the containment building, cask handling area, fuel pool
bridge crane and spent fuel pool area are available to determine radiological
conditions. Radiation monitoring would be required during the initial reentry into
the affected area. If a release of radioactive materials occurred or was suspected,
field monitoring would be activated.

4.2.1.7 Rod Cluster Control Assembly Ejection

Following a postulated rod ejection accident, 10% of the activity from the
fuel-pellet-clad gap is assumed to be instantaneously released to the reactor coolant.
The activity released to the containment from the reactor coolant through the
ruptured control rod drive mechanism pressure housing is assumed to be mixed
throughout the containment and could result in leakage to the atmosphere. In the
case of primary to secondary leakage coincident with loss of off-site power, activity
is also released to the atmosphere by releasing steam through the steam generator
PORVs and safeties. Depending on the leak rate and fuel damage, the situation
could result in a declaration of an UNUSUAL EVENT, ALERT, SITE AREA
EMERGENCY, or GENERAL EMERGENCY based on Abnormal Radiation
Events, Off-Site Events, or Fission Product Barriers.

Initial assessment would be performed by the operating crew based on indications
in the Control Room. Further assessment would be provided by radiological
surveys and field monitoring.
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Detection of Postulated Accidents

The detection of abnormal conditions or accidents by station personnel may be a result of
alarms, instrument readings, off-site information, personnel observations, or a combination
thereof. The first person to detect such conditions has been trained to immediately notify the
Shift Manager who will then evaluate and classify the situation.

Instrumentation that can be utilized to detect anomalies for hypothetical accidents is listed
and/or discussed in the FSAR or Technical Specification or Emergency Operating Procedures.
Emergency Operating Procedures are procedures that govern the plant operation during
emergency operations.
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Table 4-1

Emergency Action Level Classification Matrix
Sheet 1 of 1

Table 4-1, Emergency Action Level Classification Matrix, has been removed from the RERP and is
being maintained as procedure EIP-ZZ-00101, Addendum 1, Emergency Action Level
Classification Matrix, as a license document. This was done to eliminate redundancy and to avoid
possible discrepancies between two license documents.
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ORGANIZATIONAL CONTROL OF EMERGENCIES

This chapter describes the organizational structure of the Callaway Plant Emergency Response
Organization and transition from the normal operating organization in the event of a radiological
emergency declaration. The Callaway Plant Recovery Organization and post-accident planning are
discussed in Chapter 9.0.

The Callaway Plant Emergency Response Organization (ERO) has been established to provide
technical and logistical direction in the event of a radiological emergency declaration at the Callaway
Plant. This organization is structured to provide for Plant control, coordination of on-site response,
coordination of off-site response and dissemination of information to the public.

The Callaway Plant On-shift Operating Organization provides the initial emergency response to any
emergency situation. Minimum staffing of the normal On-shift Operating Organization is noted in
Figure 5-1 which also illustrates the initial On-shift Emergency Response.

The Shift Manager is the senior Callaway Plant management representative on-site during the
absence of normal Plant management (i.e., back-shifts, weekends, holidays). The Shift Manager is
responsible for directing safe, legal, and efficient Plant operations in accordance with established
normal and emergency operating procedures. The Shift Manager is provided technical assistance by
an Operating Supervisor or Engineer who meets the qualifications for Shift Technical Advisor (STA)
as required by the NRC.

The Emergency Coordinator (TSC) is a predesignated senior Plant management representative
“on-call” (not required to be on-site) and available to provide the Shift Manager with management
guidance and directives during emergency operations. The Emergency Coordinator (TSC) will
receive notification of an event via the ERO Notification system. (The Duty Manager provides
guidance and directive during normal operations and is the contact for support during an Unusual
Event.)

Immediate actions in response to an emergency are the responsibility of the On-shift (Figure 5-1)
Emergency Response. On-site emergency management responsibilities are assumed by the Shift
Manager who becomes the Emergency Coordinator until the Emergency Coordinator (TSC) arrives
and assumes responsibilities.

At ALERT (or higher) emergency classification levels, the Emergency Response Organization
(Figure 5-2) is mobilized to provide additional support to the on-shift personnel. The Emergency
Coordinator (TSC) assumes Emergency Coordinator responsibilities from the Shift Manager and
directs emergency response after being briefed on the emergency situation. The oncoming personnel
are briefed on the emergency situation prior to accepting responsibilities.

After being briefed by the Emergency Coordinator, the Recovery Manager becomes the senior
management representative for Callaway Plant emergency response. However, the Emergency
Coordinator continues to direct and control on-site personnel and make all emergency declarations.
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On-Shift Emergency Response (Figure 5-1, Table 5-1)

The On-shift Emergency Response is directed from the Control Room. The On-Shift
Emergency Response is capable of responding unassisted to emergencies classified as
UNUSUAL EVENTS as outlined in Section 4.1.1.

The primary responsibilities of the On-Shift Emergency Response are:

° Initial classification and declaration of emergencies;

o Requesting technical and operational support;

o Initial coordination of on-site emergency actions/response;

] Notification and communications with off-site organizations;

] Making Protective Action Recommendations to off-site authorities;

o Mobilizing the rest of the Callaway Plant Emergency Response Organization; and
o Requesting local off-site support (i.e., firefighting, ambulance, law enforcement).

As the Emergency Coordinator, the Shift Manager assigns members of the On-Shift
Emergency Response to emergency duties, as necessary, to effectively control the situation.

Minimum staffing levels for the On-Shift Emergency Response are specified in Table 5-1.

Responsibilities of the members of the On-Shift Emergency Response are as follows:

5.1.1. Shift Manager

Upon classification of an emergency, the Shift Manager assumes the position of
Emergency Coordinator and initiates emergency actions including making
Protective Action Recommendations to authorities responsible for implementing
off-site emergency measures. The Shift Manager assigns on-shift personnel to
emergency duties as deemed necessary and notifies the Emergency Coordinator
(TSC) of the emergency. The Shift Manager continues as acting Emergency
Coordinator until relieved by the Emergency Coordinator (TSC). When relieved,
the Shift Manager will resume normal duties in directing Plant Operations activities
from the Control Room.

5.1.2. Operating Supervisor

The on-shift Operating Supervisors are assigned the positions of Control Room
Supervisor in charge of the Control Room and Field Supervisor in charge of actions
outside the Control Room.

The Control Room Supervisor is responsible for directing Reactor Operators,
Operations Technician(s), and Assistant Operations Technician(s) in the
appropriate actions necessary to maintain safe Plant conditions in accordance with
established normal and emergency operating procedures and Severe Accident
Management Guidelines.

The Field Supervisor reports to the Control Room and performs actions as assigned
by the Shift Manager.
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At least one (1) Supervisor assumes the additional duties of a Shift Technical
Advisor (STA), which includes monitoring Plant instrumentation and the Safety
Parameter Display System (SPDS) throughout the course of the emergency and
providing technical recommendations to the Shift Manager concerning reactor
safety. These duties may be assumed by an STA qualified Engineer if one is
available on-shift.

One Fire Brigade Leader qualified Operations person is designated Fire Brigade
Leader. This cannot be the Operating Supervisor designated as the Shift Technical
Advisor (STA).

If the Shift Manager is incapacitated or unavailable to assume Emergency
Coordinator responsibilities, the Operating Supervisor with a NRC Senior License
has the authority to assume that position.

Operations Personnel

Upon declaration of an emergency, Reactor Operators, Operations Technician(s),
and Assistant Operations Technician(s) report to, or makes contact with, the
Control Room and are under the direction of an Operating Supervisor and/or Shift
Manager. Operations personnel perform Plant operations in accordance with
established normal and emergency operating procedures and Severe Accident
Management Guidelines. These personnel may be assigned other emergency duties
as necessary. One Fire Brigade Leader qualified Operations person is designated
Fire Brigade Leader.

Other Operations Personnel

Upon the declaration of an emergency, one designated operations person reports to
the Shift Manager in the Control Room to assume the Control Room
Communicator duties. The other person is responsible for emergency electrical
repair, mechanical repair, assisting the Control Room Communicator, and other
emergency duties assigned by the Shift Manager. These personnel may be assigned
other emergency duties as necessary.

Chemistry Technician

Upon declaration of an emergency, the Chemistry Technician reports to, or makes
contact with, the Shift Manager. The Chemistry Technician is responsible for
sampling and analysis as needed to identify the source and magnitude of the
emergency. If an ALERT (or higher) emergency is declared, the Chemistry
Technician will report to the Chemistry Coordinator in the TSC when released by
the Shift Manager. Chemistry Technicians are qualified as Support Area Personnel
in the Health Physics group (Section 5.2.5).
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HP Operations Technician

Upon declaration of an emergency, the HPOPS Technician reports to, or makes
contact with, the Shift Manager. The HPOPS Technician is responsible for
providing radiation protection support to Operators and Emergency Teams. If an
ALERT (or higher) emergency is declared, the HPOPS Technician will report to or
make contact with the Health Physics Coordinator located in the TSC when
released by the Shift Manager.

Health Physics Technical Support (HPTS) Technician

Upon declaration of an emergency, the HPTS Technician reports to the Shift
Manager in the Control Room. The HPTS Technician is responsible for
performing initial radiological release dose projections based on effluent release
monitors and meteorological conditions. If an ALERT (or higher) emergency is
declared, the HPTS Technician will report to or make contact with the Health
Physics Coordinator located in the TSC after being relieved of dose projection
responsibilities by the Dose Assessment Coordinator in the EOF and after being
released by the Shift Manager.

Shift Security Supervisor

Upon declaration of an emergency, the Shift Security Supervisor reports to the
Shift Manager. The responsibilities of the Shift Security Supervisor include Plant
access control, personnel accountability, and normal and emergency security
activities as established by the Security Plan. The Shift Security Supervisor is
assisted by the Security Force in carrying out these responsibilities.

Security Force

The Security Force reports to the Shift Security Supervisor and performs duties in
accordance with the Security Plan. Security personnel also provide security
support as necessary. Security performs the paging function for Emergency
Response Organization Augmentation upon direction from the SM/EC.

Control Room Communicator

Upon declaration of an emergency, the Shift Manager assigns an Operations
Technician, Assistant Operations Technician, or another qualified person as
Control Room Communicator. The Control Room Communicator initiates
notifications of off-site authorities as directed by the Shift Manager. The
Communicator will maintain communications with the off-site authorities and
others as directed by the Shift Manager. If an ALERT (or higher) emergency is
declared, the responsibility for communication with the NRC via the ENS line will
be transferred to the TSC Communicator in the TSC and responsibility for off-site
notifications will be transferred to the Communicator in the EOF. After being
relieved of communications responsibilities, the Control Room Communicator may
be assigned other duties or report to the appropriate coordinator in the TSC as
directed by the Shift Manager.
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Emergency Teams

Emergency Teams may be formed at the direction of the Shift Manager from
available personnel.

5.1.11.1 Fire Brigade

The Fire Brigade consists of on-shift Plant personnel in accordance with the Fire
Protection Program. The Fire Brigade responds to on-site fires and/or hazardous
chemical/oil spills and reports to the Shift Manager.

5.1.11.2  Medical Emergency Response Team (MERT)

The MERT consists of a team leader and at least one team member, both of whom
are trained in first aid procedures. The MERT reports to the Shift Manager and
responds to illness or injuries on-site requiring immediate treatment beyond that
which can be self-administered. During an emergency classification, MERT
personnel will continue to be under the direction of the Shift Manager in the
Control Room.

5.1.11.3 Search and Rescue Team

The Search and Rescue Team consists of at least two personnel, at least one of
which is qualified in first aid procedures. Health Physics support will be provided
if necessary. The Search and Rescue Team is formed from on-shift personnel at the
direction of, and reports to, the Shift Manager. If an ALERT (or higher)
emergency is declared, Search and Rescue Teams will originate from the TSC and
report to the Operations Support Coordinator.

5.1.114 Emergency Repair Team

The Emergency Repair Team for Electrical and Mechanical repair consists of at
least two Plant personnel with appropriate skills for the repair situation. Health
Physics support will be provided if necessary. The Emergency Repair Team is
formed at the direction of, and reports to, the Shift Manager. If an ALERT (or
higher) emergency is declared, Emergency Repair Teams will originate from the
TSC and report to the Operations Support Coordinator.
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Emergency Response Organization (Figure 5-2, Table 5-2)

Mobilization of the Emergency Response Organization (Figure 5-2) is initiated by the Shift
Manager at the ALERT (or higher) emergency declaration. Direction and control of
Emergency Response Organization activities are carried out from the TSC and EOF. Desired
staffing levels and response time goals for filling emergency positions and activating the
Emergency Response Facilities in the Emergency Response Organization are specified in
Table 5-2.

Positions in the Emergency Response Organization (ERO) that are considered essential to
activate the Emergency Response Facilities (TSC/EOF) are defined as Minimum Staffing and
are designated in Table 5-2. Minimum Staffing personnel functions include overall control of
the Emergency Response Organization, technical assessment of Plant parameters, in-plant
radiological controls, emergency repairs, dose assessment, offsite notifications, protective
action recommendations, and communications with the NRC. Minimum Staffing personnel
are trained and capable of performing tasks specified for their reporting staff. The remaining
positions are necessary to fully staff and implement all intended functions of the Emergency
Response Organization.

The Staffing levels shown in Table 5-2 do not include members of the On-shift Emergency
Response listed on Table 5-1. Responsibilities of the members of the Emergency Response
Organization are as follows:

5.2.1. Emergency Coordinator (EC) (Minimum Staffing)

The Emergency Coordinator is responsible for directing overall emergency
response on-site. Initially, the Shift Manager assumes the responsibilities of
Emergency Coordinator. At the ALERT (or higher) emergency classification
levels, the Emergency Coordinator (TSC) will relieve the Shift Manager and
assume the Emergency Coordinator duties. The Emergency Coordinator directs the
Emergency Response Organization from the TSC after relieving the Shift Manager.

Specific responsibilities of the Emergency Coordinator include:
¢ (Classifying and declaring emergencies;

¢ Decision making for implementing strategies identified in the Severe Accident
Management Guidelines;

e Authorizing personnel exposure in excess of 10CFR20 limits;
e * Directing operations of Emergency Response Organization;
e ¥ Requesting the formation of emergency teams;

e * Initiating the implementation of on-site protective actions;

e * Ensuring that Emergency Response Organization is kept up-to-date on
emergency conditions; and

e * Ensuring that site-wide announcements are made on the Plant PA system.

The responsibilities that the Emergency Coordinator may delegate are indicated
above with an asterisk (*).
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The Emergency Coordinator position owner is trained as an Emergency
Coordinator. Selected personnel are also trained for the position of Emergency
Coordinator.

Operations Group

5.2.2.1 Shift Manager

The Shift Manager continues to direct Plant operation activities from the Control
Room after being relieved of responsibility for emergency response activities by
the Emergency Coordinator. The Shift Manager reports to the Emergency
Coordinator for the purpose of coordinating Plant operation activities with
emergency response.

5.2.2.2 On-Shift Personnel

On-shift personnel not required to support Plant operations may be released to the
On-site Emergency Response Organization at the discretion of the Shift Manager.
Remaining personnel and additional Operations department personnel responding
to the emergency will continue to operate from the Control Room and Field Office.

5.2.2.3 Control Room/TSC Liaison (CTL)

The CTL reports to the Shift Manager in the Control Room. The CTL is
responsible for communicating information concerning Plant conditions and
operations to the TSC.

Operations Support Group

5.2.3.1 Operations Support Coordinator (OSC)

The OSC reports to the Emergency Coordinator in the TSC. The OSC assesses
Plant information from the Control Room and technical support staff to establish
emergency team priorities and direct operation support activities.

5.2.3.2 Emergency Team Coordinator (ETC)

The ETCs report to the Operations Support Coordinator in the TSC. The ETCs
assist the Operations Support Coordinator in formation, briefing, direction, and
tracking of emergency teams. The Fire Brigade and MERT continue to report and
take direction from the Shift Manager in the Control Room.

5.2.3.3 Support Area Personnel

Mechanical, Electrical, and I&C Supervisors and labor force assemble in the
Support Area of the TSC and report to the Emergency Team Coordinators to form
emergency teams as needed.

5.2.34 Stores Personnel

An individual knowledgeable of the materials systems reports to the Operations
Support Coordinator in the TSC. The Stores person is responsible for obtaining
parts, supplies, and materials from the warehouse when needed.
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Technical Assessment Group

5.2.4.1 Technical Assessment Coordinator (TAC) (Minimum Staffing)

The TAC reports to the Emergency Coordinator. The TAC is responsible for
technical assessment of Plant conditions to identify EALs and emergency
mitigating recommendations to the EC. The TAC is also responsible for
coordinating Protective Action Recommendations (PAR)s consistent with Plant
Conditions with the Recovery Manager and Dose Assessment Coordinator in the
EOF prior to the arrival of the PMC or PAC.

5.2.4.2 TSC Lead Engineer (TLE)

The TLE reports to the Technical Assessment Coordinator in the TSC. The TLE is
responsible for assisting the TAC in directing and controlling the Engineering staff.

5.2.4.3 TSC Engineering Staff

The TSC Engineering Staff reports to the Technical Assessment Coordinator in the
TSC. They are responsible for diagnosing and analyzing potential and actual Plant
problems and providing recommended courses of action to the Technical
Assessment Coordinator. These responsibilities include: assessment of core
physics, thermal hydraulics, and general plant conditions. They may be dispatched
to Plant areas for surveillance purposes as directed by the Technical Assessment
Coordinator.

5.2.4.4 Engineering Status Board Logkeepers (ESL)

The ESLs report to the TAC and are responsible for maintaining the logs and status
boards for the Technical Assessment Group.

5.2.4.5 Chemistry Coordinator (CC)

The CC reports to the Technical Assessment Coordinator and assumes
responsibility for Plant Chemistry operations from the Shift Manager. The CC
directs primary and secondary Chemistry operations (including post-accident
chemistry), and non-radiological environmental monitoring. The CC ensures the
Technical Assessment Coordinator is aware of Chemistry activities and provides
input to the TSC Engineering Staff in assessing Plant Chemistry problems. The CC
directs Chemistry Technician(s).

Health Physics Group

5.2.5.1 Health Physics Coordinator (HPC) (Minimum Staffing)

The HPC reports to the Emergency Coordinator. The HPC is responsible for
assessing on-site radiological conditions, reviewing radiological EALs, and
directing in-plant radiation protection activities.
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5.2.5.2 Support Area Personnel

Radiation Protection and Chemistry Technicians and Supervisors assemble in the
Support Area of the TSC to provide radiation protection support for on-site
emergency activities and those qualified as Chemistry Technicians may assist the
On-shift Chemistry Technician in sampling and analysis to identify the source and
magnitude of the emergency. Personnel from the Support Area are also dispatched
to the EOF to support off-site field monitoring operations and dose assessment.

TSC Communicator (Minimum Staffing)

The TSC Communicator reports to the Emergency Coordinator and, when
requested by the NRC, will man the ENS line.

Security

5.2.7.1 Security Coordinator (SC)

The SC reports to the Emergency Coordinator in the TSC. The SC assumes overall
Plant security responsibility from the Shift Security Supervisor and directs the
Security Force through the Shift Security Supervisor. These responsibilities
include access control, personnel evacuation and accountability, coordination of
any off-site law enforcement agency involvement, and normal and emergency
security activities in accordance with the Security Plan.

5.2.7.2 Security Force

Security Personnel continue to operate within their normal on-shift organization
under the direction of the Security Coordinator.

Administrative Support Group

5.2.8.1 Administrative Coordinator (AC)

The AC reports to the Emergency Coordinator in the TSC. The AC is responsible
for updating the Emergency Coordinator on status of the TSC activation or
deactivation. The AC is also responsible for ensuring that technical documents are
available, providing food and beverage needs, and ensuring continuity of resources
for the On-site Emergency Response Organization.

The AC coordinates activities with the Logistical Support Coordinator in the EOF.

5.2.8.2 Clerical Support Staff

The Clerical Support Staff reports to the Administrative Coordinator in the TSC.
They provide clerical support, perform log keeping, technical drawing retrieval,

records filing, delivery of messages, and maintain non-technical status boards as
directed.
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Recovery Manager (RM) (Minimum Staffing)

The RM has overall command and control of the entire Callaway Plant Emergency
Response Organization.

The responsibilities of the RM include:
e Authorizing notifications to off-site agencies;

e  Assuming responsibility from the Control Room for making Protective Action
Recommendations;

¢ Authorizing personnel exposure in excess of 10CFR20 limits (The Emergency
Coordinator also has this authority).

e ¥ Establishing and maintaining communications with the Emergency
Coordinator;

e * Requesting off-site support (e.g., NSSS, A/E, INPO, Federal, State, and
local);

e ** Ensuring responsibility for communications with off-site agencies is
transferred from the Control Room to the EOF Emergency Response
Organization (excluding NRC ENS communications);

¢ * Maintaining command and control over personnel in the EOF and providing
considerations necessary for their safety;

e * Ensuring coordinated emergency response among Callaway Plant and
off-site agencies;

The responsibilities that the RM may delegate are indicated with an asterisk (*).

Protective Measures Group

5.2.10.1 Protective Measures Coordinator (PMC)

The PMC reports to the Recovery Manager in the EOF. The PMC is responsible
for formulating Protective Action Recommendations.

The PMC is also responsible for assisting the Recovery Manager, State officials
and Federal officials in the interpretation of any Plant related data.

5.2.10.2  Plant Assessment Coordinator (PAC)

The Plant Assessment Coordinator reports to the Protective Measures Coordinator
in the EOF. The PAC reviews Plant conditions and EALSs to verify the adequacy of
the existing Protective Action Recommendations and assists in formulating of new
Protective Action Recommendations when necessary.

5.2.10.3 Plant Assessment Staff

The Plant Assessment Staff reports to the Plant Assessment Coordinator in the
EOF. They are knowledgeable on Plant equipment, systems, and operations. They
may provide additional technical expertise while maintaining the status boards
displaying Plant conditions.
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5.2.10.4  Dose Assessment Coordinator (DAC) (Minimum Staffing)

The DAC reports to the Protective Measures Coordinator in the EOF. The DAC is
responsible for performing dose projection calculations based on effluent monitors
and field data, directing Field Monitoring Teams, reviewing effluent based EALs
and assisting the Protective Measures Coordinator in the formulation of Protective
Action Recommendations.

5.2.10.5 Assistant Dose Assessment Coordinator (ADAC)

The ADAC reports to the Dose Assessment Coordinator and assists in performing
dose projection calculations based on effluent monitors and field data, directing
Field Monitoring Teams, reviewing effluent based EALs and assisting the
Protective Measures Coordinator in the formulation of Protective Action
Recommendations.

5.2.10.6  Dose Assessment Staff

The Dose Assessment Staff reports to the Dose Assessment Coordinator in the
EOF. The Dose Assessment Staff is responsible for field monitoring team
communications and updating radiological status boards.

5.2.10.7 Field Monitoring Teams

Field Monitoring Teams are dispatched within the Emergency Planning Zone under
the direction of the Dose Assessment Coordinator. They are responsible for
making direct radiation measurements and collecting air samples to provide data
for off-site dose assessment. In cooperation with the State Department of Health,
Field Monitoring Teams also assist in collection of environmental sample media.

Logistical Support Group

5.2.11.1 Logistical Support Coordinator (LSC)

The LSC reports to the Recovery Manager in the EOF. The LSC is responsible for
contracting with off-site vendors for engineering services, materials, and services
needed for emergency mitigation and restoration of the Plant.

The LSC is also responsible for providing administrative and logistical support to
all of the Emergency Response Organization.

5.2.11.2  Logistical Support Staff

The Logistical Support Staff reports to the Logistical Support Coordinator in the
EOF. The Logistical Support Staff is responsible for the development of
specifications for repair parts, equipment, and services, locating materials and
services needed, and expediting their delivery to the site. They may initiate
purchase orders, contracts for services or whatever procurement means approved
by the Recovery Manager to obtain goods and services to assist in mitigation and
recovery of this situation. The Logistical Support Staff also provides
administrative support to the EOF Emergency Response Organization.
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Off-site Liaison Coordinator (OSL)

The OSL reports to the Recovery Manager in the EOF. The OSL is responsible for
receiving responding representatives from off-site agencies, assisting in meeting
their communications and logistic needs, keeping off-site authorities up-to-date on
on-site emergency response activities, along with other duties assigned by the RM.

EOF Communicator (Minimum Staffing)

The EOF Communicator reports to the Protective Measures Coordinator (PMC) in
the EOF and assumes off-site notification responsibilities from the Communicator
in the Control Room. The EOF Communicator transmits Protective Action
Recommendations and emergency notification updates to State and local agencies
and other off-site authorities.

The Joint Information Center (JIC) Group

5.2.14.1 Company Spokesperson

The Company Spokesperson provides Callaway Plant’s official response during
news conferences and media events. The Company Spokesperson has access to
information pertaining to the emergency through the Recovery Manager and
Emergency Coordinator. The Company Spokesperson is the company’s approval
authority for all emergency related information released to the media.

5.2.14.2 Technical Representatives

The Technical Representatives report to the Company Spokesperson and provide
technical information to the JIC Editor and the Company Spokesperson. They may
also assist the Company Spokesperson in presentation of information and
answering questions during media briefings.

5.2.14.3 JIC Coordinator

The JIC Coordinator reports to the Company Spokesperson and coordinates the
release of Callaway Plant emergency information at the JIC. The JIC Coordinator
provides support to the Company Spokesperson for media presentations.

5.2.14.4  JIC Administrator

The JIC Administrator reports to the JIC Coordinator, to assist in equipment setup
and administrative duties for the JIC organization.

5.2.14.5 JIC Editor

The JIC Editor reports to the JIC Coordinator and is responsible for composition of
written information to be released.

5.2.14.6  JIC Media Host

The JIC Media Host reports to the JIC Administrator and is responsible to provide
accommodations and support to the media.
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Emergency Response Organization Support

5.3.1.

5.3.2.

Private Sector Organizations

Callaway Plant has arranged for additional support during emergencies from
private sector organizations through letters of agreement listed in Appendix C.

Governmental Organizations

Callaway Plant coordinates emergency response planning with Federal, State and
local organizations and agencies involved with emergency response within the
Emergency Planning Zone of the Callaway Plant. Each participating organization
is assigned specific responsibility and authority for both planning and emergency
response. This includes notifications and information exchange between on-site
and off-site organizations.

Callaway Plant, as appropriate, notifies and exchanges information with off-site
agencies when emergencies are declared at the Callaway Plant. This notification or
exchange of information to off-site agencies does not signify a request for
assistance. However, assistance is provided as discussed below by Federal, State,
and local agencies, if specifically requested.

5.3.2.1 Federal Agencies

In the event of an emergency, notifications and requests for assistance are made to
various Federal agencies and organizations. The Recovery Manager or Emergency
Coordinator is responsible for ensuring the required support is requested. Air
transportation for responding personnel and equipment can be accommodated at
Lambert Field Airport, St. Louis, Missouri, and limited accommodations are
available at Columbia Regional Airport near Columbia, Missouri. Rental cars are
available at these locations. The following agencies may, depending on the
emergency situation, require notification and provide assistance.

5.3.2.1.1 U.S. Nuclear Regulatory Commission (NRC)

The NRC is promptly notified upon declaration of any emergency at the
Callaway Plant. Notification is made to the NRC Headquarters Operations
Officer (HOO), who is available 24 hours per day. The HOO notifies
appropriate NRC Headquarters and Regional personnel.

The NRC responds to emergencies in accordance with guidelines of
NUREG 0728, "NRC Incident Response Plan" and the Region IV Incident
Response Supplement.

The anticipated arrival time for NRC Region IV representatives is 4-6 hours.
Office space and communications for NRC representatives are provided in the
Technical Support Center and Emergency Operations Facility.
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5.3.2.1.2 Department of Energy (DOE)
The DOE provides assistance during emergencies at the Callaway Plant as
requested by the NRC or the Federal Emergency Management Agency

(FEMA). Generally, FEMA notifies, requests, and coordinates the Federal
response.

The anticipated arrival times for DOE representatives and the DOE mobile
laboratory, if requested, are 6-8 hours and 24 hours, respectively. Office space
and communication facilities for DOE representatives are provided in the
Emergency Operations Facility.

5.3.2.1.3 Federal Emergency Management Agency (FEMA)

FEMA ensures the development of effective State and local radiological
emergency response plans, and coordinates planning efforts with State and
Federal agencies. During emergencies, FEMA is contacted by the State,
coordinates Federal agency response, and assists the State in emergency
response, if requested. SEMA, requests, and coordinates the FEMA response.

In the event of a major emergency or disaster, requests by the Governor of
Missouri for a Presidential declaration of emergency or disaster could occur.
FEMA, under this declaration, coordinates overall direction of Federal
resources that could be brought to bear to alleviate loss, hardship, or suffering
of local communities or individuals affected by the situation.

5.3.2.1.4 United States Coast Guard (USCG)

The Missouri River flows through southern sectors of the Plume Exposure
Pathway (10-mile EPZ). As such, restricted access of river vessel traffic may
be required as a dose savings measure during emergencies involving off-site
releases of radioactive material. The Missouri State Emergency Management
Agency (SEMA) notifies the USCG, District 2, of emergencies which may
require such action. The USCG has the authority to restrict vessel traffic in
such instances.

5.3.2.1.5 Federal Aviation Administration (FAA)

The FAA provides support to an emergency at the Callaway Plant if air
restrictions must be made to provide for dose saving. The FAA has the
authority to implement any restricted air space control over the affected area.
Any request for restricting air space will be coordinated through the State
Emergency Management Agency.

The FAA, using National Weather Service data, also provides Callaway Plant
with meteorological information should on-site meteorological instrumentation
fail. Information which can be obtained is wind speed, wind direction, and
forecasts as needed.
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5.3.2.16 Radiation Emergency Assistance Center/Training Site (REAC/TS)
The Radiation Emergency Assistance Center/Training Site (REAC/TS) is a
part of the Department of Energy response network. REAC/TS provides

treatment capabilities and consultation assistance on a 24-hour basis for
medical emergencies involving radiation.

5.3.2.2 State Agencies

Various State agencies have roles in emergency planning and emergency response
for emergencies at Callaway Plant. The "key" State agencies are discussed in this
section. For detail of the roles of other participating State agencies, refer to the
Missouri Nuclear Accident Plan Callaway.

5.3.2.2.1 State Emergency Management Agency (SEMA)

SEMA serves as the lead agency for developing and maintaining State
emergency response plans and assists local jurisdictions in the development of
local plans. SEMA, in cooperation with the Missouri Department of Health
(DOH), develops and conducts emergency response training for State and local
agencies with emergency response roles.

At the declaration of any emergency at the Callaway Plant, the Plant notifies
SEMA. SEMA, after verification of the emergency, notifies DOH and any
other State agencies which may be required to respond. If a liquid radioactive
release is involved, the State Department of Natural Resources is also
contacted directly by the Callaway Plant. SEMA will contact the Federal
Emergency Management Agency (FEMA). Information obtained from
Callaway Plant and local authorities is utilized to evaluate the support required
by the State for emergency response.

SEMA operates from the State Emergency Operations Center (EOC) in
Jefferson City, Missouri. A Forward Command Post (FCP) may be established
at the Callaway Plant's Emergency Operations Facility. The FCP staff
normally consists of representatives from SEMA and the DOH. Local
agencies may also send representatives to the EOF to provide face to face
communications with Callaway Plant and State authorities. The FCP relays
pertinent information to the State EOC and local EOCs. SEMA may exercise
control of the State’s response from either the State EOC or the FCP.

Callaway Plant Protective Action Recommendations for the general public are
made to SEMA and local authorities. DOH evaluates the recommendations
and provides independent recommendations to local authorities.

SEMA continues to coordinate the support of State agencies until DOH
determines that State assistance is no longer required.

Callaway Plant has provisions for receiving SEMA representatives at the EOF
at the ALERT (or higher) emergency classification level.
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5.3.2.2.2 Missouri Department of Health (DOH)

DOH serves as the lead State technical assistance agency and works with
SEMA in the development and maintenance of State emergency response plans
and radiological response training programs. DOH develops and establishes
State Protective Action Guides. DOH is also responsible for establishing a
medical record system for personnel exposed to radiation in State responses to
emergencies.

As the lead State agency for technical response, DOH performs radiological
monitoring, dose projections, advises State and local agencies about protective
actions, determines exposure levels for State response personnel, determines
the need for decontamination, coordinates emergency medical support, and
provides information and guidance for the public through SEMA.

SEMA notifies DOH of emergencies at the Callaway Plant. DOH
representatives operate from the FCP in the EOF. Upon mobilization of DOH,
the agency establishes communication with Callaway Plant and SEMA. Initial
off-site radiological assessment by DOH is based on information provided by
Callaway Plant. Subsequent evaluation of the off-site radiological condition is
based on information provided by Callaway Plant, as well as current data
obtained by State field monitoring teams, changes in meteorological
conditions, and any available dosimetry data. This information is used by
DOH when recommending protective actions to SEMA and local authorities.

DOH continues directing technical response for the State including off-site
radiological monitoring and surveillance until off-site conditions are at
acceptable levels as defined by State Protective Action Guides Restorative
Actions.

Callaway Plant has provisions for receiving DOH representatives at the EOF at
the ALERT (or higher) emergency classification.

5.3.2.3 Local Agencies

Callaway Plant coordinates with SEMA in emergency planning and emergency
response with four (4) counties, which partially lie within the Plume Exposure
Pathway (10-mile EPZ), and with the City of Fulton. The county jurisdictions are
Callaway, Gasconade, Montgomery, and Osage Counties.

Each jurisdiction is responsible for its own emergency planning and response. The
four counties and Fulton coordinate the plans and have prepared for 24 hour per
day operations during emergencies.

Upon the declaration of any emergency at the Callaway Plant, the Plant notifies the
dispatch centers of the four counties.

Callaway Plant makes off-site Protective Action Recommendations to local
authorities. The County Commissioners, who are responsible for directing EOC
activities, evaluate these recommendations and implement protective actions for
protection of individuals within their jurisdiction. This may include activation of
the public alert system.
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Callaway Plant has provisions for receiving local authorities at the EOF at the
ALERT (or higher) emergency classification. The local authorities work closely
with the State and company authorities in coordinating off-site activities. Office
space and communication facilities are provided in the EOF.

Callaway Plant dispatches Technical Representatives to the local Emergency
Operations Centers, if requested. These individuals provide supplemental
information, as may be requested by the local authorities, to assist in interpretation
and explanation of technical information pertaining to the Callaway Plant. These
Technical Representatives provide supplemental information and do not replace the
communication or notification chain.

Callaway Plant has obtained agreements with specific local organizations as listed
in Appendix C.
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Table 5-1
Emergency Staffing Requirements / On-Shift Emergency Response *
Sheet 1 of 1
.. Min. . . Response Response .
Emergency Position 4 Function Major Tasks Level Goal Location
Initial Direction and Control of Plant Operations,
Shift Manager 1 |Initial Emereency Manacement Accident Assessment, Protective Action Decision UNUSUAL | Immediate CR
(Acting Emergency Coordinator) gency g Making, Requesting Support, and Off-site Notification/| EVENT (on-shift)
Communications Coordination
Supervises Control Room Operators, Technical Support
Operatine Supervisor 2 | Supervision. Assessment. and Assessment, Fire Brigade Leader, and Monitors UNUSUAL | Immediate CR
P g>up P ’ ’ SPDS, and Off-site Notification / Communications EVENT (on-shift)
Coordination
. . . UNUSUAL | Immediate
Reactor Operators 2 |Plant Operations Plant Operations and Accident Assessment EVENT (on-shift) CR
Operations Technician(s) and 5 Plant Operations Auxiliary Plant Operations and Emergency Team UNUSUAL | Immediate Plant Areas
Assistant Operations Technician(s) | *** P Members as Required, Fire Brigade Leader EVENT (on-shift)
Emergency Repair, Off-Site Notifications/Communications .
Other Operations Personnel 2 |Repair & Corrective Action Coordination, Emergency Teams as Required, and Safe UNUSUAL Immed}ate Plant Areas
Shutdown EVENT (on-shift)
. . . . Perform Surveys, Sampling, Monitoring, Analysis, Job | UNUSUAL | Immediate
Health Physics Operations 1 |Health Physics Operations Coverage, Emergency Team Support EVENT (on-shift) Plant Areas
. . . Evaluate effluent monitors and perform off-site dose UNUSUAL | Immediate CR or
Health Physics Technical Support 1 |Health Physics Tech Support projections EVENT (on-shift) | Plant Areas
. .. . . . . . . UNUSUAL | Immediate
Chemistry Technician 1 |Chemistry Chemistry Sampling and Radiochemical Analysis EVENT (on-shift) Plant Areas
. . . Security, Accountability, . . . UNUSUAL | Immediate .
Shift Security Supervisor 1 Evacuation Supervise Security Force per Callaway Security Plan EVENT (on-shift) On-Site
. Plant Security, Accountability . UNUSUAL | Immediate .
* ’ ’ -
Security Force Evacuation Per Security Plan EVENT (on-shift) On-Site
. Notification/Communications Notify Licensee, State, Federal, and Loocal’ Authorities, UNUSUAL | Immediate
Control Room Communicator ok o Call-out Of Support Personnel, Coordination of . CR
Coordination L. EVENT (on-shift)
Communications
. . . Search and Rescue, Emergency Repair Activities, Fire | UNUSUAL | Immediate .
kek ’ > _
Emergency Teams Repair and Corrective Actions Brigade, MERT EVENT (on-shift) On-Site

+ Any vacancy in an emergency position created by an unexpected absence of any personnel already On-shift should be filled as soon as practical

*  As per Security Plan
3k

Position(s) filled by existing personnel on-shift

**% The Fire Brigade Leader position is filled with the fifth Operations Technician. (Qualified as a Fire Brigade Leader.)
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Table 5-2
Emergency Staffing Requirements / Emergency Response Organization (On-Site/TSC)
Sheet 1 of 6
.. Desired . . Response | Response .
Emergency Position Number Function Major Tasks Level Goal + Location
Direction and Control of On-Site Emergency
Emergency Coordinator # 1 Emergency Management Response, accident assessment and emergency ALERT | 75 Minutes | TSC
declarations
TSC Communicator (ENS) # | 1 |otfications/ Maintain NRC ENS Communications link ALERT | 75 Minutes | TSC
Communications
. . . Coordination of Direct Administrative/Clerical Support including .
Administrative Coordinator ! Administrative Support logistics, Coordinates Activation of Facility ALERT | 75 Minutes | TSC
Clerical Support Staff * Administrative Support Records retne\{al, document reproduction, ALERT | AsNeeded | TSC
messengers, filing, etc.
Directs Assessment of On-Site Radiological
Health Physics Coordinator # 1 Radiological Assessment Conditions, Directs Radiological Support for ALERT | 75 Minutes | TSC
Emergency Activities
Operations Support Coordination of corrective Directs and Coordinates corrective and emergency
perat PP 1 . maintenance, and Forms, Briefs and Debriefs ALERT | 75 Minutes TSC
Coordinator actions by Emergency Teams
Emergency Teams
Stores Personnel 1 Supply Support Obtains parts, supplies, and materials from ALERT | 75 Minutes | TSC
Warehouse
Emergency Team
Coordinators Coordination of Emergency |Directs Emergency Team formation, briefing .
e Mechanical 1 Teams dispatch, tracking and support ALERT | 75 Minutes | - TSC
e Electrical 1
CR/TSC Liaison 1 Coordlna}tlon and transfer of Coordinate CR to TSC Communications ALERT | 75 Minutes Control
information Room

+ Facility activation will be done as soon as practical. Facility Activation Goals for the TSC and EOF are 90 minutes (assumes 15 minutes from arrival at the facility).
Response times may vary due to inclement weather and/or road conditions.

# Minimum positions needed for facility activation. A facility is considered activated when designated minimum personnel are ready to assume their responsibilities.

*  As needed
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Table 5-2
Emergency Staffing Requirements / Emergency Response Organization (On-Site/TSC)
Sheet 2 of 6
.. Desired . . Response | Response .
Emergency Position Number Function Major Tasks Level Goal + Location

Technical Assessment Technical Support and Directs technical analysis of plant conditions to

. 1 Recommendations for formulate EAL and emergency mitigating ALERT | 75 Minutes | TSC
Coordinator # - .

Emergency Declarations recommendations to the EC
TSC Lead Engineer 1 Supervise Engineering Staff ?tsasflfs ¢ TAC in command and control of Engineering ALERT | 75 Minutes | TSC
Engineering Status Board/Log 3 Maintains logs and status Maintains logs and status boards for Technical ALERT | 75 Minutes | TSC
Keepers boards Assessment group
TSC Engineering Staff
® Mechanical Engineer 1 Engineering evaluation of ~ |Analyze Plant Engineering Problems, Recommend
e Electrical Engineer 1 Plant Systems and courses of Action, Maintain Technical Status ALERT | 75 Minutes | TSC
e Reactor/Nuclear Engineer 1 Conditions Boards, Evaluate EALs
¢ [&C Engineer 1
Chemistry Coordinator 1 Chemistry Support Direct p rimary and secqqdary Chemistry activities, ALERT | 75 Minutes | TSC
evaluate chemical conditions

Security Coordinator 1 Security Direct Security activities per Security Plan ALERT | 75 Minutes | TSC

. See
On-shift Emergency See Table 5-1 UNUSUAL Immediate | Table
Response EVENT 5.1

+ Facility activation will be done as soon as practical. Facility Activation Goals for the TSC and EOF are 90 minutes (assumes 15 minutes from arrival at the facility).
Response times may vary due to inclement weather and/or road conditions.

# Minimum positions needed for facility activation. A facility is considered activated when designated minimum personnel are ready to assume their responsibilities.
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Table 5-2
Emergency Staffing Requirements / Emergency Response Organization (On-Site/TSC)
Sheet 3 of 6
.. Desired . . Response | Response .
Emergency Position Number Function Major Tasks Level Goal + Location
Emergency repair, search and rescue, firefighting, TSC
S t Area P 1 i
uppo%r ea Personne Emergency Team Support team’rr?embers, support emergency operations. ALERT Support
Including: Obtaining supplies and materials from the Area
Warehouse
Health Physics Coordinator, |Radiological Support for Emergency Teams, TSC
¢ Rad/Chem Support 14 |Chemistry Coordinator, and |additional radiological support, Field Monitoring ALERT | 75 Minutes | Support
Emergency Team Support  |Teams, Dose Assessment Staff, Chemistry activities Area
. . . TSC
e Mechanics 2 Mechanical repairs EvaluaFlon and repair (.)f mechanical problems ALERT | 75 Minutes | Support
impacting plant operations Area
Evaluation and repair of electrical problems TSC
e Electricians 2 Electrical Repairs . . . ALERT | 75 Minutes | Support
impacting plant operations Area
Evaluation and repair of 1&C problems impacting T5C
® [&C Technicians 1 1&C Repairs . ALERT | 75 Minutes | Support
plant operations Area

+ Facility activation will be done as soon as practical. Facility Activation Goals for the TSC and EOF are 90 minutes (assumes 15 minutes from arrival at the facility).
Response times may vary due to inclement weather and/or road conditions.
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Table 5-2
Emergency Staffing Requirements / Emergency Response Organization (EOF)
Sheet 4 of 6
.. Desired . . Response | Response .
Emergency Position Number Function Major Tasks Level Goal + Location
Manage Overall Callaway Plant Emergency
Response, Protective Action Recommendations, .
Recovery Manager # 1 Emergency Management Off- Site Notifications and Communication, ALERT | 75 Minutes | EOF
Interface with Off-Site Authorities
Protective Measures Recommend Protective Review and Validate Recommendation for
. 1 . Protective Actions using Plant Conditions and ALERT | 75 Minutes | EOF
Coordinator Actions to RM .
Off-Site Dose Assessments
Dose Assessment Direct Field Monitoring Activities, Calculate
. 1 Dose Assessment Off-site Dose Projections, Perform Assessments, ALERT | 75 Minutes | EOF
Coordinator # . L
Confirm PARs based upon Dose Projections
Assistant Dose Assessment Calculate Off-site Dose Projections, Perform
. 1 Dose Assessment Assessments, Confirm PARs based upon Dose ALERT | 75 Minutes EOF
Coordinator Lo
Projections
Communicate with and Record Field Monitoring
Field Team Communications, | Teams data, coordinate team efforts as directed by .
** 9 &
Dose Assessment Staff 2 Maintain Status Boards Dose Assessment Coordinator, maintain status ALERT | 75 Minutes |  EOF
boards, man the HPN Line when directed
Plume tracking, collection of
Field Monitoring Teams 2**  radiological data from the Collect radiological environmental data as directed | ALERT | 75 Minutes | Mobile
field

Response times may vary due to inclement weather and/or road conditions.

** Can be filled from paged personnel and/or dispatched from personnel in the TSC Support Area.

Facility activation will be done as soon as practical. Facility Activation Goals for the TSC and EOF are 90 minutes (assumes 15 minutes from arrival at the facility).

Minimum positions needed for facility activation. A facility is considered activated when designated minimum personnel are ready to assume their responsibilities.
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Table 5-2
Emergency Staffing Requirements / Emergency Response Organization (EOF)
Sheet 5 of 6
o Desired . . Response | Response .
Emergency Position Number Function Major Tasks Level Goal + Location
Review of Plant Conditions |Reviews and validates plant conditions and EALS to
Plant Assessment Coordinator 1 and Recommendation of verify existing and formulate new protective action | ALERT | 75 Minutes | EOF
PARs recommendations
Recommend PARs based on |Analyze and interpret plant conditions to Evaluate .
Plant Assessment Staff 2 Plant Conditions PARs, Maintain Technical Status Boards ALERT | 75 Minutes | - EOF
Direct Support activities and assist in procurement
Loglst}cal Support 1 Progurement of goodsand  |of 1dent1ﬁed matelilals, 1n1t{at§ coqtracts for gqods ALERT 2 Hours EOF
Coordinator services and services, Provide Administrative and Clerical
direction and support
Logistical Support Staff . . L
. p t of 200ds and Develop Purchase specifications, solicit bids for
* Material Eng. Buyer, etc. 2 rocurement of goods an goods and services, Assist Logistical Support ALERT 2 Hours EOF
services . . .
. . Coordinator, Provide Clerical Support
o (Clerical Support * General Clerical Tasks
EOF Communicator # 1 NOtlflcatl.O ns{ Off-site Notifications/Communications ALERT | 75 Minutes | EOF
Communications
Coordinate activities of Coordinate: EOF Activities, Support for Local,
Off-site Liaison Coordinator 1 Off-Site personnel working |State and Federal Responders. Man EOF ALERT | 75 Minutes | EOF
at the EOF communication links.

Response times may vary due to inclement weather and/or road conditions.

*  As needed

Facility activation will be done as soon as practical. Facility Activation Goals for the TSC and EOF are 90 minutes (assumes 15 minutes from arrival at the facility).

Minimum positions needed for facility activation. A facility is considered activated when designated minimum personnel are ready to assume their responsibilities.
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Table 5-2
Emergency Staffing Requirements / Emergency Response Organization (JIC)
Sheet 6 of 6
.. Min. . . Response Response .
Emergency Position 4 Function Major Tasks Level Goal + Location
Official Company representative, Obtain and
Company Spokesperson 1 |Media Interface disseminate emergency information, Conduct Media ALERT 2 Hours JIC
briefings
Provide technical information to Company
JIC Technical Representatives 2 |Technical Support Spokesperson, Provide technical input for media ALERT 2 Hours JIC/EOF
briefings and news releases
JIC Coordinator 1 |Public/Media Relations Support the Company Spokesperson, Coordinate ALERT | 2 Hours ile
information on Callaway Plant with SEMA
JIC Administrator 1 |Public/Media Relations Administration and Logistics of JIC ALERT 2 Hours JIC
JIC Editor 1 |Public/Media Relations Composes written news releases ALERT 2 Hours JIC
JIC Media Host 1 |Public/Media Relations Accommodate Media Needs ALERT 2 Hours JIC

+ Facility activation will be done as soon as practical. Facility Activation Goals for the JIC is 2 hours. Response times may vary due to inclement weather and/or road

conditions.
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EMERGENCY MEASURES

This chapter establishes the methodology of the emergency response and is the basis for the
Emergency Plan Implementing Procedures (EIP)s which define emergency actions to be taken at a
specific level of emergency.

Emergency measures follow a process which contains the following definable elements:

o Recognition and Evaluation;

° Classification and Declaration;
° Notification;

° Mobilization;

o Assessment Actions;

° Corrective Actions;

° Protective Actions;

° Aid to Affected Personnel;

o Public Information.

6.1. Recognition and Evaluation

Initial recognition of emergency conditions normally occurs in the Control Room.
Emergency conditions are indicated by alarms, instrument readings, and/or reports to the
Control Room. The Shift Manager, with assistance from the Operating Supervisor will
evaluate the conditions through the use of established Emergency Action Levels (EAL)s to
determine if an EAL has been reached or exceeded.

6.2. Classification and Declaration

If the Shift Manager finds that a specific Emergency Action Level (EAL) has been reached or
exceeded, the emergency will be classified, as defined in Chapter 4.0, and the appropriate
emergency classification will be declared. Certain situations may require the Shift Manager
to make a judgmental decision. If a judgmental decision is necessary, the Shift Manager
should take into account:

° Potential effects on-site and off-site;

o Potential for the situation to escalate or de-escalate;
o Need for manpower augmentation;

o Need to activate any Emergency Response Facilities.

Upon declaring an emergency, the Shift Manager assumes the position of Emergency
Coordinator and announces to Control Room personnel that an emergency has been declared.
An announcement is made over the public address system to inform site personnel of the
situation.

Page 62 of 140




6.3.

RERP
Rev. 055

Notification

After the declaration of an emergency, the Emergency Coordinator ensures that notifications
are made to:

o Emergency Coordinator (TSC);

o State and local notification points;

o Nuclear Regulatory Commission;

o Recovery Manager;

o Institute for Nuclear Power Operations (at ALERT or higher emergency
classification);

o American Nuclear Insurers (at ALERT or higher emergency classification).

Initial notifications to the State and local authorities shall be initiated within 15 minutes after
the declaration of an emergency. Periodic updates are made to the State and local authorities
upon activation of the State and local Emergency Operations Centers. These follow up
notifications should be made whenever significant changes in Plant status occur, or
approximately every hour until conditions are relatively stable. Follow-up notifications
should be made with the same urgency as initial notifications when changes in Protective
Action Recommendations are involved. When event conditions are relatively stable, the
follow-up notification frequency may be reduced to an agreed upon frequency, with the
consensus of SEMA and the EPZ counties. Updates and notifications should be shared with
State and local authorities present in the EOF.

Notifications inform the State and local authorities of the emergency classification, release
information, plant status, Protective Action Recommendations, and radiological and
meteorological data used to form protective action recommendations.

6.3.1. Emergency Coordinator (TSC)

The Emergency Coordinator (TSC) is notified by the Shift Manager (Emergency
Coordinator) upon declaration of any emergency classification. At a minimum, the
following topics should be discussed:

¢ (lassification of the emergency (potential need to reclassify);
e  Current Plant status and actions taken;

e Augmentation/Paging of Emergency Response Organization (necessary or
required augmentation);

e Notification of authorities.

6.3.2. Nuclear Regulatory Commission (NRC)

Notification of the NRC will be initiated by a Communicator (upon direction from
the Emergency Coordinator) utilizing the Emergency Notification System (ENS).
Once communications with the NRC is established, it will be maintained until the
NRC directs otherwise.
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State and Local Notification Points

6.3.3.1 Local Notification Point

Notification to the four counties (Callaway, Montgomery, Gasconade, and Osage)
and the City of Fulton is initiated, upon direction from the Emergency Coordinator
or Recovery Manager, by a Communicator simultaneously transmitting the
notification to all the county Emergency Communications Centers (ECC)s via the
Event Notification System. These ECCs are manned 24 hours per day, 7 days per
week.

If a backup method of notification is needed, the Communicator may use the
Back-up Radio System (BURS) or telephone to notify the ECCs.

6.3.3.2 State Notification Point

The first notification to the State Emergency Management Agency (SEMA), upon
direction from the Emergency Coordinator, is initiated by a Communicator via the
Event Notification System.

During off normal hours, notification to the State will be made to the Missouri
Information Analysis Center (MIAC) via the Event Notification System. MIAC is
manned 24 hours per day, 7 days per week and will notify SEMA whenever an
Event Notification System message is received.

If a backup method of notification is needed, the Communicator may use the
Back-up Radio System (BURS) or telephone to notify SEMA/MIAC.

6.3.3.3 State Department of Natural Resources

The State Department of Natural Resources (DNR) receives direct notification from
the Callaway Plant whenever an emergency is declared that involves a release of a
radioactive liquid. This notification is initiated by a Communicator contacting the
State Department of Natural Resources via commercial telephone.

If there is no liquid radioactive release from the Callaway Plant, the State
Department of Natural Resources is notified of the emergency by the State
Emergency Management Agency as outlined in the Missouri Nuclear Accident
Plan - Callaway.
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Mobilization

The number and types of personnel needed to mitigate the circumstances of an emergency
will depend upon three factors:

o Classification of the emergency (providing a relative indication of the severity);

o Probability for the situation to escalate or de-escalate;

o Specific nature of the emergency (e.g., radiological, equipment failure, natural
disaster).

The classification of an emergency is utilized for determining the minimum number and types
of personnel anticipated to be needed. The Emergency Coordinator determines if additional
personnel are necessary to mitigate or terminate the events leading to or resulting from the
emergency. If necessary, the Emergency Coordinator may augment/page portions of the
Emergency Response Organization prior to their mandated time. EIPs provide for both the
timely callout of the Emergency Response Organization (Chapter 5.0) and the staffing of their
associated Emergency Response Facilities (Chapter 7.0).

In addition to personnel needed to mitigate the consequences of the emergency, personnel are
also needed to ensure an accurate and timely release of information to the media and general
public. The Emergency Response Organization also provides for the timely dissemination of
emergency information to the media and general public. For emergency classifications,
where greater media interest is anticipated, provisions are made for establishing a Joint
Information Center (JIC) for more extensive coordinated media briefings and conferences.

If an ALERT (or higher) classification is declared, all qualified personnel (Fit for Duty) report
to their Emergency Response Facility and then unnecessary personnel will be dismissed.
Some departments have policies or procedures that designate specific personnel to respond.
Emergency response is by Emergency Response Duty Personnel and Emergency Response
Augmentation Personnel.

The plant alarms, public address system, and the cellular paging system are used to notify
ERO personnel. An automated calling system is an alternate or additional method of
mobilizing selected ERO personnel.

When the Emergency Response Organization is notified, Emergency Response Duty
personnel (Minimum Staffing) report to the TSC and the EOF within approximately

75 minutes to relieve the Control Room of emergency response functions not directly related
to Plant operation.

Emergency Response Augmentation Personnel respond to their designated facilities within
approximately 75 minutes (2 hours for some positions). Together, the Emergency Response
Organization is capable of fulfilling all intended functions for each Emergency Response
Facility as detailed in Chapter 7.0.
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Assessment Actions

Effective coordination and direction of all elements of the emergency response organizations,
including public agencies, requires continuing assessment throughout the emergency. Initial
assessment and emergency classification are most often the result of exceeding predetermined
Emergency Action Levels as discussed in Chapter 4.0.

The initial assessment of Plant conditions, radiation levels, and on-site/off-site consequences
is conducted by the Shift Manager as the Emergency Coordinator. During off-normal hours
the Emergency Coordinator initiates the augmentation/paging of the Emergency Response
Organization based on the emergency classification. Assessment actions continue throughout
the emergency. Continued assessment may result in reclassification of the emergency with
applicable subsequent emergency response actions taken. Upgrading of the emergency
classification depends on experience, judgment, and specific limits as specified in the
Emergency Action Levels (EAL)s for each emergency class.

6.5.1. Assessment Action for Control of Plant Operations

The existence of any emergency condition causes increased monitoring of Control
Room instrumentation, particularly the indicated values that triggered the
emergency, and those that may be related. A Safety Parameter Display System
(SPDS) within the Control Room is immediately accessible to Control Room
personnel to aid them in rapidly and reliably determining the safety status of the
Plant.

The Shift Manager is responsible for initial assessment actions. When advised of
an abnormal situation, the Shift Manager's first priority is to put the Plant into a
safe condition. The Shift Manager's initial action is to assess Plant indications in
accordance with emergency operating procedures. These procedures are located in
the Control Room for immediate access by Control Room personnel. The
applicable Plant indications refer the Shift Manager to appropriate emergency
operating procedures to be implemented by Plant operating personnel. The
procedures reference the appropriate EIP for classification of the emergency (as
applicable).

During the assessment phase, the operability of the Emergency Core Cooling
System and the Containment Cooling System is of immediate concern. Operability
of these systems may determine initial Protective Action Recommendations made
to off-site authorities and protective actions taken for on-site personnel.
Verification of the automatic activation of other engineered safeguard features is
also an immediate concern. If proper activation of the engineered safeguard
features is needed and has not occurred, manual initiation will be accomplished in
accordance with established procedures. Proper activation of the engineered
safeguard features should provide reasonable assurance that the Plant has
stabilized.
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If a complete failure of one or more safeguards functions occurs with indications of
adequate core cooling, some Protective Action Recommendations may be advisable
based on current Plant conditions or the potential for conditions to degrade. Should
conditions indicate inadequate core cooling or the potential for a radiological
release above normal operating limits, Protective Action Recommendations to
off-site authorities may be warranted.

Assessment actions to determine the correct operability of principal components of
the Emergency Core Cooling and Containment Cooling Systems, and to ascertain
activation of the other engineered safeguard features, will be conducted according
to established procedures.

Plant conditions that indicate inadequate core cooling may require additional
actions beyond those identified in the Emergency Operating Procedures. A
transition to the Severe Accident Management Guidelines may be necessary should
this occur.

Environmental Assessment for Protection of Health and Safety of the Public

Incidents involving potential or actual releases of radioactive materials to the
environment require special methods of assessment to ensure that responses are
appropriate for protection of site personnel and the population at risk. Rapid
assessment of potential or actual releases of radioactive materials to the
environment is critical for deciding appropriate protective actions. This assessment
is based upon Plant parameters and meteorological conditions. This capability will
be on-shift.

6.5.2.1 Short Term Assessment

Upon determination that the emergency involves an actual or potential release of
radioactive material, dose projection calculations will be performed. Based on
off-site dose projections and Plant conditions, the Emergency Coordinator or
Recovery Manager provides off-site authorities with Protective Action
Recommendations.

To determine the off-site doses, a number of factors are considered. These consist
of weather conditions, the amount of radioactivity being released or having the
potential to be released, the release pathway, flow rate, and field monitoring data.

The atmospheric stability class is based upon the present weather conditions and
inputs from the Meteorological Instrumentation System (RD). Using the stability
class, the correct atmospheric dispersion factors can be used to approximate air
concentrations at various off-site locations. USNRC Regulatory Guide 1.145 has
been used as guidance.
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The amount of radioactivity being released, or having the potential to be released,
can generally be determined utilizing the Radiation Monitoring System. The
Radiation Monitoring System has the capability of determining the amount of
radioactivity in the effluent and in various systems or areas of the plant, including
inside of containment. In addition, isotopic analysis can be performed to determine
the specific isotopic makeup of the RCS, containment atmosphere, and sump. Dose
projections can be performed using Effluent or Process Radiation Monitor readings
or isotopic analysis data. Emphasis can be placed on specific isotopes of concern.
These isotopes include the isotopes specified in NUREG 0654, Rev 1.

Using the above information, personnel can perform dose projections for situations
involving an actual release of radioactive materials.

Field Monitoring Teams are utilized to track and quantify plume dose rates. Field
Monitoring Teams are equipped with radios, cellular phones, and Geographical
Positioning Units. Field Monitoring Teams are also equipped with radiation
monitoring instruments to evaluate actual off-site dose rates and airborne
radioactivity concentrations.

Data is reported by Field Monitoring Teams via radio to the EOF. Samples
collected are returned to the EOF, or other locations designated by the Dose
Assessment Coordinator, for further analysis as necessary.

Field monitoring activities continue throughout the duration of the incident (as
required) so that the need for protective measures can be quickly assessed.

6.5.2.2 Long Term Assessment

Long term assessment of contaminated soil, vegetation, milk, and water is
accomplished in accordance with EPA-400-R-92-001, Manual of Protective Action
Guides and Protective Actions for Nuclear Incidents.

In-Plant Radiological Controls

During the course of an emergency, normal Radiation Protection procedures shall
be followed with the understanding that higher than normal radiation and/or
contamination levels may be experienced. Deployment of Search and Rescue
Teams, Emergency Repair Teams, Fire Brigade Teams, and Medical Emergency
Response Teams under emergency conditions may require continued monitoring of
in-plant radiation levels for the protection of on-site personnel.

In an emergency, priority is given to supporting efficient accident mitigation.

The Health Physics Technical Support Technician has the initial responsibility for
in-plant radiological controls. Upon activation of the TSC, the Health Physics
Coordinator has responsibility for in-plant radiological controls and provides
direction to Radiation Protection personnel. Initial in-plant radiological controls
may be based on Control Room instrumentation readings, Radiation Monitoring
System (RMS) readings, and system status reports. Additional information
concerning in-plant radiological conditions may be gained during the debriefing of
emergency teams.
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6.5.4. Reactor and Core Damage Assessment

Assessment concerning the status of the reactor core is performed by the Shift
Manager with the assistance of a Shift Technical Advisor (STA) qualified
Operating Supervisor or Engineer. Initial assessment of core conditions is based on
readings from Control Room instrumentation and assessment of SPDS data. Data
which is assessed to determine core damage include:

e Radiation Monitoring System readings;
¢ Nuclear plant instrumentation readings;

Continued assessment of core conditions is performed under the direction of the
TAC when engineers arrive at the TSC.

Corrective Actions

Plant procedures contain steps for preventive and/or corrective actions to avoid or mitigate
serious consequences of an emergency. Instrumentation and control systems provide
indications, recordings, and control of systems necessary for the safe operation of the Plant.

These systems provide the operator with the information and controls needed to start up;
operate at power; shut down the Plant; and if necessary, cope with abnormal operating
conditions or emergencies. Control and display of information from these systems are
centralized in the Control Room, and limited displays are accessible at the TSC and EOF.
The information provided by this instrumentation provides a basis for emergency
classifications.

Corrective actions may also involve response by emergency teams such as the Fire Brigade
and Emergency Repair Teams.

Protective Actions

Protective actions are emergency measures taken to ensure that Callaway Plant personnel and
the general public's health and safety are protected. Protective actions are initiated in the
event actual or projected radiation or airborne radioactivity levels exceed predetermined
values.

6.7.1. Protective Actions for Plant Personnel

Protective actions for Plant personnel and visitors include alerting, accountability,
access control and evacuation. Protective actions are taken to the degree
appropriate whenever a radiological emergency has occurred, or may occur, which
may result in concentrations of airborne radioactivity or radiation levels in excess
of normal limits for a specified area or areas. In addition, protective actions are
taken for other emergencies such as fires or natural disasters where personnel safety
is threatened.
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6.7.1.1 Alerting

When an emergency is recognized and classified, the Plant Emergency Alarm is
sounded, and an announcement is made on the Plant public address system. The
announcement includes the classification of the event, a brief description of the
event, and the required actions to be taken by personnel. Announcements for each
emergency classification are in the emergency implementing procedures. Alerting
of Plant personnel is accomplished as soon as assessment actions permit proper
evaluation of conditions and corresponding actions. At an Alert or higher
classification, on-site sirens are sounded.

6.7.1.2 Accountability

Personnel accountability is initiated at the discretion of the Emergency Coordinator
during any of the emergency classifications. Accountability is the process of
identifying personnel who remain within the Protected Area. Personnel inside the
Protected Area are notified of accountability by the sounding of the Plant
Emergency Alarm and an appropriate announcement. Additionally, on-site sirens
are sounded. Accountability is accomplished by assembly or as part of the
evacuation process.

When accountability is ordered, all essential personnel are accounted for in their
designated Emergency Response Facility. They will log in utilizing a Security
badge card reader or by signing on a status board or roster. Non-essential
personnel (including emergency response personnel not needed to fill emergency
positions) will assemble or evacuate as directed.

The Shift Security Supervisor then reports the names of missing or unaccounted
personnel to the Emergency Coordinator via the Security Coordinator. If needed, a
Search and Rescue Team would be formed.

Accountability shall be accomplished within 30 minutes from the time the order is
given.

Accountability can be continuously maintained by controlling access, restricting
activities, monitoring activities on status boards, and/or utilizing Security access
readers.

6.7.1.3 Assembly

When an assembly is ordered, non-essential personnel assemble at pre-designated
assembly areas. Visitors in the Protected Area are the responsibility of their
escorts. Visitors are to be escorted to the access facility and directed to leave the
site.

Certain visitors, such as NRC employees, government officials, or specialists
assisting with the emergency, may remain in the Protected Area if specific approval
is obtained. This approval will typically be from the Emergency Coordinator or the
Security Coordinator.

Page 70 of 140




RERP
Rev. 055

6.7.14 Evacuation

The decision to evacuate non-essential personnel is made by the Emergency
Coordinator but is required during a Site Area or General Emergency.

In the event that radiological or meteorological conditions would create hazards for
evacuating personnel, alternate measures (sheltering, delayed evacuation, alternate
evacuation routes, etc.) should be considered.

When an evacuation is ordered, all non-essential personnel proceed to their
assembly areas until radiological conditions and personnel requirements are
established. Non-essential personnel in the Protected Area exit through the
Security Access Facility at which they entered and are monitored for contamination
by the portal monitors as they pass through the access. If an alternate access point
is used, manual frisking for contamination will be performed. Personal vehicles are
used to leave the area. Security officers may assist in controlling vehicles leaving
the parking lot. If radiological and meteorological conditions indicate that
personnel or their vehicles may have been contaminated, they will be directed to a
Reception, Care, and Decontamination Center (RCDC) established by the State for
monitoring and if necessary, decontamination.

6.7.1.5 Security and Access Control

When a level of emergency has been reached that requires personnel accountability,
the Shift Security Supervisor or Security Coordinator is responsible for limiting
facility access to emergency response personnel only. Security personnel control
access and screen personnel at Security stations established at access points to the
Protected Area and EOF.

When an evacuation has been ordered, Security will patrol to verify that all visitors
(see exceptions in Section 6.7.1.3) and non-essential personnel have evacuated the
Owner Controlled Area and the Exclusion Area.

The Callaway County Sheriff's Department will provide access control in areas
around the Plant in support of Plant Security. Access is authorized for: Callaway
Plant employees having proper identification or driving a company vehicle; State
and Federal personnel with State or Federal identification or driving an official
government vehicle; and emergency vehicles (e.g., ambulance, fire trucks).

6.7.1.6 Monitoring and Decontamination

Personnel are monitored for contamination at the Security access point as they
depart the Protected Area.

On-site emergency response personnel will be monitored for contamination (if
required) at their respective emergency stations. Decontamination of on-site
emergency response personnel will be conducted during the course of the
emergency at the on-site decontamination facilities. These facilities are located in
the proximity of the Health Physics Access Control Area.

If a release above normal operating limits is in progress, non-essential personnel
will be directed to designated Reception, Care, and Decontamination Center
(RCDC) for monitoring and decontamination, if necessary.
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Off-Site Alerting and Protective Actions

The Recovery Manager recommends appropriate protective actions to off-site
authorities. This is the responsibility of the Emergency Coordinator until the
Minimum Staffing personnel arrive. The action which affords the higher level of
dose avoidance is normally preferred. However, other technical factors such as
release duration and plume arrival time are important considerations affecting
off-site Protective Action Recommendations. Off-site authorities will decide which
protective actions are to be implemented after considering the Plant's
recommendation, recommendations from the State Department of Health (DOH),
road and weather conditions, or other factors which may affect the implementation
of protective actions for the public.

6.7.2.1 Alerting of the General Public

Prompt notification of the general public, in the event of an emergency at the
Callaway Plant, is essential to provide reasonable assurance that sufficient time is
available to implement protective actions, if warranted (i.e., sheltering, evacuation).
Close coordination is required between the Callaway Plant, the counties within the
10-mile EPZ, and the State (SEMA). Notifications and Protective Action
Recommendations are made to enable SEMA and the risk counties (Callaway,
Gasconade, Montgomery, and Osage) to evaluate the impact of the emergency on
their populations. The decision to implement protective actions for the public
within its jurisdiction rests with each county and the City of Fulton. The County
Commissioners for each county and the Mayor of Fulton have the authority to
activate the Public Alert System in their jurisdictions. If they decide that protective
actions are to be implemented, the Public Alert System is activated to alert the
populace to listen to the local Emergency Alert System (EAS) station for
instructions. The system is activated from each county's Emergency
Communications Center. Sample draft EAS messages for release to the public by
State and county authorities are contained in the Missouri Nuclear Accident Plan
Callaway, and the Radiological Emergency Response Plans of Callaway
County/Fulton, Montgomery County, Osage County and Gasconade County.

The Public Alert System consists of a combination of the Integrated Public Alert
and Warning System/Emergency Alert System and Wireless Emergency Alert
(IPAWS/EAS and IPAWS/WEA), outdoor warning sirens, indoor tone alert radio
receivers and route alerting. IPAWS/EAS and IPAWS/WEA is a national alert and
warning infrastructure which sends emergency alerts directly to citizen's cell
phones in the area as the primary means of alerting. Additionally, as a backup,
fixed sirens are placed in various populated locations within the Callaway Plant
10-mile EPZ. Along with the sirens, the remaining population can be alerted by
use of tone alert receivers. Route Alerting supplements the Notification part of the
system by directing qualified personnel in the four EPZ counties to provide
emergency information from vehicles using a PA system. This Public Alert System
provides alerting to approximately 100% of the population within the 10-mile EPZ.
This system is discussed in detail in Appendix H.

Page 72 of 140




RERP
Rev. 055

6.7.2.2 Protective Actions for the General Public

The responsibility and authority for deciding protective actions for the general
public rests with local emergency response organizations, according to the Missouri
Nuclear Accident Plan Callaway. Appendix G of the RERP contains maps
showing the demography of the Plume Exposure Pathway EPZ, and population
evacuation sectors and evacuation routing within the Plume Exposure Pathway
EPZ. When Plant conditions warrant (i.e., a release above normal operating limits
requiring a protective action recommendation is imminent or occurring) a
recommendation to take immediate actions, such as sheltering or evacuation, is
made by the Emergency Coordinator or the Recovery Manager to the State
(SEMA) and local authorities responsible for deciding upon and implementing
protective actions. Recommendations for protective actions are based on both
actual and potential releases, taking into consideration reactor core and containment
conditions as well as the anticipated duration of the release and the plume arrival
times.

At the GENERAL EMERGENCY classification, the preferred protective action
recommendation is to evacuate. Evacuation will be recommended by the Plant for
the public within a two-mile radius and five miles downwind, as a minimum.
Sheltering should only be considered for the following situations:

e Travel conditions that would present an extreme hazard, or
e  Security Threat exists, or

e For controlled releases from containment if there is assurance that the release
is short term and the area near the plant cannot be evacuated before the plume
arrives.

The Emergency Coordinator or Recovery Manager makes recommendations to the
affected local authorities. The local authorities evaluate the recommendations in
light of any constraints, determine the area(s) to be evacuated, and communicate
instructions to the public via the Public Alert System and EAS. Implementation of
protective actions for the general public is described in the Radiological Emergency
Response Plans for Callaway County/Fulton, Osage County, Montgomery County,
and Gasconade County, and in the Missouri Nuclear Accident Plan Callaway.

6.7.2.3 Post Plume Phase Protective Actions

During the post plume phase of the incident, when the primary concerns are
exposure to and possible ingestion of deposited radioactive materials, the extent of
environmental contamination will be evaluated by the State Department of Health
assisted by the utility. Protective actions recommended by the Department of
Health will be based upon the comparison of field data to the limits established in
EPA-400-R-92-001, Manual of Protective Action Guides and Protective Actions
for Nuclear Incidents.
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Use of On-Site Protective Equipment and Supplies

A variety of protective equipment is available on-site to minimize radiological
exposures, contamination spread, and firefighting hazards.

Portable Radiation Protection equipment is available for both normal operations
and emergency situations. The portable instrument pool is accessible for use from
various site locations.

Emergency equipment kits are designated for storage at specific Plant locations
(i.e., Control Room, Technical Support Center, etc.) and the actual contents and
quantities of each kit are delineated in and maintained in accordance with Plant
Procedures. The contents of emergency equipment kits vary between kits due to
storage location and intended application.

6.7.3.1 Respiratory Protection Equipment

Supplies of respiratory protection equipment are available on-site. It is the
responsibility of Radiation Protection and Chemistry personnel to determine when
the use of respiratory protective equipment is appropriate and to select the correct
type of equipment for conditions expected to be encountered.

6.7.3.2 Protective Clothing

A quantity of protective clothing is maintained on-site for routine use and is
available for use during emergencies. Protective clothing is intended to keep
contamination off the clothing and skin of individuals, and to control the spread of
contamination. Generally, Radiation Protection personnel identify contaminated
areas and specify the appropriate protective clothing that is to be worn. During
emergencies, protective clothing may be worn when entering known or potentially
contaminated areas and is removed when exiting these areas. Protective clothing is
also available as a replacement clothing should personal clothing become
contaminated.

6.7.3.3 Emergency Dosimetry

Emergency dosimetry is located in close proximity to all on-site Emergency
Response Facilities. Dosimetry will be issued to emergency response personnel as
instructed by Radiation Protection personnel.

6.7.3.4 Potassium Iodide (KI)

Potassium Iodide (KI) may be taken as a blocking agent to reduce the uptake of
radioiodine by the thyroid. Potassium lodide is administered in accordance with
procedures.
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Contamination Control Measures

6.7.4.1 On-Site Area

To prevent or minimize ingestion of radioactive materials deposited within the
Protected Area, affected areas are isolated, as necessary. Details of contamination
control measures, exposure to elevated airborne activity levels, and control of
contaminated tools and equipment for on-site areas are contained in Radiation
Protection Operating Procedures and Emergency Plan Implementing Procedures.

6.7.4.2 Off-Site

For areas beyond the Exclusion Area Boundary but within the Emergency Planning
Zone, Field Monitoring Teams will identify contamination and radiation levels.
Areas where contamination levels exceed EPA 400 Guidelines will be isolated and
access restricted to minimize dose to the general public below these levels.

6.8.  Aid to Affected Personnel

6.8.1.

Emergency Response Personnel Exposure Criteria

Radiological exposure is kept as low as reasonably achievable. Radiation Exposure
is controlled in accordance with procedures.

Exposure records are maintained for Plant personnel by the Radiation Protection
Department. This information is used in determining emergency team assignments.
The means for controlling radiological exposures shall include exposure guidelines
consistent with EPA Emergency Worker and Lifesaving Activity Protective Action
Guides. Self-reading dosimeters are available for emergency workers in addition to
OSLDs. Dosimetry is read at periodic intervals dependent upon radiation levels.

The Operations Support Coordinator and Health Physics Coordinator are
responsible for coordinating emergency team assignments. In all cases where
personnel may exceed the 10CFR20 occupational limits, authorization will be in
accordance with the Callaway Plant Radiation Protection Program. Radiation
Protection personnel are also responsible for distribution of self-reading and
permanent dosimetry devices to emergency response personnel and assuring
accountability of each worker's dose.
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Decontamination and First Aid

Provisions have been made to assist personnel who are injured or who may be
contaminated by radioactive material. Portable first aid kits are available at
strategic locations. Selected on-shift personnel are trained in first aid. In addition,
on-site decontamination areas equipped with decontamination supplies, and other
specialized equipment are located near the Health Physics Access Control Area on
the 1984’ elevation in the Control Building. Personnel found to be contaminated
undergo decontamination under the direction of Radiation Protection personnel.
Where contamination and major injuries are involved, personnel are transported to
off-site medical facilities where they will receive prompt medical attention. Waste
fluids and wastes from decontamination of personnel or material are collected and
handled as radioactive wastes.

Medical Transportation

Ambulance service is available through agreement with the Callaway County
Ambulance District.

Medical Treatment

For treatment of injuries with radiological complications, Callaway Plant will
utilize qualified local area hospitals. Letters of Agreement are listed in Appendix C

Public Information

Public information is an integral part of emergency preparedness. Public information is
recognized as a continuous responsibility, and programs have been developed to keep the
public informed during normal operations and during emergencies.

6.9.1.

Public Information During Emergencies

The Public Information function of the Emergency Response Organization assures
that a steady flow of accurate, timely information is initiated and maintained.
Callaway Plant will maintain open communications with the public, public
officials, employees, and other groups at all times. Meeting these goals requires
close continuing coordination between all emergency response organizations.

The JIC Coordinator assumes the responsibility of obtaining and releasing
emergency information. The Joint Information Center (JIC) Organization supports
formal news conferences where the Company Spokesperson presents the company's
official responses and answers questions.

Page 76 of 140




6.9.2.

RERP
Rev. 055

Rumor Control

A Rumor Control Center is established in the JIC by SEMA. The Rumor Control
Center may be staffed at the ALERT classification. The Rumor Control Center is
considered an extension of the JIC and is considered a cooperative operation of
Callaway Plant, the State of Missouri, and the affected local governments for the
purpose of rumor control.

The Rumor Control Center functions with several telephones operating from a
single rumor control number. The number is publicized through the Emergency
Alerting System (EAS) when the Rumor Control Center is functional. Public
information materials also advise the public of the rumor control number.
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Table 6-1

Assessment Actions

Sheet 1 of 1

Action

Description

Surveillance of Control Room
Instrumentation

Radiation levels, pressure, temperature, flow, and
meteorological data are monitored. Reactor Operators can
assess Plant status by observing sensor readout. Most
sensors have visual and audible alarms. Data is provided
to the Emergency Coordinator as necessary for his
assessment. Reactor Operators will take corrective actions
as necessary. Certain key safety and Plant parameters are
accessible at the EOF and TSC.

Personnel Accountability

Accountability is the responsibility of the Shift Security
Supervisor or Security Coordinator. Personnel
accountability is performed and maintained in accordance
with security instructions.

In-plant Radiological Surveys

Health Physics personnel perform these surveys. The
radiation levels from the Area Radiation Monitors (ARM)s
and ventilation monitoring systems are monitored to assist
in these evaluations. Contamination surveys of equipment
and personnel are conducted with portable instruments
from the emergency equipment kits or at routine storage
locations.

Exclusion Area Boundary Surveys

Handled by Field Monitoring Teams.

Off-site Dose Assessment

Dose assessment personnel use computers, effluent
monitors, meteorological data, and data supplied by
deploying Field Monitoring Teams.

Environmental Monitoring

Samples of various environmental media are collected and
analyzed by Field Monitoring Teams deployed by the
Callaway Plant and the Missouri Department of Health.
Additional analytical capabilities are provided at normal
on-site facilities and from a contract laboratory if required.
Data from the permanently deployed off-site/TLD
environmental monitoring stations is also used to assess
off-site consequences.

Assessment Reporting

In the case of actual or potential off-site consequences, the
State and local authorities are immediately notified in
accordance with the Missouri Nuclear Accident
Plan-Callaway. Local authorities use predetermined
criteria to initiate various protective actions for the public.
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Table 6-2
Protective Action Guidelines Plume Phase (Early Phase) General Population
Sheet 1 of 1
PAG Recommended Comments
(projected dose) Protective Actions
a . . b | Evacuation (or, for some situations, sheltering)
1-5 rem Evacuation (or sheltering) should normally be initiated at 1 rem.

a

The sum of the Deep Dose Equivalent resulting from exposure to external sources and the

Committed Effective Dose Equivalent incurred from all significant inhalation pathways during
the early phase. Committed Dose Equivalents to the thyroid and to the skin may be 5 and

50 times larger, respectively.

The preferred Protective Action is to Evacuate. Sheltering should only be considered for the

following situations. Travel conditions that would present an extreme hazard, or for controlled
releases from containment if there is assurance that the release is short term and the area near the

plant cannot be evacuated before the plume arrives.

Page 80 of 140




RERP

Rev. 055
Table 6-3
Post Plume Phase (Intermediate and Late Phases) Recommended Protective Actions
Sheet 1 of 1
. a
Projected Dose Protective Actions Comments
(rem)

First priority should be given to

. . . cleanup of residences of

>0.5 in first year Apply dose reduction techniques. pregnant women who exceed
these levels.
Relocate affected population. b Evacuation should have

> 2.0 in first year occurred during the Plume

Phase. If not, relocate.

Maintain evacuation in affected
areas.

If the projected dose in any year
after the first year is projected
to exceed 0.5 rem, implement
Protective Actions.

Relocate affected population,
consider implementing dose

> (.5 in any subsequent year | reduction techniques, consider
decontamination of essential cases,

consider long-term relocation. Apply dose reduction

techniques.

If the summation of all the
projected doses exceeds

5.0 rem, then Protective Actions
should be implemented.

>5.0 for 50 years Same as above.

4 The projected sum of Deep Dose Equivalent from external gamma radiation and Committed

Effective Dose Equivalent from inhalation of resuspended materials from exposure or intake
during the first year. Projected dose refers to the dose that would be received in the absence of
shielding from structures or the application of dose reduction techniques.

Persons previously evacuated from areas outside the relocation zone defined by the PAG may
return to occupy their residences. Cases involving relocation of persons at high risk from such
action (e.g., patients under intensive care) should be evaluated individually.
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Table 6-4
Food Chain Considerations Recommended Protective Actions 12
Sheet 1 of 1
. 3
Projected Dose Ingestion Protective Actions Comments
(rem)
Preventative Actions
. These levels are considered to
>0.5 rem Whole Body Take actions to p revept or be action levels for dose from
reduce the concentration of :
or . e ) the food chain.
radioactivity in animal feeds,
>1.5 rem Thyroid foodstuffs, and water supplies. | Protective Actions should be
implemented as a minimum at
these levels.
Removal of products from )
>5.0 rem Whole Body commerce, condemnation of Emergency Actions
‘ decay unless loss of food these levels requires these
>15.0 rem Thyroid source presents a more severe | protective actions.
problem than uptake.

Guidance on Off-Site Emergency Radiation Measurement Systems.
Phase 3 - Water and Non-Dairy Food Pathway (FEMA REP-13/May 1990)

Guidance on Off-Site Emergency Radiation Measurement Systems.
Phase 2 - The Milk Pathway (FEMA REP-12/September 1987)

Table 1, FEMA REP-13/May 1990
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EMERGENCY RESPONSE FACILITIES AND EQUIPMENT

This Chapter describes Emergency Response Facilities, communication systems, assessment
equipment, protective facilities and equipment, decontamination facilities and supplies, medical and
first aid facilities, and damage control equipment and supplies.

7.1.  Emergency Response Facilities

7.1.1.

Control Room (CR)

The Control Room is the on-site location from which the Plant is operated and is
the point for on-site emergency response direction prior to staffing of the Technical
Support Center. The Control Room is designed to enable operators to startup,
operate, and shutdown the Plant during both normal and emergency conditions. It
is located on the 2047'-6" elevation of the Control Building and habitability
systems are provided to permit access and occupancy during Design Basis
Accidents.

The Control Room contains:

¢ Plant public address system stations;

¢ Commercial telephone links;

e Dedicated telephone links;

e Event Notification System and Back-up Radio System (BURS);
e  Control Room Instrumentation;

e Pertinent mechanical and electrical drawings;

e Controlled copies of applicable portions of the Callaway Plant Operating
Procedures;

e Controlled copies of applicable portions of the Callaway Plant Severe Accident
Management Guidelines;

e Status boards;

¢ Plant Radio Console;

e Protective breathing apparatus;

¢ Emergency radiological monitoring equipment;

Measurements and indications of required Regulatory Guide 1.97, Rev. 2; variables
are available in the Control Room.
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The Operations Field Office Conference Room, across the hall from the Control
Room, is used as an extension to the Control Room in case of an emergency.
On-shift personnel assemble in this room during an emergency, in order to
minimize personnel in the Control Room. Personnel in this conference room are
under the direction of the Control Room. If the Operations Field Office
Conference Room becomes uninhabitable, then personnel will be moved to the
Control Room or TSC as needed.

Technical Support Center (TSC) (Figure 7-1)

The TSC is the central point for direction of the emergency response on-site. The
TSC provides the main communications link between the Plant and other
Emergency Response Facilities. The TSC is staffed by designated technical,
engineering, management, administrative, and NRC personnel. During
emergencies, the TSC operates uninterrupted to provide plant management and
technical support to Plant operations personnel. The TSC also relieves the Plant
operators of peripheral duties not directly related to reactor system manipulations.

The TSC is located within the Protected Area, adjacent to the Service Building. It
has adequate shielding and ventilation to ensure habitability during Design Basis
Accidents. An emergency diesel generator allows facility operation during loss of
off-site power.

The TSC is designed to be habitable under Design Basis Accidents. In the event
the TSC becomes uninhabitable or inaccessible, a Backup TSC/Alternate Assembly
Area will be established at the Emergency Operations Facility located
approximately 1 mile west of the plant.

The following functions are performed at the TSC:

e Management of on-site emergency response;

e Direction of on-site Radiation Protection activities;

¢ Direction of on-site emergency maintenance;

e Direction of site personnel accountability and security;

e Direction of site safety and hazards control;

¢ Performance of engineering and technical analyses for Control Room support;
¢ Assemblage of emergency repair/support personnel;

¢ Briefing, dispatching and direction of emergency repair personnel.

The TSC has the capability to support Plant management and technical personnel
assigned there during an emergency. The TSC has access to important Plant
parameters as required in Regulatory Guide 1.97, Rev. 2, via the Plant Computer
System. Dedicated communications are available with the Control Room, EOF,
and NRC. The TSC has the capability to transmit data and facsimiles.
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The TSC has access to controlled copies of the necessary Plant records, operational
specifications, procedures, Severe Accident Management Guidelines, as built
drawings, schematics, and diagrams essential for evaluation of the Plant under
accident conditions. These include the NUREG-0696 specified documents.

7.1.2.1 Backup TSC/Alternate Assembly Area (Figure 7.2)

This facility is set up when needed in the Emergency Operations Facility. In the
event the TSC becomes uninhabitable or inaccessible due to environmental or
security conditions TSC personnel report and activate here.

Emergency Operations Facility (EOF) (Figure 7-2)

The EOF is where coordination between on-site and off-site emergency response
activities is done and is staffed by predesignated emergency response personnel. It
is located approximately 1 mile west of the plant and houses the Recovery Center
and offices for governmental representatives, the NRC, and a room that can
accommodate small briefings.

The EOF is designed to be habitable under Design Basis Accidents. In the event
the EOF becomes uninhabitable, a backup EOF will be established at the Ike
Skelton Training Site southeast of Jefferson City, Missouri, approximately 25 miles
southwest of the Plant site.

The EOF has the ability for communications with the following:
e  Control Room;

e TSC;

e Field Monitoring Teams;

e  Joint Information Center;

e State and Local Government;

e NRC;

e  Corporate Headquarters.

The EOF has data access through the Plant Computer System (PCS). The EOF also
has facsimile transmission and reproduction capabilities. The EOF is equipped
with a diesel generator to be used as a source of emergency power. The EOF will
be used as an alternate assembly area during hostile action(s).

7.1.3.1 Backup Emergency Operations Facility (Figure 7-4)

This facility is set up when needed in the State's Emergency Operations Center at
the Ike Skelton Training Site southeast of Jefferson City, Missouri. In the event the
EOF becomes uninhabitable, EOF resources are distributed between the TSC and
the Backup EOF.
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Joint Information Center (JIC)

A Joint Information Center is located at the Ike Skelton Training Site southeast of
Jefferson City, Missouri. News media briefings can be held here. The facility,
when activated, has necessary equipment for communications with the EOF and St.
Louis Corporate Office Building.

Corporate Headquarters Support

Additional corporate support of Callaway Plant emergency operations is available
from the Nuclear Division and Corporate Communications Area of Ameren
Corporation Headquarters in St. Louis, Missouri. Any needed corporate support is
directed and managed through the EOF Emergency Response Organization.

County/City Emergency Operations Centers (EOC)s

Portions of the counties of Callaway, Osage, Gasconade, and Montgomery are
within the boundary of the Plume Exposure Pathway EPZ. Each county's EOC is
the focal point of the local emergency response. The City of Fulton and Callaway
County share an EOC.

The EOC:s are in the following locations:

e (Callaway/Fulton — Callaway County Law Enforcement Center, Fulton,
Missouri;

e Osage — Osage County Administration Building, Linn, Missouri;
e Gasconade — Gasconade County Courthouse, Hermann, Missouri;

¢  Montgomery — 250 Pickering Street, Montgomery City, Missouri.

State Emergency Operations Center (EOC)

The State Emergency Operations Center is the primary point through which the
governor, or his authorized designee, exercises overall control and coordination of
off-site emergency response operations through SEMA. SEMA coordinates actions
and operations involving response and coordinates resources required to support
decisions affecting the emergency. The State EOC is located in the Ike Skelton
Training Site southeast of Jefferson City, Missouri. A Forward Command Post
may be set up and utilized in the Emergency Operations Facility.

Ameren Corporate Communications

The Corporate Communications Function is located in the Ameren Corporation
Headquarters in St. Louis, Missouri. Equipment available in this facility includes
telephones and facsimile equipment. The facility and available equipment provide
the capability to communicate with the JIC and EOF, and to disseminate
information to news media, selected interest groups, employees, and the general
public.
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Communications Systems

The communications systems in use at the Callaway Plant are designed to provide a reliable
and timely flow of information during normal operations and during emergencies. These
communication systems are available, on a 24-hour basis, to on-shift and Emergency
Response Organization personnel for any communications, notifications, or activations
needed. To ensure communication system reliability during an emergency, the following
provisions have been incorporated into the systems:

o Redundancy;
o Backup/alternate communication systems;
o Dedicated communication systems.

In addition, many of these systems are in routine use, which lessens the probability of
undetected system failures.

The following sections provide a description of the communication systems available for use
in the event of an emergency.

7.2.1. Public Address (PA) System

The PA system is used for communications between the emergency teams, Control
Room, TSC, and EOF, as required.

The PA system specifics are explained in the Plant FSAR.

7.2.1.1 Alarms

A multi tone generator capable of producing a number of alarms is incorporated
within the PA system. These alarms can be heard throughout the Plant area. In
high noise areas a blue flashing light is activated with the alarm. The alarms are
activated from the Control Room as directed by the Shift Manager. The alarms are
as follows:

¢ Plant Fire Alarm — A "siren" used only in the event of fire emergencies;

¢ Plant Emergency Alarm — A "yelp" sound used to alert site personnel of
unusual or abnormal conditions;

¢ Containment Evacuation Alarm — A "pulse" used to alert site personnel that
conditions in containment necessitate immediate evacuation of containment.

These alarms are followed by a clarifying announcement.

7.2.2. Touchtone Telephone System

The touchtone telephone system consists of telephone stations located throughout
the plant site (including the EOF and Intake Structure).

Information pertaining to the telephone system design and operation is contained in
Chapter 9 of the FSAR.
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This system is the primary means of communications between members of the
Emergency Response Organization, and with outside organizations that may
provide emergency response resources.

7.2.2.1 Cellular Phone

Mobile communications with the Emergency Coordinator (TSC) is provided by a
cellular telephone. The cellular telephone is accessed through the touchtone
telephone system.

During an emergency, the cellular telephone system may be utilized to contact and
maintain communications with the Emergency Coordinator (TSC), corporate
personnel, and used as a backup for Field Monitoring Teams.

7.2.2.2 Cellular Paging System

Personal notification devices (e.g., pagers, cell phones, etc.) will be carried by the
Emergency Response Organization in order to ensure adequate and timely response
to the Plant during an emergency situation.

Communication Systems

Three independent telephone systems are available for backup communications
between the Emergency Response Facilities. Each system operates independently
from the other systems and allows for conference calls between the members of
that bridge line group. These bridge lines have a normal power supply and in the
event of a loss of power they are supplied by the ERF's backup power supply. The
three systems are described in the following subsections.

7.2.3.1 Technical Assessment Bridge Line

The Technical Assessment Line is a bridge telephone line between the Control
Room, Technical Support Center, and Emergency Operations Facility. This line is
used to relay information concerning the Plant status. This line is normally used by
the following:

e  Control Room/TSC Liaison;
e Technical Assessment Group;
e  Protective Measures Group;

e  Operations Support Coordinator.

7.2.3.2 Dose Assessment Bridge Line

The Dose Assessment Line is a bridge telephone line between the Control Room,
Technical Support Center, Plant Computer Room, and Emergency Operations
Facility. This line's primary use is to relay information concerning dose assessment
activities. This line is normally used by the following:

e Health Physics Technical Support Technician;
e  Health Physics Group;

e Dose Assessment Group.
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7.2.3.3 Emergency Management Bridge Line

The Emergency Management Line is a bridge line connecting the Emergency
Operations Facility to the Technical Support Center and Control Room. This line's
primary use is communication between emergency management personnel. This
line is normally used by the following:

® Recovery Manager;
¢ Emergency Coordinator;

¢  Control Room/Shift Manager.

Event Notification System

The Event Notification System is a notification system that allows a notification
form to be completed on screen and transmitted to the four (4) EPZ counties and
the State Emergency Operations Center. This system can be activated from the
Control Room, TSC, and EOF. Its backup is the Back-Up Radio System (BURS).

Back-Up Radio System (BURS)

The Back-Up Radio System is a communication link between the Callaway Plant
and off-site emergency response agencies. The primary use of this system is the
backup notification of off-site agencies and the coordination of off-site activities
during a radiological emergency.

The system uses 800 MHz radios. There are radio control base units in the Plant
Control Room, TSC and EOF, as well as each county EOC and the State EOC.

The backup to this system is the commercial touchtone telephone system.
Notifications may also be initiated through the Callaway County/City of Fulton
EOC via the Security radio.

State and Local Forward Command Post

Commercial telephones are available in the State and Local office at the Emergency
Operations Facility (State and Local Forward Command Post). These telephones
are used by the State and local representative to maintain communications with
their respective Emergency Operation Centers.

Radio Communication Systems

Callaway Plant maintains a plant radio system that is in routine use and available
for use during an emergency. This system is in the Field Monitoring Team vehicles
and is used to communicate during emergencies.

Emergency Communications with the NRC

The NRC telephone network is part of the Federal Telecommunications System
(FTS) network provided for government use. This network connects the Callaway
Plant to the NRC in Bethesda, Maryland. It is installed on uninterruptible power
sources for reliability.
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7.2.8.1 NRC Emergency Notification System (ENS)

The NRC Emergency Notification System (ENS) is an FTS telephone used for
official communications with NRC Headquarters.

The NRC Headquarters has the capability to patch into the NRC Regional offices.
The primary purpose of this phone is to provide a reliable method for the initial
notification of the NRC and to maintain continuous communications with the NRC
after initial notification.

ENS telephones are located in the Control Room, TSC, and EOF.

7.2.8.2 Health Physics Network (HPN)

The Health Physics Network (HPN) is an FTS line used for official communication
between the Plant and the NRC used primarily for the transmittal of radiological
information.

The HPN phones are located in the EOF and TSC.

7.2.8.3 Reactor Safety Counterpart Link (RSCL)

The Reactor Safety Counterpart Link is an NRC phone line established to conduct
internal NRC discussions on Plant and equipment conditions separate from Plant
personnel. This is the channel by which the NRC Operations Center supports NRC
reactor safety personnel at the site. In addition, this link may be used between the
Reactor Safety Team Director and Callaway Plant management at the site.

RSCL telephones are located in the EOF and TSC.

7.2.84 Protective Measures Counterpart Link (PMCL)

The Protective Measures Counterpart Link is an NRC phone line established to
conduct internal NRC discussions on radiological releases and meteorological
conditions, and the need for protective actions separate from Callaway Plant. This
is the channel by which the NRC Operations Center supports NRC protective
measures counterpart personnel at the site. In addition, this link may also be used
for discussions between Protective Measures Team Director and Callaway Plant
management at the site.

The PMCL telephones are located in the EOF and TSC.

7.2.8.5 Management Counterpart Link (MCL)

The Management Counterpart Link is established for any internal discussions
between the Executive Team Director or Executive Team members and the NRC
Director of Site Operations or top level Callaway Plant management at the site.

The MCL telephone is located in the EOF.

7.2.8.6 Emergency Response Data System (ERDS)

The Emergency Response Data System is the channel over which the raw reactor
parametric data is transmitted from the site to the NRC Operations Center.
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The ERDS can be activated from the Control Room or from the Technical Support
Center Plant Computer System terminals.

7.2.8.7 Local Area Network (LAN) Access

The Local Area Network Access is established for access to any of the products or
services provided on the NRC Operations Center's local area network. This
includes technical projections, press releases, status reports, E-mail, and various
computerized analytical tools.

The LAN channel is located in the EOF.

Assessment Equipment

This section describes on-site and off-site facilities and monitoring equipment used in initial
and continuing assessment during an emergency.

7.3.1.

On-Site Systems and Equipment

7.3.1.1 Natural Phenomena Monitors

Natural phenomena monitors are grouped into the meteorological and seismic
categories.

7.3.1.1.1 Meteorological System

The Meteorological System meets the applicable requirements of NUREG-0654
(Rev. 1) and Regulatory Guide 1.23 Revision 1 (March 2007), to the extent
described in Section 2.3 of the FSAR.

The system has two redundant sets of instrumentation on one tower. The
instrumentation is installed on two separate elevators allowing for one set to be
accessed for maintenance while the other set is obtaining data. There is an
emergency auto start electric generator should there be a loss of power. The system
is maintained by the Plant Surveillance and Preventative Maintenance program.
The National Weather Service in St. Louis, Missouri is available for additional and
backup meteorological data.

7.3.1.1.2 Seismic Instrumentation

Seismic instrumentation is provided to supply information necessary for the
evaluation of the effects of earthquakes on the plant Seismic Category I structures,
systems, and components. Readout is available in the Control Room.

All seismic detectors operate on three orthogonal axes and are oriented with one
axis vertical, and one axis related to the major horizontal axis used in the seismic
analysis of the Plant. This system is maintained by the Plant Surveillance System
and Preventive Maintenance Program.

7.3.1.2 Radiation Monitoring System

The two general Radiation Monitoring Systems in use at the Callaway Plant are the
Process/Effluent, and Area Radiation Monitoring Systems.
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7.3.1.2.1 Process/Effluent Radiation Monitoring System

The purpose of the Process/Effluent Radiation Monitoring System is to monitor,
record, alert, and control the release of radioactive materials that may be generated
during the Plant's operation under normal or accident conditions.

The Process/Effluent Radiation Monitoring System is a digital system. A Control
Room minicomputer, detector assemblies, and local microprocessors are the main
components of this system. The Control Room minicomputer is the central
computer which continuously communicates with local microprocessors through
redundant data highways, provides radiological status display, and performs
various system alarm and control functions.

A radiation monitor is comprised of a lead shielded detector assembly, a local
microprocessor, and accessories. A detector assembly can have Particulate (P),
Iodine (I), Gas (G) or Gamma detectors and check source channels, specific to the
type of radiation monitor. Each channel generates signals proportional to the noted
radiation levels. The local microprocessor processes these signals, computes
average concentration levels for various time intervals, stores this data, transmits
the data to the minicomputer upon request, and performs alarm and control
functions.

In addition, each safety related monitor is directly connected to a Control Room
digital display module for redundancy.

The Process/Effluent Radiation Monitoring System includes the following types of
monitors:

e Airborne Radiation Monitors — These are off-line monitors which measure
particulate, iodine, and noble gas radiation levels. These monitors are listed in
the FSAR.

¢ Liquid Radiation Monitors — These are off-line monitors which measure the
concentration of gamma producing nuclides in a liquid stream. These monitors
are listed in the FSAR.

e Wide Range Gas Monitors (WRGM) continuously monitor the expected range
of radioactivity levels of noble gases discharge through unit and radwaste
building vents during normal and accident conditions. The monitors are
designed to meet the requirements of Reg. Guide 1.97 Rev 2, NUREG-0578
and NUREG-0737.

¢ Containment High Range Area Radiation Monitors — These monitors are
designed to measure the gamma radiation level inside the containment area,
before and after a LOCA. These monitors are listed in the FSAR.

e Secondary Side Release Monitors (SSRM) continuously monitor for the steam
released from the steam-generator power operated relief valves (PORV)s and
the auxiliary feedwater pump turbine exhaust for gamma radiation levels. The
monitors are designed to meet the requirements of Reg. Guide 1.97, Rev. 2.
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e TSC and EOF building continuous air monitors are stand-alone monitors
which monitor the work area for airborne radioactivity. An alarm function on
the continuous air monitor would indicate the need for additional air sampling.
This would be performed using a portable air sampler to obtain grab samples.
Air sample filter media would be analyzed to determine particulate and
radioiodine concentration levels. Monitoring is designed to meet the
requirements of NUREG-0696 and NUREG-0654. The monitors are not
connected to the Control Room minicomputer and do not perform any control
functions external to their own system.

7.3.1.2.2  Area Radiation Monitoring System

The purpose of the Area Radiation Monitoring System (ARMS) is to monitor
radiation levels in the power block where personnel may be required to work and
alert against abnormal or high radiation levels in those areas. The ARMS also
provides a record of radiation levels in expected high radiation areas as a function
of time.

The Area Radiation Monitoring System detects and measures ambient gamma
radiation at various points. It also provides an audible and visual alarm in the areas
monitored and in the Control Room, if area radiation levels exceed a specified limit
or, if there is a malfunction in a monitor's electronic circuitry. The areas under
surveillance are the ones where radioactive material may be present, stored,
handled, or inadvertently introduced. These areas are listed in the FSAR.

In addition, monitors are provided in the Control Room to alert the operators in the
event that abnormal radiation levels are present. The radiation level is indicated
locally at the detector, at the ARMS cabinets and the Plant Computer for recording.
Since all of the ARMS are connected to common annunciator alarms, verification
of which channel has alarmed is done at the ARMS cabinets in the Control Room
or on the Plant Computer.

7.3.1.3 Portable Monitoring Equipment

Portable monitoring equipment includes radiation detection instruments and air
sampling equipment.

7.3.1.3.1 Portable Radiation Detection Instruments

Low and high range instruments are available to measure gamma radiation levels
from a fraction of a mrem/hr to 1,000 Rem/hr. Instruments for alpha, beta, and
neutron radiation measurements are available. A listing of the instruments typically
available is given in FSAR. Portable instruments are also used to monitor
habitability in Emergency Response Facilities.
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7.3.1.3.2 Portable Air Sampling Equipment

Air samplers are available to collect low volume air samples for analysis of
particulate and radioiodine concentrations. The air samples are initially analyzed in
the field using a portable count rate instrument.

Emergency radioiodine sampling is done with silver zeolite cartridges. With
minimal interferences from noble gases, gross radioiodine concentrations as low as
1E-7 uCi/cc can be measured.

7.3.14 Personnel Monitoring Equipment

Personnel monitoring is provided by use of dosimeters, direct reading secondary
monitoring devices (SMDs), and portable survey instruments. Personnel entering
the Radiological Controlled Area (RCA) are issued dosimeters which are used to
measure exposure to beta gamma and neutron radiation. Dosimeters are analyzed
on a periodic basis by Plant personnel. This provides the official record of
personnel exposure to beta gamma and neutron radiation. SMDs are also worn by
personnel in the RCA and provide a day-to-day estimate of personnel exposure.

Both dosimeters and SMDs are available in selected Emergency Equipment Kits
for emergency use.

7.3.1.5 Personnel Survey Instrumentation

Personnel survey instrumentation consists of G-M count rate meters (contamination
friskers), portal monitors, and a whole-body counting system. Portable count rate
meters (friskers) are available at checkpoints and other areas that can be used to
determine the presence and location of contamination. Portal monitors are available
at the normal exits from the RCA. The whole-body counting system is readily
available to quickly supply information concerning internal contamination levels.

7.3.1.6 Control Room Instrumentation

Information necessary to monitor the nuclear steam supply system (NSSS), the
containment system, and the Balance of Plant (BOP) is displayed on the operator's
console and the various vertical boards located within the Control Room. Hot
shutdown information is also displayed on the auxiliary shutdown control panel
outside the Control Room. These indications include the information to control and
operate the unit through all operating conditions, including anticipated operating
occurrences, and accident and post-accident conditions.

7.3.1.7 Analysis Capabilities

Laboratory facilities include the Hot Chemistry Laboratory and Counting Room
adjacent to the HP Office, the Radwaste Lab, and a Cold Chemistry Laboratory in
the Turbine Building. These facilities are designed to handle all chemical and
radiological sampling and analysis during all normal modes of operation.

External laboratory services have also been retained for analysis of high activity
and environmental samples. If utilized, the EOF would operate as a central
collection point for the receipt and analysis of field monitoring data and
environmental sampling media.
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7.3.1.8 DELETED per Rev. 024 CN 01-005.

7.3.1.9 Protective Action Assessment Capabilities

Two methods are available for determining the potential radiological impact to the
general public following a major accident. Initial off-site protective actions can be
based on plant conditions using Plant Parameter Based Assessment, or a Release
Path Dose Assessment can be performed using plant effluent monitors and
meteorological monitoring equipment.

7.3.1.9.1 Plant Parameter Based Assessment

Plant parameters will be evaluated by Control Room personnel to determine
potential radiological impact to the general public. Indications to monitor these
parameters are available on the Plant Computer. The evaluation is performed using
a status tree that provides immediate predetermined Protective Action
Recommendations based on the magnitude of the radiological source term and the
potential for a release above normal operating limits to the environment. The
estimate of the source term is based on the degree of core damage and modifying
factors. The potential for release is based on fission product barrier integrity. This
approach provides a basis for making Protective Action Recommendations before a
release actually occurs.

7.3.1.9.2 Release Path Dose Assessment

Protective Action Recommendations based on plume exposure pathway dose
projections can be developed, using a computer-based model for atmospheric
dispersion. The model uses wind speed and atmospheric stability classification to
determine relative concentrations and transit times. Default isotopic mixes for
predefined accident types, or an actual isotopic mix based on sample analyses can
be used. Dose conversion factors are taken from the document EPA-400-R-92-001,
Manual of Protective Action Guides and Protective Actions for Nuclear Incidents,
dated May 1992. Information from field monitoring teams, in-plant grab samples,
or effluent monitor data from the Plant Computer System can be input to the
program along with estimated release duration to calculate doses at the Exclusion
Area Boundary and at two, five, and ten miles from the plant.

7.3.1.10  Plant Computer System (PCS)

The PCS is designed to gather, store, and display data on the general condition of
the Plant including information to perform release path dose assessment. This
system is also able to display data from other Plant subsystems such as the Safety
Parameter Display System (SPDS).

The PCS is able to display data at the TSC, EOF, Balance of Plant Computer
Room, HP Office, and the Control Room. The displays come in a variety of formats
such as group displays, point displays, summaries, alarm review, video trend, and
bar chart displays.
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The PCS enables emergency response personnel assigned to the TSC and EOF to
aid Control Room operators in assessing emergency conditions. The PCS can be
used for:

e Reviewing the accident sequence;

¢ Determining appropriate mitigating actions;

e Evaluating the extent of any damage;

¢ Determining Plant status during recovery operations;
e Evaluating Plant radiological conditions;

e Evaluating process radiation monitors for plume exposure pathway dose
assessment;

¢ Evaluating meteorological conditions and effluent flow rates for release rate
and atmospheric dispersion characteristics.

The PCS meets the data system requirements of NUREG-0696 and has the ability
to call up the Plant parameters identified in Regulatory Guide 1.97.

7.3.1.11 Safety Parameter Display System (SPDS)

The Safety Parameter Display System (SPDS) is an application on the PCS. The
Safety Parameter Display System is designed to provide Control Room operators
with centralized and easily understandable Plant safety information in order to aid
them in rapidly and reliably determining the safety status of the Plant and in rapidly
detecting abnormal operating conditions.

The SPDS meets the requirements of NUREG-0696 and some of the monitored
parameters include:

e Reactivity control;

e Reactor core cooling and heat removal from the primary system;
e Reactor coolant system integrity;

¢ Radioactivity control;

¢ Containment integrity.

The SPDS provides graphical displays containing minimum sets of key parameters
representative of the Plant safety status during normal, heat up and cool down, and
cold shutdown operations. More detailed information is provided on multiple
supporting displays. The displays use color coding and pattern recognition
techniques to indicate off normal values and are validated and updated on an
essentially real time basis. The SPDS interfaces with the PCS to access Plant data.
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7.3.1.12 Containment POST LOCA Hydrogen Monitoring System

Each redundant hydrogen monitoring train in the hydrogen monitoring subsystem
consists of a hydrogen analyzer and two associated sample lines with isolation
valves inside and outside the containment. These sampling lines are designed to be
free of water traps (runs where liquid could accumulate) and are equipped with
sufficient heat tracing to prevent condensation of the sample being supplied to the
analyzers.

After the sample has been analyzed, it is returned to the containment. The
analyzers are located in accessible areas outside of the containment. The operation
of the hydrogen gas analyzer is based on the measurement of thermal conductivity
of the gaseous containment atmosphere sample. The operation of the hydrogen
monitoring subsystem is not limited due to radiation, moisture, or temperature
expected at the equipment location.

The containment post LOCA hydrogen monitoring system is powered by a
safeguards (1E) bus. In case of loss of power, the system is automatically
transferred to an emergency diesel generator.

7.3.1.13 Fire Protection System

The Fire Protection System provides a means for detecting, alarming, and
extinguishing fires. Alarms are provided to warn personnel of a fire in a specific
area and of an impending system initiation.

The Plant is designed to be self-sufficient from a firefighting standpoint, as
indicated in the FSAR, and is not dependent on off-site support. However,
additional support may be requested from the local volunteer fire agencies if
needed.

Facilities and Equipment for Off-Site Monitoring

Off-site monitoring is accomplished with portable equipment for measuring
radiation and airborne radioactivity levels. This equipment is stored in Emergency
Equipment Kits for field monitoring activities.

To provide surveillance during the operation of the Plant, continuously operating
air particulate samplers are located around the Plant. The particulate samplers are
equipped with a charcoal TEDA impregnated cartridge. The cartridge is mounted
behind the filter paper attachment. To monitor radiation exposure levels,
dosimeters are mounted in various environmental locations.

Protective Facilities and Equipment

Control Room shielding and ventilation are designed to allow personnel habitability during
Design Basis Accident conditions. The TSC and EOF have shielding and ventilation similar
to the Control Room for habitability during the course of an accident. Essential emergency
equipment is available in or near the Control Room, TSC, and EOF.
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Decontamination Facilities and Supplies

There is a decontamination facility located within the Plant on elevation 1984’ of the Control
Building and in the EOF. Both facilities are equipped with shower and decontamination
supplies.

The EOF decontamination area drains are connected to a radioactive waste storage tank.

Medical and First Aid

During Refuel Outages there is a First Aid Room on elevation 1984' of the Control Building
and additional first aid supplies are located at various locations within the Protected Area.

Damage Control Equipment and Supplies

Fire hose stations, extinguishers, and hydrants are strategically located throughout the Plant
for use in the event of fire. Self-contained breathing apparatuses are available to Plant
Personnel for firefighting or entry into airborne radioactivity areas, toxic gas areas, or areas
void of oxygen.
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Figure 7-1
Technical Support Center

(Fig. 7-1/7-2 offer generic representation of the TSC/EOF layout. Actual ERO position locations may differ)
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Figure 7-2
Emergency Operations Facility

Backup Technical Support Area / Alternate Assembly Area
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Figure 7-3
Emergency Response Facility Locations
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Backup Emergency Response Operations Facility
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JIC in State EOC
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(This is a generic representation of the JIC layout. Actual ERO position locations may differ)
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MAINTAINING EMERGENCY PREPAREDNESS

The Callaway Plant Radiological Emergency Preparedness Program is administered under the
direction of the Manager, Emergency Preparedness. Maintenance of this program consists of:

o Direction of the Emergency Preparedness staff;

o Review and updating of the Emergency Preparedness Program;

o Review and updating of the RERP and associated implementing procedures;

o Coordination of emergency response plans and activities between Callaway Plant, State, and
local agencies;

o Assurance of on-site RERP training;

° Conduct of drills and exercises;

o Assurance of maintenance of Emergency Response Facilities;

o Assurance of maintenance and inventory of emergency equipment and supplies;

o Coordination of Public Information activities related to Emergency Preparedness;

o Assurance of the administration and maintenance program of the Public Alert System.

8.1. RERP Training

Training for all emergency response personnel is divided into four training programs: RERP
training for on-site personnel who respond during an emergency; RERP training for off-site
personnel; news media orientation; and a Public Information Program.

All training, including drills and exercises, shall provide for formal critiques in order to
identify weak or deficient areas that need corrections. Any weaknesses or deficiencies that
are identified shall be corrected.

8.1.1. RERP Training for On-site Personnel

Responsibility for RERP training is jointly shared between the Training and
Emergency Preparedness Departments. Plant personnel granted unescorted access
to the Protected Area receives an orientation on the RERP. In addition, personnel
who may be assigned emergency response positions within an Emergency
Response Organization, receive additional RERP training, as necessary. Personnel
must meet the minimum criteria for the required training as specified for the
emergency position and identified in the EIPs. Periodic retraining, typically on an
annual basis, is conducted to update the knowledge and skills of on-site and
corporate personnel. Personnel who do not complete retraining within the specified
period are disqualified.

All classroom training is tracked and documented in accordance with Callaway
Plant Training Procedures.
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8.1.1.1 Training for Non-Emergency Response Personnel

Non-emergency response personnel (individuals not assigned a position in the
Emergency Response Organization) receive General Employee Training (GET) in
accordance with the Callaway Plant Training Procedure. RERP topics to be taught
during GET should include:

e Duties and responsibilities of emergency response and non-emergency
response personnel;

¢ Emergency classifications;
e Assembly areas;

e Alarms;

¢ Emergency response;

e  Accountability and evacuation.

8.1.1.2 Training for Emergency Response Personnel

Emergency response personnel receive training and retraining specific to their
positions in the Emergency Response Organizations. Initial training and retraining
programs are provided for personnel responsible for:

¢ Directing or coordinating the Emergency Response Organization (directors and
coordinators);

e Accident assessment;

¢ Radiological monitoring and radiological analysis;
e Security and firefighting;

e Repair and damage control/corrective action;

e  First aid and rescue;

¢ Transmission of emergency information and instructions.

8.1.1.3 Training for Emergency Preparedness Staff

Training for personnel responsible for the Callaway Plant's emergency planning
effort is provided by participation in industry, NRC, INPO, and FEMA sponsored
emergency planning seminars and workshops.

Emergency Preparedness staff also receives training necessary for unescorted
access to the Plant and training necessary to perform emergency planning functions
as assigned by the Manager, Emergency Preparedness.
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RERP Training for Off-site Personnel

Off-site RERP training is the responsibility of the Missouri State Emergency
Management Agency (SEMA) in conjunction with the Department of Health and
local county agencies. The Callaway Plant provides support to these agencies as
requested.

Initial and follow up training of State and local personnel who implement
radiological emergency response plans is provided. The training is designed to
enhance comprehension of the plans and procedures, and to orient personnel to
their specific emergency response function.

In addition, those emergency response personnel who will conduct activities within
the Plume Exposure Pathway (EPZ) receive training on radiological exposure
control to include dosimetry, management of total dose through exposure time
limitations, reading and recording of personnel dose data, and the use of
radioprotective drugs.

Training for off-site firefighting personnel includes radiological hazards which may
be encountered while fighting fires in the Plume Exposure Pathway.

Personnel who receive training include the following:

e Directors or coordinators and staff of the emergency response organizations;
¢ Law enforcement, security, and firefighting personnel;

e  First aid and rescue personnel;

e  Off-site emergency preparedness personnel;

e  Medical support personnel;

¢ Communications personnel.

For those local support services who may enter the site, Callaway Plant provides
training which includes site access procedures and the identity (by position and
title) of the individual who requests the services.

News Media Orientation

Orientation of the news media is aimed at acquainting them with the emergency
plans and definitions, points of news media contact in emergencies, identification
of Public Information personnel, basic Callaway Plant information, basic radiation
information, and other matters of interest. This program is done on an annual basis.
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8.1.4. Public Information Program

Callaway Plant has developed a Public Information Program to adequately inform
those individuals located within the Plume Exposure Pathway EPZ.

A variety of public information materials have been developed and distributed to
appropriate locations throughout the EPZ. These materials have been prepared
through a joint effort with State and local authorities and are updated as
appropriate. These materials may include:

e Public information materials distributed to each residence within the EPZ and
placed in locations frequented by transient populations;

¢ Information placed in high visibility publications such as local newspapers;

¢ Informational signs posted in areas frequented by transient populations such as
the Reform Wildlife Management Area and Missouri River Accesses;

Information booklets distributed with Tone Alert Radios.

At least annually, Callaway Plant, in conjunction with State and local authorities,
reviews and updates the public information material and distributes it to individuals
residing in the Plume Exposure Pathway EPZ.

Drills and Exercises

Drills are supervised instruction periods aimed at testing, developing, and improving
emergency response skills. Periodic drills are conducted at the Callaway Plant to evaluate
emergency response capabilities and test specific aspects of emergency plans, implementing
procedures and equipment. Evaluations of these drills are conducted and deficiencies
identified and corrected. Some drills are scheduled while others are unannounced. Drills are
also held under varying weather conditions.

Exercises test the integrated capability of the Emergency Response Organization as well as a
major portion of the basic elements of the RERP. Exercises involving the Callaway Plant
Emergency Response Organization, the State, and local jurisdictions within the Plume
Exposure Pathway will be conducted biennially in accordance with NRC and FEMA
guidelines. Off year functional drills are conducted between biennial exercises. Off-site
responders are invited to participate in off year functional drills. The drill and exercise
scenarios are varied from year to year such that all major elements of the RERP and the
preparedness of the Emergency Response Organization are tested within an eight (8) year
period (exercise cycle). Contingent on FEMA review and acceptance, during an exercise
cycle, one of the exercises will consist of a security-based event. If the exercise includes
State and local participation, plans for mobilization of personnel and resources adequate to
verify their capability are coordinated with appropriate State and local authorities.
Periodically, arrangements will be made for federal agencies to participate in exercises.
Provisions are also made to start an unannounced drill or exercise between 6:00 p.m. and
4:00 a.m., once every eight (8) years.
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Each year, the following objectives will be met by the radiological emergency response drills
and/or biennial exercise:

o Demonstrate the ability to perform accident detection and assessment;

o Demonstrate the ability to classify an emergency;

o Demonstrate the ability to notify on-site and off-site emergency response
personnel;

o Demonstrate primary communications between the Plant, its various facilities and

other emergency response organizations;

o Demonstrate emergency radiological controls;

o Demonstrate the ability to make Protective Action Recommendations to off-site
authorities;

o Demonstrate the ability to augment emergency response organizations;

o Demonstrate the ability to staff the On-shift Emergency Response Organization.

The scenarios for use in exercises and selected drills include, but are not limited to, the
following:

o Basic objectives, guidelines, and evaluation criteria;

° Participating organizations, date, time, and places;

° A sequence of real and simulated events, and associated parameters and data;

o A narrative summary describing the conduct of the exercises or drills to include

such things as: simulated casualties, rescue of personnel, use of protective clothing,
and deployment of radiological monitoring teams;

o A description of the advance arrangements for materials to be provided to
observers, controllers, and evaluators.

Drill and exercise scenarios are written to allow a certain amount of free play and decision
making. Controllers are instructed at pre-drill or exercise briefings as to which portions of the
scenario permit free play and which portions require control. One person is assigned as the
Lead Controller and is responsible for overall drill or exercise control. The drill or exercise
controllers should possess the necessary technical expertise to adequately control their
respective functional areas. All drills and exercises are conducted and documented in
accordance with the implementing procedure for drills and exercises or the Plant Preventative
Maintenance and Surveillance Programs.

Evaluators from the NRC and FEMA will be invited to evaluate and critique the exercises. A
critique is scheduled at the conclusion of the exercise to evaluate the ability of organizations
to respond as called for in the RERP. Formal evaluations are based on these critiques,
including incorporation of participants' comments. Weak areas are noted, and corrective
actions, including RERP and procedural changes and/or remedials, are initiated by the
Manager, Emergency Preparedness or his designee.
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Communications Drills

Communications drills are tests performed and evaluated in accordance with the
Plant Preventative Maintenance and Surveillance Programs. Communications with
Federal, State and local governments will be tested monthly. Once a quarter, this
will be done transmitting a simulated emergency notification to ensure the content
of the message is understood. Field monitoring team communications are tested
annually from the EOF and Backup EOF. These tests are done from different
sectors in the field and also include the aspect of understanding message content.

Medical Emergency Drill

A medical emergency drill involving a simulated contaminated individual and
providing for periodic participation by the local support service agencies (i.e.,
ambulance and off-site medical treatment facility) is conducted annually. The
medical drill may be performed as part of the biennial exercise.

Radiological Monitoring Drills

Plant environs and radiological monitoring drills (on and off-site) are conducted
annually. These drills include collection and analysis of all sample media (e.g.,
water, vegetation, soil, and air) and provisions for communications and record
keeping. Guidance is provided in the Plant’s surveillance program.

Health Physics Drills

Health Physics related drills which involve response to, and analysis of simulated
elevated airborne and liquid samples and direct radiation measurements in the
environment are conducted semi-annually.

Fire Drills
Fire drills are conducted in accordance with the Fire Protection Program.

Security Based Event Drill (COMN 50110, ULNRC-05189)

Contingent on FEMA review and acceptance, security-based event drills will be
conducted in accordance with the guidelines established in NRC Bulletin 2005-02
(ULNRC-05189).
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Review and Updating of the RERP and EIPs

The Emergency Preparedness staff has responsibility for the development and updating of the
RERP and its EIPs.

Revisions to the RERP and associated EIPs are accomplished and distributed to appropriate
organizations, agencies, and individuals in accordance with Plant procedures. Also, changes
made to the RERP and EIPs are marked or documented to indicate the sections or areas
changed in accordance with appropriate Plant procedures. The Senior Director Nuclear
Operations reviews and approves changes and modifications to the RERP and its EIPs.

Telephone numbers in the EIPs will be reviewed quarterly to ensure notifications,
communications, and callout of emergency response personnel can be effectively facilitated.

The Manager, Emergency Preparedness is responsible for assuring that the RERP and letters
of agreement/purchase orders in the RERP are reviewed annually. The RERP and the letters
of agreement are updated periodically, as needed, to maintain these documents in current
condition.

The Manager, Emergency Preparedness or designee, ensures through letters, meetings,
seminars, or other means available, that all elements of the total emergency response
organization are informed of the RERP, the associated EIPs, and revisions thereto.

Review and Updating of the Emergency Preparedness Program

Problems, deficiencies, and areas needing improvement may be identified in a number of
ways. These include but are not limited to: drills and exercises, regulatory changes,
self-assessment, technical review, individual staff use or review, evaluations and tests,
training, etc. The Manager, Emergency Preparedness, or a designee, is responsible for
evaluating these comments and recommendations. Any deficiencies, recommendations, or
improvement items are tracked to ensure a satisfactory resolution in accordance with
appropriate Plant administrative procedures.

An independent review by persons who have no direct responsibility for implementation of
the emergency preparedness program is performed per 10CFR50.54(t), the Operating Quality
Assurance Manual Section 18, Audits, and implementing procedures.

The review shall include an evaluation of the following:

o Interfaces with State and local governments;
o Drills and exercises;

o Emergency response capabilities;

. EIPs.

The results of the reviews along with recommendations for improvements are documented,
reported to corporate and Plant management, and retained for a period of at least

five (5) years. The portion of the review involving the evaluation for adequacy of interfaces
with State and local governments is made available to the appropriate State and local
governments.

The Emergency Action Levels (EAL)s are reviewed annually with off-site officials to renew
familiarity and discuss questions.
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Maintenance and Inventory of Emergency Equipment and Supplies

To ensure the operational readiness of emergency supplies and equipment, Plant personnel
conduct inspections of emergency equipment and supplies designated for emergency use in
accordance with the Plant Preventive Maintenance and Surveillance Programs.

Emergency Preparedness (EP) Organization

The EP Organization is responsible for development, implementation, and maintenance of the
Radiological Emergency Response Program. This organization, under the direction of the
Manager, Emergency Preparedness, has the responsibility and authority to ensure that
Callaway Plant is prepared to handle a radiological emergency.

8.6.1. Organization

The Emergency Preparedness Organization consists of a Manager, Emergency
Preparedness, and supporting staff. A brief summary of responsibilities of the EP
staff is enumerated in the following sub sections. Members of the EP staff have the
authority to perform the duties and responsibilities to which they are assigned.

8.6.1.1 Manager, Emergency Preparedness

The responsibilities of the Manager, Emergency Preparedness include:

¢ Overall responsibility for the Radiological Emergency Response Plan and
Emergency Plan Implementing Procedures;

e Ensuring coordination of emergency response plans and activities between
Callaway Plant, State, and local agencies;

¢ Ensuring that Plant staff receive training for handling radiological
emergencies;

¢ Ensuring development and implementation of a Drill and Exercise Program;

¢ Ensuring arrangement, administration, and maintenance of Emergency
Response Facilities and emergency response equipment;

¢ Ensuring development and implementation of the Public Alert System
Maintenance Program;

e Representing Callaway Plant before NRC, FEMA, State, and local agencies in
matters related to emergency preparedness.
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8.6.1.2 Emergency Preparedness Staff

The Emergency Preparedness staff reports to the Manager, Emergency
Preparedness and is generally responsible for planning and administering
emergency planning activities. These responsibilities include:

e Review and update of the RERP and EIPs, ensuring that information and data
in the RERP and EIPs are consistent with each other and with federal
regulations and guidelines;

e Coordination of activities and emergency response plans between Callaway
Plant, State, and local agencies;

e Coordination of radiological emergency response drills and exercises;

¢ Maintenance of Emergency Response Facilities and emergency response
equipment;

¢ Coordination of Public Information activities related to Emergency
Preparedness;

¢ Coordination of maintenance activities affecting the Public Alert System.

The EP staff consists of Callaway Plant employees knowledgeable in emergency
planning regulations, Plant operations, health physics, and/or other related
disciplines.
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RECOVERY

In any emergency situation the immediate concern is to limit the consequences of the incident such
that the health and safety of the public, Plant personnel, and protection of equipment and property is
afforded. Once the proper actions have been taken and control of the situation is established,
emergency activities may shift to recovery activities. Recovery activities are directed to safely
restore the Plant as nearly as possible to its pre-emergency condition.

This chapter establishes criteria to be utilized for determining when to enter into a recovery phase and
provides guidance for establishing a recovery organization and directing recovery operations.

9.1. Transition from Emergency Operations to Recovery Operations

Certain conditions must be evident prior to shifting from emergency operations to recovery
operations. A recovery organization can be established when Plant conditions are stable and
no longer present a potential or actual hazard to the general public, and damage to the Plant
has been substantially reduced. The Emergency Coordinator informs the Recovery Manager
when the conditions are such that recovery can be declared. The Emergency Coordinator or
Recovery Manager notifies the NRC of the intent to declare recovery prior to declaration, if
possible. The following criteria sets guidelines for determining when recovery is to be
declared and a recovery organization (if necessary) put into effect:

° In-plant radiation levels are stable or decreasing with time, and
o The reactor is stable with adequate core cooling capability, and
° Releases of radioactive materials to the environment are controlled and within

radioactive effluent controls limits, and

° Fire, natural events, security threats, or similar emergency conditions are under
control and Plant effects assessed.

The Recovery Manager evaluates the Emergency Coordinator's recommendation that
transition into recovery operations begin. When the Recovery Manager concurs that recovery
operations are to commence, the Recovery Manager ensures that the Emergency Coordinator
notifies the On-Site Emergency Response Organization that recovery has been declared. The
Recovery Manager also ensures that the EOF Emergency Response Organization and off-site
authorities are informed of recovery declaration.

The Emergency Coordinator and Recovery Manager determine the staffing requirements
necessary to support recovery operations at the Plant. Once the requirements have been
determined, the emergency organizations are modified appropriately to meet the need. The
duties and responsibilities of the individuals who transferred into the Recovery Organization
remain similar to those they had in the Emergency Response Organization. Some
modifications may have to be made as required by recovery operations. The Recovery
Manager determines the availability of any additional resources requested by off-site
authorities to support off-site recovery activities. The Emergency Coordinator and Recovery
Manager will ensure that on-site and off-site organizations are informed of recovery activities.
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Emergency Plan Implementing Procedures, provide guidance for establishing and directing
the Recovery Organization. These procedures may be used as issued or modified to meet the
recovery needs. Additional procedures may also be developed as necessary to cover a
particular recovery need.

Once the Recovery Organization is established, "key members" of the organization direct the
recovery efforts necessary to restore the Plant to its pre-emergency condition.

If the Normal Plant Organization is capable of handling minor recovery activities, the
Director, Nuclear Operations or his designee, may assume the responsibilities of the Recovery
Manager for recovery operations.

Recovery Organization

When emergency and post-accident conditions indicate that recovery efforts are complicated
or long term, Callaway Plant will shift from Emergency Response Organization response to a
long-term Recovery Organization. A suggested basic structure for a long term Recovery
Organization is shown in Figure 9-1; however, the specific make-up of the Recovery
Organization is dependent on the nature, scope, and magnitude of recovery efforts
necessitated by the emergency. Key recovery management responsibilities that may be
considered are discussed in the following subsections.

9.2.1. Recovery Manager (RM)

The Recovery Manager has overall control of recovery activities and directs
recovery operations and would be vested with the authority to commit resources as
necessary to support recovery efforts. The RM would coordinate the recovery with
the Director, Nuclear Operations and off-site organizations and utilize input from
these entities.

9.2.2. Operations Coordinator

The Operations Coordinator would report to the Recovery Manager and be
responsible for day-to-day Plant operations. The Operations Coordinator would
coordinate recovery operations within the Plant to ensure that modifications and
repairs are performed in a safe and competent manner. Requirements for reentry
into affected and evacuated areas of the Plant during recovery would be established
by the Operations Coordinator and evaluated and approved by the Recovery
Manager.

9.2.3. Engineering Coordinator

The Engineering Coordinator would report to the Recovery Manager and be
responsible for providing and coordinating technical support to operations and
recovery activities. This support includes core physics, thermal hydraulics, design
activities, procedure development and also ensuring that specifications for
procurement of materials and equipment are met.
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Work Control Coordinator

The Work Control Coordinator would report to the Recovery Manager and be
responsible for normal and outage planning and scheduling activities to support
recovery.

Licensing and Fuels Coordinator

The Licensing and Fuels Coordinator would report to the Recovery Manager and
be responsible for providing licensing and technical support to the recovery effort
in areas of reactor systems and fuel related concerns. The Licensing & Fuels
Coordinator would also be the liaison between Callaway Plant and the NSSS
supplier, A/E, and other contractors.

Radiological Assessment Coordinator

The Radiological Assessment Coordinator would report to the Recovery Manager
and be responsible for coordinating activities involving Plant personnel or
equipment, assisting the State Department of Health (DOH) in estimating and
assessing total population exposure calculations, and coordinating off-site sampling
and analysis.

Administrative Services Coordinator

The Administrative Services Coordinator would report to the Recovery Manager
and be responsible for ensuring that administrative, logistical, and personnel
support is available to support recovery operations.

Public Information

A Public Information Coordinator will be appointed by Corporate Communications
to assist the Recovery Manager and the recovery effort. The position need not be
physically located at the plant site.

Additional Support

Additional support would include assistance from organizations external to
Callaway Plant as well as other functions.

Additional support would be available to the Recovery Manager from firms such as
the Wolf Creek Nuclear Operations Corporation, the Institute of Nuclear Power
Operations, and others as deemed necessary. Prearranged agreements with various
organizations are on file as Letters of Agreement.

Additional support can be provided by various Company organizations as
necessary. This would be provided in a manner similar to normal operations, with
the exception that other company management would be advised of the potential
need for support during the early phase of a serious emergency. This gives these
organizations additional preparatory time to support the recovery effort.
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Obijectives of the Recovery Organization

During the initial stages of recovery, the organization would be prepared for 24-hour per day
operations. As recovery activities progress, recovery operations may be geared to long term
concerns and 24-hour per day operations may not be required.

9.3.1. Short-Term Objectives

Initially, the Recovery Organization would focus on the following short term
objectives:

¢  Maintaining the Plant in a safe and stable condition;

¢ Maintaining control of the release of radioactive material to the environment;
¢  Maintaining control of personnel exposures;

¢ Maintaining adequate communication with federal, State and local agencies;

¢ Maintaining adequate capability to provide timely and factual information to
the general public.

9.3.2. Long-Term Objectives

After the short term objectives are addressed by the Recovery Organization, the
long term objectives would focus on:

e Restoring the Plant to its pre-emergency condition;

¢ Providing for the storage and/or disposal of waste material generated during
the emergency and recovery phases;

e Evaluating the cause of the emergency, response to the emergency, and
potential effects on future Plant operations.

Concept of Operations

Administrative controls imposed on normal operations would be maintained during the
recovery phase as conditions allow. Procedures would be generated for each specific
operation and maintenance evolution and would be reviewed for nuclear safety concerns,
personnel safety, and environmental impact by the Onsite Review Committee.

Reentry

If an evacuation of personnel from any portion of the Plant is ordered during an emergency,
reentry to the affected area(s) will be controlled utilizing pre-established guidance. In the
event radiological conditions prevent normal access to areas, personnel will be informed of
necessary equipment and pertinent information to ensure personnel safety and limit personnel
exposure. If extensive training is required prior to reentry, personnel will receive formal
training. This training could include: respiratory protection, ALARA, posting of areas,
dosimetry, industrial safety, etc.
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In the event that the general public was evacuated during the emergency, the Recovery
Organization would assist the Department of Health (DOH) in the decisions to expand or
relax Protective Action Recommendations.

The Director, Nuclear Operations or Emergency Coordinator establishes requirements for
reentry into affected and evacuated areas of the Plant prior to allowing personnel access. The
Recovery Manager evaluates and approves the requirements prior to allowing reentry of
personnel to those Plant areas.

Exposure Control

During recovery, available information will be used to pre-plan work activities to ensure that
the ALARA concept is achieved. Exposure to personnel will be documented in accordance
with Radiation Protection procedures.

During recovery operations, the Plant will assist the State Department of Health in estimating
and assessing total population exposure when releases of radioactive materials have occurred.

Restoration

The last element of a recovery program is restorative operations. The overall purpose of
restoration is to prepare for resumption of full power operations. This facet of recovery
would include a detailed investigation of the accident causes and consequences both to the
Plant and the environment. Determinations would be made of the repair work required to
perform necessary modifications to Plant equipment and/or procedures. Repair work and
approved modifications would be carried out under appropriate authorizations. Tests would
be performed to confirm that affected Plant systems are operable and acceptable for return to
service.
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Suggested Recovery Organization
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Appendix A
NUREG-0654/ Callaway Plant Radiological Emergency Response Plant (RERP)
Cross-Reference
Sheet 1 of 10

Assignment of Responsibility (Organization Control)

NUREG-0654 Reference

l.a

L.b

l.c

1d

le

2.a

2.b
3

4

On-Site Emergency Response Organization
NUREG-0654 Reference

RERP Reference
53

50-53

Figure 5-3
5.1,5.1.1,5.2.1,5.2.9
5.1,6.3-6.3.33

N/A

N/A

5.3, Appendix C
50-5.2

RERP Reference

5.1-5.1.11.4,5.2 -5.2.8.2, Table 5-1,
Figures 5-1 and 5-2

5.1,5.2.1
5.1,5.1.1,5.2.1,5.2.2.1
5.2.1

5.1,5.2, 5.3, Tables 5-1, 5-2
Figure 5-3

Figures 5-1 and 5-2, Table 5-1 and 5-2
5.2.8,5.2.11
5.2.4,5.2.10,9.2.3
5.2.9,5.2.10.1
5.2.13,5.2.14.1

5.3.1, Appendix C

5.3.2.3, Appendix C
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NUREG-0654/ Callaway Plant Radiological Emergency Response Plant (RERP)
Cross-Reference

C.Emergency Response Support and Resources

NUREG-0654 Reference

l.a

L.b

l.c

2.a

2.b

3

4

D. Emergency Classification System
NUREG-0654 Reference
1

2
3
4

E. Notification Methods and Procedures
NUREG-0654 Reference
1

Sheet 2 of 10

RERP Reference
Appendix B
5.3.2.1

5.3.2.1

N/A

5.3.23

5.3.2.1.2,5.3.2.2.2,7.3.1.7,7.3.1.8,
7.3.1.9.2,7.3.2, Appendix C

5.0 - 5.3, Appendix C

RERP Reference
4.1, Table 4-1
4.1, 4.2, Table 4-1
N/A

N/A

RERP Reference

6.3

6.3,6.4

6.3

Section 6.3

6.3

N/A

6.3.3,6.7.2.1, Appendix H
6.7.2.2
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NUREG-0654/ Callaway Plant Radiological Emergency Response Plant (RERP)

Emergency Communications
NUREG-0654 Reference

l.a

Cross-Reference

Sheet 3 of 10

L.b

l.c

1d

le

1.f

2

3

Public Education and Information
NUREG-0654 Reference
1

2

3.a

3.b

4.a

4.b

4.c

5

RERP Reference

6.3.3.1,6.3.3.2,6.3.3.3,7.2.4,7.2.5,7.2.7
6.3.3.1,6.3.3.2,6.3.3.3,7.2.4,7.2.5,7.2.7

6.3.2,7.2.8
7.2.2-7.2.7
5.2,53,64,6.7.1.1
5.1.10,5.2.6,7.2.8
7.2.5

8.2.1

RERP Reference
8.1.4

8.1.4
6.9,7.15,7.1.8
7.1.3
5.2.9,52.14.1
5.2.9,52.14.1,6.9
6.9.2

8.1.3
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NUREG-0654/ Callaway Plant Radiological Emergency Response Plant (RERP)

Cross-Reference

Sheet 4 of 10
Emergency Facilities and Equipment
NUREG-0654 Reference RERP Reference
1 7.1.2
2 7.1.3
3 N/A
4 5.2,5.3,64
5 Table 4-1
S.a 7.3.1.1.1,7.3.1.1.2
5.b 7.3.1.2,7.3.1.3,7.3.1.4,7.3.1.5
S.c 7.3.1.6,7.3.1.10, 7.3.1.11
5d 7.3.1.13
6.a 7.3.1.1.1,7.3.1.1.2
6.b 6.5.2,7.3.1.3,7.3.1.4,7.3.1.5,7.3.2
6.c 7.3.1.7
7 6.5.2.1,7.3.2
8 7.3.1.1.1
9 7.1.2
10 8.5
11 6.7.3
12 6.5.2.1
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NUREG-0654/ Callaway Plant Radiological Emergency Response Plant (RERP)

Accident Assessment

Cross-Reference

Sheet 5 of 10

7.3.1.10,

NUREG-0654 Reference RERP Reference

1 Table 4-1, 7.3

2 6.5.1,6.5.2,7.3.1.2,7.3.1.8,7.3.1.9,
7.3.1.11

3.a 6.5.2.1,7.3.1.9.2

3.b 6.5.2.1,7.3.1.2.1,7.3.1.9.2

4 Table 4-1, 6.5.2.1,7.3.1.9.2

5 7.3.1.1.1,7.3.1.9.2

6 6.5.2.1

7 5.2.10.4,5.2.10.7, 6.5.2.1,7.3.1.3.1, 7.3.1.3.2,
7.3.2

8 5.2.10.4,5.2.10.7, 6.5.2.1, Table 5-2

9 6.5.2.1,6.7.3

10 6.5.2.1, Tables 6-2, 6-3, and 6-4

11 N/A
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Appendix A
NUREG-0654/ Callaway Plant Radiological Emergency Response Plant (RERP)
Cross-Reference
Sheet 6 of 10

Protective Response
NUREG-0654 Reference RERP Reference
L8 e 6.7.1.1,6.7.1.2,6.7.1.5,7.2.1,7.2.1.1
LD e 6.7.1.1,6.7.1.2,6.7.1.5,7.2.1,7.2.1.1
L e 6.7.1.1,6.7.1.2,6.7.1.5,7.2.1,7.2.1.1
Lo e 6.7.1.1,6.7.1.5, 6.7.2.1,7.2.1,7.2.1.1
ettt st 6.7.1.4
et et 6.7.14,6.7.1.6
A e e 6.7.14,6.7.1.6
et e 6.7.1.2-6.7.1.5
0.2 et 6.7.3,6.7.3.1
0.0 e 6.7.3.2
D€ ettt 6.7.3.4
T e e 6.5.2.1,6.7.2.2
G e e Appendix G
0 e e N/A
10.8 e 6.7.2.2, Figure 6-1, Appendix G
TOD e Appendix G and H
TOLC e 6.7.2.1, Appendix H
1O e N/A
TOLE et N/A
LO e N/A
L0 e N/A
TOR e N/A
TO et N/A
10 ettt e N/A
TOK et N/A
TOd e N/A
TOMM e 6.7.2.2, Appendix G
LT e N/A
12 e N/A
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NUREG-0654/ Callaway Plant Radiological Emergency Response Plant (RERP)

Radiological Exposure Control

Cross-Reference

Sheet 7 of 10

NUREG-0654 Reference RERP Reference

l.a 6.8.1, 6.8.2

1.b 6.8.1

l.c 6.8.1

1.d 6.8.1, 6.8.2

le 6.7.4.1,6.8.1,6.8.2

1.f 6.8.1,6.8.2,6.8.3

l.g 6.8.2,6.8.4

2 5.2.1,5.3.1,6.8.1

3.a 6.7.3.3,6.8.1,7.3.1.4

3.b 6.8.1

4 N/A

5.a 6.7.4.1

5.b 6.7.1.6,6.7.3,6.7.4.1, 6.8.2
6.a 6.7.4.1

6.b 6.7.4.1

6.c 6.5.3,6.7.4.1,9.5

7 6.7.1.6,6.7.3.2,6.7.4.1,6.8.2,7.5

Medical and Public Health Support
NUREG-0654 Reference
1

RERP Reference

5.3,6.8.2 - 6.8.4, Appendix C
6.8.2,7.6

N/A

2
3
4

6.8.3, Appendix C
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NUREG-0654/ Callaway Plant Radiological Emergency Response Plant (RERP)
Cross-Reference

Sheet 8 of 10
M. Recovery and Reentry Planning and Post Accident Operations
NUREG-0654 Reference RERP Reference
1 9.1,9.5
2 9.2
3 9.1
4 9.6
N. Exercises and Drills
NUREG-0654 Reference RERP Reference
l.a 8.2
1.b 8.2
2.a 8.2.1
2.b 8.2.5
2.c 8.2.2
2.d 8.2.3
2.e(1) 8.2.4
2.e(2) 8.2.4
3.a 8.2
3.b 8.2
3.c 8.2
3d 8.2
3e 8.2
3.f 8.2
4 8.2
5 8.2
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NUREG-0654/ Callaway Plant Radiological Emergency Response Plant (RERP)

Cross-Reference

Sheet 9 of 10

Radiological Emergency Response Training

NUREG-0654 Reference RERP Reference
1 8.1-8.14

l.a 8.1.2

1.b N/A

2 8.1.1, 8.2

3 8.1.1,8.1.1.2
4.a 8.1,8.1.1.2
4.b 8.1.1.2

4.c 8.1.1.2

4.d 8.1.1.2,8.1.2
4.e 8.1.1.2

4.f 8.1.1.2

4.g 8.1.2

4.h 8.1.2

4.1 8.1.1.1,8.1.1.2
4. 8.1.1.2

5 8.1.1
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NUREG-0654/ Callaway Plant Radiological Emergency Response Plant (RERP)

Cross-Reference

Sheet 10 of 10

Responsibility for the Planning Effort: Development, Periodic Review and Distribution of

Emergency Plans

NUREG-0654 Reference RERP Reference
1 8.1.1.3

2 8.0, 8.3, 8.6.1.1

3 8.6, 8.6.1.2

4 8.3,8.4

5 8.3

6 2.3, Appendix I

7 Appendix F

8 Table of Contents, Appendix A
9 8.4

10 8.3
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Policy Statement Scope of Authority and Responsibility of Emergency Coordinator and

the Recovery Manager
Sheet 1 of 1

In the event of an emergency which requires the implementation of the Callaway Plant Radiological
Emergency Response Plan (RERP), the Emergency Coordinator and Recovery Manager are authorized and
have the responsibility to:

a. Evaluate, classify, and declare emergencies;

b. Activate and direct the Emergency Response Organization;

C. Direct that off-site authorities be notified;

d. Make protective action recommendations for the protection of the general public and site
personnel; and

e. Request off-site assistance.

Additionally, until such time that the emergency is terminated, or control is assumed by a superior corporate
officer, the Emergency Coordinator and Recovery Manager are vested with the authority to commit Ameren
resources which may be necessitated by an emergency situation. These resources include personnel,
equipment, and funds.

Authorization: . [7 ; ;

Date o Fadi M. Diya
Senior Vice-President and Chief Nuclear Officer
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NOTE

These documents are reviewed annually and updated as necessary. The QA Records of these
documents are kept on file at the Callaway Energy Center (File Code A160.0957).

A S AN S e

»—»—
—_ O

Callaway County Sheriff's Office (includes response to hostile action based events).
Missouri State Highway Patrol (includes response to hostile action based events).
Institute of Nuclear Power Operations.

St Mary's Hospital.

Callaway County Ambulance District.

Emergency Mutual Assistance Agreement, Wolf Creek Nuclear Operating Corporation
Westinghouse Electric Corporation.

Environmental, Inc. Midwest Laboratory.

South Callaway Fire Protection District.

The Curators of the University of Missouri. (Hospital/Helicopter)

Radio Station KTXY.
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Appendix D

DELETED, Rev. 017, 01/94 (See 6.7.2.1, Alerting the General Public)
Sheet 1 of 1

This Page Intentionally Left Blank.
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DELETED, Rev. 017, 01/94 (See 6.7.3, Use of On-Site Protective Equipment and
Supplies)

Sheet 1 of 1

This Page Intentionally Left Blank.
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List of Emergency Plan Implementing Procedures (EIPs)

Sheet 1 of 1

NOTE

This is a sample list of procedures. Procedure numbers, titles of any listed procedure, or the
numbers of EIPs, may be modified or revised based on revisions made to these procedures. Such
modifications or revisions are reflected in the periodic updates to the RERP.

Procedure No.
EIP-ZZ-A0001
EIP-ZZ7-A0020
EIP-ZZ-A0066
EIP-ZZ-C0010
EIP-ZZ-PR020

EIP-ZZ-SK001
EIP-ZZ-00101
EIP-ZZ-00102

EIP-ZZ-00200
EIP-ZZ-00201

EIP-ZZ-00211
EIP-ZZ-00212
EIP-ZZ-00213
EIP-ZZ-00217
EIP-ZZ-00220
EIP-Z7Z-00225
EIP-Z7-00226
EIP-ZZ-00230
EIP-ZZ-00240
EIP-ZZ-00260
EIP-ZZ-01211

EIP-ZZ-03010

Procedure Title

Emergency Response Organization

Maintaining Emergency Preparedness

RERP Training Program

Emergency Operations Facility Operations

Activation and Operation of
Information Center

the Joint

Response to Security Events

Classification of Emergencies

Emergency Implementing A

ctions

Augmentation of the Emergency Organization......................

Notifications

Field Monitoring

Protective Action Recommendations

Technical Assessment

RERP Sections Implemented
Chapter 5, 8.1.1

Chapter 8

8.1,8.1.1,8.1.1.2
529-52.13,7.1.3

5.2.14,6.9,7.1.5
Table 4-1
Chapter 4, Table 4-1, 6.1, 6.2

5.1,5.2,6.2,6.3, 6.4,
6.5,6.6,6.7, 6.8

Chapter 5, 6.4, Tables 5-1, 5-2

5.1.10,5.2.6, 5.3.2.3,
6.3,6.7.2,7.2.4,7.2.5

5.25.2,53.22.2,65.2.1
6.7.2, Tables 6-2, 6-3, 6-4
5.1.1,5.1.2,5.2.4,6.5, 6.6

Emergency Response Data System Activation................. 7.2.8.6

Emergency Team Formation 5.1.11

Reentry 9.5

Fire Response Procedure for Callaway Plant...............cccocc..... 5.1.11.1,7.2.1.1,7.3.1.13
Accountability 6.7.1.2

Technical Support Center Operations 5.2.1-5.2.8,7.1.2

Event Closeout/Plant Recovery Chapter 9

Accident Dose Assessment 6.5.2

Hazardous Chemical/Oil Spill Response/Spill Cleanup Implementing Procedure
EIP-Z7Z-03010, Appendix A: Hazmat Locator
EIP-ZZ-03010, Appendix B: Above Ground Oil Storage and Use Facilities
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Appendix G

Evacuation Time Estimate for the Callaway Nuclear Plant Emergency Planning Zone
Sheet 1 of 1

This document is being controlled as a separate License Document in the Callaway Document Room.
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Appendix H
Public Alert System

The public alert system consists of the Integrated Public Alert and Warning System/Emergency Alert
System and Wireless Emergency Alert IPAWS/EAS and IPAWS/WEA), fixed sirens and tone alert
receivers and route alerting which provides notification to approximately 100 percent of the
population within the Callaway Plant Plume Exposure Pathway Emergency Planning Zone (EPZ).
IPAWS serves as the primary method of alert and notification, with sirens, tone alert radios and route
alerting as the backup methods.

IPAWS provides an integrated gateway to send alert and warning messages to the public using the
Emergency Alert System (EAS), Wireless Emergency Alerts (WEA), NOAA Weather Radio (NWR),
and other public alerting systems, all from a single interface. EAS participants are radio and TV
broadcasters, cable TV, wireless cable systems, satellite and wireline operators, with radio station
KTXY being Callaway's primary EAS source. Unlike most automated calling systems, WEAs are not
subscription based, so customers of participating wireless carriers (all major U.S. cell carriers are
participating) with WEA capable phones do not sign up to receive the alerts. Instead, they
automatically receive WEAs if a WEA is active in the area in which they are located. Also, WEAs
use SMS-Cell Broadcast (SMS-CB), a one-to-many service, which simultaneously delivers messages
to multiple recipients in a specified area. By using SMS-CB as the delivery service technology,
WEAs avoid congestion issues experienced by traditional voice and text messaging (SMS-PP)
alerting services, which translates into faster and more comprehensive delivery of messages during
times of emergency.

The fixed sirens are located in various populated areas (see Figure H-1) and tone alert receivers are
utilized for coverage of sparsely populated areas. Tone alert receivers are also used to augment
coverage of special facilities located within the EPZ.

The sirens have a rated output power of approximately 125DB at 100 ft. and each siren has a
coverage radius of 7000 feet.

The fixed sirens within each risk county are activated from the Callaway County 911 Center. The
tone alert receivers will be activated by one of two methods depending on receiver type. Earlier
issued models will be activated from EAS Common Program Control Station KTXY in Columbia,
Missouri when the EAS tone is transmitted. The All-Hazards Weather Radio type will be activated
by the National Weather Service when the EAS alert is sent. The alerting processes are performed in
parallel to ensure that all tone alert receivers are activated.

The route alerting system serves as a backup form of notification. Each of the four EPZ counties
(Callaway, Gasconade, Montgomery and Osage) have route alerting listed as a backup means of
notification in which county officials direct qualified personnel in the four EPZ counties to provide
emergency information from vehicles using a PA system.
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Public Alert System

Population at Schools and Other Institutions

Due to expected mobilization time requirements to institutional populations and the resources needed
for their evacuation, all special facilities are notified by their county's Emergency Operations Center
(EOC) at an emergency classification of SITE AREA EMERGENCY or greater. These facilities are
notified of a protective action situation via the public alert system and by telephone from the county
EOC.

Although some schools, located in the EPZ, are within the range of the fixed outdoor warning system,
notification of each school administration that protective action is called for is made via both the tone
alert receiver system and direct telephone call. The schools can then effect the alerting of students
and staff through their existing internal communications systems.

Populations located in selected institutions, such as medical, convalescent, or geriatric facilities are
also notified both through the tone alert receiver system and by telephone from the EOC.

Population In Transit

During an emergency condition, it can be expected that a number of persons would be traveling on
the road system within the EPZ. These travelers may be local residents or persons from other areas
traveling through or to areas within the EPZ.

Local trips within the EPZ are, of course, short trips with an average travel time of approximately

10 minutes. These local travelers can, therefore, be expected to be advised of the emergency
condition at their trip destination if they are not in an area covered by a fixed outdoor warning siren at
the time the warning is issued. They should, therefore, be notified within or near the required
15-minute notification period. Non local travelers will need to be diverted from entering the EPZ at
the earliest possible time, not only for their own protection but also to provide maximum available
road capacity in event of the evacuation of area residents.

Major roadway access control points are identified for the Callaway Plant EPZ (See Figure H-2).
These access points are to be controlled by local law enforcement personnel within each risk county.
These access control points may be manned to preclude entry to any subarea of the EPZ or to
preclude entry to the EPZ as a whole. Non local travelers are notified of an emergency condition at
these control points prior to their entry into a controlled access area.

There is a possibility that transients may be located in the Reform Wildlife Area surrounding the
Plant, on the Katy Trail State Park, or on the Missouri River. Transients in these locations are alerted
by the public alert sirens, and instructional material has been posted at Wildlife Area parking areas
and Public Access Points along the river to explain what to do if the fixed sirens are activated.

Table H-1 summarizes the public alert systems that are employed for different population segments
in the EPZ.

Page 135 of 140 Appendix H




RERP
Rev. 055

Table H-1
Alert Systems for Specific Population Segments
Population Segment Alert System

Population Segment

Alert System

Population at Home

IPAWS/Sirens/Tone Alert
Radios/Route Alerting

Population at Work

At Business Centers

IPAWS/Sirens/Tone Alert

Radios/Route Alerting

At Industrial Centers IPAWS/Sirens/Tone Alert
Radios/Route Alerting

At Places Outside the EPZ On Farms IPAWS/Sirens/Tone Alert
Radios/Route Alerting

Population in Transit

On the Road System IPAWS/Sirens/Authorities at EPZ
access control points.
On the River IPAWS/Sirens
Population at Business Centers IPAWS/Sirens/Tone Alert
Radios/Route Alerting

Population at Schools

IPAWS/Sirens/Tone Alert
Radios/Route Alerting /
Supplemental Notification
Methods

Population in Other Institutions

IPAWS/Sirens/Tone Alert
Radios/Route Alerting /
Supplemental Notification
Methods

Population at Recreational Areas

Hunting, Fishing, Camping,Hiking, Biking, Jogging,

IPAWS/Sirens//Route Alerting /

Etc. Supplemental Notification
Methods
At Sporting Events IPAWS/Sirens
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Figure H-1
Public Alert System Siren Coverage
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Figure H-2
Access Control Po
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List Of Supporting Radiological Emergency Response Plans
Sheet 1 of 1
L CALLAWAY PLANT
A. Fire Protection Program
B. Security Plan
II. COUNTY
A. Callaway County/Fulton Radiological Emergency Response Plan
B Osage County Radiological Emergency Response Plan
C. Montgomery County Radiological Emergency Response Plan
D Gasconade County Radiological Emergency Response Plan
1.  STATE
A. Missouri Nuclear Accident Plan - Callaway
IV.  FEDERAL
A. NRC Incident Response Plan - NUREG-0728
1. Agency Procedures for the NRC Incident Response Plan - NUREG-0845
2. Region IV Incident Response Supplement to NUREG-0845
B. Federal Emergency Management Agency, National Radiological Emergency Response Plan

1. Federal Emergency Management Agency Region VII Kansas City, Missouri
Emergency Response Team Plan
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Appendix J

Callaway Plant — On-Shift Staffing Analysis Report
Sheet 1 of 1

This document is being controlled as a separate License Document in the Callaway Document Room.
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