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Submitter Information
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General Comment

Submission of Comments on Draft Regulatory Guide DG-1364, “Damping Values for Seismic Design of
Nuclear Power Plants,”” Docket ID NRC-2023-0097. See attached comment.

Attachments
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July 12, 2023

LO-147087

Docket No. NRC-2023-0097

Office of Administration

ATTN: Program Management, Announcements and Editing Staff
Mailstop: TWFN-7-A60M

U.S. Nuclear Regulatory Commission

Washington, DC 20555-0001

SUBJECT:

Submission of Comments on Draft Regulatory Guide DG-1364, “Damping
Values for Seismic Design of Nuclear Power Plants,” Docket ID
NRC-2023-0097

REFERENCES: 1. Draft Regulatory Guide: Damping Values for Seismic Design of Nuclear

Power Plants, 88 Fed. Reg. 38408, June 13, 2023
2. Draft Regulatory Guide DG-1364, “Damping Values for Seismic Design
of Nuclear Power Plants,” June 2023

In a Federal Register Notice dated June 13, 2023 (Reference 1), the U.S. Nuclear Regulatory
Commission (NRC) issued for public comment draft Regulatory Guide DG-1364 (Reference 2),
requesting that comments be submitted by July 13, 2023.

The attachment to this letter provides comments on behalf of NuScale.

Please feel free to contact Elisa Fairbanks at (541) 452-7872 or at
EFairbanks@nuscalepower.com if you have any questions.

Sincerely,

Mark Shaver

Director, Regulatory Affairs
NuScale Power, LLC

Attachment:

Comments and Review of U.S. Nuclear Regulatory Commission Draft
Regulatory Guide DG-1364 (Proposed Revision 2 to Regulatory Guide
1.61) Damping Values for Seismic Design of Nuclear Power Plants

NuScale Power, LLC
1100 NE Circle Blvd., Suite 200  Corvallis, Oregon 97330  Office 541.360.0500  Fax 541.207.3928
www.nuscalepower.com
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Attachment
Page 2 of 2

Comments and Review of

U.S. Nuclear Regulatory Commission Draft Regulatory Guide DG-1364

(Proposed Revision 2 Regulatory Guide 1.61)

Damping Values for Seismic Design of Nuclear Power Plants

Page/Section/Paragraph

Comment

Proposed Resolution

Page 6, Section 1.1.2,
Table 2

The operating-basis earthquake damping value (percent
of critical damping) for steel-plate composite walls is given
as a range of 2 to 3 percent. Other structural materials in
Table 2 are listed as having single percentage damping
values. It is not clear what value should be selected.

It is recommended to keep
this damping value at 3
percent, consistent with
American Society of Civil
Engineers Standard 43-19.
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