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10 CFR 50.73 

Manual Actuation of Auxiliary Feedwater System Due to 22 Steam Generator 
Feedwater Pump Trip 

The attached report is being sent to you as required by 10 CFR 50. 73. 

There are no regulatory commitments contained in this correspondence. 

Should you have questions regarding this report, please contact Mr. Larry D. Smith at 
(410) 495-5219. 

Peter F. Moodie 
Plant Manager 

PFM/ALS/aj 

Attachment: LER 318-2023-003, Rev 00 

cc: NRC Project Manager, Calvert Cliffs 
NRC Regional Administrator, Region I 

NRC Resident Inspector, Calvert Cliffs 
S. Seaman, DNR 




