
 

 

 
10 CFR 50.59(d)(2) 

 
December 13, 2024 
BW240069 
 
 
U.S. Nuclear Regulatory Commission 
ATTN:  Document Control Desk 
Washington, D.C.  20555-0001 
 
 
  Braidwood Station, Units 1 and 2 
  Renewed Facility Operating License Nos. NPF-72 and NPF-77 
  NRC Docket Nos. STN 50-456 and STN 50-457 
 
Subject: 10 CFR 50.59 Summary Report 
 
 
Pursuant to the requirements of 10 CFR 50.59, “Changes, tests, and experiments,” paragraph 
(d)(2), Braidwood Station is providing the required report for Facility Operating License Numbers 
NPF-72 and NPF-77.  This report is being provided for changes implemented during the time 
period of June 19, 2022 through June 18, 2024 and consists of the 10 CFR 50.59 Coversheets 
for changes to the facility or procedures as described in the Updated Final Safety Analysis 
Report (UFSAR), and tests or experiments not described in the UFSAR. 
 
Please direct any questions regarding this submittal to Mr. Dane Brunswick, Regulatory 
Assurance Manager, at (779) 231-6246. 
 
Respectfully, 
 
 
 
Adam Schuerman 
Site Vice President 
Braidwood Station 
 
 
 
Attachment: Braidwood Station 10 CFR 50.59 Summary Report 
 
cc: NRR Project Manager – Braidwood Station 

Illinois Emergency Management Agency and Office of Homeland Security – Division of 
Nuclear Safety 

 US NRC Regional Administrator, Region III 
 US NRC Senior Resident Inspector (Braidwood Station) 
 

Constellation Energy Generation, LLC (CEG) 
Braidwood Station 
35100 South Route 53, Suite 84 
Braceville, IL  60407-9619 
 
www.constellationenergy.com 
 



 

 

bcc: Site Vice President – Braidwood Station 
 Director – Licensing and Regulatory Affairs 
 Manager, Licensing – Braidwood, Byron and LaSalle County Stations 
 Regulatory Assurance Manager – Braidwood Station 
 Braidwood Nuclear Licensing Administrator 
 Exelon Document Control Desk Licensing 
 Corporate Commitment Management Coordinator 
 Braidwood Commitment Management Coordinator 
 
  
 



 

 

ATTACHMENT 
 

Braidwood Station 10 CFR 50.59 Summary Report 
 

Evaluation No. Revision Title Approved on 

BRW-E-2019-91 
0 

Upgrade Existing AVRs with Digital ABB Unitrol Model 
04/07/2019 

1 1/30/2020 

BRW-E-2021-37 0 Ovation Automatic Runback of Main Turbine Upon Loss of Multiple 
Feed Water Pumps 7/28/2022 

BRW-E-2022-16 0 U1 and U2 Turbine Load Reject Time Delay Modification 8/11/2022 

BRW-E-2022-25 0 TRM Change and Procedure Revisions for change in TSR 3.1.b.4 
boration flow 9/09/2022 

BRW-E-2022-22 0 Implementation of Braidwood BOL MTC Elimination 9/23/2022 

BRW-E-2022-42 0 Updates B&B Chapter 15 Dose Analyses 4/17/2023 

BRW-E-2023-001 0 Thermal Overload Protection Surveillance Interval Change for U1 
and U2 SX001A Valves 4/13/2023 

BRW-E-2022-40 0 Reclassify ASME III FP Piping/Valves/Components in Seismically 
Qualified Areas 12/19/2022 

BRW-E-2024-01 0 Feedwater Regulating Valve Dual Positioner – Unit 1 / Unit 2 1/26/2024 

 


