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November 6, 1984 

U. S. Nuclear Regulatory Commission 
Washington, DC 20555 

Dear Dr. Palladino: 

SUBJECT: ACRS REPORT ON THE LIMERICK GENERATING STATION 

The Colffllittee commented on the application for a pennit to construct 
this Station in a report dated August 10, 1971, and on the application 
to operate this Station in an interim report dated October 18, 1983. 
During its 295th meeting, November 1-3, 1984, the Advisory Corrmittee on 
Reactor Safeguards continued its review of the application of the 
Philadelphia Electric Company (Applicant) for a license to operate the 
Limerick Generating Station, Units 1 and 2. This phase of the review 
was continued during ACRS Subcommittee meetings held on October 9-10 and 
October 20, 1984. The Committee also had the benefit of the documents 
referenced. During its review, the Corm1ittee had the benefit of 
discussions with representatives of the Applicant and the NRC Staff as 
well as written and oral statements from members of the public. 

The Committee stated in its October 18, 1983 interim report that, 
because of the uncertain schedule for Unit 2, it was not appropriate to 
report on Unit 2 at tha~time. Construction on Unit 2 has been stopped, 
but may be resumed after the start of operation of Unit l. We do not 
believe it is appropriate for the Committee to report on Unit 2 at this 
time. 

The Corm1ittee in its October 18, 1983 report stated that it had not 
completed its review and listed a number of matters yet to be con­
sidered. These matters have been discussed at subsequent Subcommittee 
and Committee meetings, and we conclude that they have been dealt with 
satisfactorily. 

In response to a request from the NRC Staff, the Applicant submitted a 
probabilistic risk assessment (PRA) in March 1981. A supplement to this 
PRA report was submitted in April 1983 in the form of a severe accident 
risk assessment (SARA) report. The NRC Staff has reviewed this study 
and has used results from this study in the Environmental Statement for 
this Station. The Applicant has used insights from this PRA/SARA 
evaluation in the design of and in the development of operational 
procedures for the Limerick plant. The Applicant, in discussions with 
the Committee, demonstrated an understanding of the methodology and its 
uses and a commitment to its application in the operation of the 
Limerick plant. The Applicant is to be co11111ended for this work. 
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The Limerick PRA/SARA includes a seismic risk analysis which reflects 
the state-of-the-art which was used in the Zion and Indian Point PRAs. 
The results obtained by these methods are characterized by large uncer­
tainties, and are the subject of disagreement in the scientific and 
engineering communities. We believe that the NRC and the industry 
should continue to work to develop methods which can be used to quantify 
seismic risk and to identify any seismic outliers which might exist. 

The Committee has previously recommended that the Zfon and Indian Point 
plants be reviewed for systems interactions that might lead to signifi­
cant degradation of safety. The issue of systems interactions is 
currently being addressed under the USI A-17, "Systems Interactions in 
Nuclear Power Plants." Philadelphia Electric Company has already 
examined many of the possible systems interactions in the Limerick 
plant. However, in view of the demography of the site, we recommend 
that Limerick rec~ive special attention in the NRC Staff's consideration 
of USI A-17. 

We believe that, subject to the resolution of open items identified by 
the NRC Staff and subject to the satisfactory completion of construc­
tion, staffing, and preoperational testing, there is reasonable assur­
ance that the Limerick Generating Station, Unit l can be operated at 
power levels up to 3293 MWt without undue risk to the health and safety 
of the publ k. 

Additional corrments by ACRS Member David Okrent are presented below. 

Sincerely, 

~-0O.~Q 
David A. Ward 
Actfog Chairman 

Additional Comn1ents by ACRS Member David Okrent 

The matter of potential improvements in design either to prevent or to 
mitigate severe accidents received only 1 imited attention by the NRC 
Staff during this review. Further studies are in progress which should 
be completed and evaluated in the next two or three years. At that 
tirae, the Limerick Generating Station should be reviewed for the possi­
ble desirability and appropriateness of such improvements. 
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1983 
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