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April 14, 2026

ULNRC- 07013

U.S. Nuclear Regulatory Commission

Attn: Document Control Desk

Washington, DC 20555-0001

10 CFR 50.90

Ladies and Gentlemen:

DOCKET NUMBER 50-483

CALLAWAY PLANT UNIT 1

UNION ELECTRIC CO.

RENEWED FACILITY OPERATING LICENSE NPF-30

SECOND SUPPLEMENT TO LICENSE AMENDMENT REQUEST TO REVISE
ALLOWABLE DIESEL GENERATOR FREQUENCY RANGE FOR TECHNICAL

SPECIFICATION 3.8.1, "AC SOURCES —- OPERATING," SURVEILLANCE
REQUIREMENTS (LDCN 24-0012)

References:

1. Ameren Missouri Letter ULNRC-06916, "License Amendment Request to Revise

Allowable Diesel Generator Frequency Range for Technical Specification 3.8.1, 'AC

Sources — Operating,’ Surveillance Requirements (LDCN 24-0012)," dated February 27,
2025 (ADAMS Accession No. ML25058A 156)

.
Ameren Missouri Letter ULNRC-06997, "Supplement to License Amendment Request to

Revise Allowable Diesel Generator Frequency Range for Technical Specification 3.8.1,
‘AC Sources — Operating,’ Surveillance Requirements (LDCN 24-0012)," dated March 18,
2026 (ADAMS Accession No. ML26077A 163)

By letter dated February 27, 2025 (Reference 1), and as supplemented by letter dated March 18, 2026

(Reference 2), Ameren Missouri submitted a license amendment request (LAR) to revise the allowable

diesel generator frequency range for Technical Specification 3.8.1, "AC Sources — Operating."
Subsequently, an NRC non-docketed email was received on April 2, 2026 with editorial comments and

a request to correct minor inconsistencies between Attachment 1, "Proposed Technical Specification
Page Markups,” of ULNRC-06916 and Attachment 2, "Proposed Technical Specification Clean

Pages,” of ULNRC-06916. Specifically, these comments noted differences in punctuation proposed in

the markups and what was shown in the proposed clean pages. In addition, the formatting of the clean

pages was not in alignment with the markups. Callaway is submitting corrected versions of

Attachment | and Attachment 2 in this letter, which replace the previously submitted versions from

ULNRC-06916.
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If there are any questions, please contact Jeremy Morton, Supervising Engineer, Licensing, at 314-

225-1803.

I declare under penalty of perjury that the foregoing is true and correct.

Sincerely,

MeenasB Baro
Thomas B. Elwood

Manager, Regulatory Affairs

Executed on: April 4, 2026
JWK

Attachments:

1. Proposed Technical Specification Page Markups (Revised)
2. Proposed Technical Specification Clean Pages (Revised) 
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Mr. John Monninger
Regional Administrator

U.S. Nuclear Regulatory Commission

Region IV

1600 East Lamar Boulevard

Arlington, TX 76011-4511

Senior Resident Inspector
Callaway Resident Office

U.S. Nuclear Regulatory Commission

8201 NRC Road

Steedman, MO 65077

Mr. Mahesh Chawla

Project Manager, Callaway Plant

Office of Nuclear Reactor Regulation
U.S. Nuclear Regulatory Commission

Mail Stop O8BIA

Washington, DC 20555-0001 



ULNRC-07013

April 14, 2026

Page 4 of 4

Index and send hardcopy to QA File A160.0761

Hardcopy:

Certrec Corporation
6500 West Freeway, Suite 400

Fort Worth, TX 76116

(Certrec receives ALL attachments as long as they are non-safeguards and may be publicly disclosed.)

Electronic distribution for the following can be made via Tech Spec ULNRC Distribution:

K. C. Scott

J. G. Beck

T. M. Hart

T. A. Witt

T. B. Elwood

J. W. Morton

NSRB Secretary
STARS Regulatory Affairs

Mr. Jay Silberg (Pillsbury Winthrop Shaw Pittman LLP)
Ms. Claire Eubanks (Missouri Public Service Commission)
Mr. Larry Lehman (DNR) 


