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RESPONSE TO REQUEST FOR ADDITIONAL INFORMATION  

04/13/2026 
SAFETY SYSTEM DIGITAL PLATFORM 

- MELTAC (MITSUBISHI ELECTRIC TOTAL ADVANCED CONTROLLER) - 
ASPM and CGD 

Mitsubishi Electric Corporation 

EPID:         L-2024-TOP-0036 
RAI NO.:    RAI 8 

DATE OF RAI ISSUE: 03/10/2026 

RAI 8 

Background and Issue: Criterion III, “Design Control”, requires, in part, that “Measures 
shall also be established for the selection and review for suitability of application of 
materials, parts, equipment, and processes that are essential to the safety-related 
functions of [SSCs]...The design control measures shall provide for verifying or checking 
the adequacy of design, such, as by the performance of design reviews, by the use of 
alternate or simplified calculational methods, or by the performance of a suitable testing 
program.” 

Criterion VII, “Control of Purchased Material, equipment, and Services,” requires, in part, 
that measures “be established to assure that purchased material, equipment, and 
services, whether purchased directly or through contractors and subcontractors, conform 
to the procurement documents...Documentary evidence that material and equipment 
conform to the procurement requirements shall be available at the nuclear power plant or 
fuel reprocessing plant site prior to installation or use of such material and equipment.” 

Section 7.7 of the Quality Manual, Revision 2, states, in part, that: 

1. [[            
           

2.               
            

          
            

         
3.              

         
            

        ]]. 
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The NRC staff reviewed this section and determined that it is unclear what items require 
documentation and what part of the organization is responsible for the determination. 

Request: Please provide clarification to explain: 

1. Whether only commercial grade items for design must be identified in an 
approved design output document. 

2. Which “section” with respect to the organization chart in Figure 1-1 of the Quality 
Manual, Revision 2, that Section 7.7 is referring. 

3. What is meant by [[      ]] 

 

ANSWER: 
1. [[             

 ]]. MELCO will revise the Quality Manual. 
2. [[           

 ]].  MELCO will revise the Quality Manual to add explanation of “section” 
to Figure 1-1 of the Quality Manual and also supplement Section 7.7 of the 
Quality Manual. 

3. [[           
     ]]. 

MELCO will revise the Quality Manual by clarifying the response above. 
 
 
Impact on Topical Report and/or Support Documents. 
MELCO will revise Figure 1-1 and Section 7.7 of Part II of the Quality Manual. 
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