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JEXU-1041-2168-NP(R0) 

RESPONSE TO REQUEST FOR ADDITIONAL INFORMATION  

04/13/2026 
SAFETY SYSTEM DIGITAL PLATFORM 

- MELTAC (MITSUBISHI ELECTRIC TOTAL ADVANCED CONTROLLER) - 
ASPM and CGD 

Mitsubishi Electric Corporation 

EPID:         L-2024-TOP-0036 
RAI NO.:    RAI 9 

DATE OF RAI ISSUE: 03/10/2026 

RAI 9 

Background and Issue: Criterion XI, “Test Control,” of Appendix B to 10 CFR Part 50, 
states, in part, that: 

"A test program shall be established to assure that all testing required to demonstrate 
that structures, systems, and components will perform satisfactorily in service is 
identified and performed in accordance with written test procedures which incorporate 
the requirements and acceptance limits contained in applicable design documents. The 
test program shall include, as appropriate, proof tests prior to installation, preoperational 
tests, and operational tests during nuclear power plant or fuel reprocessing plant 
operation, of structures, systems, and components." 

Section 11 of the Quality Manual, Revision 2, states, in part, that [[    
             

         ]]. 

The NRC staff reviewed the above information and determined that it is unclear how the 
test program will be documented. 

Request: Please provide clarification to explain what [[       
    ]] means. 

 

ANSWER: 
It meant that [[             

    ]]. MELCO will revise the Quality Manual. 
 
 
Impact on Topical Report and/or Support Documents. 
MELCO will revise Section 11 of Part II of the Quality Manual. 
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