
April 21, 2026

Phil Hansett, Site Vice President
Entergy Operations, Inc.
5485 U.S. Highway 61N
St. Francisville, LA 70775

SUBJECT: RIVER BEND STATION – FIRE PROTECTION TEAM INSPECTION REPORT 
05000458/2026010

Dear Phil Hansett:

On March 12, 2026, the U.S. Nuclear Regulatory Commission (NRC) completed an inspection 
at River Bend Station and discussed the results of this inspection with you and other members 
of your staff. The results of this inspection are documented in the enclosed report.

No findings or violations of more than minor significance were identified during this inspection.

This letter, its enclosure, and your response (if any) will be made available for public inspection 
and copying at http://www.nrc.gov/reading-rm/adams.html and at the NRC Public Document 
Room in accordance with Title 10 of the Code of Federal Regulations 2.390, “Public 
Inspections, Exemptions, Requests for Withholding.”

Sincerely,

Wes L. Cullum, Chief
Engineering Branch
Division of Operating Reactor Safety

Docket No. 05000458
License No. NPF-47

Enclosure:
As stated 

cc w/ encl: GovDelivery Subscriber

Signed by Cullum, Wes
 on 04/21/26

http://www.nrc.gov/reading-rm/adams.html
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Enclosure

U.S. NUCLEAR REGULATORY COMMISSION
Inspection Report

Docket Number: 05000458

License Number: NPF-47

Report Number: 05000458/2026010

Enterprise Identifier: I-2026-010-0007

Licensee: Entergy Operations, Inc.

Facility: River Bend Station

Location: St. Francisville, LA

Inspection Dates: February 22, 2026 to March 12, 2026

Inspectors: S. Makor, Senior Reactor Inspector/Executive Technical Assistant
N. Okonkwo, Reactor Inspector 
A. Lee, Fire Protection Engineer

Approved By: Wes L. Cullum, Chief
Engineering Branch
Division of Operating Reactor Safety
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SUMMARY

The U.S. Nuclear Regulatory Commission (NRC) continued monitoring the licensee’s 
performance by conducting a fire protection team inspection at River Bend Station, in 
accordance with the Reactor Oversight Process. The Reactor Oversight Process is the NRC’s 
program for overseeing the safe operation of commercial nuclear power reactors. Refer to 
https://www.nrc.gov/reactors/operating/oversight.html for more information.

List of Findings and Violations

No findings or violations of more than minor significance were identified.

Additional Tracking Items

None.

https://www.nrc.gov/reactors/operating/oversight.html
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INSPECTION SCOPES

Inspections were conducted using the appropriate portions of the inspection procedures (IPs) in 
effect at the beginning of the inspection unless otherwise noted. Currently approved IPs with 
their attached revision histories are located on the public website at http://www.nrc.gov/reading-
rm/doc-collections/insp-manual/inspection-procedure/index.html. Samples were declared 
complete when the IP requirements most appropriate to the inspection activity were met 
consistent with Inspection Manual Chapter (IMC) 2515, “Light-Water Reactor Inspection 
Program - Operations Phase.” The inspectors reviewed selected procedures and records, 
observed activities, and interviewed personnel to assess licensee performance and compliance 
with Commission rules and regulations, license conditions, site procedures, and standards.

REACTOR SAFETY

71111.21N.05 - Fire Protection Team Inspection (FPTI)

Structures, Systems, and Components (SSCs) Credited for Fire Prevention, Detection, 
Suppression, or Post-Fire Safe Shutdown Review (IP Section 03.01) (3 Samples)

The inspectors verified that components and/or systems will function as required to support 
the credited functions stated for each sample. Additional inspection considerations are in the 
fire hazards analysis (FHA) or safe shutdown analysis (SSA).

(1) Reactor Core Isolation Cooling (RCIC) & Residual Heat Removal (RHR-C) 
(2) Standby Switchgear - Rooms ‘A’ (C-14), ‘B’ (C-15), & ‘C’ (C-22)
(3) Standby Service Water (SSW) Pumps

Fire Protection Program Administrative Controls (IP Section 03.02) (1 Sample)

The inspectors verified that the selected control or process is implemented in accordance 
with the licensee’s current licensing basis. If applicable, ensure that the licensee’s FPP 
contains adequate procedures to implement the selected administrative control. Verify that 
the selected administrative control meets the requirements of all committed industry 
standards.

(1) The inspectors reviewed the licensee’s fire brigade training/qualification program and 
observed the Unannounced fire drill

Fire Protection Program Changes/Modifications (IP Section 03.03) (2 Samples)

The inspectors verified the following:
a. Changes to the approved FPP do not constitute an adverse effect on the ability to safely 
shutdown.
b. The adequacy of the design modification, if applicable.
c.  Assumptions and performance capability stated in the SSA have not been degraded 
through changes or modifications.
d. The FPP documents, such as the Updated Final Safety Analysis Report, fire protection 
report, FHA, and SSA were updated consistent with the FPP or design change.
e. Post-fire SSD operating procedures, such as abnormal operating procedures, affected by 
the modification were updated.

http://www.nrc.gov/reading-rm/doc-collections/insp-manual/inspection-procedure/index.html
http://www.nrc.gov/reading-rm/doc-collections/insp-manual/inspection-procedure/index.html
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(1) Class 1E Modifications 
• Engineering Change 93841, “Degraded Voltage Calculation for Class 1E 

Buses and 480V Motor Operated Valves” 
• Engineering Change 54180805, “Issue Rosemount EGS Qual Reports”

(2) Temporary Modifications (TMOD) 
• Engineering Change 54098316, “Calculation and Evaluation to use a 

Temporary Pump and Piping System”  
• 54176685, “Change to the Alternate Backup Fire Water Supply Temporary 

Modification”
• Engineering Change 54064620, TMOD Install External Oil Reservoir in 

Drywell for B33-PC001A to Maintain Oil Levels within acceptable limits

INSPECTION RESULTS

No findings were identified.

EXIT MEETINGS AND DEBRIEFS

The inspectors verified that no proprietary information was retained or documented in this 
report.

• On March 12, 2026, the inspectors presented the fire protection team inspection results 
to Phil Hansett, Senior Vice President, and other members of the licensee staff.
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DOCUMENTS REVIEWED

Inspection 
Procedure

Type Designation Description or Title Revision or 
Date

71111.21N.05 Calculations EN-DC-126 Fire Protection Water Alternate Supply Hydraulic Analysis 10
71111.21N.05 Calculations G13.18.12.2-022 Combustible Loading Calculation Original 002
71111.21N.05 Calculations G13.18.12.2-022 Combustible Loading Calculation 010
71111.21N.05 Calculations G13.18.12.2-025 Evaluation of Fire Barrier Separating Fire Area C-17 

(Room 3C04) and Fire Area C-27 (Room 3C02) Through 
Penetration 1-C-159

000

71111.21N.05 Corrective Action 
Documents 

CR-RBS 2023-06322, 2023-06348, 2023-06364, 2023-06381, 
2023-06353, 2023-08717, 2023-08764, 2025-01585, 
2025-02955, 2024-02815, 2024-00879, 2024-00725, 
2023-07859, 2023-05950, 2022-06030, 2022-06356, 
2025-02939, 2024-02984, 2025-01354

71111.21N.05 Corrective Action 
Documents 
Resulting from 
Inspection 

CR-RBS 2026-00794, 2026-00798, 2026-00935

71111.21N.05 Drawings 0214.400-273-
008_R301

PS-1 System Drawing 301

71111.21N.05 Drawings 0221.415-000-
101

125 VDC Distribution System, 2600 KW, 4160, 3Ph, 60HZ 
0.8 PF Emergency Diesel Generator E22-S001

302

71111.21N.05 Drawings 0228.212-047-
002

3”-6” Gate valve Bolted Bonnet Forced Motor Operator K

71111.21N.05 Drawings 232.920-257-019 SSW Pump Motor Outline SWP-P2A Dwg 301
71111.21N.05 Drawings EB-003AC Fire Area Boundaries, Plant Plain View-Elevations 83’-0”” 

to 106’-0”
007

71111.21N.05 Drawings EB-003AD Fire Area Boundaries, Plant Plain View-Elevations 109’-
0”” to 148’-0”

009

71111.21N.05 Drawings EB-003AD Fire Area Boundaries, Plant Plain View-Elevations 109’-
0”” to 148’-0”

009

71111.21N.05 Drawings EE-001A Main One-line Diagram, Key Drawing, Power Distribution 036

71111.21N.05 Drawings EE-001AC Startup Electrical Distribution Chat 065
71111.21N.05 Drawings ESK-06RHS17 Elementary Diagram 480V Control Circuit Residual Heat 009
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Inspection 
Procedure

Type Designation Description or Title Revision or 
Date

Removal System
71111.21N.05 Engineering 

Changes 
0054180805 ISSUE ROSEMOUNT EGS QUAL REPORTS 000

71111.21N.05 Engineering 
Changes 

93841 Degraded Voltage Calculation for Class 1E Buses and 
480V Motor Operated Valves from the replacement of the 
Division III HPCS Transformer E22-S003

000

71111.21N.05 Engineering 
Changes 

EN-DC-128 EC54098316, “Calculation and Evaluation to use a 
Temporary Pump and Piping System”

05/13/2024

71111.21N.05 Engineering 
Changes 

EN-DC-128 EC54176685, “Change to the Alternate Backup Fire 
Water Supply Temporary Modification”

05/13/2024

71111.21N.05 Engineering 
Evaluations 

ER-RB-2004-
0275-000

Summarize all RBS NFPA Code Deviations 05/20/2004

71111.21N.05 Fire Plans CB-098-117 Standby Switchgear 1B Room Fire Area C-14 05/15/2025
71111.21N.05 Fire Plans CB-098-118 Standby Switchgear 1A Room Fire Area C-15 06/05/2019
71111.21N.05 Fire Plans CB-116-131 Standby Switchgear 1C Room Fire Area C-22 04/04/2022
71111.21N.05 Fire Plans SP-118-450 Standby Cooling Tower Pump A Room Fire Area PH-1/Z-

1
06/19/2019

71111.21N.05 Fire Plans SP-118-451 Standby Cooling Tower Pump B Room Fire Area PH-2/Z-
1

06/22/2011

71111.21N.05 Fire Plans Sp-137-460 Standby Cooling Tower Pump A Transformer Room Fire 
Area PH-1/Z-2

06/19/2019

71111.21N.05 Fire Plans SP-137-461 Standby Cooling Tower Pump B Transformer Room Fire 
Area PH-2/Z-2

06/17/2004

71111.21N.05 Miscellaneous PM Strategy for Sprinkler Test or Replacement for 
License Renewal

71111.21N.05 Miscellaneous 232.920 Technical Specification for Standby Service Water Pump 6/23/1981
71111.21N.05 Miscellaneous AB-070-504 RHR C Pump Room Fire Area AB-4/Z-1 and Z-2 004
71111.21N.05 Miscellaneous ESMOS Logs h13-F703 mcr ESOMS LOGS
71111.21N.05 Miscellaneous ESMOS Logs h13-f710 ESOMS MCR LOG
71111.21N.05 Miscellaneous FPP-

0134R000NP-99
PROCEDURE ACTION REQUEST (PAR) for FPP-0134 000

71111.21N.05 Miscellaneous IMS Item 107 Fire Hose Question Justification N/A
71111.21N.05 Miscellaneous IMS Item 108 OPS PS-1 System Report
71111.21N.05 Miscellaneous IMS Item 116 FPP-0130 and FPP-0131 Baseline Inspection of Fire N/A
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Inspection 
Procedure

Type Designation Description or Title Revision or 
Date

Dampers 
71111.21N.05 Miscellaneous IMS Item 120 FPP LBDCR statement for Item 120 N/A
71111.21N.05 Miscellaneous IMS Item 89 CR list and Fire Watches N/A
71111.21N.05 Miscellaneous IMS Item 93 Penetration Seals Contractor Report
71111.21N.05 Miscellaneous LO-RBS-2025-

00105
2026 NRC Triennial Fire Protection Inspection Focused 
Self-Assessment

7/9/2025

71111.21N.05 Miscellaneous MR 96-0062 Upgrade ERIS Computer 09/25/2007
71111.21N.05 Miscellaneous PAD -133 PAD For FPP-0133_Non-Divisional 3 On Line Fire 

Damper Functional Test
000

71111.21N.05 Miscellaneous PAD 131 PAD for FPP-0131_Division 2 On Line Fire Damper 
Functional Test

000

71111.21N.05 Miscellaneous PAD 132 PAD For FPP-0132_Division 3 On Line Fire Damper 
Functional Test

000

71111.21N.05 Miscellaneous RBS-EP-19-
00022

Review of the Fire Protection Program for LR 
Implementation

000

71111.21N.05 Miscellaneous S188-0118 Vendor document Siemens Instruction for Induction 
Motors Generators Large Frame Vertical

001

71111.21N.05 Miscellaneous VTD H127-0103 Vendor Technical Document for Hayward Tyler Instruction 
Manual for Standby Service Water Pumps

001

71111.21N.05 Procedures 240.201A Post-Fire Safe Shutdown Analysis 006
71111.21N.05 Procedures 240.201A Post-Fire Safe Shutdown Analysis 006
71111.21N.05 Procedures AOP-0031 Shutdown From Outside the Main Control Room 342
71111.21N.05 Procedures AOP-0052 Fire Outside the Main Control Room in Areas Containing 

Safety Related Equipment
034

71111.21N.05 Procedures EN-DC-128 Fire Protection Impact Reviews 016
71111.21N.05 Procedures EN-LI-100 Process Applicability Determination 035
71111.21N.05 Procedures EN-LI-113 Licensing Basis Document Change Requests 023
71111.21N.05 Procedures EN-MA-106 Final Planning 009
71111.21N.05 Procedures EN-OP-123 Time Critical Action Program Standard 009
71111.21N.05 Procedures EN-WM-100 Final Work Order Generation, Screening and 

Classification
023

71111.21N.05 Procedures FPP-0017 Standpipe and Hose Main Drain Test (FPW) 000
71111.21N.05 Procedures FPP-0130 Division 1 Online Fire Damper Functional Test 000
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Inspection 
Procedure

Type Designation Description or Title Revision or 
Date

71111.21N.05 Procedures FPP-0131 Division 2 Online Fire Damper Functional Test 000
71111.21N.05 Procedures FPP-0132 Division 3 Online Fire Damper Functional Test 000
71111.21N.05 Procedures FPP-0133 Non-Divisional Online Fire Damper Functional Test 000
71111.21N.05 Procedures FPP-0134 Inaccessible Fire Damper Functional Test
71111.21N.05 Procedures RBS-ME-15-

00016
Aging Management Review of the Fire Protection Halon 
System

000

71111.21N.05 Procedures SOP-0037 Fire Protection Water System Operating Procedure 050
71111.21N.05 Procedures STP-000-3401 Fire Door Release and Closing Mechanism Inspection 302
71111.21N.05 Procedures STP-000-3601 Inaccessible Fire Barrier Outage Inspection 004
71111.21N.05 Procedures STP-000-3602 Fire Barrier Visual Inspection 017
71111.21N.05 Procedures STP-000-7003 Division 3 Online Fire Damper Visual Inspection 002
71111.21N.05 Self-

Assessments 
EN-LI-104 2026 NRC Triennial Fire Protection Inspection Focused 

Self Assessment
07/29/2025

71111.21N.05 Work Orders WO 52985572, 54052013, 53005329, 54009417, 52953824, 
00443866, 52823519, 54023492, 52919677, 53008054, 
54325079, 52999288, 52968161, 52995518, 52997256, 
52711815, 53027081, 54086332, 52981854, 00573825, 
54348699, 54306434, 52995518, 53038933, 54250612, 
54325079


